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FOREWARD

This interim guide was prepared by Brookhaven National Laboratory with
the assistance of equipment manufacturers and the residential oil heating in-

dustry at large, and the wealth of information developed during the last six
years under the U.S. Department of Energy. The effort was funded by the Naval
Civil Engineering Laboratory, Port Hueneme, CA. and conducted under the
auspices of the U.S. Department of Energy.

The information contained in this interim guide is intended for ex-
perienced oil burner service personnel. While the general thrust of the guide
is directed at retention head burner technology, other equipment options are
discussed. An attempt is made to explain how the various parts of the heating
system function together and how various options can be selected to improve
performance.

The material in section 1.0 essentially summarizes the subject of im-
proved efficiency in residential oil-fired heating systems. Section 2.0 dis-

cusses in some detail the function of the high pressure atomizing oil burner
and describes the retention head burner technology. Section 3.0 outlines the
theory behind heating equipment efficiency and discusses the adjustment of
oil-fired heating equipment in the field. In section 4.0 a reasonably compre-
hensive discussion of parameters effecting heating equipment performance is
presented. Finally in section 5.0 various retrofit options are discussed in
detail together with specifics regarding oil firing rate optimization. The
appendices at the back of the guide contain detailed discussion of combustion
theory, flue gas measurements, some selected burner installation instructions
provided by manufacturers, as well as cautionary comments on some energy
conservation devices not covered elsewhere in the report.

For information on this report, please contact:

Dr. Suresh C. Garg

Code L63
Naval Civil Engineering Laboratory
Port Hueneme, CA 93043
(805) 982-4675

FTS 799-4675
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1.0 INTRODUCTION

1.1 Purpose of Interim Guide

In simple terms the purpose of this Interim Guide is to assist Navy
'personnel in making good choices in planning the replacement of oil burners

and the servicing of equipment used in the heating of Naval buildings and
residential housing.

The information in the guide is intended to assist the user in the
following general areas; 1) retention head oil burners and how they can
improve the efficiency of heating equipment when they are correctly selected,
installed and maintained over their service life, 2) other energy saving
devices or techniques and how well they work, 3) how and why the various parts
of the heating system work together.

With this information the user will be better able to maintain the per-
formance of the existing equipment, to accurately judge manufacturer claims
about performance or savings and to correctly select replacement equipment.

This guide contains information which is applicable to a wide range of
oil-fired heating equipment and does not attempt to deal with issues or
subjects which are specific to Naval shore applications. These specific
issues and subjects will be covered in a user data package which will be
prepared later in the project. A summary of the current report is given
below.

1.2 Summary

1.2.1 Improved Efficiency and Consumption

Some manufacturers of modern oil burners claim large efficiency improve-
ments with the use of their product. Some of the claimed improvement is due
to improved combustion and this is true of many modern burner designs which
use air swirling vanes in the burner tip. Another part of the improvement is
due to a reduction in losses from the furnace or boiler when the burner is
off. This is due to smaller required air inlet shutter settings and the com-
plex air vanes in the burner tip. These features help to reduce the free
movement of cool air through the furnace or boiler during the off period
reducing the amount of heat lost up the flue. At the time of installation
other improvements may be made which do not involve the burner specifically
but for which the manufacturers take credit in making their claim. Some of
these improvements relate to improvements in the general condition of the fur-
nace or boiler before the installation of the new burner. Performance of the

* heating system is reduced by such things as poor adjustment, the buildup of
soot on heat exchange surfaces, missing flue gas baffles, air leaks into the
combustion chamber, and high heat exchanger operating temperatures. Correc-
tion of these problems at the time of the burner replacement can add greatly
to the improvement due to the burner alone and when taken in total may result
in a substantial reduction of fuel consumption over the heating season. It is
important to understand how the correction of each problem contributes to
overall savings and this will be discussed later in the report.

4 -t-"
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At this point, it may be useful to discuss the relationship between
improved heating efficiency and fuel consumption. Basically, the total annual
fuel consumption of heating equipment in buildings is equal to the total
amount of heat required for the year divided by the product of the average
efficiency of the heating equipment over the year and the higher heating value

of the fuel.

Total Heat Required (Btu)

(Gallons) Average Efficiency x Fuel Heating Value (Btu/Gal)

The total amount of heat required for a building can be estimated from
calculations of its heatin) needs for human comfort and hot water.

Estimating the average efficiency of the heating system is much more

difficult. The efficiency of heating equipment varies depending on how fre-
quently it is required to deliver heat. Generally speaking the more frequent-

ly the system delivers heat the higher its efficiency. Maximum system effi-
ciency occurs when the system is continuously delivering heat. This is called
steady state operation and the resulting efficiency of heat delivery is called
steady state efficiency. Unfortunately heating systems rarely operate at

steady state conditions. The is due to the fact that the building heating
needs vary hour to hour and are almost always very much smaller then the maxi-

mum output of the heating system. For this reason the average efficiency of
heating equipment over the year will be less then its steady state efficien-

cy. How much less depends on the heating equipment and its application.

Fortunately most changes in annual fuel consumption can be estimated by

using measurements commonly taken in the field by heating system service peo-
ple. These measurements involve a simple stack gas analysis of the heating
system under forced steady state operation. These measurements can be trans-
lated into what is called a steady state stack gas efficiency. It is inter-
esting that these efficiency measurements, if carefully taken, are higher then

the true steady state heat delivery efficiency by a constant amount for the
same heating system. Because of this, changes in the steady state stack gas
efficiency can be used to estimate changes in the true steady state heat
delivery efficiency. From this conservative estimates of the savings in
annual fuel consumpton due to heating system modification or servicing can be
made. The following formula can be used for estimating savings:

New Stack Efficiency - Old Stack Efficiency
Annual Fuel Savings (%) .... x I00

New Stack Efficiency

1.2.2 Cost Effectiveness

The cost effectiveness of a particular energy conservation measure may be

evaluated under actual operating conditions if sufficient information about
fuel consumption and delivered heat energy is available. This information is

sometimes difficult to obtain and it becomes necessary to make estimates with-
out the benefit of extensive tests. The procedure outlined above can be used

.:
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to make such estimates. The effectiveness of replacing conventional burners
with retention head burners can be evaluated in the following example.

Based on stack gas measurements taken in the field the average as-found
steady state stack gas efficiency of 161 steel boilers using conventional
burners was found to be 72.5%. The installation of retention head burners
together with careful adjustment could be expected to result in a new stack
gas efficiency of 83%. Calculation of the expected annual savings can be
written as:

83.0 - 72.5
Annual Fuel Savings (%) - x 100 - 12.7%

83.0

Assuming a previous annual consumption of 1200 gallons the expected savings

is:

Prey. Consumption (Gal.) x % SavingsAnnual Fuel Savings (Gal.) ----

100

1200 Gal. x 12.7%-= -f 152 Gallons
100

The installed cost for a retention head burner is about $325. Assuming a per
gallon fuel cost of $1.12 ($8.10 per 106 Btu) the simple payback is:

Installed Cost ($)Simple Payback =ffi

Cost of Fuel ($/gal) x Savings Per Year (gal/yr)

325 $

Simple Payback = - 3= 1.9 years = 23 months

1.12 $/gal x 152 gal/yr

It should be noted that these savings represent improvements in the com-
bustion process only. Some additional savings in boilers can be expected due
to reduction of losses in the burner off period.

1.2.3 Recommendations

Later sections in this guide will focus on heating equipment design and
operation, and on heat loss and efficiency. Clearly, heat losses from equip-
ment can reduce system efficiency, and the performance of many boilers and
furnaces can be improved in this area. The purpose of this section is to in-
troduce a wide range of energy-saving equipment modifications and indicate
both expected fuel savings and possible adverse effects. This information
must be supplied to users so that they can decide on the best conservation
approach for their specific application. Heating system improvement often re-
duces excessive fuel cost more than many other home energy conservation mea-

*sures at less expense to the user.

-3-
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The adverse effects that can result from some modifications are included,
so that equipment users are aware of both positive and negative results.
While variability in heating equipment and retrofit designs prevent the devel-
opment of a general and simplified installation approach, the experienced
service person using manufacturers instructions can adapt heating equipment to
operate more efficiently while assuring safe and reliable operation.

Many heating unit modifications exist that will reduce heat loss and
improve efficiency. These range from simple control adjustments of boilers
and furnaces to the replacement of the entire heating system. The low-cost
approaches should be considered for all heating units. Higher cost modifica-
tions must not be automatically rejected, however, because in the long term
they offer the greatest energy savings, and they are often economically
attractive. The specific heating unit modifications included here represent
two groups which are:

1. Relatively High Cost Modifications

o Flame retention head burners.
o Replacement boilers or furnaces.
o Flue heat reclaimers.
o Vent dampers.

2. Relatively Low Cost Modifications

" Reduced fuel firing rates (smaller fuel nozzles).
o Reduced temperature settings for boilers and furnaces.
o Pipe or duct insulation.
o Turbulator (baffle) replacement for steel tube boilers.
" Heating system tune-up.

1.2.3.1 Relatively High-Cost Modifications

A. Retention Head Burners. Installation of flame retention head burners
as replacements for older units is an effective and economic means for con-
serving heating oil. Flame retention burners represent an important advance
in burner performance and the technology has been proven by many years of
field experience. Few problems are anticipated by widespread use of newer
burners, but careful installation and adjustment practices are required to
assure safe and efficient performance.

Extensive laboratory and field investigations indicate that replacement
% of older burners with flame retention units will reduce fuel use by an average

of 15%. Savings measured in the laboratory range from about 5 to 25%, whilefield investigations show larger variations. It is possible in some field in-

stallations to save up to 40% by burner replacement.

Flame retention head burners do not present the reliability problems that
are sometimes associated with new energ) saving add-ons because these burners
have been available for more than a decade. Many burner components are the
same as older oil units that have been used for several decades, therefore,

- 9 2- % -



few problems are expected by wider use of retention head burners. One area
that must be considered by installers, however [s the possible incompatibility
with some older heating units. These boilers and furnaces may not have been
designed for the higher flame temperatures produced by new burners, and modi-
ficatton of the combustion chamber may be required.

Generally, flame retention burners reduce annual fuel use by an average
of 15%, and the installed cost assumed here can range from less than $300 to
above $500. If we assume a typical fuel useage of 1200 gallons per year and a
fuel cost of $1.00 per gallon, then the annual fuel savings is $180. In this

-I case the burner pays for itself in about two years, and this payback period is
shorter for homes with higher fuel consumption or less efficient heating
units. Table 5.1 gives examples of payback periods for different values of
equipment costs, annual fuel uses, and efficiency improvements.

B. Replacement of Boilers and Furnaces. RepLacement of obsolete boilers
and furnaces with modern highly efficient models can reduce fuel cost more
than any other option available to homeowners. A government efficiency label-
ing program is in place which can identify high efficiency units. Older
boilers and furnaces with outdated design features should be replaced. High
equipment costs may deter investment, but planning should focus on the sub-
stantial savings that are available. Remember that paybacks become shorter as
the price of fuel rises.

Fuel savings that result from boiler or furnace replacement depend on the
original and final efficiency of the heating system. These efficiencies are
difficult to evaluate, but laboratory and field studies show that fuel savings
of 25% or more are common. Nine out of ten units are expected to save between

.,-S 20 and 35 percent.

New boilers and furnaces are not expected to present adverse effects when
compared to the older units they replace. Service requirements should be re-
duced, and occupant satisfaction improved. properly installed replacement

5boilers and furnaces provide many years of economical thermal comfort.

A basis for evaluating the value of boiler or furnace replacement is the

payback period (discussed earlier). The payback period is the number of years
required to pay for the new equipment with fuel savings. Payback periods vary
with:

o Original system efficiency.
o Final system efficiency.
o Cost of equipment.
o Fuel consumpt ion.
o Price of fuel per gallon

%
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Fuel cost reduction and payback period are calculated in the example
below:

o Fuel savings of 25%.
o Installed cost of $2000 for the new equipment.
o Fuel consumption of 1500 gallons per year.
o Fuel price of $1.00 per gallon

(Installed costs vary widely and can be considerably less than or greater
than this example).

o Annual fuel savings = 375 gallons
o Payback period = 5.33 years

Table 5.5 gives examples of payback periods for different values of
equipment costs, annual fuel uses and savings percentages.

C. Heat Reclaimers. Flue heat reclaimers reduce on-cycle heat loss.

Some flue heat loss cannot be avoided, but many heating units have excessive
losses. Reclaimers that heat boiler water reduce fuel use from about 6 to
20%. Fuel savings are estimated by measuring on-cycle heat loss, and heating
units with high flue temperature save the most. Adverse conditions including

, reduced chimney draft and heating unit corrosion are possible and reclaimers
,, must be installed carefully.
.4

Flue heat reclaimers are not the best option for many heating units.
a, They are add-ons that increase the complexity of the heating system, and,

therefore, can cause operational problems. Replacement of old boilers and
furnaces is a better option for many users. Also, other equipment modifica-
tions including new flame retention burners reduce on-cycle heat loss. Flue
heat reclaimers are useful in some cases particularly where flue gas tempera-
tures are high and boiler or furnace replacement cannot be considered.

Heat reclaimer performance depends on its design and the on-cycle flue
gas temperature of the heating unit. Tests of water type reclaimers on boil-
ers at Brookhaven National Laboratory show fuel savings that range from 6 to
20% for typical heating units with high flue temperatures. The difference
reflects design variations of the heat reclaimers. Measurement of the actual
heat output is necessary to compare the performance of different reclaimers.

Two adverse conditions can result from the use of flue heat reclaimers:

o Reduced chimney draft.
o Heating unit corrosion.

Heat reclaimers often contain heat transfer surfaces that reduce the
total free area of the flue pipe. These restrictions limit the ability of the
chimney to remove combustion exhaust gases. Insufficient chimney draft is a
problem for some heating systems and flue heat reclaimers can make the problem
worse. Also, heat reclaimer flue passages tend to collect soot, and this
further aggravates the problem. The soot deposits reduce the effectiveness of

-6-



the reclaimer and periodic cleaning is required. Consider the case of
servicing and cleaning when selectig a reclaimer.

Heat reclaimers reduce chimney draft in another way. The reclaimer low-
ers exhaust temperature and draft is directly related to this temperature.
Better reclaimers create lower exhaust temperatures and less chimney draft.
Some heating units continue to operate properly with lower draft, but others
do not. Equipment installers must be certain that there is sufficient chimney
draft after heat reclatmer installation.

Heating unit corrosion is another adverse effect of flue heat reclaim-
ers. The cooler exhaust gases approach the point at which water vapor con-
denses. The water vapor combines with other flue gases to form a corrosive
liquid. If the water vapor condenses on heating unit or flue surfaces, then
corrosion damage may result. Equipment lifetime is shortened by corrosion.
Typically, a final flue (after the heat reclaimer) temperature of about 350*F
is considered safe for oil-fired heating units. Systems with lower flue tern-
peratures or long exhaust pipes are more likely to have flue gas condensation
problems.

A typical fuel saving is 12% for a flue heat reclaimer, and installed
costs range from less than $400 to above $700. The fuel saving and installed
cost for an example case are:

" Percent Savings: 12%
" Annual Fuel Use: 1500 gallons
o Fuel Cost: $1.00 per gallon
o Annual Savings: $180
o Installed Cost: $550
o Payback Period: 3 years

The reclaimer in the example above saves $180 per year and costs $550,
with a payback period of 3 years. Other examples are shown in Table 5.4.

D. Vent Dampers. Vent dampers reduce off-cycle and air infiltration
heat losses. Average savings are about 8%, but installed on some older heat-
ing units they may save more. off-cycle loss cannot be measured in the field,
however, and accurate prediction of savings is difficult. Vent dampers that
close tightly save more fuel than dampers with cut-outs that permit off-cycle
air flow. Many factors affect heat loss and vent damper effectiveness, and
dampers should be used on systems with larger off-cycle heat losses. While
savings are less than those for burner replacement, vent dampers can he eco-
nomically attractive for many homes.

Laboratory and field studies show that vent dampers reduce fuel use on
- the average by 2% to more than 14%. The actual reduction depends on existing

off-cycle and infiltration heat losses. Field studies indicate average fuel
savings are about 8% for oil-fired heating units.

Laboratory tests show that tight-closing dampers are better than units
with cutouts. Tight dampers often include a time delay before closure to

.- 7 - .N
e' i'-7



i. _ W - A %b A A

allow purging of combustion gases from the heating unit. This short delay
does not reduce fuel savings, but cut-outs reduce fuel savings signficantly.

? .* For example, Brookhaven National Laboratory tests show that one boiler saved
11% with a tightly closing damper. The same boiler with damper blade cut-outs

. saved only 5%. This shows that cut-outs can reduce savings by 50% compared to
tightly cloning units. Clearly, vent dampers that close tightly save more
fuel than other designs.

Two areas of concern exist for vent dampers:

o Operating the burner while the damper is closed.
o off-cycle odors.

Operating the burner while the damper is closed is an obvious safety
problem, but most dampers have control features to prevent it. Careful
installation is essential to be sure that all safety devices are operative.
Manufacturer instructions must be followed explicitly!

payback periods are shown in Table 5.2. Generally, the payback periods
for vent dampers are longer because fuel savings are less than for new burn-
ers. A typical example may be represented by:

o Installed cost: $350
o Annual fuel use: 1500 gallons
o Percent savings: 9 percent
o Fuel cost: $1.00 per gallon

The payback period for this case is about 3 years with an annual savings
of $120. This is not the best payback or annual cost saving measure, but it

-. does represent an attractive investment for many homes. Heating systems with
design features that tend toward high off-cycle and infiltration losses are
certainly candidates for vent dampers.

1.2.3.2 Relatively Low Cost Modifications

A. Reduced Fuel Firing Rate. Reduced fuel firing rate is a low cost
modification that can become part of periodic burner servicing. Fuel savings
average about 8% for boilers and furnaces. Smaller nozzles are not suitable
for all heating units and several adverse effects must be considered before
modification. Standard procedures are available for choosing the appropriate
nozzle size, and these can become part of standard burner adjustment
procedures.

.." Laboratory measurements, field investigations and computer simulations

show that lowered firing rates reduce fuel use by about 8%. Savings for warm
air furnaces average 7.5% while boilers average 8.5%. It is difficult to
separate on-cycle and off-cycle savings, but laboratory tests on boilers show
that a large part of the savings occurs during the burner off-cycle.

~- 8-



Reduced nozzle size is not appropriate for all heating units, and several
undesired effects are possible. These include:

o Insufficient heat during peak heating requirements.
" Slow response to changing heat loads.
o Burner on-cycle flue loss may increase.
o Inadequate domestic hot water supply.

Reduced fuel firing rate Is a low cost option with important benefits.
If it becomes part of a periodic service procedure, then the added cost is
minimized. Typical fuel savings are 8%. The economics are very favorable as
seen in the example below:

o Percent savings: 8%
o Annual fuel use: 1500 gallons
o Annual fuel savings: $120
o Installed cost: $30
o Payback period: 0.25 years

The cost of reduced firing rate pays for itself in about three months In
this case.

B. Reduced Temperature Settings for Boilers and Furnaces. The effi-
ciency of many '-eating systems improves with reduced boiler water or fan

.1 shut-off temperatures. Manual adjustment of controls can be part of annual
tune-up procedures at low cost. First, advise each occupant of expected sav-
ings and possible adverse effects. Automatic controllers change boiler tem-
perature continuously during the heating season, but compare their installed
cost to expected savings. Systems with large off-cycle heat loss and high
off-cycle temperature can save the most. Payback periods and annual fuel sav-
ings for automatic boiler controls are worthwhile in some cases.

Laboratory tests on hot water boilers show a direct relationship between
boiler temperature and off-cycle loss. Tests show that off-cycle heat loss
doubles when the water temperature increases from 140OF to 200*F. These test
results are for one specific boiler-burner combination, but other units show a

A" similar effect. Less test data is available for warm air furnaces, but losses
are effected by higher temperature also. Clearly, off-cycle heat loss In-
creases with the temperature of the boiler or furnace.

Actual fuel saving depends on the initial off-cycle heat loss and the
degree by which boiler (or furnace) temperature is reduced. Typical savings
of about 10% are expected for older burner-boilers with large losses when
automatic controls are applied. Manual adjustment is less effective and sav-
ings are less predictable.

Typical fuel savings for warm air furnaces are expected to be lower than
for boilers, but in some cases substantial fuel savings are possible.

Some heating systems require high boiler water temperatures. Two condi-
tions that restrict boiler temperature reductions are:

9 --
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o Inadequate radiator area within the house.
_" o Tankless coils for domestic hot water.

Furnace temperature settings are set high for two reasons:

o To provide adequate air temperature at the registers while the unit
is "on."

o To prevent cool drafts during the furnace cool down (burner-off)
period.

". :Savings and cost are considered in two groups:

o Manual adjustment of boilers and furnaces by service personnel.
*' o Automatic temperature controllers for hot water boilers.

The cost in the first case is low because temperature adjustment can be
part of periodic equipment servicing. The savings expected are small but it
can be worth the effort.

Automatic temperture controls are expensive but the savings are usually
higher. Estimates of boiler temperature controls show typical costs of about
$350, but this varies. The actual saving depends on initial off-cycle heat
loss and the percentage improvement. Expected savings range from less than 5
to above 10 percent. For these values we find a payback period below:

o Typical Fuel Use: 1500 gallons
o Percent Savings- 7.5
o Annual Savings: $112 (at $1.00 per gallon)
o Installed Cost: $350 (Installed costs vary widely and can be less

- than the example shown above)
o Payback Period: 3.1 years

C. Pipe or Duct Insulation. Heat loss from hot water pipes or warm air
ducts reduces system efficiency and increases fuel use. Uninsulated piping
wastes heat while water circulates and during idle periods. Warm air systems
lose heat through inadequate insulation and through leaky duct connections.
All of these situations reflect improper installation practices. Distribution
losses are not necessary, and must be eliminated whenever possible. Seal air
ducts and insulate ducts and hot water pipes, particularly when they pass

9through unheated areas of the house. Actual savings vary, but the improvement
is a worthwhile investment.

It is impossible to estimate savings for "average" cases, because each
heating system is different. The size of the piping system, the temperature
of air surrounding the pipes, and the degree of insulation vary from house to
house. Typical savings, however, of 5 to 10 percent should be expected for
insulating an originally uninsulated system.

For warm air ducts the prediction of average savings is not possible for
the reasons discussed above. Savings can range from small values up to 40
percent depending on original heat losses. Seal and insulate all warm air

* ducts, particularly those in unheated spaces.

-10-

4 * .' ., j%



NN
Few adverse effects are expected from reducing pipe and duct heat loss.

Supply temperatures increase and this may cause air temperatures at the supply
registers to become too hot. Increase the fan speed or reduce the firing rate
if this is a problem. Also, some basements and other "unheated" areas of the
house may become colder. Additional radiators or warm air registers solve
this problem.

D. Turbulator (Baffle) Replacement for Steel Boilers. Turbulator re-
placement reduces on-cycle heat loss in some steel tube boilers. Choose the
correct size and design for each boiler. Expected savings are about 5 per-
cent, and this normally justifies material and installation costs in many
cases. Turbulators are simple devices that present few problems for most
boilers and reduce excessive fuel use.

Turbulators reduce flue gas temperature and reduce flue heat loss.
Typically, flue temperatures drop about 150OF after turbulator installation,
and this corresponds to a fuel saving of about 5 percent. Actual savings
depend on initial flue temperatures.

Flue gas turbulators add restriction to the boiler passages and reduce
the effect of chimney draft. In most boiler installations this is not a prob-
lem. Some units have marginal or poor draft conditions, however, and turbula-
tors could be a problem for these systems. Be sure that there is adequate
chimney draft before installing turbulators.

E. Heating System Tune-Up. Periodic cleaning and adjustment of heating
units is necessary to maintain good performance. Tune-up procedures should be
thorough and include combustion efficiency testing. Good service procedures
reduce wasted time and reduce unnecessary service calls.

Typical savings for tune-up are about 3 percent for systems that are
regulatory adjusted. Fuel savings are greater for heating systems that are
tuned infrequently and for units that are out of adjustment because of equip-
ment malfunction. For example, the efficiency of a boiler or furnace with a
partially plugged fuel nozzle improves significantly after a tune-up. Adjust
burners for less than a "number one" smoke on the Bacharach scale to prevent
soot buildup and a gradual loss of efficiency. Fuel is saved and vacuum
cleaning of the heating unit is required less frequently. This reduces ser-
vice time and permits the service department to operate more effectively.

The savings resulting from heating system tune-up vary widely. If fuel
savings are about three percent, then the homeowner saves about $40 per year,
and that figure, of course, will go up as the cost of energy rises. Annual
tune-up is recommended, but if a system is adjusted properly, then it may not
need to be readjusted each year. A simple inspection and efficiency test may

be sufficient. Invested time in the initial tune-up pays for itself later, if
done properly.
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1.2.3.3 Retrofit Summary

The summary in Table 5.6 relates each retrofit modification to the system
heat losses that are effected most. Typical savings and brief comments are
included. 1he heat losses decrease from left to right for most heating sys-
tems. That is, on-cycle loss is greater than off-cycle loss and so on. It is

not surprising that most of the modifications affect heat losses in the first
two columns, because this yields the greatest savings. The chart points out
another important fact. The savings for combined modifications are not addi-
tive. For example, if a vent damper (8%) is combined with reduced firing rate
(8%), then fuel saving is less than 16 percent, because each heat loss is re-
duced only once. A more detailed retrofit summary and explanation of Table
5.6 is presented in section 5.4..5

.5'.

The costs of modification vary widely from tune-up to complete replace-
ment of the heating unit. Four options in this guide involve considerable
cost, while the other five are often less expensive. This factors into the

2" final decision. Be aware of the long term advantages of some of the higher
cost equipment modifications, because these are often the best choices.

Deciding on which efficiency improvements to recommend is not always
easy, because fuel savings is difficult to predict for a specific house. The
savings shown in this guide represent average values and individual ca3es
vary. In order to predict fuel savings, all heat losses (on-cycle, off-cycle
jacket, distribution, and air infiltration) must be measured. Unfortunately,
this is not possible in most cases. On-cycle heat loss is known through com-
bustion efficiency testing, but the other losses cannot be evaluated in the
field. Therefore, it is difficult to accurately predict savings for each
retrofit in order to identify options for a specific system.

Combustion efficiency testing shows burner on-cycle heat loss and is
vital for heating system evaluation. Combustion testing is useful for
deciding if new burners, flue heat reclaimers or turbulators should be
recommended, because on-cycle flue loss is the main loss affected. The other
options involve other heat losses and prediction is more difficult. In these
cases heating system inspection gives valuable insight into the importance of
these losses.

Heating system inspection is important because it identifies burner,
boiler and furnace design and installation characteristics that effect system
efficiency. The combination of combustion efficiency testing and system
inspection supply the information needed to formulate decisions.

The specific retrofit option(s) recommended depends on the results of

combustion efficiency testing and system inspection.

1.2.3.4 Retrofit Combinations

When more than one modification is used, the expected fuel savings is
difficult to estimate. The savings cannot be determined by adding together

-12-
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the savings for each individual modification because some retrofits effect the
same heat loss. For example, flame retention burners and flue heat reclaimers

- both reduce on-cycle flue heat loss. This combination saves less than 28
percent (15 plus 13, average values for the respective options) when applied
to typical boilers. In general, savings are not additive. The best retrofit
is the one that saves the most energy and has the lowest installed cost.
Additional modifications cost more and achievable fuel savings often are less.

Some combinations are sensible because different heat losses are af-
fected. The chart in Table 5.7 shows various retrofit combinations and iden-
tifies some worthwhile combinations. The primary modifications include equip-
ment installations that are costly to perform, while the secondary modifica-
tions include equipment installation and lower cost adjustments (i.e., reduced

- firing rates, reduced temperature, duct and pipe insulation, turbulator re-
placement, and system tune-up). In all cases Duct and Pipe Insulation and
Heating System Tune-up are worthwhile (represented by a G in the chart).

For example, consider combining secondary retrofits with a flame reten-
tion burner. A separate vent damper is often unnecessary because the burner
reduces off-cycle heat loss. An exception is a heating system with very high

off-cycle losses. A flue heat reclaimer is questionable because the new
burner reduces on-cycle heat loss and flue gas temperature. Reduced firing
rate, reduced boiler or furnace temperature, duct or pipe insulation, turbula-
tor replacement and heating system tune-up are considered good combinations.
Some of these can become part of the new burner installation and adjustment
routine.

*Use the information in the chart to develop a list of single and multiple
choices for each building. In some cases multiple retrofits are sensible
depending on the final installed cost. In other cases replacement '_i the

'V boiler or furnace with a highly efficient model is better for the total costs
-" that are involved. A detailed explanation of the chart is presented in

section 5.5 of this report.

.3
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2.0 OIL BURNER DESIGN AND SELECTION

The burner used in oil-fired boilers and furnaces performs several func-
tions. It prepares the oil for combustion by converting it to very small
droplets or a vapor; it mixes the oil with a suitable amount of combustion
air; and it provides a source for ignition of the mixture.

The high pressure gun-type burner has emerged as the most common burner
in the U.S., for use in residential heating systems. In this type of burner,
the oil is atomized by being forced through a nozzle of very small size (typi-

cally five to twenty thousandths of an inch in diameter) at a pressure of
about 100 pounds per square inch. The nozzle tip is centered at the end of a
tube through which combustion air is forced by a squirrel cage blower. An

electric motor operating at 1725 or 3450 RPM drives both the oil pump and the

blower. Ignition is accomplished by a spark between two electrodes located

near the tip of the nozzle.

2.1 Oil Burner Component Parts and Their Function

An oil burner serves four important functions:

o Atomizes fuel at the required flow rate.

o Supplies combustion air at a controlled flow rate.
o Mixes air and fuel to permit complete combustion.
o Ignites the fuel-air mixture and stabilizes the flame.

Each of the above tasks must be accomplished successfully to provide a safe,
reliable and efficient burning process.

The main parts of a typical residential oil burner necessary to accom-
plish the tasks above are: an electric motor, a fuel pump, a fuel atomizing
nozle, a combustion air fan, air control damper, air turbulators and/or mixing
head, and an ignition transformer and electrodes. Electric controls are used
to assure safe burner operation. This description is true of older conven-
tional units as well as new retention head burners.

The electric burner motor drives the combustion air fan and fuel oil
pump. Typically these motors rotate at 1725 (low speed) or 3450 RPM (high
speed), with a small electrical power consumption of approximately 1/6 of a
horsepower (about 100 watts).

Heating oil is drawn into the fuel pump, pressured to about 100 pounds

per square inch and conveyed to the atomizing nozzle. The fuel nozzle uses
this pressure to break the oil into a mist of small droplets. These small
droplets enable the rapid evaporation of fuel that is required for combus-
tion. By this process the exposed surface area of one gallon of oil is
increased 3800 times to approximately 690,000 square inches.

The air fan supplies combustion air which travels down to the air tube to

the burner head where fuel air mixing begins. (See Figure 2.1). The amount

14



".77 -L"

%',

I LV

...
FUEL LINE

BURNER AIR TURBULATOR
HOUSING (SPINNER)

.COMBUSTION

AIR

;.y2 ADJUSTABLE
AIR DAMPER

FIGURE 2.1 DRAWING OF OIL BURNER OPERATION

.:1 
- 5



.i.

of air entering the burner is controlled by an inlet damper. The adjustment
of this damper controls the amount of air the fan delivers for combustion.

The velocity transferred to the combustion air by the burner fan is used
to swirl the air to improve mixing with the fuel oil droplets for an effi-
cient, stable flame. Air swirl is created in some burners by spinners located
within the air tube.

Ignition of the fuel-air mixture Is provided by an electric spark. An
ignition transformer amplifies standard house voltage to 10,000 volts, and
ignition electrodes are located above the burner nozzle. Once ignition is
completed, the flame is selfsustaining and the transformer is often deener-
gized.

" 2.2 Fuel Air Mixing and Combustion in Oil Burners

An adequate supply of combustion air and thorough fuel-air mixing are
essential ingredients for cleanand efficient oil flames. The air flow pattern
delivered by a burner is formed by flow control mechanisms located within the
burner air tube. Conventional burner designs include stabilizers and chokes.

*. A stabilizer (or spinner) is shaped like a fixed propeller, and it imparts a
swirling motion to the air that improves mixing of fuel droplet and vapors
with the combustion air stream. Chokes (or end cones) are restrictions
located at the end of the air tube that increase the air velocity at the burn- e
er outlet and affect the shape of the air pattern. A stabilizer and choke
combination is shown in Figure 2.2. The stabilizer and choke combination is
typical for older burners. The proper matching of fuel nozzle spray charac-
teristics and the air flow patterns in older burners is difficult and fre-
quently results in fuel-air mixing problems.

The existence of fuel-air mixing problems is best seen by the excess
combustion air required by older burners. Most of these use from 50 to 100
percent excess air over the chemically correct value to achieve acceptable
smoke numbers. Efficiency loss from excess air is discussed in more detail
later. It is important to keep in mind that excess air requirements depend on
specific burner design details, and that modern burners have improved fuel-air
mixing and require less excess air.

To a great extent the efficiency of a heating system fired by an oil
burner is a fuction of the amount of air that is needed to obtain complete
combustion of the oil. All burners succeed in burning virtually all of the
oil (well over 99 percent), but some require more air than others to accom-
plish complete burning without producing noticeable smoke In the chimney.

The amount of air theoreticalLy required to convert the carbon and hydro-
gen in fuel oil to carbon dioxide, water vapor and heat is about 14.4 pounds
of air for each pound of fuel (or 1350 cu. ft. of air for each gallon of
oil). In practice, however, most burners need a lot more air than that to
achieve complete combustion. Very poor burners need up to one and one half
times more than the theoretical amount, average conventional burners need
about 70% more than the theoretical amount, but flame retention burners,

- 16 -
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Figure 2.2. A Stabilizer and Choke combination.
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properly adjusted, need only about 30% more than tie theoretical
requirements. High excess air Is. wasteful becase most of the heat of
combustion that goes into heating the excess air is lost up the chimney.

An advancement in burner design that has evolved within the past fifteen
years is the flame retention head. The flame retention head end cone provides
a modified air flow pattern and improved burner performance. A picture of one
type of flame retention head is shown in Figure 2.3. Note that the end design
is quite different from older style burners. The improved design produces a
swirling air pattern with some recirculation of combustion products for
improved fuel-air mixing. The flame stabilizes near the burner head and that
Is where the name "flame-retention" originates.

Several companies manufacture these burners and some of the design de-

tails differ slightly. The general flame retention concept is similar, how-
ever, and it represents a significant improvement over earlier burner designs.

The intensity of fuel and air mixing is largely dependent upon the
velocity and swirl of the combustion air. Modern burners that use the flame
retention principle produce high Intensity mixing that provide very stable
well-defined flames. En contrast to this, some burners of older design do not
produce intense mixing but operate instead with lazy, diffuse flames. A
comparative illustration is shown in Figure 2.4.

The improvement in fuel air mixing provided by flame retention head burn-
ers is evident from performance i.e.; low smoke numbers and high levels of CO2
in the combustion product gases. Typical retention head burners can produce
an 11 to 13 percent CO2 with a zero to number one smoke. Older burners using
stabilizers and end cones reach only seven to nine percent CO9 with marginal
smoke levels (see Table 2.1). .
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Table 2.1 Comparison of Burner Performance
(Typical Burner Performance)

Olders Burners Flame Retention
(Turbulator & Choke) Head Burners

Percent CO2  7 - 9 11 - 13

Percent Excess
Combustion Air 50 - 100 20 - 30

Bacharach

Smoke Number 1 - 3 0 - I

Percent Flue Heat
Loss (on-cycle) 30 20

21
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3.0 EFFICIENCY EVALUATION AND RECORD KEEPING

3.1 Efficiency and Record Keeping

3.1.1 Flue Loss Efficiency

Also known as:

Steady state efficiency

Combustion efficiency
Absorption efficiency
Flue gas efficiency
Running efficiency

This efficiency is equal to 100% minus the percentage of flue heat loss
during burner operation. Flue heat loss is that portion of the heat released
in the combustion process that is lost up the chimney in the form of hot ex-
haust gases including water vapor, carbon dioxide (C02 ), nitrogen (N2 ) and ex-

cess air. An example of a typical value for the flue loss might be 28%. The
corresponding flue loss efficiency would be 100-28 or 72%. The efficiency
does not include off-cycle, jacket, distribution, or infiltration losses.

The term steady state efficiency refers to the fact that this efficiency
is measured during continuous burner operation when the system is in a "steady
operating state."

The term combustion efficiency is misleading because this efficiency
involves both the combustion and heat transfer processes. In fact, the com-
bustion efficiency, or conversion of fuel droplets to combustion gases, is
nearly 100%. The smoke number reaches unacceptable levels (above Bacharach
number 9) when less than 1% of fuel is not completely burned. "Heat transfer
efficiency" would be a better name, because it reflects the fraction of heat
that escapes as hot combustion exhaust gases.

The term absorption efficiency indicates that this efficiency describes
the percentage of heat that is transferred to (absorbed by) the boiler or
furnace.

Flue loss is important because it is usually the only efficiency that can
be measured in the field. It provides useful insight into burner-boiler or
burner-furnace performance, allows calculation of possible fuel savings, and

provides a scientific basis for equipment trouble-shooting and diagnosis.

3.1.2 Cycle Efficiency

Cycle Efficiency is a term of limited use, but it should be defined.
Off-cycle heat loss varies with the burner off-period, and the off-time varies
in length throughout the heating season. Both off-cycle loss and cycle effi-
ciency are a function of the burner operating cycle, and cycle efficiency is

k" defined as 100% minus off-cycle heat loss. It is that lost fraction of useful
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heat produced and absorbed by the heating unit but not distributed to the
heated living spaces.

Cycle Efficiency(%) - 100%. - Off-Cycle Heat Loss(%).

The utility of this information is limited because the average on-off
ratio is usually not known, and an average off-cycle loss cannot be determined
easily. Note that the cycle efficiency is 100% for continuous burner
operation, and decreases as the burner off-time gets longer. The importance
of cycle efficiency is that it can be combined with flue loss efficiency and
other information to calculate the annual fuel utilization efficiency.

3.1.3 On-Cycle Efficiency

This is called overall efficiency by the Hydronics institute, an agency
that rates boiler peformance.

This efficiency includes both flue and jacket heat loss during continuous
burner operation but it does not include off-cycle and other losses. It is
defined as:

On-Cycle Efficiency(%) - 100% - Flue Heat Loss(%) - Jacket Heat Loss(%).

For example, if the flue loss is 25% and the jacket loss is 5%, then the
on-cycle efficiency is:

100 - 25 - 5 - 70 Percent

This efficiency represents heating unit performance in cases where the
jacket loss does not contribute significantly to useful space heating.

3.1.4 Annual Fuel Utilization Efficiency

(AFUE) is the most useful of all efficiencies because It relates more
directly to the annual fuel consumption by a heating system. It combines all
heat losses together and represents average annual efficiency. AFUE is the
fraction of the fuel's energy that is transported to the house as useful heat.

Note: The AFUE definition that is used in the DOE/FTC Labelling Program
is slightly different.

Flue Jacket Average Other

AFUE 1 100 % Heat - Heat - Annual - Important
Loss Loss Off-Cycle Losses
(M) (%) Loss (%) M

For example, if the stack heat loss is 22%, jacket loss is 3%, and
average off-cycle loss is 10%, then the AFUE is:

100- 22- 3- 10- 65%
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Other losses may include infiltration heat loss, distribution system
losses, or other heat losses that may be important for a particular installa-
tion. These losses are difficult to estimate and for the purpose of this
example were disregarded.

The annual fuel utilization efficiency is important because it can pre-

dict annual fuel use. An old heating unit might typically have an annual fuel

utilization efficiency of 60% while a new heating unit might typically have an
annual fuel utilization efficiency of 76%. Fuel savings for replacing the
older system with the new one can be calculated from the AFUE values:

Percentage Reduction in Annual Fuel use =

New Efficiency - Old Efficiency
... ...... . ... ... ... ... .. . x 10 0

New Efficiency

Percentage Reduction in Annual Fuel Use is:

76- 60
.. .. . x 100 = 21%.

76

AFUE values can be used to accurately predict fuel savings provided that
the original and final efficiencies are known.

Unfortunately, annual fuel utilization efficiencies are usually unknown.
A Federal labeling program for heating units provides AFUE's for new heating
appliances, but older field-installed units are difficult to evaluate. Many
heat losses and operational factors that change the actual in-place efficiency

are discussed in this report. Flue loss efficiency is the only measurement

that can be performed In the field.

The steady state or flue loss (combustion efficiency) measurement idi-
cates the highest efficiency that a system can attain, because it includes
only operating flue heat loss. However, in most cases this is the single
largest source of inefficiency, and it provides valuable information for
prediction of annual fuel use. It is the only scientific basis normally
available for estimating fuel savings in the field.

If we go back to the above example of the old and new heating, we find

that the change in flue heat loss accounts for about half of the actual fuel
savings (by comparing AFUE).

Clearly, comparison of AFUE's provides the most accurate fuel savings
predictions, hut the change in flue loss efficiency often accounts for a large
part of the savings. The advantage of flue loss is that it can be measured
before and after equipment modification to provide an estimate of savings.

Also, the difference between AFUE and flue loss predictions are smaller for
other modifications including replacement burners. In any case the flue loss
method gives a conservative estimate and will not overstate fuel savings.
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Flue loss efficiency measurement (combustion efficiency tests) should be
performed before and after all equipment replacements or retrofits. It is the
only quantitative evaluation available at this time. As research continues,
correlation factors may become available for relating the flue loss to AFIJE
for different types of heating units. There is at least one heating system
efficiency computer available that makes such a comparison. An important
input to any present or future efficiency computer, however, will he accurate
measurement of heating system performance in terms of flue heat loss during
burner operation. It is essential that the standard combustion efficiency
tests (flue loss tests) be performed whenever possible, particularly when
prediction of fuel savings are required.

As stated there are many methods of measuring and monitoring heating
system efficiencies. Except for the FLUE LOSS EFFICIENCY method most cannot
be used in the field due to the high cost and skill levels required. The PLIUE
LOSS EFFICIENCY method is however a very good method which is reliable,
accurate, repeatable, and easy to perform in a relatively short period of
time. With the availability of micro-processor based test equipment these
methods have almost been made fool proof.

The tradiational equipment used to perform FLUE LOSS EFFICIENCY tests has
been commercially available for over 40 years, described in Appendix B; curr-
ently, the kit costs about $250. The newer micro-processor based units cost

up to $1500, but are somewhat faster, easier to use, and more reliable. The
question of which unit to use is based on the frequency and amount of use.
Each system when properly used will provide very useful results of comparable
accuracy and repeatability. The new automatic test units are expensive, but
can be justified on the basis of reductions in labor costs and improved
results in heating equipment adjustments when the housing inventory it is used
for is sufficiently large.

All the efficiency testing in the world is of little benefit if the
results are not recorded. The efficiency test results should be recorded for
future reference both at the boiler site and in an energy conservation data
file for use by the housing area office and plant engineering offices. The
heating plant site records will be useful in future service calls and can be
used to verify past performance in comparison to current or future performance

* data. This will help a service technician to determine what service is
required and in cases of "no-heat" calls may help to indicate what part of the
heating unit has caused the failure.

The centralized records found in an energy conservation data file will
assist housing office and plant engineering personnel to determine what the

O current levels of efficiencies are in residential housing. This Information
would then be used to determine what steps should be taken to conserve addi-
tional energy and perform the costs/benefits analysis of various options.

It is vital that records be kept on file so that this information is
available to those who will need it.

Vv
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Examples of forms to be used for the above mentioned purposes are pre-
sented in figures 3.1 through 3.3.

3.2 Oil Burner Efficiency Adjustment

Oil burner adjustment for peak efficiency can be separated into four main

tasks:

o Clean and service the burner before adjustment;

. o Adjust the burner air supply for low smoke number and high efficiency;

o Measure efficiency and diagnose performance problems;

*2 o Perform final checks.

STEP 1. Clean and Service the Burner

A number of steps must be completed before the burner can be adjusted for
peak efficiency. These include:

o Clean all parts of the burner that are contaminated by dirt or soot
' build up. Open the burner, remove the nozzle-electrode assembly and

* .clean the parts listed below:

- Air blower wheel
- Blower housing
- Air tube
- Burner head (end cone)

NOTE: If the nozzle assembly position is adjustable, mark the burner housing
* before removing the assemble.

o Inspect the fuel nozzle and replace it as required. Annual replace-
ment is recommended because good fuel atomization is vital for high
system efficiency. Always use the correct nozzle size (see Section
V), spray angle, and pattern. (See the equipment manufacturers sug-
gestions for spray angles and patterns in the equipment instruction
literature.) Replace the nozzle adaptor as required.

o Inspect condition of ignition electrodes. Remove soot or oil deposits
and replace if insulators are cracked. Adjust electrode spacing ac-
cording to manufacturer specifications.

4. o Reinstall nozzle-electrode assemble and close the burner.

. o Open furnace inspection door and observe condition of the combustion
chamber. Badly worn or degraded chambers should be replaced or re-
lined (especially when a new burner is installed). Close the inspec-
tion door.

26



FIGURE 3.1
EXAMPLE I - SHORT FORM

RESIDENTIAL HOUSING HEATING SYSTEM EFFICIENCY TEST REPORT FORM

The following test results are based upon measurements

of the heating system performed on .
(date)

Located at:
(address)

Efficiency Poor Fair Good Excellent

60 70 80 90

e: Smoke number Acceptable Unacceptable

(Bacharach scale)
0 2 4 6

i~Ii-

______CO2(%)_Poor Fair Good Excellent

6 8 10 12 14

OR

0 2 M,,_ _ _ _ _ _ _ _ _ Excellent IGood a rI P o

2 4 6 8 10 12

Net Stack Excellent IGoodi Fair Poor
Temperature (F)11

300 400 500 600 700 800

Overfire Draft "H2 0

Breech Draft "H20

Heating Technician

SITE HOUSING OFFICE

5XX-6YYY
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FIGURE 3.2

EXAMPLE 2 - LONG FORM

RESIDENTIAL HOUSING HEATING SYSTEM EFFICIENCY TEST REPORT FORM

NAME: ACCOUNT NO.

ADDRESS: PHONE NO. -_

DATE

Part I: Heating Plant/Hot Water
BOILER/FURNACE:

MANUFACTURER: MODEL NO. AGE years

NAMEPLATE RATING: Rtu INPUT Btu OUTPUT _ _ _

SO. FEET RADIATION __

TYPE: (Circle all that apply)

Gravity Forced Hot Water Steam Warm Air

Is Unit Coal Converted? Yes No

Is there an adequate supply of air for combustion? Yes No

Is there an adequate return air from basement or from living quarters? Yes No

OIL BURNER:

MANUFACTURER MODEL NO. AGE years

TYPE: (Circle One)

Flame Retention Conventional Low Pressure Rotary

Shell Head Other_ _ _

OIL TANK:

Above

CAPACITY gals. (Circle One): Below Ground

COMBUSTION TEST:

Smoke Number CO2  Room Temp. OF___

Overfire Draft "H20 02 Net Stack Temp. OF
Breeching Draft_"H 20 Stack Temp. OF_"_

ST EADY-STATE EFFICIENCY_______
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FIGURE 3.2
SHEET 2

OIL CONSUMPTION:

Winter K-factor Summer Consumption gal./day

Annual Consumption gal./year (19 )

angle Pattern: (Circle one)

Present Nozzle Size hollow

Optimum Nozzle Size semi-hollow

solid
COMBUSTION CHAMBER:

Type of Material

Condition

DOMESTIC HOT WATER:

Type: (Circle all that apply)

Electric Separate Oil-Fired Water Heater

Gas Tankless without storage

Solar Tankless with gallon storage

Does boiler maintain temperature year round? Yes No

Is there an automatic tempering valve? Yes No

If the system is Separate:

Tank size gallons Model No.

Btu Input Age years

Manufacturer Aquastat Setting OF

MISCELLANEOUS:

Heating Zones? Yes No

How Many?

Heating Unit Improvements in Last 5 Years
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FIGURE 3.2
SHEET 3

Part II: Supplemental Information

HOUSE:

TYPE: (Circle one)

Ranch Cape 3-Decker

Garrison Duplex Other _'_

Number of Families:

Number of Permanent Residents: Number of Floors:

Construction: (circle one)

Brick

Wood Age

Other __

Exterior House Dimensions: Length ft. Wdith ft.

Is there a basement? Yes No

Are there fireplaces? Yes No How many? _ _

Do dampers close securely? Yes No

Insulation: (Check appropriate spaces)

Walls Ceiling Floors

NONE

LIGHT (less than 3")

MODERATE (3-5")

HEAVY (6" or more)

HUMIDIFICATION? Yes No

.4 NATURAL GAS SERVICE IN HOUSE? Yes No "

. STORM WINDOWS OR THERMOPANE? Yes No

-30-
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FIGURE 3.2
SHEET 4

ARE THERE ANY DRAFTS? Yes No

Comments

IS HEAT EVENLY DISTRUBUTED? Yes No

Comments

ARE ANY ROOMS KEPT UNHEATED? Yes No

Comments __

CAN HEAT BE SHUT OFF IN ANY ROOMS? Yes No

Comments

IS THERMOSTAT LOCATED PROPERTY? Yes No

FORMAL THERMOSTAT SETTING: Day OF Night OF_"_.

IS THERMOSTAT SET-BACK AUTOMATIC OR MANUAL? (Circle one)

ARE ANY CODES UPDATES REOUIRED?____

OTHER PROBLEMS___

I %
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FIGURE 3.3 - FIELD FORM

HEATING SYSTEM EVALIJATION

Name

Street City

Combustion Test Equipment

Heat ing Plant
Date

Manufacturer

Gross Stack Temp.

Model

Net Stack Temp. OF. Warm Air fIG. Warm Air

L4F. Hot Water DG. Hot Water
C0 2 /O 2 %(circle one) Steam L2 Coal Converted

Smoke No. of Zones

Burner
Breech Draft

Manufacturer
Overfire Draft

Model

Efficiency Nozzle (GPH, Angle, Spray)

Domestic Hot Water
Rating

Excellent FiTankless Gas

Good DElectric LI Oil

Fair ElTankless with Booster Tank

Temperature Setting
Poor Tankless size _ gpm

Other
Combustion Chamber

Winter K-Factor DReplace 2 Repair

Aquastat Setting ,-No Action

Oil Tank Size Gals. "

Work done by Cert. of Competency No.

Company__

-32-

~ ~ ~N



k*. .- o 4- *-

* " Seal air leaks into the combustion chamber with furnace cement.
Inspect in particular;

. - around the burner air tube

- joints between cast iron sections

- points where the combustion chamber meet the heat exchanger (par-
ticularly in dry base units).

- around loose-fitting inspection doors.

" Remove and inspect the fuel oil filter. Replace as needed.

o Tighten all fittings on the fuel oil line between the fuel tank and
the burner.

o Open the bleed valve on the fuel pump and remove all air from the fuel
line.

" Install an oil pressure gauge in a high pressure port of the fuel
pump. Operate the burner momentarily and adjust oil pressure to 190
PSIG or to manufactures specifications as required. Remove the gauge
and replace the port plug.

o Again bleed all air from the fuel system.

o Drill two 1/4-inch holes in the flue pipe between the heating unit and
the barometric draft damper (if not already present).

STFP 2. Adjust the Burner Air Supply for Low Smoke and High Efficiency.

NOTE: See Appendix B for proper use of instruments for measuring smoke, CO2 ,
and temperature.

o Operate the burner and adjust the air band for a good flame by visual
inspection. Allow burner to operate for ten minutes before final
adjustments.

o Insert the stack gas ther-nometer in one sample hole and leave for
later reading.

o Measure the overfire draft through a 1/4-inch hole in the fire door or
inspection door. (If possible, the hole should be above the flame
level).

o Adjust the barometric draft regulator to give the overfire draft

recommended by the heating unit manufacturer. Usually a negative 0.02
inches of water column over the fire is adequate.
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o If overfire draft cannot be measured, adjust the barometric regulator
for a flue draft of negative 0.04 to 0.06 inches water column (or as

specified by the manufacturer).

o Seal the overfire sample hole with a screw or high temperature cement.

o Measure the smoke content of flue gases. Adjust the air band (or

shutter) to produce between "zero and number one" smoke. Generally,

if the original smoke number is above one, open the air band, and if
it is less than one, close the air band. Remember that small changes

in the air setting can change the smoke content dramatically.

NOTE: Too much excess air can also produce higher smoke numbers. Smoke spots

with a yellow tinge indicate too much excess air.

o Lock the air hand in place and again measure the smoke to be sure it
is at the correct level.

STEP 3. Measure Efficiency and Diagnose Performance Problems

Measure Efficiency:

o Measure the CO2 content of the flue gases through the second sample
hole. Repeat this test if time permits. Generally, a CO2 reading of
13% is the highest recommended setting (unless otherwise specified by
the equipment manufacturer).

o Allow the stack thermometer sufficient time to level off, and then
read the Flue gas temperature.

" Subtract the furnace room temperature from the flue gas temperature to
arrive at the net flue gas temperature. Use the percent CO 2 and net

flue gas temperature to determine the burner on-cycle efficiency.
Many convenient slide rules and charts are available for this purpose.

DIAGNOSE PROBLEMS:

o An efficiency of 75 or better is considered good for most heating

units. (Some new models are capable of operating into the middle to
high 80% range.)

o Poor efficiency can be caused by:

o Low CO2 percent

o High flue gas temperature

o Causes of low CO 2 (typical values are 8% for older burners and 10-13%
for newer burners).

-34-
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- Air leaks into the combustion chamber or heat exchanger. Compare
the overfire CO2 to flue CO2 to determine if dilution is taking
place. If the CO2 values are substantially different, locate and
seal air leaks with furnace cement.

- Poor fuel-air mixing can also cause low CO2 levels. This can be
caused by many conditions including:

(i) Improper or maladjusted burner head. Vary the position of

the burner head if it is adjustable.

(ii) Damaged or worn fuel nozzles. Try replacing the existing
nozzle.

(iii) Improper nozzle spray pattern or angle. Try different
nozzles.

(iv) Fuel nozzles that are two small - Try increasing the firing .

rate by one size - but never above the design rate of the
boiler or furnace. Remember, larger nozzles increase burner
off-cycle heat loss.

(v) Incorrect combustion chamber size. A chamber that is too
small will allow flame impingement that produces smoke and
requires excessive air. Observe the fire to be sure that
the flame does not touch the combustion chamber or any burn-
er parts. A chamber that is too large can also cause

*, problems.
(vi) Defective burner parts including end cone, air tube, fan,

motor coupling, or fuel pump. Check all burner parts for

damage.

(vii) Excessively cold fuel oil. Check the storage temperature.

o Causes of high flue gas temperature;

- Heating surfaces of boiler or furnace need cleaning to remove soot
deposits. Inspect internal surfaces, and vacuum clean as needed.

- Firing rate too high, compare nozzle size to boiler or furnace
rating.

"-. - Boiler tubes require turbulators. Inspect tubes for turbulators.

- Excessive combustion air (see causes of low C02 ).

o If a heating unit with low efficiency cannot be improved by service
and adjustment procedures, it is a candidate for equipment upgrading
ranging from a new burner to heating system replacement.
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STEP 4. Perform Final Checks

o Check operation of ignition system over several cycles.

o Check pump cut-off at the end of the firing cycle. If cut-off is
poor, check fuel line for air leaks, and if none is found, the fuel
pump may need to be replaced.

o Check the operation of the high limit safety controls for proper
operation.

o Check flame safety controls for normal operation.

o Check that all forms are completed and test results are properly
recorded. Record the date, adjustments made, fuel nozzle size and
test results on a record form or label near the furnace or boiler.
This will improve the effectiveness of future servicing.

o Notify the housing office of the test and service results as
prescribed by site policy.

NOTE: This section is based on: Guidelines for Residential Oil Burner

Adjustments, U.S. Environmental Protection Agency, Report EPA600/2-75-069-a,
Oct. 1976.

1 P.
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4.0 OIL-FIRED FURNACES AND BOILERS

The oil burner flame releases the energy stored within the fuel and
transfers it to combustion gases that have a temperature between 20000 and
3000'F for most burners. The purpose of the boiler or furnace is to extract
most of this heat and distribute it to the house. The most common central
heating systems use either warm air or hot water (or steam) to distribute heat
to the home. Systems that use heated water or steam are usually referred to
as boilers, while heating systems that use warmed air are called furnaces.

There are approximately an equal number of furnaces and boilers used in oil
heated homes in this country.

4.1 Performance Factors

A hot water boiler or furnace transfers heat from the flame to the boiler
water or furnace air and efficiency varies with its design and operating
controls. Some boilers and furnaces are more efficient than others, but prop-
er installation, adjustment and maintenance is required to obtain the highest
possible efficiency. The principles of how heat is transferred are similar
between boilers and furnaces.

A diagram of boiler operation is shown in Figure 4.1. High temperature

combustion gases are cooled as they pass through the boiler, and in the case
shown the temperture drops from 2500°F to 5000 F. In the diagram the water
flowing through the boiler increases in temperature from 160 to 180 degrees
Fahrenheit. For furnaces the air side increases from about 70 to 140 degrees

Fahrenheit.

Heat transfer occurs when a difference in temperature exists between
substances. In the case of a boi-er, the water is cooler than the combustion
gases, and heat flows to the cooler water. The boiler serves as the means by
which heat is transferred without direct contact between the water and flue
gas. Figure 4.2 is a crossectional schematic of a residential boiler showing
the heat transfer processes (both useful heat flows and losses) which occur
during burner operation.

, Heat is transfered by a combination of two methods called Radiation and
Convection. Radiative heat transfer occurs as a result of heat energy being
transported from a body at high temperature to surroundings at lower tempera-
ture without direct physical contact. If a body can "see" (line of sight) a

•J colder body, then energy will be transferred. An example of radiation trans-
fer is solar heating of the earth. Heat is radiated from the sun to all other
planets without physical contact and without a flow of matter. Radiation
transfer is one methods by which heat is transferred that is the flame emits
energy that is absorbed by some of the heat exchanger surfaces and transferred

4to the water or air. Convection heat transfer results from the flow of a
liquid or gas over a surface at a different temperature. In the case of a
boiler or furnace the heated combustion gases flow over the cooler heat
exchange surfaces and heat is transferred to the boiler water or furnace air.
For example, the boiler shown in Figure 4.2 performs two important functions.
First, the combustion chamber at the base accepts the fuel air mixture and
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FLU E GAS
AT 500°F

BOILER

RETURN HOT GASES AT HEATEDWATER AT APPROX. 25000F WATER AT

160F 180 OF

COMBUSTION
CHAMBER

I.
I

FUEL AND AIR
AT70 0F

FIGURE 4.1 TYPICAL HOT WATER BOILER OPERATION
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- COMBUSTION AIR

FIGURE 4.2 HOT WATER BOILER SCHEMATIC
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assists the formation of a stable flame. The heat from the flame radiates to

the combustion chamber walls and they heat up. As the chamber temperature

increases, energy Is radiated back to fuel and air, and this can improve burn-
er performance. This assistance is most important for older burner designs
that form soot, and require considerable excess combustion air. Many modern
burners operate satisfactorily with less radiative energy feedback from the
combustion chamber.

. 5.

The second function of the boiler is to extract as much heat as possible

from the flame gases. This takes place by a combination of radiation and con-
vection. Radiation from the flame carries heat energy to all the surfaces of
the boiler that are in direct view. The heat transfer depends on the tempera-
ture of the hot gases and the total area of boiler surfaces. One means of
improving radiative heating is to raise the flame temperature and this can be

accomplished by reducing the amount of excess combustion air.

Convective heat transfer takes place as the hot gases pass through the

boiler tubes shown in Figure 4.2. Heat travels from the combustion gases
through the boiler walls and into the boiler water. In cast iron section
boilers, heat is removed from the flue gases as they pass between boiler sec-
tions. In both cases, the boiler water temperature Increases and combustion
gas temperature drops as a result of the energy transfer. As the hot gases

travel up through the boiler tubes (or between cast sections) their tempera-

ture decreases until they reach the end of the tubes. At that point the
combustion gases have reached the flue gas temperature.

There are many factors that affect heat transfer in boilers. Four of
these are:

o Flame temperature
o Boiler surface area
o Combustion gas turbulence
o Fouling of heat exchange surfaces

4.1.1 Flame Temperature

Heat transfer rates depend on the temperature difference between the cold

and hot bodies. It is improved by raising the flame temperature which
increases the temperature difference between the boiler water and flame

ases. Less excess combustion air Increases flame temperature, and improves
the heat transfer in boilers.

4.1.2 Heat Exchange Surface Area

Heat transfer also depends on the total heat exchange surface area of the
boiler or furnace. As surface area enlarges, the heat exchange improves.
Unfortunately, the effectiveness of additional surface area diminishes as area
is added. This diminishing return is explained in Figure 4.3. For example,
high temperature gas enters the bottom of the boiler tube and the heat trans-
fer rate is very high. As the gases flow up the tube they are cooled as heat
is transported to the boiler water. Therefore, near the top of the boiler
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tubes the combustion gases are much cooler than near the bottom of the tube,
and the heat transfer rate is lower. The size of the arrows in Figure 4.3
represent gas temperature and heat transfer, and these arrows become smaller
as the gases flow up the boiler tube.

The addition of heat exchange surface area can be viewed as extending
the length of the tubes. As tube length increases, more heat will be removed
but combustion gas temperature continues to drop, until extremely large tube
lengths are required to improve the performance further. Boiler and furnace
design involves a balance between high efficiency and construction cost. High
efficiency requires good heat transfer and large surface areas, while minimum
construction costs require small surface areas. Obviously, the boiler/furnace
designer must balance these conflicting requirements.

4.1.3 Combustion Gas Turbulence

Another factor that affects the rate of heat transfer is the flow condi-
tion of the hot gases passing through the heat exchanger. Turbulent flow in
which the gas is well mixed as it flows improves heat transfer. Boilers often
use "turbulators" to swirl the gas stream as it flows through the boiler.

Baffles and turbulators are placed in boiler tubes to improve heat trans-
fer. A baffle may be constructed from a long, thin piece of sheet metal that
is twisted to form a spiral. The turbulator improves contact between the hot

.4

gases and the walls of boiler tubes, and without it, a central core of hot
combustion gases can travel up through the tube without direct contact with
the tube walls.

4.1.4 Fouling of Heat Exchange Surfaces

Heat transfer can be reduced by accumulation of corrosion and soot on
heat exchange surfaces. Clean heat exchange surfaces give the highest effi-
ciency which drops as the surfaces become fouled. Soot fouling is particular-
ly troublesome and consists predominately of carbon deposits that thermally
insulate heat exchange surfaces.

A small layer of soot reduces heat transfer rates significantly, and this
effect is shown in Figure 4.4. A one-sixteenth (1/16) inch soot layer typi-

cally reduces the efficiency of a residential boiler or furnace by 4 percent,
and a 1/8 inch layer by 8 percent. It is clear, however, that soot accumula-
tion must be avoided, because it adversely effects performance. Annual
cleaning of surfaces is necessary to keep the efficiency high.

4.2 Boilers

Steam boilers are seldom used for residential heating today, except as
replacements in existing systems. Water boilers, however, are in common use.
Residential boilers have outputs from about 60,000 Btu/hr to over 300,000
Btu/hr.
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SOOT DEPOSITS WASTE FUEL

PERCENT INCREASE IN FUEL CONSUMPTION
10

9

*~13

7

6

5

4

3

2

I

0 n __________________________________n____

0 V/2 1/16 3/32 1/8
THICKNESS OF SOOT LAYER

(INCHES)

FIGURE 4.4 SOOT DEPOSITS WASTE FUEL
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Boilers are classified by the heating industry on the basis of three dis-
tinguishing characteristics: their construction material (steel or cast
iron), the presence or absence of circulating water around the combustion
chamber, and the number of times the hot combustion gases go through the heat
exchanger on their path to the chimney (single or multiple pass). Testing has
shown that, contrary to popular belief, cast iron construction does not neces-
sarily offer superior performance. There are some well-fabriated steel units
that compare favorably to those made of cast iron in their thermal proper-
ties. A boiler whose combustion chamber is surrounded by water, circulating
into the heat exchanger, is a wet-base type. One without this feature is a
dry-base boiler; its combustion chamber is separated from the heat exchanger,
which cuts down efficiency since the heat generated has less chance to reach
the working fluid before some is lost through the jacket. A multiple-pass
boiler, more complicated to make than a single-pass unit, gives greater effi-
ciency by placing combustion gases in longer contact with the heat exchanger.
Dry-base boilers are typically of single-pass design.

Residential boilers are made of steel or cast iron in various designs.
One feature that impacts thermal efficiency is the location of the combustion

chamber relative to heat exchange surfaces. A dry-based boiler has a combus-
tion chamber that is separated from the heat transfer area. The schematic
diagram of Figure 4.2 shows such a design where the combustion chamber is
located in the lower part of the unit and all the water is in the upper part
of the boiler. A wet base boiler is shown in Figure 4.5 in which the combus-
tion chamber is surrounded by boiler water and heat flow through the chamber

is absorbed by boiler water. Some boilers fall between these two classifica-
tions including wet-leg and wet back units where the combustion chamber is
partially water enclosed.

Residential steel boilers often are built with boiler tubes through which
the combustion produce gases flow. These tubes may be either vertical as in
Figure 4.2 or horizontal as in Figure 4.5. The number of tubes, tube diameter
and length, boiler tube placement, the use of hot gas baffles ("turbulators")
and combustion chamber design vary from unit to unit. Some boilers, particu-
larly those of dry-base design, require refractory combustion chambers, while
some wet base units may be operated without refractory chambers. An accept-

able burner must be selected for these boilers. For example, older nonreten-
tion-head type burners often do not operate satisfactorily in a combustion
chamber without a refractory lining.

4.3 Warm Air Furnaces

The function of a warm air furnace is to transfer heat released by the

combustion of fuel to air and to distribute the warmed air to heat the build-
ing. Combustion takes place in a metal walled heat exchanger where circulat-
ing air passes over the outside surfaces of the heat exchanger. Heat transfer
from the c.,'ustion products to the circulating air takes place through the
heat exchanger so that circulating air does not come in contact with products
of combustion.
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. Modern oil fired furnaces utilize forced air circulation incorporting a
direct drive blower or a belt driven blower. The blower function is to circu-

late air over the heat exchanger and through the air distribution system.
Various building constructions and air ducting systems require the use of four
basic furnace configurations described below:

, The Upflow or High-Boy Furnace is the most common type of furnace con-
figuration. The blower is positioned below the heat exchanger and
circulating air is directed upward over the heat exchanger and into a
supply plenum as illustrated in Figure 4.6. The return air ducting is
connected to either the left or right side of the furnace blower com-
partment.

The Counterflow Furnace has the blower positioned above the heat
exchanger and ciruclating air is directed downward as illustratd in
Figure 4.7. This furnace is typically used in houses with perimeter
ducting systems where there is no basement.

The Horizontal Furnace has the blower positioned to the side of the
heat exchanger. Circulating air moves horizontally over the heat
exchanger either to the left or right and is discarded out the

opposite end as illustrated in Figure 4.8. Horizontal furnaces are
used where overhead room is limited in such spaces as attics, crawl
spaces, or are sometimes suspended from ceilings.

The Low-Boy Furnace has the blower positioned on the side of the heat
exchanger. Air is discharged over the heat exchanger discharging
upward similar to the High-Boy furnace. Return air is directed down-
ward as illustrated in Figure 4.9. This furnace configuration is used
where overhead room is limited.

Warm air furnace heat exchangers are typically made of mild steel with
welded seams. Areas that are subject to high temperatures are protected
with refractory linings or utilize aluminum or ceramic coated steel alloys
compatible with higher temperatures. Many conventional furnace heat exchang-
ers use ceramic liners in the combustion chamber area to promote rapid vapor-
ization of the oil and to protect the heat exchanger from excessive tempera-

S. tures.

.- . Heat exchangers are designed to effect the greatest overall heat transfer
rates for the lowest materials cost. The heat exchanger should have provi-
sions for accessibility to all fireside surfaces for inspection and cleaning.
Flue passages are designed to be compatible with the type of fuel and type of
burner.

Warm air furnaces are enclosed in rectangular cabinets that provide a
passage way for air over the heat exchanger. Cabinets are usually insulated
with aluminum faced mineral wool and are finished with a baked enamel coat-
ing. Various access doors are provided for required servicing.
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Double inlet centrifugal blowers are used in conjunction with blower
motors mounted directly on the blower shaft or mounted remotely with a belt
and pulley assembly. The adjustment of fan speed for a direct drive assembly
is made by switching motor leads electriclly as would be done with an air
accomplished by adjusting the V-belt in the variable pitch drive pulley on the

motor. Belt tension is then adjusted by shifting the motor position. Blower
performance data is usually specified by the manufacturer to aid in selection
of the air handling capacities for various duct system static pressures.

Warm air furnace controls usually consist of a low voltage room thermo-
stat which starts and stops the burner in response to room tempertaure
changes. The burner is interlocked with combustion controls that permit the
burner to operate only under safe conditions. The blower is controlled by a
fan and limit control which starts the blower when a predetermined temperature
near the heat exchanger is reached. This control keeps the blower running
until the heat in the furnace has been dissapated. The fan and limit control
operates independently of the burner controls and also functions as a limit
control that will shut the burner off if the temperature in the furnace
exceeds a predetermined level. On some furnaces, including most counterflow
furnaces, an auxiliary temperature limit control is fitted in the furnace.
Residential furnaces are sold as complete packages completely assembled and
wired at the factory.

Filters supplied with a forced air furnace are often the throw-away
type. Permanent filters that may be washed and reinstalled are also used.
The air filter is always located in the circulating air stream ahead of the
blower and heat exchanger.

Humidifiers are sold as accessory equipment and are not included as a

standard part of the furnace package. However, one of the advantages of a
forced air beating system is that it offers the opportunity to control the

relative humidity of the heated space at a comfortable level.

Electronic air cleaners are available as an accessory to the forced air
furnace. These air cleaners are much more efficient than the air filter
provided with the furnace and filter out much finer particles, including
smoke. They create an electric field in which dust particles are given a
charge and consequently collect on a plate having the opposite charge. The
collected material is then cleaned from the collector plate periodically by
the homeowner. Electronic air cleaners are mounted in the air stream entering
the furnace.

4.4 Ancillary Equipment and Controls

4.4.1 Tankless Domestic Hot Water

Many oil-fired boilers are equipped to provide domestic hot water as well
as space heating, through use of a "tankless coil" which is immersed in the
boiler water. When hot water is demanded (by opening a sink faucet, for
example), cold water flows through the coil, which is usally a serpentine

-51-

%-.1



, - W.;_ -6N

length of finned copper tubing. When the water leaves the coil and flows to
the faucet, it hs been heated to a temperature around 120-1400 F. Initially,
the hot water draw causes the boiler water temperature to fall. This causes
the burner to come on in order to maintain the boiler water at the
pre-selected temperature.

As with storage hot water heaters, the rate at which the tankless coil
can supply hot water is limited. In practice, the coil is designed to have a
sufficiently large surface area, the boiler is sized to contain a sufficient
amount of hot water, the burner is provided with a sufficiently high firing
rate (usually a higher rate than needed to meet the space heating needs of the
house), and the boiler water temperature control is kept high enough, to
provide hot water continuously at a reasonable flow rate.

The tankless coil is used widely in houses in the Northeast that are
heated by oil-fired boilers. It has a considerably lower first cost than would

A' be incurred to install a separate storage type water heater with its own oil

burner.
,.

AThe simplicity and low cost of the tankless coil can be combined with a
separate glass-lined storage tank which increases the availability of domestic
hot water by maintaining a standby supply for use at all times. This permits
use of a smaller boiler. Water is circulated by a small auxiliary pump

through the tankless coil to the storage tank and back to the coil. A thermo-
stat on the tank permits simple adjustment of the stored water temperature
over a range of about 120-1600 F.

4.4.2 Barometric Damper

The construction of the furnace chimney system is designed to obtain
adequate draft to eliminate the products of combustion. As mentioned
before, seasonal temperature variations must be considered when designing and
adjusting for chimney draft. Accordingly, under maximum draft conditions
(i.e., cold and windy conditions) the driving force pulling the exhaust gases
becomes greater than necessary, and the combustion gases can be vented too
rapidly, reducing heat transfer. Excess heat is, therefore, lost up the chim-
ney. This conditioning of overpowering draft must be controlled to insure
optimum performance of the heating system. This is accomplished by using a
barometric damper. The barometric damper is a movable door on a hinge that
opens and closes in response to pressure differentials that exist in the chim-
ney. The rear side of this damper is exposed to the negative pressure of the
chimney while the front side is exposed to the ambient or atmospheric pres-
sure. During periods where the draft is just adequate to eliminate combustion
products, the barometric damper remains closed. When there is more draft than
necessary, the excessive negative pressure in the chimney opens the damper,
allowing air to flow into and up the chimney reducing the negative pressure of
the chimney.
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The barometric damper is adjusted by a weight found on the damper which
allows proper settings for each individual installaton. Usually the setting
is made so that it produces the desired draft reading measured over the fire
or in the flue pipe. This setting insures that the amount of air through the
burner remains constant as chimney draft varies.

The baromtric damper for all its energy saving qualities has one inherent
drawback; it can increse air infiltration into the house. The growing use of
flame retention head burners hs brought about some discussion of the need for
barometric dampers in modern residential installations. Newer burners are
less strongly affected by draft variation. No definitive conclusions are
available at this time, but some of the more knowledgeable individuals in the
industry have suggested tht elimination of barometric dampers may conserve
energy. The adverse effects of this action must be evaluated before any
recommendations can be decided upon.

It is common knowledge that every system cannot operate in perfect
adjustment all the time, and a certain amount of lee-way must be given. The
factors that usually will cause draft variations are:

o excessive wind
o inadequate chimney construction or system installation
o inadequate system maintenance

The first problem, excessive wind, is more a function of geographic
location rather than heating system construction. It is important to maintain
the overfire draft in the proper range under windy conditions. If the over-
fire draft is too large even when the barometric damper is fully open, it may
be necessary to install a second damper in series with the first one. This
will help maintain regulated air flow through the heating system at all times. ,

When installing a barometric control damper it is important to recognize
that there is a optimum location for each installation. Oil-fired units use
barometric controls best when they are located in the direct flow of combus-
tion gases such as the illustration in Figure 4.10.

The proper installation and adjustment of a heating system is important
for trouble-free operation of the unit during its life time. The construction
of chimneys is usually standard today in the residential housing market, and
it is governed by various state and local codes. Problem areas usually occur
when existing solid fuel heaters are retrofitted with oil-fired units. The
diameters of the flue and the height of the chimney in relation to surrounding
structures are the two important considerations that must be examined when
installing a heating unit. Diameters that are too restrictive may not allow
proper evacuation of combustion products and flue gases can flow back into the
living space. If the diameter of the flue is too large the chimney is never
given a chance to completely warm because of the large surface area of the
inside of the flue. This situation may cause poor draft and flue gas conden-
sation which can corrode both the chimney and the heating system. In either
case adjustments must be made to maintain proper draft before the heating
system is installed and as it continues to run.

.
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Another difficulty that can be encountered with lack of proper mainte-
nance is burner sooting. If left unattended for long periods of time, the
flue passages can become restricted and draft is reduced. Modern oil burners
are capable of soot-free operation, and they should be used to replace poorly
operating, outdated equipment.

4.5 Automatic Control Devices

Modern automatic home heating equipment has come about and progressed
with the evolution of automatic control devices. These controls vary in com-
plexity from simple bimetalic wall thermostats to completely integrated energy
control systems that vary room temperature with time of day and vary heating
system operating temperature with outdoor weather conditions. All control

4 systems regardless of their complexity are installed to insure safe and effi-
cient operation while maintaining comfort.

The basic control scheme that is utilized in the typical oil-fired system
(regardless of heating medium air, water, or steam) encompasses four basic
components:

o ThermostaL
o Limit Switch
o Primary Control
o Operating Controls

4.5.1 Thermostat

In simplistic terms a thermostat is nothing more than an on-off switch
that is heat sensitive. When heat is needed, the contacts close and the boil-
er or furnace is activated and responds with the necessary amount of heat.
The thermostat responds by breaking its electrical contact when the heat
requirement is fulfilled.

Lowering the thermostat is the most popular and cost effective way to
reduce fuel bills. In the past few years the standard setting on a thermostat
has dropped from 720 to 68 0 F. This lowering of the thermostat setting has
reduced fuel consumption without seriously sacrificing comfort. Further
reduction in temperature settings will be helpful, but caution must be taken
to avoid health hazards with the elderly, the very young, or the sick.

In todays very mobile society many households are left empty for the
entire day which means that large amounts of energy are being wasted.
Paralleling this situation is the evening period when the occupants are
sleeping, and less heat is needed than during more active periods. For this
reason the clock thermostat was developed. The clock thermostat regulates the
temperature setting with the time of day. The highest temperature settings
are only delivered during active periods such as morning and evening hours
when the occupants are at home and awake. During periods when the occupants
are not at home or the need for heating is reduced the thermostat will "set
back" the temperature to a lower setting. This type of operation can give
fuel savings from 8-30% depending on lifestyles and the geographical loca-
tion. Some estimates were made by Honeywell corporation for heating as shown
in Table 4.1.
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Table 4.1 Fuel Savings by Set-Back Thermostats

Percent Fuel Savings
Percent Fuel Savings for 10*F Setback
For 10*F Setback twice a day

once a day (700 to 60OF 15 hr/day)

Location (70* to 60*F 8 hr/day) (% fuel savings)

Bismarck, ND 9 17
Boston, MA 11 22
Buffalo, NY 10 20
Charlotte, NC 14 26
Chicago, IL 11 21
Cincinnati, OH 12 24
Cleveland, OH 10 21
Denver, CO 11 22 .
Des Moines, IA 11 22
Detroit, MI 11 21

Milwaukee, WI 10 19
Minneapolis, MN 9 18

New York, NY 12 23
Philadelphia, PA 12 24
Pittsburgh, PA 11 22
Portland, OR 13 24
Richmond, VA 13 25
St. Louis, MO 12 23
Seattle, WA 12 24
Washington, DC 13 25
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Fuel savings can also be realized through daily manual adjustment of
existing thermostats. The cost, convenience and large opportunity for fuel
savings make the clock thermostat a very worthwhile investment for the
consumer.

54.5.2 Limit Switch

The limit switch is used as a safety mechanism to prevent the heating
system from reaching a high temperature that would compromise safety. The
limit switch monitors the temperature of the heating medium usually water or
air. Steam system limit controls monitor steam pressure. The limit control
has override over the entire system. If the limit condition is reached, power
to the burner is interrupted until the water or air temperature drops to an
acceptable level.

4.5.3 Primary Control

The primary control is the brain center of oil-fired heating systems. It
responds to signals given by both the thermostat and the limit control. The
primary is also responsible for the proving flame presence, controlling the
burner and ignition, and shutting down on malfunction of the system.

%e The primary operates in either the start mode or run mode. On a call for
V heat (i.e. thermostat contacts close) the start mode circuit of the controller

is activated. This circuit involves the thermostat, the safety switch, the
safety switch heater and a flame detection mechanism. At such time that a
flame is proven, a mechanism of the flame detector removes the safety switch
heater from the powered circuit. This arrangment of the ciruit allows two
checks. First, the safety switch heater is checked to make sure it is work-
ing. Second, it proves that there is a flame. If either of these criteria
are not met the safety switch will lock out. Locking out will cause the sys-
tem to shut down immediately and prevent further operation. In some instances
the circuit will recycle and try to start the burner. If this attempt fails,
then the system will lock out permanently and servicing is necessary. In all
oil-fired systems, primary controls use a flame detector to insure the
presence of flame and avoid an unsafe condition. Automatic oil burning system
use either a thermally activated sensor called a stack relay or an optically
activated sensor called a cad cell. Compactness, quick response and reliabil-
ity usually make the cad cell detector the most popular choice for new equip-
ment. Stack detectors are still very popular on existing equipment.

4.5.4 Operating Controls

4.5.4.1. Furnaces. Warm air furnace operating controls are quite

simple. The operating control regulates the operation of the fan as a func-
tion of the air temperature in the exit side of the furnace. On a call for
heat by the thermostat, the burner will switch on, heating the air in the
plenum to the prescribed setting of the fan "on" switch. This temperature
should be set at about 120-130*F to insure the initial blast of air through
the duct will not be cool. The burner shuts off once the limit control
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temperature has been reached or the thermostat satisfied. The fan remains
"on" until the temperature of the plenum falls to the fan shut-off setting
which should be in the 100*F range. To review the furnace operating controls,
there are three temperature settings on forced air systems. First the high
limit control is a safety check to insure that the furnace does not overheat.
Second a fan "on" setting activates the fan at the proper time to maintain

v comfort and maximize energy utilization. And third, a fan "off" setting is
used to purge excess heat from the system and stops the fan when the heat sup-
ply is exhausted.

4.5.4.2 Boilers. The boiler operating control system is a bit more com-
plex than furnace controls. Most boilers contain a reservoir of water that is
maintained warm at all times. This serves two purposes. First, it allows a
quick response on a call for heat from the thermostat, and second, the reser-
voir can supply heat for domestic hot water.

The typical boiler has low limit and high limit temperature controllers.
The low limit controller maintains the resevoir at a specified temperature.
Once the temperature of the resevoir falls below this lower limit, the con-
troller activates the burner until the temperature of the resevoir rises to
the upper limit. The circulating pump brings the boiler water into radiators
in the house when there is a call for heat. In most installations the circu-
lation is not activated until the resevoir temperature is above the lower
limit.

Typically the hot water radiator system are designed for peak operation
when the circulator water is at about 180 0F. This high temperature is only
necessary under the coldest condtions. During non-peak operation, which
probably represents more than 90% of operation, lower boiler water temperature
is adequate to meet the needs while using less fuel. This is the principle of
the indoor-outdoor boiler water control devices. As the outside temperature
varies, so too does the boiler water temperature. The reduction of boiler
temperature lowers heat loss during the off-cycle reducing fuel consumption.
This will be discussed in detail later.
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5.0 EFFECTS OF EOUIPMENT MODIFICATION

5.1 Equipment Modification Options to Improve Efficiency

The purpose of this section is to present a range of energy-savings

equipment modifications and indicate both the expected fuel savings and possi-

ble problems associated with using this equipment. Heating system improvement
can often reduce excessive fuel cost more than other energy conservation

options. If a careful analysis of options is not performed the results of

investing in any given single conservation effort may not be the most cost

effective path to follow. The reader should have a clear understanding of the

information contained in Appendix A:- Combustion Theory - included in the back

of this report prior to analyzing the options presented in this section.

Some adverse effects that can result from some modifications are includ-
ed, so that equipment installers are aware of both positive and negative

results. General installation, adjustment and service recommendations are
included to assist effective use of retrofit changes, but these do not provide

a step-by-step installation procedure. Variability in heating equipment and

retrofit designs prevent the development of a general and simplified installa-

tion approach. The serviceman with field experience must adapt heating equip-

ment to operate more efficiently while assuring safe and reliable operation.

Finally, a discussion of retrofit costs demonstrates the advantage offered by
these conservation measures for typical installations.

The information that is included is briefly summarized below:

o Function of each retrofit.

o Expected energy savings.
" Adverse effects.
o General installation requirements.

o Typical cost-benefit evaluation for each modification.

o Conclusions.

Many heating unit modifications exist that will reduce heat loss and
improve efficiency. These range from simple control adjustments of boilers

and furnaces to replacement of the entire heating system.. The low-cost

approaches should be considered for all heating units. Higher cost modifica-

tions must not be automatically rejected, however, because in the long term

they offer the greatest energy savings, and they are often economically

attractive. The specific heating unit modifications included here are:

o Flame retention head burners.

o Replacement of boilers or furnaces.

o Vent dampers.
o Reduced fuel firing rates (smaller fuel nozzles).

o Flue heat reclaimers.
o Reduced temperature settings for boilers and furnaces.

o Pipe or duct insulation.
o Turbulator replacement for steel tube boilers.

o Heating system tune-up.
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5.1.1 Flame Retention Burners

5.1.1.1 Function. The basic design of a flame retention burner is simi-
lar to other pressure atomizing burners. The main difference is the way in

which fuel and combustion air are mixed, and this Is controlled through care-

ful design of the burner end cone (burner head). The flame retention head has
a smaller area through which air can flow and the resulting flow pattern
allows more efficient operation. The other components of flame retention
burners (fuel pump, nozzle, electrodes, transformer) often are the same as

non-flame retention types. One other difference is frequent use of 3450 RPM
motors instead of 1725 RPM to overcome the pressure drop through the retention

* head, but this is not a requirement for flame retention.

Flame retention burners can improve boiler or furnace efficiency in two
ways. Flue heat loss during burner operation can be lowered, and off-cycle

heat loss may be reduced.

Excess air reduces efficiency, and flame retention burners usually oper-
ate with less excess air than older burner designs. Flame retention types
require 20 to 30% excess air, while older burners need 50 to 100% or more to

achieve low smoke numbers. The difference in flue heat loss for these burners
is about 10 percentage points. This translates into a fuel savings of more
than 10%.

The second advantage of flame retention burners is their tendency to
reduce off-cycle heat loss while the burner is idle. The flow of off-cycle
air through the heating unit is reduced by the restrictive design of the flame

retention head, and off-period heat loss is less. This improves the annual

fuel utilization efficiency. The magnitude of on-cycle and off-cycle savings
depend on the design of the burner and boiler or furnace combination.

J_,J 5.1.1.2 Expected Energy Savings. Extensive laboratory and field inves-

tigations indicate that replacement of older burners with flame retention
units will reduce fuel use by an average of 15%. Savings measured in the lab-
oratory range from about 5 to 25%, while field investigations show larger
variations. It is possible in some installations to save up to 40% by burner
replacement.

Actual savings are related to the efficiency before burner replacement.
Combustion testing is an effective method for estimating expected savings and

Figure 5.1 shows some flue gas efficiency results. The field data shown are
flue gas (combustion test) efficiencies before and after burner replacement

for 160 boilers in the New York area collected by Brookhaven National Labora-
tory. Note that the final efficiencies fall close to 80% for all the cases

shown.

This information demonstrates that a lower intitial efficiency corre-

sponds to larger savings. For original efficiencies of about 72% the esti-
mated savings is 10%, while a system at 60% can save more than 23%. Remember,
these estimated savings represent only improvements during burner operation.

Additional fuel savings can result from reduced off-cycle losses. These
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estimates, therefore, represent the lower limits on the improvement provided
by flame retention head burners, and actual savings can be higher.

5.1.1.3 Adverse Effects. Flame retention head burners do not present
the reliability problems that are sometimes associated with new energy saving
add-ons because these burners have been available for more than a decade.
Many burner components are the same as older oil units that have been used for
several decades. Therefore, few problems are expected by wider use of reten-
tion head burners. One area that must be considered by installers, however,
is the possible incompatibility with some older heating units. These boilers
and furnaces may not have been designed for the higher flame temperatures
produced by new burners, and modification of the combustion chamber may be

"4 required.

Retention head burners operate with higher flame temperatures that can be
600*F hotter than older burners. The higher temperature is caused by reduced
excess air and contributes to higher system efficiency. Higher temperature
combustion gases transfer their heat more rapidly to the boiler water increas-
ing thermal efficiency. Remember too, that reducing excess combustion air
(producing higher flame temperature) causes flue heat loss to drop. From an
efficiency point of view, high combustion gas temperatures are desirable.

Most new boilers and furnaces can accomodate higher combustion tempera-
Vtures, and flame retention burners are used in almost all of them. Unfortun-

ately, this is not true for all older heating units. Raising the temperature
of combustion can pose problems including burn-out of combustion chambers or
heat exchangers in extreme cases. The judgement of experienced service
personnel is important to eliminate safety hazards.

Several precautions should be considered whenever older heating units are
retrofitted with new burners. The best decision from an efficiency viewpoint
is to replace the entire heating unit, with a new burner-boiler or burner-
furnace. This will provide maximum fuel savings and the fewest problems.

Another solution is to reline older combustion chambers with high temper-
ature refractory inserts. These are available in moldable (Wet-Pak) form or N
similar combustion chamber liners which can be installed in the field and
reduce the chance of chamber problems. Also, reducing the firing rate (fuel
nozzle size) may lessen the undesired effects of high combustion temperatures.

Finally, increasing excess combustion air reduces flame temperatures, but
also reduces fuel savings. Dry-base boilers and older warm air furnaces are
prime candidates for this approach. For those cases a maximum CO2 concentra-
tion of about 10% (or about 50% excess air) may be acceptable. Fuel savings
will be lowered by increasing excess air, so this is not a general recommenda-

tion for all systems.

Careful attention by experienced servicemen is required for proper use of
all retrofit improvements, and safety is the primary consideration in all
cases. Safe operation must never be compromised for gains in efficiency.
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5.1.1.4 General Burner Installation and Adjustment Requirements.

Replacing an oil burner is not a simple task, and careful attention to detail

is required to assure safe and efficient operation. Important questions to

consider are:

o Is a new burner needed?

- Can the efficiency of the existing burner be improved?

- Should other modifications be considered first?
- Can the existing boiler or furnace handle higher flame temperature?

" - Are there other important considerations?

o What installation procedure will be followed for burner replacement?

o How will the burner be adjusted to peak efficiency?

5.1.1.5 Is a New Burned Needed? The efficiency of the existing heating

unit must be measured to determine possible fuel savings with the new burner.

-1 The original system should be adjusted to peak efficiency (and acceptable
smoke number) before the fuel saving is estimated. Setting the draft damper,

replacing fuel nozzles, adjusting combustion air, eliminating air leaks and

cleaning heat exchange surfaces are some of the measures that can improve the
performance of the existing burner-boiler or burner-furnace. If the flue loss

efficiency of the tuned heating unit is less than 75%, then a flame retention
burner is advisable in many cases.

Inspection of the combustion chamber and heat exchanger is necessary to

determine if the unit can tolerate higher temperature. Remedial steps may be
required. Any other specific factors that may affect the choice of a flame
retention burner should be considered.

5.1.1.6 Installation Procedures. A standard step-by-step installation

procedure should be used by each burner installer to assure uniform quality.

Some important items in an installation procedure include:

o Selection of correct burner for combustion chamber shape and size.

o Upgrading procedure for combustion chambers.

o Assembly of burner components (air tube, nozzle assembly, main

housing).

o Procedure for mounting burner on boiler or furnace including air tube

insertion depth.

o Elimination of air leaks around burner air tube and elsewhere.

o Elimination of air leaks in the fuel line.

o Burner electrical wiring procedure.

o FINAL INSPECTION.

1%
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Step-by-step installation procedures are available from burner manufac-

turers which discuss specific details of their equipment. Equipment install-
ers must be familiar with the recommendations of burner manufacturers, and
these should be incorporated into a detailed installation plan.

5.1.1.7 Burner Adjustment. An oil burner must be adjusted carefully so
that the peak efficiency is obtained. Even a highly efficient burner wastes
fuel if the firing rate is too large or if the combustion air setting is
incorrect. Several steps must be included in any burner adjustment proced-
ures. These are:

1) Use combustion test equipment for all burner adjustments. The
advantages of this step must not be ignored. Appendix B describes
combustion efficiency testing procedures.

2) Use the smallest fuel nozzle capable of supplying sufficient heat.
Many heating units are over-fired and therefore operate at lowered
efficiency. Reduced firing rates will be discussed later, but
selection of proper firing rate is an important part of burner
adjustment. Remember that flame retention burners operate at higher
efficiency and the fuel firing rate can be reduced after burner
replacement because of the improved performance. Never install a
nozzle that is larger than the boiler or furnace design input rate
listed on the label.

3) Use the correct fuel spray angle and pattern for the burner and com-
bustion chamber. Burner manufacturers generally recommend the spray
patterns and angles that produce the best performance with their
equipment. These guidelines should be followed, and the size and
shape of the combustion chamber must be considered to avoid flame
impingement and unnecessary soot production.

* 4) If the combustion head position is variable, set it for the appro-
priate firing rate. This is usually accomplished by loosening the
nozzle assembly and sliding it forward or backward until the desired
point on a scale is reached.

5) Adjust the combustion air shutter to produce a zero to number one
smoke (Bacharach scale). Carbon dioxide concentration in the flue
gas should be in the range of II to 13%. The correct balance
between too little and too much air must be selected for best
efficiency.

More detailed burner adjustment criteria are included in Section 3.2 of
this guide.

5.1.1.8 Saving and Cost Comparison. Many complex formulas and equations
are used to evaluate the economic advantage of investments in new equipment.
The simpler ideas of initial equipment costs and annual fuel cost reduction
can be used. This uncomplicated analysis shows why flame retention burners
are a worthwhile investment for homeowners, and that their value increases as
fuel costs rise.
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Table 5.1. Payback Period in Years Necessary to Recover
Cost of New Burner

Percent Fuel Savings from Burner Replacement
" Installed Cost Annual Fuel --

of New Burner Use (Gallons) 10 15 20 25

$300 1000 3 2 1.5 1.2
1200 2.5 1.67 1.25 1.0
1500 2.0 1.33 1.0 0.8
2000 1.5 1.0 0.75 0.6

$400 1000 4.0 2.67 2.0 1.6
1200 3.33 2.22 1.67 1.33
1500 2.67 1.78 1.33 1.07
2000 2.0 1.33 1.0 0.8

$500 1000 5 3.33 2.5 2.0
1200 4.17 2.78 2.08 1.6

1500 3.33 2.22 1.67 1.3
2000 2.5 1.67 1.25 1.0

Note: For purposes of example, assumes fuel is $1.00 per gallon. For other
fuel costs divide payback period by actual cost in dollars/gallon.

Installed costs, assumed here for purposes of example, vary widely and
can be below $300 or above $500.
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Generally, flame retention burners reduce annual fuel use by an average
of 15%, and the installed cost assumed here can range from less than $300 to
above $500. If we assume a typical fuel useage of 1200 gallons per year and a
fuel cost of $1.00 per gallon, then the annual fuel savings is $180. In this
case the burner pays for itself in about two years, and this payback period is
shorter for homes with higher fuel consumption or less efficient heating
units. Table 5.1 gives examples of payback periods for different values of
equipment costs, annual fuel uses, and efficiency improvements.

The shortest payback period (0.6 years) corresponds to the lowest equip-

ment cost shown ($300), the largest fuel use (2000 gallons per year) and the
largest efficiency improvement (25%). This means that the burner will pay for
itself in about a half year. In contrast, the longest payback occurs for the
highest burner cost, the lowest annual fuel use and the lowest percent fuel
savings.

Table 5.1 is not exact, but the information can be useful to assist in
estimating savings. The cost of the burner is known, and the average annual
fuel use is available from delivery records. The only unknown is the percent
fuel savings for burner replacement. This can be estimated, however, by
measuring the combustion efficiency (flue heat loss) of the unmodified heating
unit. Earlier, fuel savings for burner retrofit was discussed and Figure 5.1

", showed that the average efficiency after burner replacement was about 80%. A
conservative estimate of fuel savings (neglecting off-cycle savings produced
by the new burner) can be obtained by comparing the original efficiency to 80%
as shown:

80% - Original Efficiency(%)
Estimated Savings (%) - x 100

80%

For example, if the as-found efficiency of the heating unit is 68%, then
the approximate savings is:.

80% - 68%
Estimated Savings (%) = x 100 = 15%.

80%

Remember that the estimated savings does not account for off-cycle
improvement, and actual fuel savings will be higher in most cases.

5.1.1.9 Conclusion. Installation of flame retention head burners as
*. replacements for older units is an effective and economic means for conserving
*" heating oil. Flame retention burners represent an important advance in burner

performance and the technology has been proven by many years of field experi-
ence. Few problems are anticipated by widespread use of newer burners, but
careful installation and adjustment practices are required to assure safe and
efficient performance.

4Most homes with older oil burners can have substantially reduced fuel
costs, with savings averaging 15% and ranging up to 40%. The combination of
low burner cost and high fuel savings make retention head burners one of the
best conservation investments available.
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5.1.2 Vent Damper

5.1.2.1 Function. A vent damper is a mechanical device that is
installed in the flue pipe to reduce off-cycle heat loss from the boiler or
furnace. The damper is open during burner operation and exhaust gases are
vented normally through the chimney. After completion of the burner firing
cycle, the vent damper closes to reduce off-cycle heat loss through the flue.
A diagram of damper operation is presented in Figure 5.2. The vent damper
traps heat within the boiler or furnace and improves system efficiency.

Most vent dampers for oil fueled systems use electric motors to open and
close the damper blade, and there are two types of blade design. One is a

*l tight closing blade while the other has cutouts that allow substantial off-
cycle air flow. These cut-outs help to reduce odor problems that exist in
some installations, but also reduce fuel savings.

Most vent dampers are designed to fail in the "open" position. That is,
if electrical power to the damper is interrupted, then the damper opens auto-
matically. Also, some dampers have safety switches that require a full-open
position before the burner can operate. These features prevent unsafe damper
operation, but proper installation by specially trained service personnel is
necessary to assure safe and reliable performance.

5.1.2.2 Expected Energy Savings. Laboratory and field studies show that
vent dampers reduce fuel use on the average by 2% to more than 14%. The
actual reduction depends on existing off-cycle and infiltration heat losses.
Field studies indicate average fuel savings are about 8% for oil-fired heating
units.

Laboratory tests show that tight-closing dampers are better than units
with cut-outs. Tight dampers often include a time delay before closure to
allow purging of combustion gases from the heating unit. This short delay
does not reduce fuel savings, but cut-outs reduce fuel savings significantly.
For example, Brookhaven National Laboratory tests show that one boiler saved
11% with a tightly closing damper. The same boiler with damper blade cut-outs
saved only 5%. This shows that cut-outs can reduce savings by 50% compared to
tightly closing units. Clearly, vent dampers that close tightly save more
fuel than other designs.

Burner design is another factor that affects vent damper fuel savings.

Vent damper savings are lowest for units with flame retention burners. Recall
that flame retention head burners reduce off-cycle heat loss. It is not
surprising, therefore, that vent dampers save more energy when they are
installed on units with burners of older design. Typical savings are 2 to 4%
for heating units with flame retention burners.

Some burner manufacturers have developed flame retention models with a

built-in air damper that closes during the off-cycle. These new designs have
the potential for superior performance and very high efficiency.
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FIGURE 5.2 VENT DAMPER OPERATION
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Off-cycle and infiltration losses cannot be measured in the field and
fuel savings are expected to vary with the size of these losses. They repre-
sent the maximum savings for vent dampers use. Off-cycle loss varies from 5
to 15%. Air infiltration accounts for about 2% of fuel consumption, but it
can be larger for specific building, heating unit and chimney designs.
Factors that can contribute to large losses and higher vent damper savings are
summarized below:

o Heating systems with high operating temperature.

- Steam boilers
- Hot water boilers with tankless coils.
- Boilers and furnaces with high operating temperature settings.

o Heating units with large heat storage capacity.

- Units with large combustion chambers of heavy brick.
- Massive boilers and furnaces - coal converted units.

o Heating units with large off-cycle air flows.

- Older burner designs (non-flame retention).
- Many air leaks.

o Boilers or furnaces located near the heated space - infiltration loss
can be significant.

o Grossly oversized heating units with long off-cycles.

o Heating systems with very high chimneys - inducing high off-cycle air
flows.

No exact method exists for estimating vent damper savings, because
off-cycle and infiltration losses are not known. The list of factors shown
above indicates systems that may be suited to vent damper use. A system with
several of these factors is prime candidate for a vent damper.

5.1.2.3 Adverse Effects. Two areas of concern exist for vent dampers:

o Operating the burner while the damper is closed.

o Off-cycle odors.

Operating the burner while the damper is closed is an obvious safety
problem, but many dampers have control features to prevent it. Careful
installation is essential to be sure that all safety devices are operative.
Manufacturer instructions must be followed explicitly!

Off-cycle combustion odor is not a problem created by the vent damper.
The damper merely reveals that a problem exists. Odors are often produced
when fuel oil is injected into a hot combustion chamber at the end of the
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burner "on" cycle. The oil enters the chamber because of improper pump cut-

off or air in the fuel line. A hard combustion chamber sustains high tempera-
ture and contributes to the problem by heating the fuel nozzle during the
off-period. The injected oil vaporizes on hot surfaces and partially oxidizes
forming the undesired vapors. Normally, off-cycle draft will remove these
fumes from the heating unit, but a vent damper can trap them inside. The
damper does not create the odor, but it allows the problem to be noticed.

The best solution is to eliminate the source of fumes. This can be
achieved by the methods below:

o Eliminate air leads in the fuel line. Air trapped in the fuel line
expands when the nozzle is heated and injects fuel into the hot
chamber.

o Use a fuel pump with a better low pressure cut-off.

o Install a fuel solenoid valve for instantaneous fuel shut off. (Air
. leaks in fuel lines and fittings must be eliminated also.)

o Install a low mass combustion chamber liner. This will lower off-
7. cycle temperature and reduce off-cycle nozzle heating.

Using a vent damper with cut-outs or by-pass area is not the best
choice. This will not eliminate the odor problem. It can only make it less
noticeable, and fuel saving will be reduced.

5.1.2.4 General Installation Requirements. The instructions of each
vent damper manufacturer must be followed exactly to assure safe operation.
Several installation concerns are listed below:

o Electrical wiring must follow manufacturer recommendations.

o A specified clearance from combustible materials must be maintained.

o The damper must serve only one appliance.

o Qualified service agency must install damper in accordance with local,
state and federal codes.

o Deviation from instructions can cause a dangerous situation.

5.1.2.5 Saving and Cost Comparison. Payback periods are shown in Figure

5.2. Generally, the payback periods for vent dampers are longer because fuel ..

savings are less than for new burners. A typical example may be represented
by:

o Installed cost: $350
o Annual fuel use: 1500 gallons
o Percent savings: 8 percent
o Fuel cost: $1.00 per gallon

-70-

mz S



* -, . . , - . . - , _. ,-, , . . . -i , ...-' ~ i ,. S -. .. *
4
,, . * ,.L. , ,." - L.. a ._-. M i n ,e S.. . .. .. o : -. Z .,

Table 5.2 Vent Damper Payback Periods

Percent Fuel Savings for Vent Damper

Installed Cost Annual Fuel
of Vent Damper Use (Gallons) 4 8 12

$250 1000 6.2 3.1 2.1

1500 4.2 2.1 1.4

2000 3.1 1.6 1.0

$350 1000 8.8 4.4 2.9
1500 5.8 2.9 1.9

2000 4.4 2.2 1.4

$450 1000 11.2 5.6 3.8

1500 7.5 3.8 2.5
2000 5.6 2.8 1.9

Note: For purposes of example, assumes fuel is $1.00 per gallon. Installed

costs, assumed here for purposes of example, may be less than or
greater than the range shown in this chart.
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The payback period for this case is about 3 years with an annual savings
of $120. This is not the best payback or annual cost saving measure, but it
does represent an attractive investment for many homes. Heating systems with

., design features that tend toward high off-cycle and infiltration losses are
certainly candidates for vent dampers.

5.1.2.6 Conclusions. Vent dampers reduce off-cycle and air infiltration

heat losses. Average savings are about 8%, but some older heating units may
save more. Off-cycle loss cannot be measured in the field, however, and
accurate prediction of savings is difficult. More field data is required.
Vent dampers that close tightly save more fuel than dampers with cut-outs that
permit off-cycle air flow. Many factors affect heat loss and vent damper
effectiveness, and dampers should be used on systems with larger off-cycle

, heat losses. While savings are less than those for burner replacement, vent
dampers can be economically attractive for many homeowners.

5.1.3 Reduced Fuel Firing Rate (Smaller Fuel Nozzles)

5.1.3.1 Function. Reducing the firing rate of boilers and furnaces is
an effective and inexpensive method for reducing excessive fuel use. All too
many heating units have fuel nozzles that are too large for their heating
requirement. This is particularly true in older heating units. Some studies
show typical oversizing of 100% or more. Replacement with a smaller fuel
nozzle and readjustment of the combustion air improves the system efficiency.

Fuel savings usually come from lower flue heat loss during both burner on-
and off-cycles.

Burner on-cycle flue loss is often reduced when a smaller nozzle is
installed. This is reflected in a lower flue gas temperature. A larger frac-
tion of the available heat is removed from the combustion gases as they pass p

through the boiler or furnace. This results from a smaller volume of combus-
tion gases passing over the original heat transfer surface. In effect, there
is more heat transfer area for each unit volume of combustion gas.

Off-cycle heat loss is also reduced when a smaller fuel nozzle is used.
The variation in off-cycle loss and efficiency for different burner off-
periods is shown for a hot water boiler in Figure 5.3 (from Brookhaven Nation-
al Laboratory test results). The best efficiency is obtained for continuous
burner operation when off-cycle loss is zero. The efficiency drops as the
burner "on" percentage gets smaller because off-cycle losses grow large-.
Obviously, higher efficiency occurs at the right hand side of the curve for
large burner "on" percentages. Using a smaller fuel nozzle shifts burner
operation to the right side of the curve and improves efficiency by reducing
off-cycle heat loss.

The highest efficiency would be reached by operating the burner continu-
ously. This is not possible because the outdoor temperature changes during
the heating season and less heat often is required. The next best option is
to use the smallest nozzle that will satisfy the peak heating requirement.
This will produce the shortest burner off-periods and the highest efficiency.
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Similarly, warm air furnaces also benefit from smaller firing rates that
are more closely matched to the heating requirement of the house.

5.1.3.2 Expected Energy Savings. Laboratory measurements, field
investigations and computer simulations show that lowered firing rates reduce
fuel use by about 8%. Savings for warm air furnaces average 7.5% while boil-
ers average 8.5%. It is difficult to separate on-cycle and off-cycle savings,
but laboratory tests on boilers show that a large part of the savings occurs
during the burner off-cycle.

Expected fuel savings for specific heating units depends on:

o Initial overfiring rate.
o Degree by which overfiring is reduced.
o Off-cycle heat losses for the burner-boiler or burner-furnace unit.
o Burner design and ability to reduce firing rate effectively.

Many heating units are overfired by 100% when compared to the design
heating requirement. For example if a firing rate of 0.75 gallons per hour is
needed, then a fuel nozzle rated at 1.50 gph is often used. The field studies
that show an .8% savings from reducing the firing rate by about 30%. For the
example above, this means a final firing rate of about 1.05 gph. This is
larger than the minimum fuel nozzle size (0.75), but it is much closer than
the original firing rate.

The off-cycle heat loss of a particular heating unit cannot be determined
in the field. Fuel savings for average units can be used to estimate expected
savings.

5.1.3.3 Adverse Effects. Reduced nozzle size is not appropriate for all
heating units, and several undesired effects are possible. These include:

o Insufficient heat during peak heating requirements.
o Slow response to changing heat loads.
o Burner on-cycle flue loss increases.
o Inadequate domestic hot water supply.

o Poor steam generation in steam boilers.

If the firing rate is lowered too much, then the heating unit will be
unable to supply peak heating requirements. This is unlikely in most cases,
but care must be used not to reduce fuel input too much.

The response time of the boiler or furnace will be increased by reduced
fuel firing rate. For example, longer time periods are required from a "cool"
start to reach satisfactory heat output. If the house uses a set-back thermo-
stat, then more time may be required to raise the house temperature from a low
to high temperature. Readjustment of automatic time controllers may be
necessary. Reduced nozzle sizes are not recommended for steam boilers.

Flue heat loss during burner operation increases for some heating units
because of reduced nozzle size. This depends on burner design. Some older
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burners require more excess combustion air as the firing rate is reduced
because of poorer fuel-air mixing. The air control parts of these burners are
not effective at lower firing rates. Replacement of burner parts could
improve performance, but this is not practical in most cases. If excess
combustion air is needed because of poor fuel-air mixing with the smaller
nozzle, then on-cycle losses will increase and counteract savings during the
off-period. Smaller nozzles should be installed only when the on-cycle flue
heat loss remains the same or decreases.

Reduced firing rate can reduce the supply of domestic hot water for a
boiler that uses a tankless coil. Generally, minimum firing rates of about
1.0 to 1.25 are recommended to assure sufficient domestic hot water. This
severely restricts the degree by which a boiler firing rate can be lowered.
The use of a separate domestic water heater or a hot water storage tank can
eliminate this restriction, but the addtional cost must be considered.

5.1.3.4 General Installation and Adjustment Requirements. Reduced fuel
nozzle size can be included in annual burner tune-up procedures. Fuel nozzles

are frequently changed during periodic burner servicing, and lower firing
rates should be used whenever possible. The adverse effects discussed earlier
must be considered, but a standard service procedure should include evaluation
of reduced input. One such procedure is shown in Section 5.2 of this guide.

Combustion efficiency testing to determine flue gas heat loss is an
important part of good burner service, and it is essential for selection of
the correct fuel nozzle. Combustion testing shows which nozzle is best for

* the particular burner, and permits correct adjustment of combustion air.
Nozzle replacement should not be attempted without combustion test equipment.

5.1.3.5 Saving and Cost Comparison. Reduced fuel firing rate is a low
cost option with important benefits. If it becomes part of a periodic service
procedure, then the added cost to a homeowner is minimized. Typical fuel
savings are 8%. The economics are very favorable as seen in the example
below:

o Percent savings: 8%
o Annual fuel use: 1500 gallons
o Annual fuel savings: $120
0 Installed cost: $30
o Payback period: 0.25 years.

The cost of reduced firing rate pays for itself in about three months in
this case.

5.1.3.6 Conclusions. Reduced fuel firing rate is a low cost modifica-
tion that can become part of periodic burner servicing. Fuel savings average
about 8% for boilers and furnaces. Smaller nozzles are not suitable for all
heating units and several adverse effects must be considered before modifica-
tion. Standard procedures are available for choosing the appropriate nozzle
size, and these can become part of the standard burner adjustment procedures.
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5.1.4 Flue Heat Reclaimers

5.1.4.1 Function. A flue heat reclaimer is a secondary heat exchanger
that fits in the flue pipe of a boiler or furnace and absorbs heat from the

. combustion exhuast gases. Reclaimers reduce on-cycle flue heat loss and
improve heating unit efficiency. Actual fuel savings depend on initial flue
gas temperature and the design of the heat reclaimer.

Flue heat reclaimers reduce excessive flue temperatures, but some flue
loss is necessary to supply chimney draft for removal of combustion exhaust
gases. Also, most systems must operate with flue temperatures of at least
350*F to avoid condensation of water vapor in the flue gases. Many heating
units operate with high temperatures and these are candidates for heat
reclaimers.

Two types of reclaimers are available:

o Water heaters
o Air heaters

The first type transport boiler water to a heat exchanger in the flue.
The water recovers heat from the flue gases and flows back to the boiler for

- distribution to the house. Reclaimed heat is distributed directly to the
heated space through boiler pipes. Some water heat reclaimers are effective
fuel savers.

%"'

Air type heat reclaimers are similar but air is heated by the flue gases
instead of water. This heated air can be used directly by connecting the
reclaimer outlet to warm air furnace supply ducts. In this case the heat is
distributed to air registers in the house. Many air type heat reclaimers,
however, are not designed this way, and their heat is available only in the
areas near the heating unit. These units use a small blower to force boiler/
furnace room air through the flue reclaimer and fuel saving is reduced because
the reclaimed heat is not distributed effectively to the heated space.

5.1.4.2 Expected Energy Savings. Heat reclaimer performance depends on
its design and the on-cycle flue gas temperature of the heating unit. Tests

of water type reclaimers on boilers at Brookhaven National Laboratory show
fuel savings that range from 6 to 20% for typical heating units with high flue
temperatures. The difference reflects design variations of the heat reclaim-
ers. Measurement of the actual heat output is necessary to compare the per-
formance of different reclaimers.

Potential savings are estimated by comparing existing on-cycle heat loss
to the best case. Recall that 15% on-cycle flue loss is considered unavoid-
able for conventional systems and represents the best case. Measurement of
on-cycle flue loss supplies the information required to predict possible sav-
ings. For example, consider a boiler with a flue gas temperature of 700°F and
a CO2 content of 8%. On-cycle heat loss for this case is about 30%. A good
heat reclaimer can reduce flue loss by half (from 30 to 15%). Actual fuel
savings will depend on final system efficiency.
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Note that:

o If the annual fuel utilization (AFUE) is lower, then fuel savings will
be higher.

o Actual fuel savings is larger than the percentage change in heat loss "
(because (AFUE) is always less than 100%).

The example below illustrates potential savings for a heat reclaimer
under ideal conditions. Many reclaimers cannot operate as effectively, and
many flue temperatures are well below 700*F. The sample does show that fuel
savings can be estimated by calculating the change in on-cycle heat loss.

Table 5.3 shows the change in on-cycle heat loss for different flue gas
temperatures with a CO2 content of 8%. These illustrate approximate fuel
savings for the conditions shown. They are rough guidelines because varia-
tions in heat reclaimer designs can change savings substantially as indicated
by laboratory tests. Unfortuantely, there is no standard testing requirements
for heat reclaimers and accurate comparison of various designs is not avail-
able for all units.

Table 5.3 shows that fuel savings increase for higher flue gas tempera-
ture before reclaimer installation. Similarly fuel savings increase for lower
flue gas temperature after the reclaimer. The savings shown range from 4 to
17%. The lowest saving corresponds to low initial flue temperature and poor
reclaimer design. The highest values (lower right hand corner) represent high
initial flue temperatures and better heat reclaimer design (lower final flue
temperature).

If the annual fuel utilization is 75%, then fuel savings will be 20%.

That is:

Percentage Change in Heat Loss
Fuel Savings(%) - x 100

AFUE

30 - 15
= x 100 20%.

75

Combustion efficiency charts or slide rules supply the information
necessary to estimate fuel savings for specific cases. A simple procedure is
outlined below:

1). Measure flue heat loss of heating unit before heat reclaimer.

o Measure flue gas temperature.
o Measure CO2 (or 02) content of flue gas.
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Table 5.3 Approximate Fuel Savings (Percent) for Flue Heat Reclaimers
(CO2 Content: 8 Percent)

Flue Gas Temperature Before Heat Reclaimer

Flue Temperature
after Heat Reclaimer 600 650 700 750

500 4 6 8 10

450 6 8 9 11

400 7 9 11 13

350 9 11 13 17

300 11 13 15 17

NOTES:

* 1. Assumes ambient air temperature of 50°F.
2. Represents change in flue heat loss. Actual fuel savings obtained by

dividing by final annual fuel utilization efficiency.
3. Heat loss from jacket of heat reclaimer may reduce fuel savings.

4. Savings are lower when flue gas CO2 content is higher than 8 percent.
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2). Use the combustion efficiency chart to determine heat loss before
heat reclaimer.

3). Measure (or estimate from experience) heat loss after flue heat
reclaimer is installed.

4). Use the equation below to determine approximate savings.

Actual fuel savings will vary as discussed earlier, but this procedure
can be used to estimate the benefit of heat reclaimers for specific cases.

Flue Heat Loss Before Reclaimer-Flue Heat Loss After Reclaimer
% Saving- xl00

100 - Final Flue Heat Loss

For example, if the initial flue heat loss is 30%, and the final loss is 20%,
then the percent savings is:

30- 20 Jb

x 100 = 12.5%.
100 20

5.1.4.3 Energy Saving for Heat Reclaimers that do not use a Central
Distribution System. Estimating fuel savings is more difficult for reclaimers
that supply heat to areas nearby the boiler or furnace. Most of this heat
will not reach the heated space in many cases. These units may increase the
useful heated volume of the structure, but this will not reduce fuel use sig-
nificantly. Further evaluation of house - heating unit interaction is
necessary to estimate savings. General, fuel savings are expected to be lower
than the central distribution case discussed earlier.

5.1.4.4 Adverse Effects. Two adverse conditions can result from the use
of flue heat reclaimers:

o Reduced chimney draft.
o Heating unit corrosion.

Heat reclaimers often contain heat transfer surfaces that reduce the
total free area of the flue pipe. These restrictions limit the ability of the
chimney to remove combustion exhaust gases. Insufficient chimney draft is a
problem for some heating systems and flue heat reclaimers can make the problem
worse. Also, heat reclaimer flue passages tend to collect soot, and this
further aggravates the problem. The soot deposits reduce the effectiveness of
the reclaimer and periodic cleaning is required. Consider the ease of servic-
ing and cleaning when selecting a reclaimer. Many units are almost impossible
to clean.

Heat reclaimers reduce chimney draft in another way. The reclaimer
lowers exhaust temperature and draft is directly related to this temperature.
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Better reclaimers create lower exhaust temperatures and less chimney draft.
Some heating units continue to operate properly with lower draft, but others
do not. Equipment installers must be certain that there is sufficient chimney
draft after heat reclaimer installation.

Heating unit corrosion is another adverse effect of flue heat reclaim-
ers. The cooler exhaust gases approach the point at which water vapor con-
denses. The water vapor combines with other flue gases to form a corrosive
liquid. If the water vapor condenses on heating unit or flue surfaces, then
corrosion damage may result. Equipment lifetime is shortened by corrosion.
Typically, a temperature of about 350*F is considered safe for oil-fired heat-
ing units. Systems with lower flue temperatures or long exhaust pipes are
more likely to have flue gas condensation problems.

5.1.4.5 General Installation Requirements. Many different designs exist
for flue heat reclaimers and general installation procedures are not avail-
able. The procedures outlined by each manufacturer must be followed careful-
ly. Water-type reclaimers are fitted to each boiler differently, because
plumbing varies from unit to unit. Several general installation practices
are:

o Locate reclaimer in flue pipe before barometric damper.

o Allow sufficient access for cleaning reclaimer internal passages.

o Install safety relief valves as required by manufacturer.

o Install air vents as required in hot water or steam units.

o Check plumbing and wiring carefully to be sure manufacturer recommen-
dations are followed.

o Adjust burner to zero smoke (Bacharach scale).

o Check flue and overfire draft following reclaimer installation. Be
sure there is sufficient chimney draft available. An induced draft
fan may be necessary.

Before a reclaimer is installed, the on-cycle flue heat loss should be
measured to predict probable savings. Boiler or furnace heat transfer passag-
es should be clean, and the burner should be adjusted to peak efficiency.
This procedure will help to determine if a heat reclaimer is the best choice.

5.1.4.6 Saving and Cost Comparison. A typical fuel saving is 12% for a
flue heat reclaimer, and installed costs range from less than $400 to above
$700. The fuel saving and installed cost for an example case are:
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o Percent Savings: 12%
o Annual Fuel Use: 1500 gallons
o Fuel Cost: $1.00 per gallon
o Annual Savings: $180
o Installed Cost: $550
o Payback Period: 3 years

The reclaimer in the example above saves $180 per year and costs $550,
with a payback period of 3 years.

A chart of payback periods for various installed costs, annual fuel uses,
and percentage savings are shown in Table 5.4. The minimum payback is about
one year ranging up to 14 years for high installed cost and low percentage
savings. Heating units with high flue temperatures have large percentage fuel
savings and flue heat reclaimers may be a good investment for these units.
The flue gas temperature is a reliable measure for selecting heating units for
heat reclaimers.

5.1.4.7 Conclusions. Flue heat reclaimers reduce on-cycle heat loss.
Some flue heat loss cannot be avoided, but many heating units have excessive
losses. Reclaimers that heat boiler water reduce fuel use from about 6 to
20%. Fuel savings are estitmated by measuring on-cycle heat loss, and heating
units with high flue temperature save the most. Adverse conditions including
reduced chimney draft and heating unit corrosion are possible and reclaimers
must be installed carefully.

Flue heat reclaimers are not the best option for many heating units.
They are add-ons that increase the complexity of the heating system, and,
therefore, can cause operational problems. Replacement of old boilers and
furnaces is a better option for many homes. Also, other equipment modifica-
tions including new flame retention burners reduce on-cycle heat loss. Flue
heat reclaimers are useful in some cases particularly where flue gas tempera-
tures are high and boiler or furnace replacement cannot be considered.

5.1.5 Reduced Temperature Settings for Boilers and Furnaces

5.1.5.1 Function. Lowering boiler or furnace temperature is another
modification that saves fuel without a loss of comfort level to the occupant.
Less heat is stored in a heating unit when the temperature is reduced, and
off-cycle heat loss decreases. For example, hot water boilers are often set
to supply water at 200*F. In many cases the aquastat (temperature control)
can be reduced to 180*F in the winter time and 140°F in the summer for domes-
tic hot water. Similarly, the fan shut-off temperature of a warm air furnace
often can be lowered from 140*F to less than 1000 F. In both cases off-cycle
heat loss decreases.

5.1.5.2 Hot Water Boilers. Temperature controls are adjusted in the
field by oil burner service personnel, and it is important to select low
settings. The temperature chosen must supply sufficient heat during the cold-
est months, but it must be low to avoid unnecessary heat loss. Selecting the
best setting is not easy. The size of the house and total radiator area
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Table 5.4 Flue Heat Reclaimer Payback Periods

Installed Cost Percent Fuel Savings
of Heat Annual Fuel
Reclaimer Use (Gallons) 5 10 15 20

$400 1000 8 4 2.7 2
1500 5.3 2.7 1.8 1.3
2000 4 2 1.4 1

$550 1000 11 5.5 3.7 2.8
1500 7.3 3.7 2.4 2
2000 5.5 2.8 1.8 1.4

$700 1000 14 7 4.7 3.5
1500 9.3 4.7 3.11 2.3
2000 7 3.5 2.3 1.8

Note: Installed costs, assumed here for purposes of example, can be lower or
higher than shown. Percent fuel savings vary widely and may not be
between 5 and 20 percent in all cases.
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effect minimum boiler temperatures. Some systems have small radiators and
require higher boiler temperature.

The best efficiency occurs if the boiler temperature is adjusted several
times during the heating season. Use high temperatures in the coldest wintermonths, lower temperatures for the milder months, and the lowest settings for

summer domestic hot water. Unfortunately, a serviceman usually cannot adjust
each heating unit several times each year. There are other solutions to this
problem:

o Teach occupants to adjust the temperature.
o Use automatic temperature controllers.
o Operate the boiler for "heat purging".

The least expensive approach is to teach occupants how to adjust boiler
temperature. Careful instruction is needed to be sure that the system oper-
ates properly. Occupants should be discouraged from making other adjustments
that affect safe operation. It may not be possible to impliment this option
in Naval housing.

Automatic temperature control units are a more reliable solution. They
change the boiler temperatue in response to the outdoor temperature, and low
temperatures are maintained throughout the heating season to minimize off-
cycle heat loss.

Off-cycle heat loss is also reduced by operating the boiler so that there
is no heat stored during the burner off-period. This is called "heat purg-
ing." Boiler water continues to circulate after the burner stops, most of the
available heat. This requires rewiring of some controls, and it is not
acceptable in all cases. Boilers that supply domestic hot water cannot oper-
ate in this way. Also, some boilers may leak when the water temperature is
too low and these units cannot be completely purged of heat. New low mass
boilers are being developed that are designed for purgeable operation.

5.1.5.3 Warm Air Furnaces. The temperature controls for warm air fur-
naces are also adjusted in the field. Allow the circulating air fan to oper-

ate after burner shut-off so that residual heat is removed from the furnace.
The fan shut-off temperature is adjustable and should be set for a low temper-
ature. Efficiency improves because of lowered off-cycle heat loss.

5.1.5.4 Expected Energy Savings. Laboratory tests on hot water boilers
show a direct relationship between boiler temperature and off-cycle loss.
Figure 5.4 shows that off-cycle heat loss doubles when the water temperature
increases from 140*F to 200*F. These test results are for one specific
burner-boiler combination, but other units show a cimilar effect. Less test
data is available for warm air furnaces, but losses are effected by higher
temperature also. Clearly, off-cycle heat loss increases with the temperature
of the boiler or furnace.

Actual fuel saving depends on the initial off-cycle heat loss and the
degree by which boiler (or furnace) temperatue is reduced. Typical savings
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of about 10% are expected for older burner-boilers with large losses when
automatic controls are applied. Manual adjustment is less effective and sav-
ings are less predictable. Laboratory tests indicate that purgeable boiler
operation eliminates most off-cycle heat loss. The annual fuel utilization
efficiency if very near the steady state efficiency, and high overall effi-
ciency is possible. Typical fuel savings for warm air furnaces are expected
to be lower than for boilers, but in some cases substantial fuel savings are
possible.

5.1.5.5 Adverse Effects Hot Water Boilers. Some heating systems require
high boiler water temperatures. Two conditions that restrict boiler tempera-
ture reductions are:

o Inadequate radiator area within the house.
o Tankless coils for domestic hot water.

If the number of radiators or their total surface area is too small, then
high boiler temperature is necessary. Otherwise, insufficient heat is
supplied to the house on the coldest days. When a system needs boiler water
at 200*F or hotter, advise the homeowner to consider adding additional radi-
ators. This enables lower water temperature and reduced heat loss.

High temperature water often is required by boilers with domestic hot
water coils (tankless coils). These coils transfer heat from the boiler to
the domestic water used in the house. If the boiler temperature is too low,
then there is insufficient hot water for showers and other domestic uses.
This limitation is avoided by:

o Using a separate domestic hot water unit.
o Installing a hot water storage tank.

5.1.5.6 Adverse Effects Warm Air Furnaces. Furnace temperature settings
are high for two reasons:

o To provide adequate air temperature at the registers while the burner
U is "on".

o To prevent cool drafts during the furnace cool down (burner-off)
period.

In the first case high furnace temperatures assure adequate heat supply
to air registers after duct heat loases. It is better to insulate air dis-
tribution ducts and reduce the temperature of the furnace supply air.

The second case limits the furnace cool-down time. The temperature of
the furnace air drops as stored heat is removed and this cooler air can cause
discomfort. The fan shut-off temperature can be set without causing this
problem, and a low temperature of 90 to 100=F is often satisfactory.

5.1.5.7 General Installation Requirements. Resetting temperature
controls of boilers and furnaces can be included in periodic burner tune-up
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procedures. A standard method for selecting the correct setting should be
part of a service policy. The best setting reduces fuel use without
sacrificing thermal comfort in the home.

5.1.5.8 Savings and Cost Comparison. Savings and cost are considered in
two groups:

o Manual adjustment of boilers and furnaces by service personnel (or
occupants).

o Automatic temperature controllers for hot water boilers.

The cost in the first case is low because temperature adjustment can be
part of periodic equipment servi.ing. The savings expected are small but it
is worth the effort. A saving of 3 ro 4% is significant and it is well worth
the effort since costs are minimal.

Automatic temperature controls are expensive b6t the savings are usually
higher. Estimates of boiler temperature controls show typical costs of about
$350, but this varies. The actual saving depends on initial off-cycle heat
loss and the percentage improvement. Expected savings range from less than 5
to above 10%. For these values we find a payback period below:

o Typical Fuel Use: 1500 gallons
o Percent Savings: 7.5
o Annual Savings: (at $1.00 per gallon) $112
o Installed Cost: $350
o Payback Period: 3.1 years

5.1.5.9 Conclusions. The efficiency of many heating systems improves
with reduced boiler water or fan shut-off temperatures. Manual adjustment of
controls can be part of annual tune-up procedures at low cost. Automatic
controllers change boiler temperature continuously during the heating season,
but compare their installed cost to expected savings. Systems with large
off-cycle heat loss and high off-cycle temperature can save the most. Payback
periods and annual fuel savings for automatic boiler controls are worthwhile
in some cases.

5.1.6. Pipe and Duct Insulation

5.1.6.1 Function. Hot water pipes and warm air ducts waste substantial
amounts of energy when they are not insulated, and these losses reduce system
efficiency and increase fuel consumption. Pipe and duct loss is avoidable and
good installation practice requires the use of thermal insulation to prevent
unnecessary heat loss. All heating system distribution lines should be
adequately protected against heat loss.

5.1.6.2 Boiler Pipes. Hot water boilers distribute heat to radiators
within the house through hot water pipes. The heat loss from this piping
system depends on several factors:
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o Temperature of the hot water pipes.o Length of piping system.

o Degree of thermal insulation.
o Temperature of the air (or other media) surrounding the pipes.

The average percentage of heat loss attributed to uninsulated piping can
be 10% or higher. Additional heat loss occurs through hot water pipes during
cyclic operation of the heating unit. The 10% value is for heat loss while
the burner and hot water circulating pump are both "on" continuously. Heat is
also lost from the volume of hot water stored in the pipe during idle peri-
ods. This is similar to off-cycle boiler heat loss. An estimate of the off-
cycle heat stored in pipes is calculated below for the following assumptions:

o Total length of hot water piping is 150 feet.
o Diameter of piping is 1 inch.
o Temperature of water is 170°F at the start of the off-cycle.
o Ambient (basement air) temperature is 700 F.

The total volume of water within the pipes is about 6 gallons, and the
water cools from 170°F to 70°F, then 5000 Btu's are lost. This represents the
maximum loss and it adds to on-cycle distribution loss. The actual loss
varies during the heating season as the idle period changes, and the total
heat loss from boiler piping is the sum of on-cycle and off-cycle periods.

The typical burner operates about 15% of the time and is idle the rest of

.~ the time. Hot water circulating pumps operate more frequently, but on-times
vary. In the coldest months water circulates more often, and distribution
losses during the on-cycle dominate. Off-cycle heat pipe loss dominates dur-

+.5 ing milder times when circulator off-times are longer. Precise estimation of
piping heat loss is difficult because system dynamics must be included.

As a general rule, higher water temperature increases heat loss and
larger piping systems increase on-cycle loss and heat storage (contributing to
off-cycle loss). The air temperature surrounding the pipes affects the rate
of heat loss and colder air increases loss and thermal insulation reduces heat
loss in all cases.

5.1.6.3 Warm Air Ducts. Ducts that distribute heated air to the house
lose heat in two ways.

o Heat flows from the heated air to colder surroundings (as discussed

for boiler pipes).

o Heated air escapes from leaky duct joints.

Both of these losses reduce the useful heat delivered to the house, and
increase fuel consumption. Warm air is lower in temperature than hot water,
but duct surface area is much larger. The large duct area and air leaks con-
tribute to relatively high distribution system losses for warm air systems.
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Many warm air ducts pass through unheated areas such as attics or crawl
spaces. Heat loss into these areas are large because of the cooler surround-
ings. Inspect all warm air ducts to determine if he,.t loss is excessive.

Off-cycle heat losses from warm air ducts are expected to be smaller than
from hot waeer piping systems. Heat storage is limited in the warm air sys-
tems, and off-cycle loss is small. The significant losses occur while the
burner and air circulating fan are operating.

5.1.6.4 Expected Energy Savings - Hot Water Boiler Systems. It is
impossible to estimate savings for "average" cases, because each heating
system is different. The size of the piping system, the temperature of air
surrounding the pipes, and the degree of insulation vary from house to house.
Typical savings, however, of 5 to 10% should be expected for originally
uninsulated piping.

5.1.6.5 Warm Air Ducts. Prediction of average savings is not possible
for the reasons discussed earlier. Savings can range from small values up to
40% depending on original heat losses. Seal and insulate all warm air ducts,
particularly those in unheated spaces.

5.1.6.6 Adverse Effects. Few adverse effects are expected from reducing
pipe and duct heat loss. Supply temperatures increase and this may cause air %
temperatures at the supply registers to become too hot. Increase the fan
speed or reduce the firing rate if this is a problem. Also, some basements
and other "unheated" areas of the house may become colder. Additional
radiators or warm air registers can solve these problems.

5.1.6.7 Conclusion. Heat loss from hot water pipes or warm air ducts
.. reduces system efficiency and increases fuel use. Uninsulated piping wastes

heat while water circulates and during idle periods. Warm air systems lose
heat through inadequate insulation and through leaky duct connections. All of
these situations reflect improper installation practices. Distribution losses
are not necessary, and must be eliminated whenever possible. Seal air ducts

- and insulate ducts and hot water pipes, particularly when they pass through
unheated areas of the house. Actual savings vary, but the improvement is a
worthwhile investment. -

5.1.7 Turbulator Replacement in Steel Tube Boilers

5.1.7.1 Function. Turbulators (or baffles) fit into steel boiler tubes
to improve heat transfer and reduce flue heat loss. Figure 5.5 shows a typi-
cal turbulator in a steel tube boiler. Turbulators increase the rate of heat
transfer to the boiler water, and reduce exhaust gas temperature (improving
boiler efficiency). The turbulator is a simple device that is included in
many steel boilers.

Frequently, turbulators need replacement because of:

o Partial destruction after many years of service.
o Removal during boiler cleaning without replacement.
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Unfortunately, turbulators vary in length and width, and the correct size
must be used.

5.1.7.2 Expected Energy Savings. Turbulators reduce flue gas tempera-
ture and reduce flue heat loss. Typically, flue temperatures drop about 150°F
after turbulator installation, and this corresponds to a fuel saving of about
5%. Actual savings depend on initial flue temperatures and the reduction in
temperature after installation. Consider installing turbulators in steel
boilers with high flue temperature and steel tubes.

5.1.7.3 Adverse Effects. Flue gas turbulators add restriction to the
boiler passages and reduce the effect of chimney draft. In most boiler
installations this is not a problem. Some units have marginal to poor draft
conditions, however, and turbulators could be a problem for these systems. Be
sure that there is adequate chimney draft before installing turbulators.

One other problem is excessive reduction of exhaust temperature. If flue
temperatures are high initially, then turbulators should not create a conden-
sation problem.

5.1.7.4 General Installation Requirements. Measure boiler flue tempera-
ture after system cleaning and burner adjustment. If flue gas temperature is
high, determine if turbulators are present. If they are missing or damaged,
then install new ones. Measure boiler tube length, diameter, and the number
of tubes. Turbulators can be purchased from boiler manufactures or fabricated
by sheet metal shops.

5.1.7.5 Conclusions. Turbulator replacement reduces on-cycle heat loss
in some steel tube boilers. Choose the correct size and design for each boil-
er. Expected savings are about 52, and this normally justifies material and s
installation costs in most cases. Turbulators are simple devices that present
few problems for most boilers and reduce excessive fuel use.

5.1.8 Heating System Tune-Up

5.1.8.1 Function. Periodic cleaning and adjustment of all heating sys-
tems assures the highest efficiency and fewest service calls. All combustion
systems operate best when they are serviced on a regular basis. Periodic
service routines save fuel and present equipment breakdowns that are a
nuisance to both occupants and service personnel. Good service procedures
eliminate many late night emergency service calls and improve occupant satis-
faction with oil heat.

Good service procedures include several steps:

o Visually inspect the entire heating system.

o Vacuum clean all heating system components including the flue system

and boiler or furnace flue passages.
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o Clean all burner parts including the air blower and housing, ignitiion

electrodes, and burner head.

o Replace fuel and air filters.

o Seal air leaks around the burner and heat exchanger.

o Adjust the burner for high efficiency and low smoke number.

o Use combustion test equipment to measure efficiency.

o Modify system and readjust until peak efficiency is obtained.

o Record final combustion efficiency for tuned system.

o Check all combustion safety controls.
9.

Heating system tuning reduces on-cycle flue heat loss and assures good
long term efficiency. Reduced excess combustion air lowers flue heat loss,
and low smoke settings avoid soot accumulation and gradual efficiency degrada-
tion. In addition, the combustion tests give a sound basis for recommending
various efficiency modifications. The information gathered during a system
tune-up indicates the peak efficiency that the existing heating unit can
reach.

5.1.8.2 Expected Energy Savings. Typical savings for tune-up are about
3% for systems that are regularly adjusted. Fuel savings are more for heating
systems that are tuned infrequently and for units that are out of adjustment
because of equipment malfunction. For example, the efficiency of a boiler or
furnace with a partially plugged fuel nozzle improves significantly after a
tune-up. Adjust burners for about a "number one" smoke on the Bacharach scale
to prevent soot buildup and a gradual loss of efficiency. Fuel is saved and
vacuum cleaning of the heating unit is required less frequently. This reduces
service time and permits the service department to operate more effectively.

5.1.8.3 Savings and Cost Comparison. The savings resulting from heating
system tune-up vary widely. If fuel savings are about 3%, then the homeowner

saves about $40 per year, and that figure, of course, will go up as the cost
of energy rises. Annual tune-up is recommended, but if a system is adjusted
properly, then it may not need to be readjusted each year. A simple ins4pec-
tion and efficiency test may be sufficient. Invested time in the i'itial
tune-up pays for itself later, if done properly. A new burner or other retro-
fit is often advisable once the efficiency of the "tuned" heating unit is

known.

5.1.8.4 Conclusions. Periodic cleaning and adjustment of heating units
is necessary to maintain good performance. Tune-up procedures should be
thorough and include combustion efficiency testing. Good service procedures
reduce wasted time and reduce unnecessary service calls.
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5.1.9 Replacement of Boilers or Furnaces

5.1.9.1 Function. Some older heating units are inefficient and replace-
ment with new oil-fired boilers and furnaces is better than retrofit modifica-

dtion. A good many of the oil heat units in homes today were designed when
both fuel and heating equipment costs were very low. Some were designed to
burn coal and were later converted to burn oil. Typical efficiencies are much

' lower than models currently available. New high efficiency oil boilers and
furnaces have efficiencies (AFUE's) of about 76% and go as high as 88%. This
has been verified by a federal labeling program for consumer products. Clear-

* ly, replacing old and outdated heating units will save fuel.

5.1.9.2 Expected Energy Savings. Fuel savings that result from boiler
or furnace replacement depend on the original and final efficiency of the
heating system. These efficiencies are difficult to evaluate, but laboratory
and field studies show that fuel savings of 21% or more are common. One field
investigation by Walden Division of Abcor under contract to the Department of
Energy shows an average saving of 28%. Nine out of ten units are expected to

isave between 18 and 37%.

In some outdated heating units, excessive flue, jacket, off-cycle or
distribution heat loss can reduce orginal system efficiency below typical
values and new heating units will save more than 25%. Also, the use of other
retrofit techniques at the time of heating unit replacement may add to total
fuel savings. These other retrofits are discussed in this section, and one
example is duct or pipe insulation. If the pipes or ducts are insulated as
part of the installation procedure, then fuel savings will improve.

A government testing and labeling program for home appliances estimates
the efficiency of new heating units operating under "typical" conditions.
These test procedures do not account for all installation, adjustment and

'4' service factors, but they can be used to select efficient new boilers or
furnaces. The problem is that the labeling program applies only to new units,
and it cannot be used to evaluate the annual fuel utilization efficiency of
older heating units.

In fact, no simple method is available to evaluate these units because it
is not possible to measure jacket, off-cycle, and distribution heat losses
accurately and determine yearly averaged values. This prevents accurate
prediction of fuel savings for specific boiler or furnace replacements.

Some design features of older systems tend to increase heat loss and
lower efficiency. These characteristics can form the basis of a check list
for likely replacement candidates. Some of these are listed below:

o Designs that allow substantial jacket heat loss by;

- Large Jacket area around the combustion chamber
- Dry-base combustion chamber
- High density combustion chamber materials (fire brick)
- Poor jacket insulation

9'
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Some converted coal units have very large combustion chambers and
jackets that permit substantial heat loss. In contrast, many newer
units are more compact and they use insulating chamber materials.

o Massive combustion chambers constructed of heavy firebrick store
energy that can be lost though the jacket and flue during the
off-cycle. Some old boilers and furnaces have heavy chambers.

o Some burner designs use "open" end cones that cannot restrict
off-cycle air flow. Also, secondary air openings or other design
leaks can increase off-cycle heat loss and reduce efficiency.

o High stack temperatures will increase on-cycle heat loss, and this may
be caused by insufficient heat exchange area or poor heat exchange
because of wide flue passages without baffling. High stack
temperatures also are caused by improper service and adjustments
including soot accumulation or overfiring. If the stack temperature
is excessive for a clean unit with the correct firing rate and burner
adjustment, then the design of the boiler or furnace may be the
problem.

The items discussed above do not provide a fixed set of rules for
replacing burners or furnaces. They can assist identification of heating
systems that will benefit most by boiler or furnace replacement.

5.1.9.3 Adverse Effects. New boilers and furnaces are not expected to
present adverse effects when compared to the older units they replace.
Service requirements should be reduced, and occupant satisfaction improved.
Properly installed replacement boilers and furnaces provide many years of
economical thermal comfort.

5.1.9.4 General Installation Requirements. The discussion of burner
installation applies also to burner-boiler and burner-furnace units.
Additional considerations include adjustment of temperature controls, pipe or
duct insulation and some other recommendations included in previous parts ofthis section. Proper installation and adjustment is as important for boilers

and furnaces as it is for burners. Installation procedures should follow
manufacturer recommendations, and other manuals on boiler or furnace
installation.

5.1.9.5 Saving and Cost Comparison. A basis for evaluating the value of
boiler or furnace replacement is the payback period (discussed earlier). The
payback period is the number of years required to pay for the new equipment
with fuel savings. Payback periods vary with:

o Original system efficiency.
o Final system efficiency.
o Cost of equipment.
o Fuel consumption.
o Price of fuel per gallon.
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ruel cost reduction and payback period are calculated in the example~below:

o Fuel savings of 25 percent.
o Installed cost of $1,800 for the new equipment.
o Fuel consumption of 1500 gallons per year.
o Fuel price of $1.00 per gallon.

(Installed costs vary widely and can be considerably less than or greater
than this example).

Annual Savings($) - (% Fuel Savings) x (Fuel Use Gal.) x (Price per gal.($))

- (25%) x (1,500 gal) x ($1.00/gal).

Annual Savings - $375 per year

Payback Period - Equipment Cost ($)

Annual Savings ($/yr)

$1,800
Payback Period - -- - 4.8 years.

375/yr.

This payback period is longer than those calculated earlier for flame
retention head burners. See table 5.5 for other examples. Annual savings for
new heating systems is much higher than new burners, however, and this is $375
for the case shown. Burner replacement will save about $225 under similar
conditions.

Estimates of probable fuel savings are a powerful tool when trying to
justify a new heating unit. Equipment installations should focus on outdated
systems characterized earlier so that the units with poorest efficiency are
replaced before the others. Combustion testing should be used to evaluate
burner on-cycle loss which often accounts for half of the total losses, the
government ratings required for all new heating appliances should be used to
select the replacement boiler or furnace with the highest efficiency.

5.1.9.6 Conclusions. Replacement of obsolete boilers and furnaces with
modern highly efficient models can reduce fuel cost more than any other option
available to homeowners. Typical savings are about 25%, but this will vary

from system to system. Field data shows that most units will save between 18
and 37%, giving payback periods from 7.5 to 3.6 years. Information gained
from the government labeling program can identify new high efficiency units,
and older boilers and furnaces with outdated design features should be
replaced. High equipment costs may deter user investment, but paybacks become
shorter as the price of fuel rises.

7.
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Table 5.5 Payback Period in Years Necessary to Recover Cost of
New Boiler or Furnace

Percent Fuel Savings from Boiler or Furnace
Installed Cost Replacement
of New Furnace Annual Fuel
or Boiler Use (Gallons) 20 25 30 35

$1500 1000 7.5 6 5 4.28
1500 5 4 3.33 2.86
2000 3.75 3 2.5 2.14

$2000 1000 10 8 6.67 5.71
1500 6.67 5.33 4.44 3.81

2000 5 4 3.33 2.86

$2500 1000 12.5 10 8.33 7.14
1500 8.33 6.67 5.56 4.76
2000 6.25 5 4.17 3.57

Note: For purposes of example, assumes fuel is $1.00 per gallon. For other

fuel costs divide payback period by actual cost in dollars/gallon.
Installed costs varies widely.
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5.2 Procedure for Selecting the Correct Fuel Nozzle

Fuel nozzle sizes that are too large are found in many warm air furnaces
and hot water boilers. Excessive firing rates increase burner on-cycle and
off-cycle heat losses, reducing system efficiency. The fuel nozzle size must
be small in order to reduce unnecessary heat loss, yet it must be large enough

'S.- t o :

- Heat the house adequately when outdoor temperatures drop to their
lowest level.

- Supply sufficient domestic hot water.

- Produce a clean and efficient flame.

Many heating systems are overfired because sizing procedures in the past
included a number of "sizing factors" such as "piping" and "pick-up" factors

- to assure adequate heat delivery. Unfortunately, these sizing practices can
reduce system efficiency and waste fuel. Reducing the firing rate and

.readjusting the combustion air supply often improves the efficiency of heating
units. The following steps show some of the important considerations with
respect to selecting and installing the correct fuel nozzle size.

5.2.1 Selecting the Correct Size Nozzle

A relatively simple but reliable method for selecting the fuel firing
rate uses the Winter K-factor. The K-factor is a measure of fuel consumption
by a house in terms of degree-days per gallon and it is often used by fuel
dealers to schedule oil deliveries.

1*,

A degree-day is a measure of "coldness," and more degree-days indicate
colder weather.

Degree Days - Average Daily Temperature

For example, if the average temperature outside is 30°F. (65 - 30 = 35
degree days.) Each winter day adds more degree-days to the winter total.

The K-factor equals degree-days required to consume one gallon of fuel
oil in a particular home. It is similar in nature to the miles per gallon
rating for automobiles. The K-factor can be used to estimate the correct fuel
nozzle size.

NOTE: This section is based on: "A Service Manager's Guide to Saving Energy
in Residential Oil Burners - Optimizing Nozzle Size," Federal Energy
Administration, June 1977.
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STEP 1. Obtain the average winter K-factor for the house.

a.) Fuel dealer records often show a K-factor for each delivery.
Average the K-factor for three or more recent winter deliveries
to obtain the average winter K-factor.

b.) If K-factors for a house are not available, they can be calcu-
lated from fuel delivery and degree day records. Add up the
total gallons of fuel delivered and the total number of degree-
days during the delivery interval. Divide the degree-day total
by the number of gallons to obtain the K-factor.

Total number of degree-days
K-factor

Gallons of fuel delivered

NOTE; Be sure to leave out the gallonage delivered on the starting
date because this fuel "filled" the tank. ""

For example, calculate the K-factor from the fuel delivery records
shown below:

GALLONS OF DEGREE-DAYS
DATE FUEL DELIVERED BETWEEN DELIVERIES

11/25 180
12/19 175 510
1/5 205 615
1/30 180 555

* TOTAL 560 1,680

K-factor - 1680 - 3.0 Degree-days
- 560 Gallons

STEP 2. Determine the winter outdoor design temperature in degrees F for the
geographic region.* The design temperatures for several cities are
shown below:

* *can be found in: ASHRAE Handbook - Fundamentals, The American Society of
Heating, Refrigeration and Air Conditioning Engineers, 1981, Chapter 24, Table .

-1 .1.

-'._
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City Design Temperature (OF)

Augusta, Maine -7
Boston, Massachussets 6
Buffalo, New York 2
New York, New York 11
Philadelphia, Pennsylvania 10

" Pittsburg, Pennsylvania 1
Columbus, Ohio 0
Chicago, Illinois -8

Minneapolis, Minnesota -16

Des Moines, Iowa -10
Washington, D.C. 14
Raleigh, North Carolina 16
Spokane, Washington -6
Portland, Oregon 17

P..

STEP 3. Determine the minimum fuel nozzle size by:

a.) Using the Minimum Nozzle Size Chart shown on the next page
(Figure 5.6).

- Find the K-factor along the bottom of the graph.
- Move upward parallel to the verticle lines until the correct

diagonal "Design Temperature Line" TD) is reached.

W5 - Move to the left (parallel to the horizontal lines) to find
the minimum nozzle size.

W., For example, for the conditions below:

K-factor: 3.0
Design Temperature: 0
The Minimum Nozzle Size is 0.9 Gallons per hour.

b.) The equation below can be used instead of the chart to determine
the minimum fuel nozzle size.

* .4%

MINIMUM NOZZLE SIZE - 65 - 0 -0.9 gallons per hour
(3.0)(24)

NOTE: i) the FEA/NBS report used as the basis for this section states that
the nozzle size should be at least:

- 0.5 gph for warm air systems
- 0.65 gph for hot water boilers not supplying domestic hot water
- 0.85 gph for hot water boilers with separate storage tanks for

.44. domestic hot water

- 1.20 gph for hot water boilers with "tankless coils" for domestic
hot water.
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These limits may be too conservative (for single family residential
structures), and smaller nozzles may be advisable in some cases.
Consult equipment manufacturers for recommendations concerning new
equipment designed for smaller fuel nozzle sizes.

ii) The minimum nozzle size is a lower limit and final nozzle selection
depends on performance tests of the heatng unit after installation.

iii) The procedure for selecting the minimum fuel nozzle size can be
performed in the office prior to the service call.

5.3 Installing the Correct Fuel Nozzle Size

The minimum nozzle size calculation is a starting point for choosing the
best fuel nozzle, but it is a theoretical value. The nozzle size of some
heating units cannot be reduced because of equipment limitations such as out-
dated burner designs that produce smoke at reduced inputs, and boilers with

tankless coils. Installing the correct nozzle includes measuring heating unit
performance so that the smallest nozzle capable of good performance is used.
The procedure shown below is one method for reducing the firing rate that
includes many important steps.

STEP 1. Determine First Trial Nozzle Size

o Obtain minimum nozzle size (see previous section).

o Inspect heating unit to determine rated input of the boiler or furnace
and firing rate range of the burner. Consult manufacturer specifica-
tions or rating books if necessary.

- Never use a nozzle size that is less than the low input rating of
the burner.

- Do not reduce beyond manufacturer's specifications the firing rate
for steam systems because this may inhibit steam production.

- Use a nozzle that is at least 50 percent of the boiler or furnace
input rating.

- Be careful not to reduce the firing rate too much for boilers that
supply domestic hot water.

o Decide on a first trial nozzle size based on the information above.

STEP 2. Repair and Tune-Up the Heating System

o Seal air leaks (compare flue and overfire CO2 readings).

o Clean heat exchange surfaces if necessary.

o Adjust burner air for low smoke and peak efficiency (see Section 3.2).

Installing the correct nozzle size can become part of the regular service
procedure.

* -100-
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STEP 3. Measure the Efficien-y and Smoke Number

Measure the efficiency and smoke number before changing the firing rate,
because these readings gave a basis for comparing changes in performance with
other fuel nozzles.

STEP 4. Install Trial Nozzles and Make Required Adjustments

o Remove the nozzle assembly.

o Install a nozzle of the size determined in STEP 1, with a spray angle
and pattern similar to the original nozzle. Also, consult burner
manufacturer recommendations for spray angle and pattern.

o Replace the nozzle-electrode assembly and check adjustments carefully.

- Check forward-backward positioning of the nozzle and nozzle center-
ing. Use a sheet of paper to check the position by placing a
corner of the paper at the nozzle orifice. The edges of the paper
should not touch the end cone of the burner.

- Check the position of the ignition electrodes and adjust if
necessary. .6

- Inspect the combustion chamber and replace if seriously degraded.
If the combustion chamber is oversized, install a preformed or
"wetpak" chamber of the correct size.

o Operate the burner and adjust the combustion air shutter.

4 - Visually inspect the flame for stability and uniform distribution
in the combustion chamber. Be sure that the flame does not impinge
on any surfaces.

- Follow the burner air adjustment procedure in Section 3.2. Adjust
to a "number one" smoke (or lowest smoke number possible above
"number one").

STEP 5. Remeasure the CO2 Percent, Flue Gas Temperature and Smoke Number, and

Determine the New Efficiency.

o If all three conditions below are met:

- The new efficiency is equal to the original value (or less than two
percentage points lower.)

- The smoke number is two or less.

- The flue gas temperature is more than 350*F.
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THEN: the correct nozzle is in place. GO TO STEP 7.

o Otherwise continue to STEP 6.

STEP 6. Try Additional Nozzles

o If the smoke number is above 2, try the same size nozzle with differ-
ent spray angles and patterns, or try a larger nozzle size.

o If the flue gas temperature is below 350*F, install a larger fuel

- .-. nozzle size.

o If the efficiency dropped more than 2%, try a larger nozzle size.

Go to Step 4 and continue.

Note: i) Experience in burner servicing is the best guide for deciding on

trial nozzles.

* ii) Do not increase the nozzle size above the original value.

STEP 7. Perform Final Checks and Record Test Results

4.,, o Perform final checks on heating system (see Section 3.2).

o Record important information gathered during the procedures above.

This includes:

'.4 - Date of service;

- Original nozzle size, CO2 , flue gas temperature, smoke and effi-
ciency.

- Final nozzle size, CO2 , flue gas temperature, smoke and efficiency.V>.

- The firing rates, spray angles and patterns of nozzles tested.

-102
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5.4 Retrofit Summary

The summary in Table 5.6 relates each retrofit modification to the system
heat losses that are effected most. Typical savings and brief comments are
included. The heat losses decrease from left to right for most heating sys-
tems. That is, on-cycle loss is greater than off-cycle loss and so on. It is
not surprising that most of the modifications affect heat losses in the first
two columns, because this yields the greatest savings. The chart points out
another important fact. The savings for combined modifications are not addi-
tive. For example, if a vent damper (8%) is combined with reduced firing rate

(8%), then fuel saving is less than 16 percent, because each heat loss is re-
duced only once. Combinations of retrofits are discussed in section 5.5

A. Flame Retention Burner.

Function: reduces on-cylce flue loss and off-cycle heat loss.

Average Savings: 15 percent.

Comments:

o Inspect combustion chamber and replace or reline as required.
o Install burner according to manufacturer specifications.
o Reduce fuel firing rate whenever appropriate.
o Adjust air setting using combustion test equipment.

Conclusions: one of the best modifications for improving heating system
performance at a low cost.

B. Replacement Boiler or Furnace.

Function: reduces on-cycle, off-cycle and jacket heat loss (in some
cases).

Average Savings: 25 percent--depends on system efficiency before and
after replacement. %

Comments:

o Replace obsolete systems that have large heat losses.
o Install high efficiency new equipment.
o Install and adjust system properly using combustion test equipment.

Conclusions: can save the most energy, but is more expensive than a new
burner.

C. Vent Damper.

Function: reduces off-cycle and outdoor air infiltration losses.

Average Savings: 8 percent.
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Comments:

o Proper installation is essential.
" Dampers that close tightly (without cut-outs) are most effective.
o Recommended for heating inits with large off-cycle losses.

., o Steam boilers.
o Hot water boilers with tankless coils.
o Boilers or furnaces that must operate at high temperature.

Conclusions: economically attractive for heating system with high off-
cycle heat loss.

D. Reduced Fuel Firing Rate

Function: reduces off-cycle heat loss and on-cycle loss in some cases.

Average Savings: 8 percent--depends on existing firing rate and off-
cycle losses.

Comments:

o Not advisable for all burners, particularly older units with poor
fuel-air mixing.

o Do not reduce the firing rate of steam boilers.
o Do not reduce the firing rate too much or space heating and domestic

hot water supply will decrease.
o Use combustion efficiency test equipment and a standard procedure for

all nozzle reductions.

Conclusions: reduces fuel consumption at a small cost. Hot water
boilers or furnaces that supply space heating only (no domestic hot water) are
the best systems for-lower firing rates. There is a possibility of slightly
reduced heat output.

E. Flue Heat Reclaimer.

Function: reduces on-cycle flue heat loss by lowering flue gas
temperature.

Average Savings: 12 percent--varies with initial flue gas temperature
and reclaimer design.

Comments:

o Units that use the existing heat distribution system (pipes or ducts)
are recommended.

. o Reduced chimney draft and heating system corrosion are adverse effects
to avoid.

o Good installtion and periodic cleaning are necessary.
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Conclusions: reduces fuel use for systems with high flue gas tempera-
ture, but problems related to chimney draft, heating system corrosion and
cleaning requirements are encountered. Other retrofits are often a better
choice.

F. Reduced Temperature of Boiler or Furnace.

Function: reduces off-cycle heat loss. Also reduces distribution system
(pipe or duct) loss.

Average Savings: 5-10 percent. Highly variable depending on off-cycle
and distribution heat losses.

Comments: (For Boilers)

o Periodic manual adjustment is inexpensive but gives limited savings.
o Automatic temperature controllers are more effective but costly.
o Inadequate radiator area within the house, and tankless coils for

domestic hot water restrict boiler temperature reduction.
o Rewiring boilers that supply only space heat into a purging mode of

operation is effective.

(For Furnaces)

o Adjust fan shut-off control to a low temperature.

Conclusions: reduced temperatures save fuel but some boilers or furnaces
require a minimum temperature. Adjust controls to produce the lowest accept-
able temperature to reduce off-cycle losses.

G. Pipe and Duct Insulation.

Function: reduces distribution system heat loss.

Average Savings: 5 percent or more.

Comments:

" Insulate pipes in unheated spaces.
" Seal air leaks and insulate warm air ducts.

Conclusions: insulation of pipes and ducts is an effective means for
conserving fuel oil.

H. Turbulator Replacement for Steel Boilers.

Function: reduces on-cycle flue heat loss for steel tube boilers.

Average Savings: 5 percent.
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Comments:

o Turbulators add restriction to flue gas passages and may cause draft

problems in systems with poor chimney draft. Check the overfire draft
after turbulator installation.

o Be sure that the final flue gas temperature is not too low after tur-
bulator replacement. Minimum flue tempeatures of 350°F are usually
recommended.

Conclusions: turbulator replacement, when required, reduces heat loss
and conserves heating oil at a reasonable cost. Check steel tube boilers to
be sure that turbulators are present.

I. Heating System Tune-Up.

Function: reduces on-cycle heat loss by reducing excess combustion air

and by cleaning heat transfer surfaces.

Average Savings: 3 percent. Savings depend on initial burner adjustment
and system cleanliness.

Comments:

o Good service procedures include all the steps necessary to achieve
high efficiency.

o Combustion efficiency testing is part of good servicing.
o Good adjustment procedures reduce later service calls and cleaning

requirements.

Conclusions: clean and adjust all heating units periodically using a
standard prcedure incorporating combustion efficiency testing.

The costs of modification vary widely from tune-up to complete replace-
ment of the heating unit. The four options in this guide involve considerable
cost, while the other five are often less expensive. This factors into the
final decision. Be aware of the long term advantages of some of the higher
cost equipment modifications, because these are often the best choices.

Deciding on which efficiency improvements to recommend is not always
easy, because fuel savings is difficult to predict for a specific house. The
savings shown in this section represent average values and individual cases

vary. In order to predict fuel savings, all heat losses (on-cycle, off-cycle
jacket, distribution, and air infiltration) must be measured. Unfortunately,
this is not possible in most cases. on-cycle heat loss is known through com-
bustion efficiency testing, but the other losses cannot be evaluated in the

field. Therefore, it is difficult to accurately predict savings for each
retrofit in order to identify options for a specific system.

Combustion efficiency testing shows burner on-cycle heat loss and is

vital for heating system evaluation. Combustion testing is useful for
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deciding if new burners, flue heat reclaimers or turbulators should be recom-
mended, because on-cycle flue loss is the main loss affected. The other op-
tions involve other heat losses and prediction is more difficult. In these

cases heating system inspection gives valuable insight into the importance of
these losses.

Heating system inspection is important because it identifies burner,
boiler and furnace design and installation characteristics that effect system
efficiency. The combination of combustion efficiency testing and system in-
spection supply the information needed to formulate decisions.

The specific retrofit option(s) recommended depends on the results of

combustion efficiency testing and system inspection. The Information below
shows conditions that favor the use of each retrofit.

1. Flame Retention Burner is advisable when:

o Combustion test efficiency AFTER tune-up is less than 75 percent.
o Smoke exeeds number 2 after tune-up or occurs during start-up or shut-

down.
o The basic boiler or furnace involved is potentially efficient and able

to accept a new burner.

2. Boiler or Furnace Replacement is advisable when:

o Combustion efficiency is low (below 70 percent).
o Boiler or furnace off-cycle and jacket losses are high (see earlier

discussions).

3. Vent Damper is advisable when:

o System off-cycle and air infiltration heat losses are high.
o Specific systems can include:

o Steam boilers.
o High temperature hot water boilers.
o Boilers that supply domestic hot water all year.
o Oversized warm air furnaces that cycle frequently.

4. Reduced Fuel Firing Rate is advisable when:

o Fuel nozzle size is greater than the design input of the boiler or
furnace.

o An oversized fuel nozzle is suspected after inspection of the heating
system or during an annual tun-up.
- A method for estimating proper nozzle sizing by K-factor is shown in

Section 5.2.
- Do not reduce the firing rate of steam boilers.
- Be careful with boilers that supply domestic hot water.

o A smaller nozzle is within the rated firing rate range of the burner.
Check combustion efficiency to be sure that on-cycle heat loss and
smoke number do not increase.

o A new burner is installed.
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5. A Flue Heat Reclaimer is advisable when:

o Combustion efficiency is low because of high flue gas temperature.
o Boiler or furnace heat exchanger is clean.
o Burner is tuned properly and CO2 percent is at its peak value.
o CO2 percent (after tune-up) is low but burner replacement is not

selected for some reason.
o Boiler or furnace replacement is not selected.
o Turbulator replacement is not appropriate.
o A reliable heat reclaimer is available and service personnel are

trained for proper installation and servicing.

6. Reduced Temperature Setting for Boiler and Furnace is advisable when:

o Off-cycle heat loss is high.
o Hot water boiler temperature settings are high.

- Not for steam systems.
- Not for all units with tankless coils.

o Rewiring for heat purging is possible (for space heating only
boilers).

o Automatic temperature controllers are available and cost effective, or
o Furnace air blower temperature settings are too high.

7. Pipe and Duct Insulation is advisable whenever:

o Uninsulated hot water pipes or warm air ducts pass through unheated
sections of the house.
o Basements
o Attics
o Crawl spaces
o Outside walls
o Garages

8. Turbulator Replacement is advisable when:

o Steel boiler inspection shows that some or all of the turbulators are
missing.

o Flue gas temperature can be reduced.
o Chimney draft is adequate.

9. Heating System Tune-Up is advisable when:

o One year or more has passed since the last system tune-up.
o Performing a heating system efficiency evaluation.
o Soot or odor problems are encountered.
o Servicing or replacing any parts of the heating system that effect

efficiency performance.

5.5 Retrofit Combinations

When more than one modification is used, the expected fuel savings is
difficult to estimate. The savings cannot be determined by adding together
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the savings for each individual modification because some retrofits effect the
same heat loss. For example, flame retention burners and flue heat reclaimers
both reduce on-cycle flue heat loss. This combination saves less than 28
percent (16 plus 12) when applied to typical boilers. In general, savings are
not additive. The best retrofit is the one that saves the most energy and has
the lowest installed cost. Additional modifications cost more and achievable
fuel savings often are less.

Some combinations are sensible because different heat losses are af-
fected. The chart in Table 5.7 shows various retrofit combinations and iden-
tifies some worthwhile combinations. The primary modifications include equip-
ment installations that are costly to perform, while the secondary modifica-
tions include equipment installation and lower cost adjustments (i.e., reduced
firing rates, reduced temperature, duct and pipe insulation, turbulator re-
placement, and system tune-up). In all cases Duct and Pipe Insulation and
Heating System Tune-up are worthwhile (represented by a G in the chart).

For example, consider combining secondary retrofits with a flame reten-
tion burner. A separate vent damper is often unnecessary because the burner
reduces off-cycle heat loss. An exception is a heating system with very high
off-cycle losses. A flue heat reclaimer is questionable because the new
burner reduces on-cycle heat loss and flue gas temperature. Reduced firing
rate, reduced boiler or furnace temperature, duct or pipe insulation, turbula-
tor replacement and heat system tune-up are considered good combinations.
Some of these can become part of the new burner installation and adjustment
routine.

Use the information in the chart to develop a list of single and multiple
choices for each building. In some cases multiple retrofits are sensible
depending on the final installed cost. In other cases replacement of the
boiler or furnace with a highly efficient model is better for the total costs
that are involved.

A. Flame Retention Head Burner.

Function: reduces on-cycle flue loss and off-cycle heat loss.

The retention head burner already provides good control of off-cycle heat
loss rendering the additional application of a vent damper as potentially
unviable in an economic sense. In terms of adding a flue heat reclaimer, the
retention heat burner may have reduced on-cycle losses to the point where the
heat reclaimer is not economical or not even correctly applied if the result-
ing flue temperatures are too low and cause condensing to occur in the chim-
ney. All the remaining adjustments are still appropriate because they add to
rather then duplicate the savings potential of the retention head burner.

B. High Efficiency Boiler or Furnace.

Function: reduces on-cycle flue loss, off-cycle and jacket heat loss (in
some cases).

11
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The savings potential for vent dampers and flue heat reclaimers are re-
duced for the same reasons discussed above. The economics are less favorable
for the add on devices because the new boiler or funace will operate together
with the accompanying retention head burner in reducing on-cycle and off-cycle
heat loss. All the remaining adjustments are appropriate because they add to
rather than duplicate savings.

C. Vent Damper.

Function: reduces off-cycle and outdoor air infiltration losses.

Again the vent damper and the retention head burner each duplicate the
control of off-cycle losses making the savings potential of the combination a
poor economic choice. The combination of a vent damper with the flue heat
reclaimer is reasonable in that heat stored in the reclaimer is not lost in
the off-cycle. Both reduced firing rate and reduced boiler temperature are
controlling factors in off-cycle losses and may effect all the remaining sav-
ings realized by a vent damper installation. The remaining adjustments are
appropriate because they add to rather then duplicate savings potential.

D. Flue Heat Reclaimer.

Function: reduces on-cycle heat loss by lowering the flue gas
temperature.

Again the flue heat reclaimer and the retention head burner each dupli-
cate savings in on-cycle losses making the savings potential or the combina-

tion a poor economic choice. The combiation of the flue heat reclaimer and
turbulator replacement may not work well in that the resulting flue gas tem-
peratures leaving the boiler heat exchanger may be too low for the heat re-
claimer or that the combined flow restriction could adversely affect the flue
gas draft characteristics of the system. All the remaining modifictions and
adjustments are appropriate because they add to rather then duplicate savings.

E. Automatic Boiler Temperature Controller

Function: to control boiler water temperature as a function of outdoor
temperature.

The temperature controller and the vent damper each suppress off-cycle
losses and the savings potential for the combination might not be economically
viable. All of the other remaining modifications and adjustments are appro-
priate because they add to rather then duplicate savings.

Reference:
Upgrading Oil Home-Heating Systems, Brookhaven National Laboratory, December
1979, U.S. Government Printing Office: 1980, 617 - 319.
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1 APPENDIX A
COMBUSTION THEORY

This appendix is provided to review basic concepts about the process of
combustion. You should understand this process before tackling the other
parts of this guide! It's likely that a good deal of material presented is
familiar to you, but there's an even better chance that you might learn some-
thing new. It's worth the effort - this information develops the foundation
from which every dependable oil service technician should work.

This appendix and appendix B are based primarily on material developed in
1978 by the Massachusettes Better Home Heat Council and was distributed by
them as part of a report entitled "Oil Heat Energy Conservation Manual." This
material is used with their kind permission. When and where appropriate, this
material was modified and enhanced with up to date information.

The Better Home Heat Council (BHHC) received financial support for
development of this material through the Massachusetts Energy Office, as part

* of the 1978 State Energy Conservation Plan, funded by the U.S. Department of
Energy under PL94-163 and PL94-384. BHHC also received technical assistance
from the Walden Division of Abcor, Inc. and from numerous individual members
of BHHC's Technical Review Committee.

A-1
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Fuel Oil

No. 2 distillate fuel oil (domestic heating oil) is a product of the
refining of crude oil which is formed underground over millions of years

through decomposition of marine organisms, fish, and vegetation. This organic
matter eventually becomes liquid or gas concentrated underground in pockets or
pools. All petroleum products, including natural gas, gasoline, kerosene,

No. 2 fuel oil, etc., are chemical compounds that make up crude oil and they
all contain carbon and hydrogen.

The process of separating these various components can be quite complex,
but is commonly referred to as "refining." Eventually, one of the products of

the refining process is No. 2 fuel oil which is found to have characteristics

suitable for use as a fuel in residential oil burners. The designation
"No. 2" is used as a specification guide that defines some physical character-

istics such as flash point, ash content, viscosity, etc.

When fuel oil is burned, the chemical energy that is stored in the oil is

released in another form of energy: heat. But to create this conversion of
energy, an external source of heat must be applied to the oil droplets to

start the reaction. The electric spark generated by the electrodes of an oil
burner provides the initial heat. The heat from the electrodes causes oil

droplets to become oil vapors and eventually burn continuously. This burning
then heats the surrounding oil droplets causing them to burn. This process

will begin to release heat faster than heat is lost to the surroundings so
that the burning process will continue to ignite itself without the need for

the additional spark of the electrodes. If the conditions for combustion are
ideal, all oil droplets will vaporize and then burn completely and cleanly

within the combustion zone. Combustion is the process of burning.

Combustion

Combustion, as we normally think of it, is generally described as "rapid
oxidation" of any material which is classified as combustible matter. The
term "oxidation" simply means the adding of oxygen in a chemical reaction and

combustible matter" means any substance which combines readily and rapidly

with oxygen under certain favorable conditions. Since fuel oil primarily con-

sists of carbon (85%) and hydrogen (15%), combustion of fuel oil, according to
our previous definition, is the rapid combining of carbon and hydrogen with
oxygen.

As you know, the oxygen needed for combustion comes from the air blown
into the burner. Approximately twenty-one (21) percent of the air is oxygen

while the remainder (79%) is nitrogen. Therefore, to supply the oxygen needed
for combustion, a great deal of nitrogen goes along for a free ride. This
will become an important factor in later discussions of proper oil burner

adjustment!

What we see and feel from combustion - flames, smoke, heat - is a result
of chemical reactions. Since we can't see carbon, hydrogen or oxygen atoms

(the smallest units to combine), we symbolize the reactions with formulas that

describe the process. For example:
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Oxygen +
Carbon + Air Nitrogen (forms) Carbon Dioxide + Nitrogen + Heat (A-i)

Oxygen +
Hydrogen + Air Nitrogen (forms) Water Vapor + Nitrogen + Heat (A-2)

These reactions can be reqritten using symbols that represent the different
chemical species in the following manner:

C + 02 + N2  C02 + N2 + heat (A-)

2H2 + 02 + N2  2H20 + N2 + heat (A-2)

Both chemical reactions produce entirely new products and each reaction
gives off heat. However, you may have noticed that in each reaction nitrogen
(N2 ) has not changed, indicating that nitrogen does not particiate in the
reactions. If pure oxygen rather than air were used in these reactions, the
final products of each reaction would be heat plus CO2 and H20, respectively.
We know that flue gas does not contain 100% CO2 and H2 0 and now we can see
why! Because of the large amounts of nitrogen in the air, the bulk of theflue gas is made up of unreacted nitrogen.

If exactly the right amount of air (no excess air) were supplied for
complete combustion of the carbon and hydrogen in the fuel oil, the products
of combustion would be as indicated in Figure A.1. However, with actual oil
burner equipment, it is not possible to get a perfect mixture in which all the

*carbon and hydrogen are supplied with the exactly correct quantity of oxygen.
To insure that all the carbon and hydrogen come into contact with enough oxy-
gen to burn completely, excess air must be supplied. The excess air is simply
air over and above the theoretical requirement for the combustion of fuel
oil. With excess air needed for combustion, reaction (A-i) becomes:

C + 02 + N2  C02 + N2 + 02 + heat (A-3)

Note that the only difference between reaction (A-3) and reaction (A-1)
is that 02 (oxygen) is a product of the reaction. This 02 is the oxygen in
the excess air that does not combine with carbon to make carbon dioxide. In
essence, extra 02 is provided, as a component of excess air, to guarantee that
all the carbon and hydrogen come in contact with the oxygen and burn.

This excess air does not react during the combustion process but enters
the heating unit at room temperature and reduces the temperature of the com-
bustion gases so less heat is available to be transferred to the distribution
medium. As a result, excess air is a source of heat loss. By introducing 50%
excess air, the siutation shown in Figure A.2 is created. Compare this with
Figure A.1 - note that

o the amount (weight) of H20, 02, and N2 formed is the same

o the percent by volume of CO2 and N2 formed is less than is formed in
Figure A-I.
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FIGURE A..1

Amount by Weight and Volume of Combustion Products when one pound of
Fuel Oil is Burned (0% excess air)

*.:

O il Water
(I pound) (1.18 pounds)

(amount of water vapor is
not considered in % CO2
by volume determination)

+ +

84.7% by volume

(forms) NITROGEN
AIR (11.02 pounds or

(14.36 pounds or 150 cubic feet)
188 cubic feet)

[Air is 20.9%
oxygen and 79.1% 15.3% by volume
nitrogen]

CARBON DIOXIDE
(3.16 pounds or
27.2 cubic feet)

1.18 lb. water
1.00 lb. oil 11.02 lb. nitrogen

14.36 lb. air 3.16 lb. carbon dioxide
15.36 lb. total 15.36 lb. total

'Jh
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FIGURE A.2

Amount by Weight and Volume of Combustion Products when one pound of
Fuel Oil is Burned (50% excess air)

Oil I Water
(1 pound) (1.18 pounds)

+ +

56.1% by volume

NITROGEN
(11.02 pounds or

50 percent excess (forms) 150 cubic feet)

AIR(2 1 .5 4 pounds or_ _,

281 cubic feet) 10.2% by volume

CARBON DIOXIDE
[Air is 20.9% (3.16 pounds or
oxygen and 79.1% 27.2 cubic feet)
nitrogen]

33.8% by volume

EXCESS AIR

(7.18 pounds or
90.4 cubic feet)

1.18 lb. H20

11.02 lb. N2
1.00 lb. oil 3.16 lb. C02

21.54 lb. air 7.18 lb. excess air
22.54 lb. total 22.54 lb. total
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.. o Oxygen (as part of excess air) is a product in Figure A.2 but not in
Figure A.I.

In Figure A.2, since 20.9 percent of the excess air is oxygen, 7.1 per-
cent of all the combustion gases is oxygen. You determine this by multiplying
the percent excess air (33.8%) times that portion of excess air which is
oxygen (.209). This gives approximately 7.1 percent oxygen.

Note that in Figure A.2 the percentage of CO2 or 02 changed from Figure
A.1 as a result of excess air, therefore, we can use the percent CO2 or 02 in
the flue as a measure of excess air or vice versa - as a general rule

o The greater the C02, the less excess air
o The greater the 02, the more excess air

Figure A.3 displays the relationship between CO2 and excess air.

The above discussion is a simplification of the actual combustion
process. The chemical reactions provided are only those that are important to
the overall combustion process. Nevertheless, the information in this section
is sufficient to support you in your oil burner service work. Make sure you
understand the concepts and if necessary reread this section or ask a
knowledgeable person to assist you. Don't go on without understanding the

4%o basic concepts!

Combustion Chamber

The function of the combustion chamber is to surround the flame and to
radiate heat back into the flame to aid in fuel vaporization and combustion.
The combustion chamber design and construction helps determine whether the
fuel will be burned efficiently. The chamber must be made of the correct
material, properly sized for the nozzle firing rate, shaped correctly, and of

.- , the proper height.

The chamber should be designed and built to provide the maximum space
required to burn the oil needed to fire the heating plant and to meet its
load. Unburned droplets of oil should not touch the chamber surface,
especially a cold surface. A cold surface will reduce combustion temperatures
and cause soot and carbon formation. The hotter the area around the burning
zone, the easier the oil droplets will vaporize and ignite, and the hotter the
flame will be. If the chamber is too small, the oil will not have enough time

to complete combustion before it strikes the colder walls.

When the chamber is too large, there will be areas in the chamber which
the flame will not fill. This causes cooler chamber surfaces and reduces the
reflected heat from the chamber walls. As a result, the fuel droplets will
not evaporate as rapidly in the cooler chamber and will be more difficult to
burn completely. More air will be required to burn smoke-free and the result
will be low C02 (high 02) and lowered efficiency.

A-6
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Floor Size

The size of the combustion chamber is measured in square inches of floor

space. The ideal size for a home is about 80 to 90 square inches per gallon
of oil. If the burner is functining well, and the chamber has quick heating

refractory material, and is properly designed, it is possible in most cases to

use this formula up to 1.50 GPH. For residential use, the chamber should not
normally exceed 95 square inches per gallon for a high pressure (retention
head) burner.

When the combustion chamber is accurately sized to the heating plant

capacity it is extremely important that the nozzle pattern and spray angle

conform to the characteristics of the burner air pattern and that the oil
pressure at the nozzle should normally be 100 PSI unless manufacturers
instructions contain other specifications.

Shape

The majority of combustion chambers are square, rectangular or round.

Curved surfaces generally produce more complete mixing of oil and air and also

eliminate the pockets of air in the corners of square or rectangular chambers
which reduces the reflected heat from the chamber walls to the flame. The air
in these corners also does not usually become a part of the combustion process
and therefore dilutes the combustion products as they flow through the heating
plant. This is particularly true of the corners at the front of the chamber

where the oil is sprayed in because the flame is narrow and the oil has not

been heated up to maximum temperature at this point. See Figure A.4.

A well designed chamber will have all corners filled in and generally

this should be more extensive in the front so that the wall will be closer to
the desired flame pattern. It will then confine the flame and more reflected

heat will enter the combustion process in its early stages. This will aid

combustion and provide much smoother ignition. In making alterations in the

chamber, you must keep in mind that in addition to filling in corners, you

must use the nozzle spray pattern and angle to fit the chamber.

Walls

It is important that the walls of the chamber should be high enough to
assist combustion, but not to interfere with the heat transfer from the
combustion products to the heat exchanger. Figure A.5 shows the height to be
used based on the firing rate. The chamber wall should be 2 to 2-1/4 times as
high above the nozzle as it is from the floor to the nozzle.

If the base of a heating plant has a tendency to overheat, the walls
should be 2-1/2 to 3 times the height from floor to nozzle. This is sometimes
a problem in gravity type air duct systems. Be sure to use insulation between
the furnace and chamber wall up to the top of the wall.

Space between the chamber wall and the heating plant should always be
filled with an insulating material, such as mica pellets. A poor grade of

=backfill shortens the life of the chamber, reduces the efficiency at which the
oil burns, and increases combustion noise.

*' A-8
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Burning Setting

The chamber must be installed so that the oil can burn clean without
impinging on the floor and causing carbon to form. Figure A.6 shows the
inside dimensions recomended by a burner manufacturer. The burner end cone
should typically be installed 1/2" back from the inside chamber wall. Always
check the individual manufacturers installation instruction manual for proper

* burner mounting dimensions. We recommend that you cover the end cone edges
with high temperature insulating material to prevent the burnout of the end
cone.

Baffles

A baffle stool or a hanging baffle installed over the combustion chamber
may help increase the combustion chamber temperature. It will aid in causing
the combustion products to scrub the walls of the heat exchanger which will
result in more heat absorption.

A firetube boiler can often be equipped with spiral (twist) baffles in
the tubes to enhance heat transfer and thus improve efficiency. These baffles
should be checked and cleaned annually.

Soft Refractory

Refractories of low specific heat and low conductivity (fiberfax or
Kaowool ceramic fiber types) will rise in temperature more rapidly from a cold
start and maintain a higher temperature during steady operation of an oil
burner. This will help produce more complete combustion and increase the heat
transfer by radiation to the heat transfer surfaces of the heat exchanger.

Tests by National Bureau of Standards comparing a hard brick to a precast
soft chamber in the same boiler determined that losses by radiation, conduc-
tion, convection and incomplete combustion were 13.4% for the brick and 8.6%
for the precast. The difference was equal to 8300 BTU's per hour in favor of
the precast. This amounts to a possible saving of 6%.

Although it is possible to obtain a relatively good fire without a
chamber, you should realize that a properly sized and shaped combustion
chamber will substantially improve combustion, provide a hotter flame, and
reduce the amount of soot accmulation associated with start-up and shutdown.
Large fire commercial burners are frequently fired without a chamber, but with
small residential burners the chamber becomes extremely important. The modern
materials for chamber construction become red hot within 20 seconds after

starting the fire, causing heat to be reflected back into the oil spray,
speeding up the conversion of liquid oil to vapor, and making the flame
smaller but hotter. In general combustion temperatures of high speed flame

retention head burners will be somewhat higher than older conventional
burners.

A-11
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While we have had much to say about the improved combustion achieved
through utilization of a chamber, there are also some other benefits to be
considered. Chambers act as sound absorbers and this feature is highly
desirable as flame-retention burners tend to be somewhat louder than the older
burners they are replacing. Another benefit obtained from combustion chambers
is the protection of those portions of the dry-base boiler or furnace which
could not withstand prolonged exposure to intense heat or the rapid heating-
cooling of the metal.

When the correct firing rate to match the heat load has been determined,
the proper size combustion chamber should be selected to match that firing
rate. This will result in maximum efficiency being achieved. The relation
between the size of an existing chamber and the determination of the correct
firing rate to fit that chamber is important and should be considered whenever
the firing rate is altered.

*Heat Exchanger

The next step in the operation of the heating plant is the transfer of
heat energy from the combustion gases to the air in the furnace or to the
water in the boiler. This is accomplished in the heat exchanger which can be
thought of as a wall which keeps gases or liquids separated and allows heat
energy to flow out of the hot medium and into the cooler medium. Heat is
transferred in two ways:

.- .~ o Hot combustion gases directly contact the heat exchange surfaces and

transfer heat

o Radiant energy in the combustion chamber heats the heat exchange
surfaces (similar to being heated by the sun)

The selection of wall material will depend on its ability to easily pass heat,
' its cost, and several other factors. This is a whole area of study in and of

itself.

If the heat exchanger were a perfect transfer of heat, all the energy in
the combustion products would be transferred to the distribution medium. This
would mean no losses of heat! With no heat losses the stack temperature would
be reduced to room temperature. Of course you know this is not the actual
case. Losses are caused by:

o Temperature differences
o Contact time
o Insulation

The greater the temperature difference between the combustion gases and
the temperature of the air or water to be heated, the more heat will be trans-
ferred in a given time. There is very little that can be done about the
temperature of the air or water to be heated, but if the temperature of the
combustion gases can be raised, more heat would be transferred. This is
another reason why a high flame temperature from the burner is desirable.
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The longer the hot combustion gases are in contact with the walls of the
heat exchanger, the more heat will be transferred. The scrubbing of the heat
exchanger walls by the combustion gases is essential. This means that small
flue passages in the heat exchanger provide better contact than wide open flue
passages. With greater heat exchange surface area per volume of combustion
gas, more intimate contact of heat and walls occurs. Longer contact time can
also be achieved by reducing the amount of combustion gases produced per
gallon of fuel burned or per period of time. A smaller volume takes longer to
flow over heat exchange surfaces. Lowering the excess air can reduce the
volume of combustion gases produced per gallon of fuel burned and reducing the
nozzle firing rate can reduce the volume of combustion gases produced per unit
time. Figure A.7 indicates the relationship between excess air and the flame
temperature and volume of combustion gases.

Insulation is any material that stops or slows down the normal rate of

heat transfer. Obviously, you do not want to place an insulating material
r between the combustion gases and the heat exchanger walls. Smoke (often

called soot) acts as an insulator! Smoke deposits from smoky combustion can
collect on the heat exchange surfaces and reduce the effectiveness of the heat
transfer process. Estimates have been made indicating that a 1/8 inch thick
coating of soot on heat exchanger walls has the same insulating ability as a
one inch thick fiberglass sheet.

It should be understood at this point that smoke caused by a poorly
operating oil burner is a bad thing, not because the smoke represents unburned
fuel, but because Smoke Soots up Heat Exchange Surfaces and Prevents Transfer
of Heat to the Heating Load! A good burner helps the heat exchanger be more
efficient by:

o Providing combustion products at a high temperature. This means a
high flame temperature.

o Providing combustion products which have a low volume per gallon of
fuel burned. This means low excess air.

o Providing clean combustion products which contain a minimum of smoke.

Role of Excess Air in Combustion

You have seen that excess air must be supplied to insure adequate mixing
of fuel and oxygen. However, excess air is one of the major causes of low
efficiencies. To see how this occurs consider that excess air:

o dilutes combustion gases
o absorbs heat
o drops overall temperature of combustion gases

The dilution of combustion gases occurs simply because of the presence of
additional gas in the form of excess air. The excess air absorbs heat in the
combustion zone and reduces the flame temperature. This in turn reduces the
transfer of heat to the heat exchanger since a significant amount of heat is
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transferred by radiation. Moreover, as excess air is introduced, the overall
temperature of the combustion gases drops as heat from these combustion gases
is used to raise the temperature of the excess air. Think of this process as
being similar to adding refrigerated cream to a cup of coffee as shown in
Figure A.8. The cup of coffee is originally 160°F (high temperature) and
occupies a small volume (half a cup). Adding cream at 40°F increases the
volume (almost a full cup) and lowers the overall temperature to 1201F (mild
temperature). Note that the temperature of the mixed coffee and cream is
higher than the temperature of the cream alone and lower than the temperature
of the coffee alone. Heat from the coffee went into heating the cream and the
overall temperature dropped, or in other words, the cream absorbed some heat
from the coffee. Do you clearly see this?

Also, by looking at Figure A.9 you can see that the coffee example
illustrates the effect of excess air (shown as water) in diluting the gas
(coffee) and the resulting reduction in the CO2 percent.

Bear in mind that this temperature reduction and dilution takes place in
the combustion zone not in the flue or stack. It is important to note that
the effect of excess air on the temperature of the flue gas is different- with
more excess air the flue gas temperature tends to rise. This happens because
the volume of combustion gas per unit of fuel burned is now greater than
before so that the gases pass over the heat exchange surfaces more rapidly and
reduce the contact time. This reduces the heat transfer rate to the heat
exchanger.

To review, remember that excess air causes the following:

o lower flame temperature
o lower combustion gas temperature
o higher flue or stack gas temperature
o poorer heat exchange to the distribution medium

All of these changes play a role in reducing the efficiency of the heat-
ing system. So minimizing excess air is essential in the proper adjustment of
oil burners; however, you will find out in the next section that simply
reducing excess air without concern for other factors could lead to a great
deal of trouble! Keep reading, you'll see what we mean.

Excess air causes one other problem that cannot be seen in the comparison
of coffee and cream. Excess air increases the volume of combustion products
per unit of fuel burned so that the products pass over the heat exchange sur-
faces more rapidly and reduce the contact time. As was pointed out earlier,
this reduces the heat transfer rate to the heat exchanger.

Excess Air - Smoke Relationship

During the combustion of oil, particularly, during burner startup and
shutdown, some smoke is usually generated since some of the oil droplets do
not contact enough oxygen to complete the reaction which forms carbon
dioxide. This smoke consists of small particles of mainly unburned carbon.
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~ADDING EXCESS AIR TO A FLAME IS

• LIKE ADDING CREAM TO A CUP OF
" L COFFEE !
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600 COFFE 1600 ANDFFEEA

-SMALL VOLUME - LARGER VOLUME
-HIGH TEMPERATURE - LOWER TEMPERATURE

FIGURE A.8 REPRESENTATION OF THE

EFFECT OF EXCESS AIR ON COMBUS-

TION GAS TEMPERATURE
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Some of these particles stick to the heat exchanger surfaces acting as insula-
tion and can eventually clog up the flue passages while others are emitted
through the stack and add to the pollution of the air.

Now you are ready for discussion of the issue that is all important to
the proper adjustment of oil burners.

Excess Air-Smoke Relationship

-. You have learned that there must be sufficient excess air to provide good
mixing of combustion air and fuel oil. Without this excess air, incomplete
combustion occurs and smoke is formed. Thus, to minimize smoke, you generally
add excess air. Unfortunately, as you have learned, as the amount of excess
air is increased, the transfer of heat to the heat exchange medium (hot water,
warm air, or steam) is reduced. A delicate balance must be achieved between
smoke generation (caused by insufficient excess air) and reduced heat transfer
due to reduced combustion gas temperature and an increased volume of combus-
tion products (caused by unnecessary excess air). Figure A.10 illustrates the

-" typical relationship between smoke and efficiency and excess air. Notice that
smoke and efficiency increase as the excess air is decreased. The exact shape
of this curve varies from unit to unit. Knowing this curve can pretty much
give you a clear picture of where the burner air should be adjusted to. The
highest efficiency occurs when you properly balance the trade-off between
smoke and excess air.

Effect of Air Leaks

Now that you understand what goes on inside the heating plant, it will be
easier to follow why air leaks cause lost efficiency, air which leaks into
the combustion gases before they pass through the heat exchanger acts like
excess air. The air leaks dilute the combustion gases, cooling them and
increasing their volume so tht they pass through the heat exchanger more
quickly. However, an air leak is even worse than excess air in the combustion
chamber because an air leak cannot reduce the smoke formed in the combustion
zone,

Draft

In the oil heat industry, the word "draft" is used to describe the slight
* vacuum, or suction, which exists inside most heating plants. The amount of

vacuum is called draft intensity. Draft volume, on the other hand, specifies
4 the volume (cubic feet) of gas that a chimney can handle in a given time.

Draft intensity is measured in "inches of water" - just like a mercury
barometer is used to measure atmospheric pressure in inches of mercury, a
draft guage is used to measure draft intensity (which is really pressure) in
inches of water.

"Natural" draft is actually thermal draft and occurs when gases that are
heated expand so that a given volume of hot gas will weigh less than an equal
volume of the same gas at a cool temperature. Since hot combustion gases
weigh less per volume than room air or outdoor air, they tend to rise. The
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NOTE: EXCESS COMBUSTION AIR
REDUCES HEATING PLANT EFFICIENCY.

TOO MUCH SMOKE WILL EVENTUALLY

REDUCE EFFICIENCY ALSO*
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rising of these gases is contained and increased by enclosing the gases in a
tall chimney. The vacuum or suction that you call "draft" is then created
through this column of hot gases.

"Currential" draft occurs when high winds or air currents across the top
of a chimney creat a suction in the stack and draw gasses up. "Forced mechan-
ical" draft is the force that is exerted by the burner fan which passes gases
up the chimney.

There are three factors which control how much draft a chimney can make:

o The height of the chimeny - the higher the chimney, the greater the
draft.

o The weight per unit volume of the hot combustion products - the
hotter the gases, the greater the draft.

o The weight per unit volume of the air outside the home - the colder
the outside air, the greater the draft.

Since the outside temperatures and flue gas temperature can change, the
draft will not be constant. When the heating plant starts up, the chimney
will be filled with cool gases. After the heating plant has operated for a
while, the gases and the chimney surface will be warmer, and the draft will
increase. Also, when the outside air temperature drops, the draft will
increase. To indicate the size of these changes, the information in Table A.1
was determined for a 20 ft.-high chimeny. You can see that the draft produced
by this chimney could be expected to vary from .011 to .136 inches of water.
The high draft is over 12 times more than the low draft. This large variation
cannot be tolerated for the followng reasons:

o Too little draft can reduce the combustion air delivery of the burner
and can result in an increase in the production of smoke.

o Excessively high draft increases the air delivery of the burner fan
and can increase air leakage into the heating plant, reducing CO2 and
raising stack temperature, resulting in reduced operating efficiency.

o High draft during burner off periods increases the standby heat losses
up the chimney.

To understand why varying draft causes these problems, you should bear in
mind that the air presure (positive draft) caused by a burner fan averages
about .25 inches of water in the air tube. If the combustion chamber has a
draft of .10 inches of water and the burner fan provides a pressure of .25
inches of water, the total force causing air to flow will be .35 inches of
water. If the combustion chamber draft drops to .01 inches of water, the
total pressure becomes .25 + .01 + .26 inches of water. This is a reduction
in draft of about 25% which will cause a similar reduction in the amount of
air flowing into the combustion chamber. Remember what happens when the
excess air is not properly adjusted? The burner will very likely smoke as a
result of this change. It is for this reason that the proper draft should be
obtained before the air adjustment is set.
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Table A-I. Example of Draft Changes in a Chimney .j
Outside Chimney Draft,

Condition Temperature, oF Temperature, OF "H20

Winter start up 20 110 .050

Winter operation 20 400 .136

Fall start up 60 80 .011

Fall operation 60 400 .112
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Because draft will not exist to any great amount during a cold startup,

the burner should not depend on the additional combustion air caused by
draft. The best way to be sure the burner does not depend on this air is to
set the burner for smoke-free combustion with a low overfire draft ).01 to .02
inches of water). If a burner cannot produce good smoke-free combustion under
low draft conditions, there is something wrong with the burner and it should
be corrected. Using a high draft setting to obtain enough combustion air for
clean burning is like depending on a crutch, which is not always there. A

'N burner which gives clean combustion only with high draft will cause smoke and
soot any time the chimney is not producing high draft.

In the previous section, we described the effect of air leaks and perhaps
you now realize that air leaks occur because of draft inside the heating

' plant. It is easy to see that less draft will cause less air leakage and
*produce a higher efficiency. Therefore, sealing air leaks can aid in improv-

ing heating plant efficiency.

Draft Regulators

From the previous information, you should realize that a constant draft
is needed and this draft should be no more than that which will just prevent
escape of combustion products into the home. Since natural draft as obtained
from a chimney will vary, it is necessary to have some sort of regulation.
The normal draft regulator for home heating plants is the so-called by-pass,
or air bleed, type as shown in Figure A.1I. This type of regulator is simply
a swinging door which is counterweighted so that any time the draft in the
flue is higher than the regulator setting, the door is pulled in. When the

door is pulled in, it allows room air to flow into the flue and mix with the
combustion gases. Because the room air is much cooler than the flue gases, it
cools them. then the cooler gases fill the chimney, there is less temperature
difference between the chimney gases and the outside air and less draft is
produced. If the draft is less than the regulator setting, the counterweight
keeps the swinging door closed and only flue gas flows into the chimney. This

gives the highest draft possible under those conditions.

I It is important to understand that the function of a draft regulator is

to maintain a stable or fixed draft through the heating equipment within the
limits of available draft of the chimney by means of an adjustable barometric
damper.

. Draft can be measured by using a draft gauge. It cannot be estimated or
J "eye balled." The draft should be checked at two different locations in the'1 heating plant: 1) over the fire which indicates firebox draft condition and

2) draft in the breech connection.

1. Draft Over the Fire

The draft over the fire is the most important and should be measured
first. The overfire draft must be constant so that the burner air delivery

will not be changed. The overfire draft must be at the lowest level which
will just prevent escape of combustion products into the home under all

A2

"v A- 23

.-,4) . . , . ; ., . ,.,. ,., . ., . • , , : , ," , : . . ' . . . . , ,



M.

-"a

' A-24.-

I,

• - '.

" , r~w. ,.. ' , ,,.. o " , l % " ... "," '. "," % a ." . "V"-.'.. '.'... % .,. "' . '!.".' .% .". % k'. ,'h, , . ,, ' ,"iJ,, ( k( 
"

.("., "W' ,, ,." ''. "I 
-



operating conditions. Normally an overfire draft of .01 to .02 inches of
water will be high enough to prevent leakage of combustion products and still
not cause large air leaks or standby losses.

If the overfire draft is higher than .02 inches the draft regulator
weight should be adjusted to allow the regulator door to open more. If the
regulator door is already wide open, a second regulator should be installed in
the stack pipe and adjusted. If the draft is below .01 inche the draft

* regulator weight should be adjusted to just close the regulator door. Do not
move the weight more than necessary to close the door. Never wire or weight a
regulator so it can never open. There may be times when the outside air is
colder, or the chimney hotter, and the draft needs regulation.

The overfire draft is also affected by soot buildup on heat exchange
surfaces. As the soot builds up, the heat exchange passages are reduced and a
greater resistance to the flow of gases is created. This causes the overfire
draft to drop. As the overfire draft drops, the burner air delivery is
reduced and the flame becomes even more smoky. It is a vicious cycle which
gets increasingly worse.

2. Draft at the Breech Connection

After the overfire draft is set, the draft at the breech connection
should be measured. The breech draft will normally be slightly more than the
overfire draft because the flow of gases is restricted (slowed down) in the
heat exchanger. This restriction, or lack of it, is a clue to the design and
condition of the heat exchanger. A clean heat exchanger of good design will
cause the breech draft to be in the range of .03 to .06 inches when the
overfire draft is .01 to .02 inches.

Flue and Chimney Exhaust

1. Flue Pipe

The flue pipe should be the same size as the breech connection on the
heating plant. For modern oil designed heating plants, this should cause no
problem in sizing the flue pipe. The sizes generally are 6" under I GPH, 7"
to 1.50 GPH and 8" for 1.50 to 2.00 GPH. The flue pipe should be as short as
possible and installed so that it has a continuous rise from the heating plant
to the chimney. Elbows shold be minimized and the pipe should be joined with
metal screws and straps.

The draft regulator should be installed in the flue before the chimney

and after the primary control, if one is used. Make sure the draft regulator
is at least as large as the flue pipe diameter.

2. Chimney

The following table shows recommended size and height for chimneys
based on BTU input (Table A.2).
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Table A-2. Recommended size and height for chimneys

Gross Btu Rectangular Round Minimum
- Input Tile Tile Height

144,000 8-1/2" x 8-1/2" 8" 20 feet

235,000 8-1/2" x 13" 10" 30 feet

374,000 13" x 13" 12" 35 feet

- 516,000 13" x 18" 14" 40 feet

612,000 15" 45 feet

768,000 18" x 18" - 50 feet

960,000 20" x 20" 18" 55 feet
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-A APPENDIX B

FLUE GAS MEASUREMENT AND EFFICIENCY

IThis appendix covers the proper use of instruments to measure the

steady-state efficiency of residential oil-fired heating plants. Since you
should now understand what factors influence high or low efficiency, effective
use of these instruments can aid you in improving the steady-state efficiency
of heating plants. Perhaps you are accustomed to adjusting burners by judging
the flame by eye or following a series of "rules of thumb." Certainly, using
these procedures can work some of the time! But, would you stake your reputa-

tion on it? What you are doing is similar to a doctor diagnosing an illness
without the use of a stethoscope or an auto mechanic tuning a car without a

timing light or dwell meter. It is risky business!! Do yourself a favor,
.make your job easier, and assure yourself of leaving a heating plant in good

.* operating condition by properly using the instruments discussed in this
chapter.
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Stack Loss Theory

The steady-state efficiency is a measure of the effectiveness of the
heating unit in extracting heat from the chemical energy in the fuel and
transferring it to the distribution medium. Therefore, the most straight-
forward approach to measuring the steady-rtate efficiency would be to measure
the heat transferred to the distribution medium and the chemical energy in the
fuel and then calculating the efficiency from these values. Unfortunately, in
a residential heating plant, it would be very difficult to measure the actual
amounts of heat in the fuel and the heat transferred to the air, water, or
steam. As an alternate approach, a simpler method, the "stack loss" method of
efficiency measurement is used.

The stack loss method is based on three assumptions:

1. All the chemical energy in the fuel is converted to heat energy.
This is essentially accurate for all burners as the true combustion efficiency
is normally 98 to 100%.

2. The chemical energy per unit of fuel is the same - 140,000 Btu/gal.
This means that from one shipment of fuel to another, variations in chemical
composition that affect the chemical energy per unit of fuel oil are ignored.
This can lead to small errors in the stack loss method.

3. The heat energy all goes to one of two places:

o the heating load or,

o up the chimney

These assumptions are shown in Figure B.1. From this figure, it can be seen
that by measuring the heat loss up the flue and assuming an average value for
the heat energy in the oil, you do not have to measure the heat transferred to
the distribution medium. Fortunately, measuring the stack losses is not
complicated. However, this assumes that there are no jacket losses or, in
other words, no heat is transferred through the walls of the heating plant.
From your experience, you should know this is inaccurate and that in older,
largely uninsulated units, the jacket losses can be significant. As a result,
the stack loss method tends to give higher efficiencies than those which
really exist.

To measure the heat wasted up the flue and chimney you must

o determine the amount of the combustion gases per gallon of fuel oil

burned;

o determine how much the combustion gas temperature was changed (the
difference between the temperature at which the fuel and air entered
the burner and the temperature of the combustion gases).

You should measure the amount and temperature of the combustion gases at an
identical point in the flue pipe.
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In appendix A, you learned how changes in volume of excess combustion air
affect the heat exchanger efficiency. As you might imagine, these changes in
volume of excess air per unit of fuel burned also affect the weight of the
combustion gases formed from each gallon of fuel burned. Since knowledge of

" the percent excess air enables you to determine the weight of the combustion
gases per gallon of fuel burned, and since the percent excess air can be
determined by measuring the percent carbon dioxide or oxygen, you can deter-

, mine the weight of combustion gases per gallon of fuel burned by knowing the
percent carbon dioxide or oxygen.

Let's look at an example to make this more clear. In Figure A.1, Appen-

dix A, we showed that theoretically for every pound of fuel oil exactly 14.36

pounds of air are required to completely burn the fuel. This was assuming
that there was perfect mixing and that all the carbon and hydrogen in the fuel
combined with the oxygen in the air to form carbon dioxide and water vapor.
The figure also showed that exactly 3.16 pounds of carbon dioxide or 15.3% of
the products were formed if this "perfect" situation occurrred. In Figure
A.2, we showed a typical case for which excess air was needed to guarantee
that most of the carbon and hydrogen in the fuel would combine with oxygen to
form the products. From Figure A-2, you can see that the same weight (3.16
pounds) of carbon dioxide is formed but that this represents only 10.2% by
volume, of the combustion products. So, by measuring the percent carbon
dioxide, you not only can determine how much excess air exists, but also you
can determine the weight of combustion products flowing up the flue pipe.

Oxygen measurements can also be used to determine the amount of excess
air and in turn the amount of CO2 in the flue gas. There is a direct and
fixed relationship between the amount of CO2 and 02 in the flue gas as shown
in Figure B.2. This figure indicates that as the percent CO2 increases, the
percent 02 decreases in the flue gas. When testing for efficiency we try to
obtain a low 02 reading or high CO2 reading (in both cases, low excess air).

Now we have one-half of what is needed to determine the losses up the
stack. The second half is much easier. This is the temperature difference
between the fuel and air going into the burner and the flue gases coming out
of the heat exchanger. The fuel and air will normally enter the burner at
about the temperature of the room in which the furnace or boiler is located.
The temperature of the gases in the flue will vary from unit to unit but can
be measured with a thermometer. The difference between the flue gas tempera-
ture and the furnace/boiler room temperature is called the NET STACK
TEMPERATURE.

Once you know the percent CO2 or oxygen and the net stack temperature,
you can determine the steady-state efficiency based on the stack loss method.
Remember that the stack loss will be determined per gallon of fuel oil burned
since this is how the weight of the combustion gases was measured. Because of
this, you don't have to measure the fuel input into the burner. Since we
assumed that each unit of fuel oil (a gallon) contains the same amount of
chemical energy (140,000 Btu's), the stack loss calculated will be per each
140,000 Btu of input energy. If we subtract this percentage loss from 100%,
what remains will be the steady-state efficiency. Rather than make you go
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through the calculations to determine this value, an efficiency chart or table
can be used which will give you the efficiency based on the percent carbon
dioxide and net stack temperature. Many of you may be familiar with the
Bacharach Instrument Company's Fire Finder Efficiency Chart shown in Figure
B.3. You can also use other tables or graphs to determine the steady-state
efficiency. Examples are shown in Tables B.1, B.2, and Figure B.4.

Now that you know what to measure and why, let's turn our attention to
how to properly measure for steady-state efficiency. As a minimum, you need
to measure both the percent carbon dioxide or oxygen, and the net stack tem-
perature, but, to get the complete picture and to do the job right, smoke and
draft measurements are also required.
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Not Stack Temperature (degrees F.)

300* 350* 400' 450' 300' 5500 600' 650 °  700°  750' 800' 650' 900'

15 75-1/2 72-1/2 69-1/2 66-1/4 63 60 56-3/4 53-1/2 50-1/4 47 43-1/2 40-1/4 36-3/4

14 77-1/4 74-1/2 72-3/4 70 68 64-1/4 61-1/2 5-3/4 55-3/4 52-3/4 49-1/4 47-1/4 44-1/2

13 79-3/4 77-1/4 75 72-1/2 70 67-3/4 65-1/4 62-3/4 60-1/4 57-1/2 55 52-1/2 50

12 60-3/4 78-1/2 76-3/4 74-3/4 72-1/2 70-1/4 68-1/4 6 63-3/4 61-1/2 59 56-3/4 54-1/4

11 82-1/4 60-1/4 78-1/2 76-1/2 74-1/2 72-1/2 70-1/2 68-1/2 6-3/4 64-1/4 62-1/4 60 56
S10 -83 81 79-3/4 77-3/4 76 74-1/4 72-1/2 70-3/4 6-3/4 67 64-3/4 63 61

9 -84 82-1/4 W-3/4 79 77-1/4 7S-3/4 74 72-1/4 70-3/4 68-3/4 67 65-1/4 63-1/2

. 8 64-3/4 83 81-3/4 60-1/4 70-1/2 77 75-1/2 73-3/4 72-1/4 70-1/2 69 67-1/2 65-3/4

7 85-1/2 83-3/4 82-1/2 60-3/4 79-1/4 77-3/4 76-1/4 74-3/4 73.-1/4 71-1/2 70 68-1/2 67
IS.

6 85-3/4 6-1/2 63 81-1/2 80-1/4 76-3/4 77-1/4 75-3/4 74-1/2 73 71-1/2 70 68-1/2

5 5 86 85 83-3/4 82-1/4 81 79-1/2 76-1/4 77 7-1/2 74 72-1/2 71-1/4 70

4 86-1/2 85-1/4 64 63 81-1/2 80-1/4 79 77-3/4 76-1/2 75-1/4 73-1/2 72-3/4 71

3 87 85-3/4 84-1/2 83-1/2 62-1/4 81 79-3/4 78-1/2 77-1/4 76 74-3/4 73-3/4 72

2 67-1/4 66 84-3/4 83-3/4 82-3/4 81-1/2 60-1/4 79 78 76-3/4 7-1/2 74-1/2 73

1 87-1/2 66-1/2 65 84-1/4 83-1/4 82 81 79-1/2 78-3/4 77-1/2 76-1/4 75-1/4 74

TABLE B.1 EFFICIENCY TABLE FOR
NO. 2 FUEL OIL - O VS.

TEMPERATURE 2

B-8



Net Stack Temperature (degrees F.)

300 350 400 450 500 550 600 650 700 750 800 80 900

15 - 87-1/2 86-1/2 85-1/4 84-1/4 84-1/4 82 81 79-3/4 78-3/4 77-1/2 76-1/2 75-1/2 74-1/4

- 87-1/2 86-1/4 85 84 83 81-3/4 80-3/4 79-1/4 78-1/2 77-1/4 76 75 73-3/4

14 87-1/4 86 84-3/4 83-3/4 82-3/4 81-1/2 80-1/4 79 78 76-3/4 75-1/2 74-1/2 73

87 85-3/4 84-1/2 83-1/2 82-1/2 81-114 80 78-3/4 77-1/2 76-1/4 75-1/4 74 72-1/4

. 13 86-3/4 85-1/2 84-1/4 83-1/4 82 80-3/4 79-1/2 78-1/4 77 75-3/4 74-1/2 73-1/2 71-3/4

-"-" 86-1/2 85-1/4 84 83 81-1/2 80-1/4 79 77-3/4 76-1/2 75-1/4 73-3/4 72-3/4 71

. 12 86-1/4 85 83-3/4 82-1/2 81-1/4 79-3/4 78-1/2 77-1/4 75-3/4 74-1/2 73 71-1/2 70-1/4

- 86 84-3/4 83-1/2 82 80-3/4 79-1/4 78 76-1/2 75-1/4 73-3/4 72-1/4 70-3/4 69-1/2

11 85-3/4 84-1/2 83 81-1/2 80-1/4 78-3/4 77-1/4 75-3/4 74-1/2 73 71-1/2 70 68-1/2

C4 - 85-1/2 84 82-1/2 81 79-1/2 78 76-1/2 75 73-3/4 72 70-1/2 69 67-1/2

10 85 83-1/2 82 80-1/2 78-3/4 77-1/4 75-3/4 74-1/4 72-3/4 71 69-1/2 68 66-1/4li-
. 84-1/2 3 81-1/2 79-3/4 73 76-1/2 75. 73-114 71-3/4 70 68-1/4 66-3/4 65

9 84 82-1/4 80-3/4 79 77-1/4 75-3/4 74 72-1/4 70-3/4 68-3/4 67 65-1/4 63-1/2

83-1/2 81-3/4 80 178-1/4 76-1/2 74-3/4 73 71-1/4 69-1/2 67-1/2 65-1/2 63-3/4 62

8 83 81 79-1/4 77-1/2 75-1/2 73-3/4 71-3/4 70 68 66 64 62 60

82-1/4 80-1/4 78-1/2 76-1/2 74-1/2 72-1/2 70-1/2 68-1/2 66-1/2 64-1/4 62-1/4 60 58

7 81-1/2 79-1/2 77-1/4 75-1/4 73-1/4 71 69 67 64-3/4 62-1/2 60-1/4 57-3/4 55-1/2

80-3/4 78-1/2 76-1/4 174 71-3/4 69-1/2 67-1/4 65 62-3/4 60-1/4 57-3/4 55-1/2 53

6 79-3/4 77-1/4 75 [ 72-1/2 70 67-3/4 65-1/4 62-3/4 60-1/4 37-1/2 55 52-1/2 50

78-1/2 76 73-1/2 71 68 65-1/2 63 60-1/4 57-1/2 54-1/2 51-3/4 49 46-1/2

5 77-1/4 74-1/2 71-3/4 69 65-3/4 63 60 57 54 151 48 45-1/2 42-1/2

- 75-1/2 72-1/2 69-1/2 66-1/4 63 60 56-3W4 53-1/2 50-1/4 47 43-1/2 40-1/4 36-3/4

4.' 4 73-1/4 69-3/4 66-1/4 62-3/4 59-1/4 55-3/4 52 48-1/2 45 41-3/4 37-1/2 33-3/4 30

TABLE B.2 EFFICIENCY TABLE FOR

NO. 2 FUEL OIL - CO2 VS.

TEMPERATURE2
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Measurement of Carbon Dioxide or Oxygen

Historically, to determine the weight of the combustion gases per gallon
of fuel oil burned, carbon dioxide has been measured with equipment like that
shown in Figure B.5. This is a rugged, inexpensive, and easy-to-operate
device. However, if you recall from Appendix A, the percent oxygen also can
be used to determine the weight of the combustion gases. There are devices
that measure oxygen rather than carbon dioxide percent for the determination
of steady-state efficiency, but let's turn our attention to the most common
device first - CO2 analyzers.

Bacharach Instrument Company manufactures a carbon dioxide analyzer
called "Fyrite", which is the most well-known instrument on the market. The
Fyrite, (which is diagramed in Figure B.5) and other similar instruments work
on the following principles:

o chemical adsorption of a gas sample by a liquid chemical absorbent.

o chemical absorbing fluid is also used as indicating fluid.

The Fyrite analyzer contains potassium hydroxide, a liquid with a
capacity to absorb large amounts of carbon dioxide. The Fyrite consists of
two main parts - sampling pump and analyzer.

The sampling pump consists of:

o a metal sampling tube which is inserted into the flue gases;

o a yarn filter and water trap which stops soot and water droplets from
entering the analyzer;

o a sample pump - a rubber bulb with a suction valve and a discharge
valve. These valves are rubber flapper check valves which allow flow
in only one direction;

o a rubber connector which seals the sampling pump system to the
analyzer.

The analyzer is molded of clear plastic containing top and bottom
reservoirs and a center tube connecting the two reservoirs. The bottom of the
lower reservoir is sealed off by a flexible rubber diaphragm which rests on a
perforated metal plate. The upper reservoir is covered by a molded plastic
cap which contains a double-seated plunger valve. A spring holds this valve
against a finished seat in the top cap providing a perfect seal which makes
the instrument spillproof in any position. When the valve is fully depressed
it vents the top reservoir to the atmosphere and seals the center tube beneath

. it. When the valve is partially depressed, the entire instrument is open to
the atmosphere.

B-I
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The bottom reservoir is filled with the absorbing fluid which extends
about 1/4 inch into the bore of the center tube when the instrument is held
upright. The scale, which is mounted to one side of the center tube, is
movable so that before each test the scale may be conveniently adjusted to
locate the zero scale division exactly opposite the top of the fluid column in
the center tube.

To measure the amount of CO2 in a gas stream you must measure a known
"" volume of gas, bring the gas into contact with the absorbing solution, and

measure the loss in volume after the CO2 is absorbed. To accomplish this, you
must first prepare the instrument for sampling by purging the solution and
adjusting the scale so that the zero mark is level with the liquid level. Be
sure of the following:

o allow instrument to reach room temperature - if you have just come in
from the cold outdoors, place the Fyrite in a warm location such as
near the boiler or furnace. Make sure it is not too hot and don't
forget to remove the instrument.

o make sure sufficient liquid is in the reservoir - if the liquid level
is low, add water to the top of the reservoir and depress plunger
valve. Repeat until scale can be adjusted to the height of the liquid
level.

Zero the instrument by turning the Fyrite upside down at least twice,

forcing the gas within the reservoir to bubble through the liquid; then

upright and depress the plunger valve fully. After five seconds (or some
other known time interval), adjust the zero mark on the scale to the liquid
level. The instrument is now ready for sampling. Liquid may continue to drip
down the bore of the lower reservoir causing the liquid level to rise above
the zero mark on the scale. Do not readjust the scale.

To make a test with the Fyrite, the metal sampling tube at one end of the
rubber hose is inserted into the gas to be analyzed. Then, the connector plug
at the other end of the rubber hose is pressed down on the spring-loaded valve
at the top reservoir. This seals off the center bore. Next, a sample of the
gas is pumped into the top reservoir by stroking the rubber bulb. At least 18
bulb strokes should be used to assure that the rubber hose and the top
reservoir are thoroughly purged of the previously analyzed sample. On the
last bulb stroke the finger is lifted from the connector plug which automat-
ically returns the plunger valve to the upper position against its top seat.
With the valve in this position, 60 cubic centimeters of the gas sample are
locked into the Fyrite and the top reservoir is opened to the center bore so
that the gas sample can pass to the absorbing fluid. The Fyrite is then
turned over, forcing the gas sample to bubble through the absorbing solution
which absorbs the CO2 . This is repeated two additional times. The instrument
is then turned back and held upright again. After five seconds (or the same
time interval used when zeroing the instrument), read the scale adjacent to
the liquid level. This is the carbon dioxide percent in the gas sample.
Record this value on a data sheet.

B-13
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The reason the liquid level will rise is because the absorption of CO2 by
the absorbing fluid creates a suction in the lower reservoir which causes the
diaphragm at the bottom to flex up. This, in turn, permits the level of the
absorbing fluid to rise in the center tube an amount equal to the CO2
absorbed.

There is an easy check to determine if the strength of the absorbing
solution is weakening and needs replacement. After you've completed a
measurement and recorded the CO2 value, turn the Fyrite over an additional two
times forcing the gas sample to bubble through the absorbing solution. Return
the analyzer to the upright position and read the CO2 percent (after the same
interval of time used before). If this value is greater than the recorded CO2
percent, it is likely that the absorbing solution is weak and is not absorbing

CO2 at its normal rate. Replace the absorbing liquid before using the!, analyzer for further measurements. Refer to the manufacturer's instructions

for the proper procedure on filling the analyzers.

V Also, there is an easy check to determine if the sampling tube is leak-
ing. Place your finger over the end of the connector plug and squeeze the

s bulb. If the bulb remains deflated and does not refill with air, the sampling
tube is leak-free.

Bacharach Instrument Company also manufactures an oxygen Fyrite that
operates on the same principle but uses a fluid that absorbs oxygen. The CO2
analyzer is more widely used and the absorbing liquid is good for approximate-
ly 300 samples; the oxygen fluid is only good for about 100 samples. The use
and operation of the 02 analyzer is identical to the procedure followed for
CO2 . The only difference is in checking the absorbing strength of the fluid.
To determine the absorbing strength of the 02 analyzer, pump a sample of room
air into the analyzer and measure the 02 content - it should read 21 percent.
If it reads less, you should replace the liquid.

So you don't waste time - if you are in the process of squeezing the bulb
and forget how many times you have already squeezed it, just continue squeez-
ing until you are sure you've squeezed the bulb 18 times. It doesn't matter
if you "over squeeze" just as long as you make a minimum of 18 compressions of
the bulb.

4 bl

B-14

9.-.. .



Other CO? or O Measurement Techniques

There are many other alternatives for measuring CO2 or 02. Several have
been packaged into automatic or semi-automatic combustion analyzers. Most
utilize an oxygen sensor cell which produces a small electrical current pro-
portional to the level of oxygen in a flowing sample of combustion products
which are drawn by a small suction pump through a test cell containing the
oxygen sensor.

These combustion analyzers were originally sold by one firm called Lynn
Products Co. of Lynn, MA. The Lynn analyzer was packaged into a portable unit
which could alternately meausre 02 (or CO2 depending on the specific model)

. . percentage in the flue gases, net stack temperature, and provided a means to

use the sample pump to provide a smoke spot check similar to that which can be
performed with a Bacharach smoke spot tester. The net stack temperature and
02 percent data was obtained by reading an indicator scale on the machine and
then manually the operator would use a slide rule type device to determine the
po~responding stack efficiency.

This basic configuration has been upgraded and improved upon by both Lynn
Products Co. and many others. The resulting combustion analyzers available
today fall into two general types, those which display temperature and 02 (or
C02 ) percent composition which still require the manual use of a slide rule
type device and those which incorporate a small electronic microprocessor
which automatically calculates the efficiency based on continuous measurement
readings of 02 (or C02 ) and net stack temperature and displays the efficiency
on a digital readout panel on the device.

a'

There are six companies which BNL is currently aware of who manufacture
and market these devices, some of the six market both general types and some

-%, market various models and configurations. Energy Efficiency Systems Inc. for
example sells five different models including a hand held unit. The following
is a list of manufacturers which deal in this type of equipment:

1. United Technologies - Bacharach

Bacharach Instruments
301 Alpha Drive
Pittsburgh, PA 15238

(412) 782-3500
Products: FYRIZER DIGITAL COMBUSTION ANALYZERS
Model 10 and Model 200

2. R. W. Beckett Corporation
P.O. Box 1289
Elyria, OH 44036
(216) 327-1060
Products: COMBUSTION EFFICIENCY ANALYZERS
Model C1100 and Model C1200
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3. Energy Efficiency Systems Inc.
1211 Steward Avenue
Bethpage, NY 11714
(516) 938-6680
Products: PORTABLE COMBUSTION EFFICIENCY COMPUTERS
Enerac Models 942, 842, 642, 242, and 50

(These products are also distributed by M-C Products, Division of
Material Control, Inc., 7720 E. Redfield Road, Suite 2, Scottsdale,
Arizona 85260, (602) 998-9577.)

. 4. Honeywell Inc.
Flame Safeguard Center
(800) 328-5111
Product: COMBUSTION EFFICIENCY ANALYZER

5. Lynn Product Company
400 Boston Street
Lynn, Massachusetts 01905
(617) 593-2500
?roducts: Oxygen Combustion Analyzer and Digital Combustion
Analyzers.
Models 6000, 6000B, 6000DR, and 6400DCA.

6. Neotronics N.A. Inc.
Box 370
Gainesville, GA 30503
Product: Fuel Efficiency Monitor, F.E.M.

This list above is presented as a source for obtaining further informa-
tion and does not represent any exhaustive efforts in determining a complete
list of equipment manufactures and product lines. The various models and
products cover a range of performance, costs, design, and operational charac-
teristics. An analysis would have to be made for each activity (user) as to
the appropriateness of first the purchase of an automatic device versus a
manually operated Bacharach type test kit, and secondly which particular manu-
facturer, type, and model to purchase. This would depend on the number of
units to be tested, skills of equipment operators, availability of a.c. line
voltage at test site locations, etc.

'I.
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Measurement of Flue Gas Temperature

Flue gas temperature (or often called stack temperature) is normally
determined with a bi-metallic dial thermometer with a range of 200 to 1000F
(see Figure B.6). The bi-metallic element is a single helix, low mass coil
fitted closely to the inside of a stainless steel stem. The stainless stem is
3/16 inches OD and can be easily inserted into a 1/4 inch hole in a flue
pipe. Stem mounting sleeves are also available, which make it possible to
hold the thermometer in pipe ducts with the stem inserted at the proper
length.

MAKE SURE THE THERMOMETER IS READING CORRECTLY AND RECORD THE TEMPERATURE.

On these types of thermometers, the dial can easily loosen from the stem
and rotate so that inaccurate temperature readings are displayed. There have
been cases where dial thermometers have been as much as 200°F off from the
actual temperature. Frequent calibration of these thermometers against a
mercury thermometer by inserting both side by side in a heated flue or duct is
recommended.

The net stack temperature is found by determining the room temperature
and subtracting this value from the flue gas temperature. Don't forget to do
this! Also, it is extremely important that flue gas temperature is measured
at steady-state condition. This usually requires about fifteen minutes of
burner operation. However, the best way to determine if the system is at
steady-state is to insert the thermometer in the flue pipe. When the tempera-
ture rises less than 5*F during a one minute period, steady-state conditions
exist. Remember, if you don't wait for steady-state you will record a temper-
ature that is lower than actual and this will produce a steady-state effi-
ciency which is higher than actual. By doing this, you may think the unit is
operating at a reasonable efficiency level when it really isn't. You may also
be denying your activity command the opportunity to recommend the installation
of a new, flame-retention oil burner that can aid in achieving high steady-
state efficiency and conserve fuel.

There are other devices that can be used to measure the flue gas tempera-
ture such as mercury-filled glass thermometers or thermocouples with potenti-
ometers. Don't even consider a glass thermometer for other than calibration
use, it's risky! They are fragile and easily broken and furthermore, mercury
vapor is hazardous to your health. Thermocouples, however, are a possible
alternative to dial thermometers; they are accurate, have a quick response to
temperature change, and are easy to use. Although thermocouples are inexpen-
sive, a good potentiometer is somewhat more expensive than a dial thermomet-
er. For this reason it appears that presently the best bet for temperature
measurement is your trusty dial thermometer - just make sure it's reading
correctly.
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Smoke Measurement

You should realize by now that determining only the steady-state effi-

ciency does not present the whole picture needed to properly adjust an oil
burner. High efficiency with a high smoke level will likely become low
efficiency or, even worse, require a service call resulting from plugged flue
passages. The objective of a smoke test is to measure the smoke content in
the flue gases and then, in conjunction with other steady-state test results,
adjust the burner to optimum operation.

The American Society for Testing and Materials in 1965 adopted a standard
method of test for smoke density in flue gases from distillate fuels (ASTM:

D2165-65). This method covers the evaluation of smoke density in the flue
gases from burning distillate fuels. It is intended primarily for use with
home heating equipment burning kerosene or heating oils. It may be used in
the laboratory or in the field to compare fuels for clean burning or to
compare heating equipment.

A test smoke spot is obtained by pulling 2250 cubic inches of flue gas
through a square inch of standard filter paper (or a proportionally smaller
volume of flue gas and proportionally smaller filter area). The color (or
shade) of the spot thus produced is visually matched with a standard scale,
and the smoke density is expressed as a "smoke spot" number.

The most widely used smoke measuring device is the Bacharach True-Spot
" Smoke Tester which is based on the principle of filtering soot particles out

of a sample of flue gas. The device is quite simple and rugged (see Figure
B.7). It consists of a hand held piston in a tube with a clamping device at
the inlet to the tube to hold a piece of white filter paper. The inlet tube
is connected through flexible rubber hosing to a solid steel probe that can be
inserted into a 1/4 inch hole in a flue pipe or duct. At the outlet end of
the piston is a handle that is used to stroke the piston within the tube.

The operation of the device is simple and consumes very little time.
After the burner has been in operation for at least five minutes, place the
filter paper into the clamping device, insert the steel probe into the flue

pipe hole, and slowly withdraw the piston fully from the tube. Hold the
piston in the fully open position for about 3 seconds and then slowly push the
piston completely in. Repeat the stroking procedure ten times. This allows

an exact volume of gas to be passed through the filter paper. When the filter
paper is removed, the amount of soot which has been filtered onto the paper
will leave a circular colored spot. The darkness of the "smoke spot" is then
compared against a Bacharach Oil Burner Smoke Scale (a scale from 0 to 9

. representing increasing shades of darkness). If there is no soot, the paper
will be white colored.

• Figure B.8 shows the rating scale used by Bacharach. Actual comparison

to determine a number rating is made by holding the filter paper behind the
.- . smoke scale so that the spot on the filter paper fills the center hole in the

spot on the smoke scale. This allows direct comparison with the various spots
on the scale.
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Automatic electronic combustion analyzers also measure smoke by using a
pump to draw a measured volume of flue gas (2250 cu.in. per sq.in. of filter-
ing area) through filter paper (identical to the paper used in the Bacharach
True-Spot Smoke Tester) that is inserted in the gun assembly. The "smoke
spot" is then compared against an oil burner smoke scale.
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Draft

Correct draft is essential for efficient burner operation. There are two
types of devices that are commonly used to measure draft - a Bacharach
Draftrite Pocket Draft Gauge or a Bacharach MZF Draft Gauge. The Draftrite is
small and easy to use while the MZF is more sensitive yet also easy to use.
The Draftrite is a slim, hand held, rectangular device with a curved draft
scale placed behind a free floating pointer. The back of the device has an
opening in which short metal tubes screwed in series can be inserted. The end
of the metal tubes can be placed in the flue pipe and the pointer will indi-
cate the draft on the numbered scale. These metal tubes may melt if left in
the flue for too long. Be Careful!

The MZF Draft Gauge also contains a pointer located over a large scale.
Rubber tubing is connected to an opening at the rear of the device and also is
fitted, at the other end, onto a metal probe. Upon inserting the probe into a
flue or over the fire in a boiler or furnace, the pointer moves in direct pro-
portion to the magnitude of the draft.

VEither of these devices are acceptable for use in determining draft, if
they are used properly. Both draft measurement devices are shown in Figure
B.9

AB
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APPENDIX C

BURNER INSTALLATION INSTRUCTIONS

This appendix contains copies of six manufacturer's installation manuals
for ten different models of retention head oil burner designs sized for small

* (single or two family) residential applications. The selection of these par-
ticular manufacturers and models for inclusion in this guide should not be
considered as a recommendation, approval, or endorsement of these products.
The purpose of this appendix is for use as an information source for the main-
tenance and adjustment of retention head burners which may already be in use

in Naval residential shore facility housing. The models and types of burners
included were selected based on BNL's previous experience (seven years) with
the residential oil heating industry during its research programs conducted
for the U.S. Department of Energy. The factors considered for selection were

quite simply production and market share of the individual models. Those
models omitted from this report were deleted based on the lower probability of
encountering those equipment types in the field. This was based on a qualita-
tive analysis conducted by the BNL staff. The other factor involved in this

choice was the rather large volume of material already contained in this
report. In order to keep this report from becoming too large we have agreed
to include more details with regard to burner performance, a survey of equip-

ment manufacturers, and selection criteria guidance in future project re-

ports. One report will be a User Data Package. The initial draft of the User
Data Package will be delivered to NCEL on or about 30 June 1984. A draft
Technical Report on the laboratory test and evaluation of "large" (6-10 GPH)
burners will be issued on or about 15 February 1984. A Technical Note on the
field test and evaluation of small burners will be issued on or about 30 June
1984.

For any burners that might already be in use at Naval residential shore
facility housing sites which have not been included in this appendix we
strongly recommend that technicians and/or service contractors obtain instal-
lation and adjustment information directly from the manufacturers, use them,
and keep them on file for future reference. Any equipment which is purchased
in the future should include these manuals and after installation the manuals
should again be retained for future reference.
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SERVICE
AND t

SiINSTALLATION

MANUAL
For MODEL NUMBERS F-AFC & HF-AFC OIL BURNERS

These burners are listed by the Canadian Standards Association
Testing Laboratories as approved.

A |These burners are approved for use with Group 1 or 2 Controls, for burning
fuel oil not heavier than No. 2 (furndce) oil.

The installation of a burner shall be in accordance with the regulations of
authorities having jurisdiction. Reference is being made to C.S.A. Standard

8139 - 1976, "Installation Code for Oil Burning Equipment".

/ " [r . .' " AEr .O EN'VIROMPIh'ENT.1L LIMITED|
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SERIES "F-AFC" & "H-FAFC"

PUM P NOTE
Min. free blast tube length, F, is 5" for

, normal construction as shown. It may be
a- reduced down tzj 2-1/2" thru use of a

* . __ , __ spacer between the mounting flange and
<,,= the housing. This will increase the 8-1/4"
_ = housing depth correspondingly.

- --H-4"O. D.

BOLT CIRCLE DIA.
4____ MIN. MAX.

MOTOR F 4 SLOTS @ 90 degrees 6-7/8" 7-1/2"
".2 SLOTS @ 180 degrees 5-3/8" 7-1/2"

3 SLOTS @ 120 degrees 5-7/8" 7-1/2"

- 4

REAR HINGED TRANSFORMER

: FLANGE 1

a0.

"'S"

BASE OZZLES: For conversion installations

.. . __ -o----(O'IIOAL)use 80 degrces semi soliI nozzles only.

;_ -_ .... - -. - For other installations, refer to furnace --

boiler rating plate.

V.
-C--3
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These oil ,.i - . , ,, . :::y fl.,,lje !!)tt Vl .,, j,.. rle Rt-,o e strew B. Fig 3. ol I totate u',,,ilfo r il on its
k . base, as sho,",. :.Frilble. hinge. After opening the li!r 9n (orrn', tion at the side of

% the blower housing. rermiove the clamp nut, E, du1( di l.ldge
A rear hinged transformer is standard equipment. By the oil line. Remove the fiing assembly by rot.ating it 1/4
removing one s.rvuw on the front side of the housing, the turn in a clockwise direction and then pulling it outward
transformer may be swung up and the electrode assembly and upward. Refer to Fig. II for firing assembly adjustments.
easily removed through the opening. High tension leads are To reinstall the firing ass-embly, insert it with the bend of
spring bus bars; no screw cornection. The junction box is the tubing in the vrtical plane and rotate it 1/4 turn
an integral part of the burner housing. If primary control is counterclockwise so the bend coincides with the outlet in
mounted on burner a 4' x 4' field junction box is supplied the housing. Make sure the bus bars are positioned so that
mounted, they will contact the transformer terminal nuts when the

transformer is in its normal position.

- DIMENSIONS

F STANDARD FREE BLAST TUBE LENGTH (Including Endcone) 8", 11" & 16" (other lengths
available)

F(Min.) MINIMUM FREE BLAST TUBE LENGTH 5" (see note page 2)

H OVERALL HEIGHT 14-9/16" to 17-9/16"

D* DISTANCE FROM CENTRE OF NOZZLE TO FLOOR 8" to 11"

W WEIGHT (PACKED) 50 LBS. (Approx.)

WHEN BASE MOUNTED

i::'.5:

"-.."
Standard Capacities. (On O.E.M. applications, capacities may vary. See unit nameplate.)

Nozzle

, Spray Nozzle
Model Rating End Cone Fan Angle Type Static Disc

,F-AFC-1 .50-.65 AFC-1 524-316 80 degrees Semi-solid Turbo, 3
F-AFC-2 .65-1.25 AFC-2 524-316 80 degrees Semi-solid Turbo, 3"

F-AFC-3 1.25-1.75 AFC-3 524-316 80 degrees Semi-solid Turbo, 3"
F-AFC-4 1.75-2.25 AFC-4 524-316 80 degrees Semi-solid Turbo, 3"
F-AFC-5 2.25-2.75 AFC-5 524-316 80 degrees Semi-solid Turbo, 3"

*.'HF-AFC-1 .75-1.25 AFC- 524-316 80 degrees Semisolid Turbo 3-3/8"
HF-AFC-2 1.25-2.25 AFC-2 524-316 80 degrees Semisolid Turbo, 33/8"

- " HF-AFC-3 2.25-3.00 AFC-3 524-316 80 degrees PLP or like Turbo, 3-3/8"
HF-AFC-4 2.50-3.50 AFC-4 524316 80 degrees PLP or like Turbo, 3-3/8"
HF-AFC-5 3.00-5.00 AFC-5 524-316 80 degrees PLP or like Turbo, 33/8"

% ii, NOTE: On 50 cycle, reduce maximum input by 20%.

MOTOR H.P.: (F-AFC) 1/B: R.P.M. 60CY 1725,50CY 1500
MOTOR H.P.: (HF-AFC) 1/4: R.P.M. 60 CY 3450, 50 CY 2800

Fuel :.ump standard single-stage, optional 2 stage. C-4
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5. Install the primary control and thermostat in accordance
with instructions supplied.

Look at blast tube from front end and check nozzle for
being in centre on end cone opening. If it is not, adjust
knurled nut and inside nut on oil pipe.

___ IV - CONTROLS AND WIRING

For specific control wiring instructions, refer to wiring
G diagram packed with the controls. All controls should be

installed and regulated in accordance with the control
manufacturer's instructions, which are attached to and

___ made a part of this Manual.

The wiring of the controls on the burner and the internal
I wiring in the control panel have been completed and tested

I.-' at the factory and should notbealtered except in accordance
with the control manufacturer's instructions for regulating
ignition, time and safety lockout.

Wiring at the burner shall be done in approved 3-wire

ELECTRODE SETTING flexible conduit or rigid conduit. All wiring except that

MODELS FAFC AND HFAFC specifically indicated for low voltage should be completed
in accordance with the Canadian Electrical Code, Part I,

Fig. II and local authorities having jurisdiction.

III - PROPER INSTALLATION OF BURNER

1. To facilitate removal of the burner without disturbing +
the refractory, insulation and ashpit pouch seal, insert into
the air tube opening in the refractory a metal sleeve of the
same outside diameter as the hole in the refractory. The
sleeve should be long enough to extend from the inside of
the refractory to the outside edge of the ashpit pouch.

Wrap fireproof insulation around the air tube. Insert the
burner in the sleeve so that it extends within 1/4" of the
inside end of the sleeve. Use a spirit level wh-_n adjusting
the position of the burner to provide a downward pitch of V - INSTALLATION OF CONTROLS
one or two degrees toward the refractory. Having made
these adjustments, securely lag the burner to the floor. 1. The basic controls to be used with the burner are the

thermostat, primary control, limit control and barometric
2. Place fireproof insulation between the refractory and draft control. For special installations having forced hot
the walls of the combustion chamber and in the front of water, booster pumps, unit heaters, etc., additional controls
the ashpit pouch. Close the ashpit door opening with a will be required. For wiring diagram and installation, refer
mixture of asbestos and Portland cement. Use a trowel to to instructions packed with each control.
obtain a smooth surface that i- flush with the edge of the
ashpit and one that will not permit any air leaks. Fill any 2. A brief 2xplanation of the purpose of the various
space between the burner air tube and the metal sleeve w'th controls may aid in their installation. The thermostat,
asbestos. obviously, controls the operation of the automatic heating

3. TO INSTALL NOZZLE, see II -- Description & Re plant to keep room temperature at the point desire;. New
moval of Electrode Assembly. Remove the plastic cover on thermostats have a "heat anticipating" feature that artifically

the nozzle and install the nozzle If it is necessiry to change supplies hedt to the bimetal element; in the thermostat

the nozzle size, simply install a nozzle of th,,e (lesrt, e when the burner is operating. Tnis internal heat opens the

- nr adjustments net.d be mtle Ch, k b h) SV. dht Oil, contact- .n the theimosiat hefor. the air terpErature

e!errode gal) is 1/8" and tha! the tips of the e"tryift's aie reaches the iruicatol poir't. The ain,,t of internal heat is
r.gulatei %o that the normal and! nitural "coasting" of
heit hiwilt up %vh,.n the burners stnr. hri js th2 air temperathe nozzle (sv'e Fig. /1). Reinsf~till the el,:, f as,, llhly

I•rtfew htor t ti;o the desired point 't lout "heit anticipation,"
Tighten he clan . nut and ilso the fli r ! ', R oti os
the translorme, to its orijpilii pc t' ti . t ht,- h r t emp, '.it ,1rc! o ften ex f hr I u. h, r ;tat setting an
Scr,:.'.' Note Uie pr |'o.cr it) ',' ,'.

4 Aft,' r'.,.,rnj to th. , . , ' Q. ., 3 1 ,. . ,' currtr ' S f '-0l o th

I tht. t In
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V'ht2n the i ia:,ition sytin is opt,:alini . the (oitt.l then 1 I ,,,,1 t'e f- i,. 'tc .. ed

starts the hurner. After a ieiiod of se\.vral steurnds the to thAt 1. I,1IH l I. 1 ' i'', ildr Iitalltiun).

corti ol virtually "hliecks," frum a te1ipi.r ature standIpoint,
to see whtthet the fire is butning. 2. Dift sllhe o !1 :-,- 10 a1oUnt 1CCnM1.0ded.

If there is no fire, the primary control shuts off the hurner,
and refuses to iestart it until the control is re set by mcans 3. CorlblUsliion air adjustmnents are to be nade to give the
of its reset button. The primary control additionally will highest CO2. Set air for smoke spot. If the minimum
stop the burner if, at any time during operation, the fire required percentageof C02 cannot be obtained in thebreech-
should go out. This control thus keeps the burner from ing, it will be permissible to take GO? over the fire, which
running and pumping oil into the combustion chamber will be acceptable. A considerable difference between the
unless it is being ignited and burned, thereby providing two CO2 readings indicates a leak of air into the flue passes
complete protection. or fire box of the boiler.

4. The steam, hot water, and warm air limit controls
function to keep the temperature or steam pressure from 4. Stack temperature shall be recorded after 10 minutes of
exceeding limits of safety. Should the limit control stop operation.
the operation of the burner, it will allow it to resume
operation as soon as the temperature or pressure drops to a
desirable operating level.

5. The operating controls on boilers and the fan control VIII - ADJUSTMENT OF BURNER FOR

S, on furnaces control the operation of the water circulator or BEST EFFICIENCY

circulating fan, alowing them to run only when the water
or air in the heating unit is warm enough. These controls 1. Set the room thermostat 10 degrees higher than the
are usually combined with the limit controls in a single temperature on ohe thermometer. Adjust the limit control

,% control unit in each case.
co o uto 180 degrees. See that the manual reset button of the

.4. 6. The low water cut-off in steam boilers stops the burner integral thermal overload switch on the oil burner motor is

if the water level in the boiler should fall below safe limits. pushed in. Open all valves and oil lines. Open the fire door
No steam boiler should be operated without one, or observation door of the furnace or boiler. To purge theair from the oil line and oil pump loosen the plug in the

7. The reverse acting operating control on hot water gauge port of the pump (see oil pump instructions). Close
boilers keeps the water circulator from operating except the burner switch and allow the burner to run until there
n peratin are no air bubbles in the oil issuing from the gauge port of

in the high temperature range of the boiler, so that the the pump. Then tighten the plug in the pump.

; boiler can provide heat for domestic hot water without

heating the house in summer or on warm days.

8. The barometric draft control automatically keeps the 2. To obtain best efficiency and performance, adjust the
draft in the combustion chamber from exceeding an draft regulator alternately with the burner air band adjust-
established level, usually 0.0? inch in the combustion ment until a 10 to 12% CO2 flue gas analysis is obtained

chamber. Drafts greater than that are automatically "short with .01-02" W.C. over-fire (haft. To approach this GO2
circuited" by the draft control, so that there is no tendency reading, close the burner air supply adjustment until a
for excessive drafts to "pull the fire up the chimney." smoky flame is obtained, and then open it only enough softrthat a clean flame is apparent immediately after the fire-

door or observation door is opened. Use instruments for
*.. ,,'-" 9. All wiring must conform to Canadian Standards Associa- proper adjustment of burner. (Smoke analyser & draft

>" , tion, local, and Canadian Electrical Codes. Do not, in any tester).

case, use less than number 14 A.W.G. wire for line voltage
wiring. The burner should be wired with lines directly from

- the pover supply cabinet and not from any lighting circuit.Itist b roete y 5-mer us.3. Check the safety controls for proper operation as des-
cribed in the control manufacturer's instructions.

a-;.

4. Be sure to leave the installation in a clean and tidy
VI - AIR SUPPLY*::, condition.

The furnace or boiler should be provided with adequate
fresh air for combustion. If the furnace or boiler is installed

in a utility room or closet, grilles should be placed near the 5. Advise the bome owner how to start and stop the oil
ceiling and the floor to provide ventilation as well as air for burner.

combustion. One square inch minimum free area per 1,000
B.T.U. per hour input or 135 square inches for each gallon

per hour input are requiied in each grille, Outdoor connec 6 Return in twvo or three weeks and recheck burner

tions should he screened and provided with louvers. ailustment and operation. Repeat steps one through six.

c-6
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IX - CARE OF HEATING SYSTEMS. FLUE AND CHIMNEY TAB.E.. .. j"- ,d,,d/TABLE D1_

RECOMMENDED COMBUSTION CHAMBER SIZES FOR
"GUN TYPE" CONVERSION OIL BURNERS

* ~..*,. HEATING SYSTEMS: Different heating units present IFloor Area Typical Dimensions
,'L different problems in care and cleaning. Before installa

tion and during free service period heating units should Firing Rate I Square Inches Rectangular Inches Round inches
diffeent poblemain cre anecleaing.aeforeanstala-hesr horund

be thoroughly checked for leakage and air seal. Gallons (U SIA,-

Mni- Recom- Maxi Dia-

FLUES: The flue passages should be thoroughly cleaned ,-mum mended mum Height eight -

and resealed to prevent heat loss and poor heat absorption. 075 56 781 86 8 9 14 90 14 1

ZI Wire brushes with suitable handles and vacuum cleaners 10 6 81 98 10 14 11 141 ' i I00 75 95 115 9;, 10 14 Il 1 4

make good cleaning tools. 125 94 119 144 10 12 14 12, 14

1 35 101 128 155 11 12 14 13 14150 13 143 11 1 3 15 13i I5

The flue pipe should have no obstructions caused by hand 165 124 157 188 12 13 15 14 Is

13 131 166 200 12 14 1 14', 16
dampers or foreign matter. 200 1501 188 228 13 15 16 is4, 16

225 169 212 257 13 16 16 16"-, 16

250 188 235 285 1 4 1 7 17 17
- CAUTION: Oil burning equipment shall be connected to 300 222 282 339 15 19 17 19 17

flues having sufficient draft at all times to assure safe and 350 2 259 39 39 1 20 1 183 50 259 329 396 16 20 18 20" 18

proper operation of the burner. 4.00 296 376 452 18 21 18 22 18
4,50 333 423 509 18 23 18 23 18
50O0 370 465 560 19 24 19 24 19

X - INSTRUCTIONS FOR REMOVAL AND 500_ 370 _ 46 _50_9_4____ __9

REPLACING BURNER PARTS

MOTOR, FAN AND FLEXIBLE COUPLING
(Refer to Fig. Ill1)

* Notes: 1. Table D1 is applicable for either "common"

Loosen set screw F. Remove the two screws Al and A2. firebrick or "insulating" firebrick. Insulating firebrick is

The motor may now be removed from the housing, with suitable for all sizes of chambers and, when used, should be
the fan and coupling attached to its shaft. To remove the of the following grades:
coupling, loosen set screw and pull rubber coupling away
from shaft. To remove the fan from the motor shaft, loosen
set screw C.

Firing Rate Grade of Insulating Firebrick

Less than 5 gallons (U.S.) per 2,300 degrees F brick
PUMP hour

Loosen screws D1 and D2. Open pipe and tubing connec. 5-10 gallons (U.S.) per hour 2,600 degrees F brick
C, tions loosen set screw and remove pump.

n6

* Over 10 gallons (U.S.) per 3,000 degrees F brick
--'. hour

I 2. The "Typical Dimensions" in Table DI are suitable for
C 46 D, 0z nozzles having spray angles of 80 degrees in the lower

firing rates (3 gallons per hour or less) and 60 degrees in

-- the higher firingrates(over 3gallonsper hour). When the

MOTOR burner or the installation conditions require the use of a

wider (90 degree) or narrower (30-45 degrees) spray angle.
the length-to-width relationships for rectangular chambers

- . specified in Table DI should be adjusted to suit the condi

tions encountered. The recomnended floor area in TableDI

. AIR should be maintoited wh.,c! adiisting the relationship of

ADJUSTMENT the dimensions to accorli-odite wide or narro.* spray
B AND angles and in no c.1se should th,. floor area be less than the

FIG. III appropi iate minimurl) val' - ,el - '.' in Table D; .

7 H AN 0 , - l FC H
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";-- "Anti-Syphon valve on installations with tank above burner level

- ,. "Check valve on installations with tank below burner level

. '.

i* _ 1. The oil tank should be installed in accordance with local 3. Undergrou~nd oil supply tanks should be located so that

regulations and those of the Canadian Standards Association. the top of the tank is below the level of all piping to which

'Z;Galvanized tanks and piping are not recommended. the tank is connected, so that oil cannot be discharged

' 
through a broken pipe or connection by syphoning. The

2. Gravity supply tanks located inside buildings shall not tank shall be buried so as to be covered by not less than

;exceed 250 gallons individual capacity, or 500 gallons two feet of earth, or one foot of earth on top of which is

aggregate capacity (in one building). Inside tanks larger placed a slab of reinforced concrete not less than 4 inches

than the above must be installed in an enclosure or casing thick. A well-tamped earth foundation shall be provided

constructed of reinforced conc 're*,e at least 6" thick, or of beneath the oncrete slab which shall extend at least one

brick at least 8" thick, bonded to the floor. The space foot beyond the 'tank in all directions. The ank shall be

between the enclosure and the tank shall be completely set on a firm foundation and sand shall be packed around

filled with well-tamped earth or sand. Instead of an en- it. When necessary, to prevent floating, it shall be securely

closure, the tank may be encased in reinforced concrete at anchored or weighted.

least 6" thick applied directly to the tank.
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4. Pro..r all:..,vnce shall be mile for expansion, contrac. XIII - DRAFT REGULATOR. SETTING

lion. jarring and vibration With the exception of fill lines
and test wells, pipe lines shjill be provided with double
swinl joints. which will permit the tank to settle without A draft regulator of approved design is recommended, the

straining the pipe connections. Tanks shall be equipped same nominal size as the flue pipe, and an adjustable type

with an open vent or an approved automatically operated to secure the proper adjustment of flue gas. It should be
vent, which will permit discharge to the open air. Vent pipe placed between chimney and stack control (if used) in a

and vent opening shall be large enough to prevent abnormal oosition such that the inrushing air through the draft
pressure in the tank during filling. 1-1/4" pipe size being regulator will not cool the thermal element of the stack

the minimum. The vent and fill pipes should drain to the control.
tank, and the lower end of the vent pipe shall not be cross-
connected with the fill pipe. The outer end of vent pipe
shall be provided with a weather-proof hood which should Adjust draft to 0.04-0.05 W.C. at the breech and 0.01-

be high enough above the ground to prevent its being 0.02 W.C. over the fire or as indicated on the furnace-
obstructed with snow or ice. The vent pipe shall not be boiler rating plate.

closer than two feet, either vertically or horizontally, from
any window or other building opening.

XIV - CHIMNEY SIZE AND INSPECTION
5. The storage tank shall be filled only through a 2" fill
pipe terminating outside of the building, no closer than
five feet from any building opening at the same or lower 1. Starting with minimum gallonage, the minimum size

• level. A metal cover designed to prevent tampering shall recommended is 7" flue pipe with 8" x 8" inside chimney.
be provided.

2. A chimney flue shall extend at least 3 feet above the
highest point at which the chimney comes in contact with

%the roof, and not less than 2 feet above the highest roof6. Complete piping of suction and return lines to and surface or structure within 10 feet horizontally of the
from burner with 3/8" or 1/2" copper service pipe and chimney.

4 fittings for same. Lay pipe in 6" wide by 12" deep trench.
The suction pipe should not come closer than 3" to 4"
from bottom of tank. None of the other pipes should come
inside of tank. A special suction line fitting is used to let Clearances I 
suction pipe through. Make a hole, large enough to permit 2 Feet
entry of both pipes, through wall where pipes are to enter Wind _- Wind FdacIen.
basement, 12" below ground. The copper pipes should be r '"Y WHinf ,-gh 1

laid in one piece from tank to burner, without traps, being '-i

sure to leave a sufficient coil of pipe inside basement to "
reach to burner installation. (CAUTION: Be sure to fill
in around pipes with cement to make basement wall water- " ,, , ,,,",, ., . .' .. , ,, ,,4 .1,i .. tn

'4 tight).

3. Any accumulation of soot or debris in chimney offsets
7. All piping shall be approved copper tubing, at least should be removed.

'3/8" OD. (1/2" O.D. copper tubing is preferred) having a
wall thickness not less than 0.049" shall be used in connect-
ing the burner to the tank. The piping shall be protected
from possible injury, and shall be rigidly fastened in place 4. Any obstructions such as a protruding joint or a piece

% in a workmanlike manner. Where practicable, it should be of broken tile wedged in the chimney should be removed.
buried underground, or in a concrete floor, or placed in a
metal-covered pipe trench. Do not cover the piping until
the burner has been installed and operated so that any
leaks may be corrected. Pipe joints and connections shall 5. No other appliance connection should be made to the
be made tight, and unions and tubing fittings of an approv- same flue pipe.
ed type only shall be used. Use only pipe thread compound
resistant to oil. A filter shall h inst ill,!d in the oil supply
line to the burner. 6. The flue pipe should have an upward pitch toward the

To determine the proper fuvl line size, refer to the fuel chimney of at least 1/4 inch per foot of length. It should
unit instructions shilptl v. ith the oil burner fit tightly and should not project into the chimney.

8 C SA Lis'i ', ill !,o intil.1 I n tht: oil 7. An, Ic,,. n. h.,.'. :n tile,;, arourl clt t d- '. , or
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6. 1 162 07 24

22

23 4~ 27 2

4.14

(11 16 177.

121 2i

_'; 18 A FC end cone screws 30053 2 1PARTS LIST 19 Blast tube screw (specify length) 4

NModel F-AFC and HF-AFC Oil Burners 20 Raceway 65062 1 r
21 Motor screws 30054 2

Item Quan. 22 Raceway screw 30095 1
• "..No. Part Name and Description Part No. Req. 23 Transformer ock-down screw 30063 1

S24 Transformer hinge screws 30062 2
a, 1 F housing 65000 1 25 Slide plate 65017 1 .
- 2 Blast tube, available from 5" 1 26 Slide plate pop rivet 65012 1 ¢
- 'to 16" (specify blast tube length) 27 Air band locking screw 30054 1 ,

3 M o u n t i n g f la n ge - S t a n d a rd  6 5 0 0 4  1  2 7  A ir b a n d lo c k in g n u t  3 0 0 0 1  1  '
4 Air band assembly 65518 1 28 Oil line assembly 65524 1 -
5 Motor: 1 29 Compression elbow, 90 degree 30073 1.

F-AFC, 1/8 HP, 1725 RPM 30044 30 Fuel pump screws 30054 2

HF-AFC. 1/4 HP, 3450 RPM 65052 31 Nozzle (specify gph, angle, I
W*6 Fan, 524-316 65046 1 pattern)
:,7 Flexible metal-end coupling B 1540 1 32 Spacers, available in 1/4"

8 Fuel pump: I increments 1/4" to 2-1/2"

;6J2-CB- 100 single-stage 30055 (specify width),-
" J3-CB-100 single-stage 30056 33 Oil burner mounting gasket, 30018 1.-

H 3-CB- 100 two-stage 30057 18 .
9 Transformer, 421-456 30060 1 34 Base assembly (including 66004
10 End cone: 1 brackets & nuts)

AFC- 1 65006 35 Carton - complete
AFC-2 65007
AFC-3 65008 If required, a junction box, a primary safety relay and a .
AFC-4 65009 flame viewing cadmium all can be mounted on burner. .
AFC-5 65010 'II Nozzle adaptor 30038 1

C 12 Oil pipe, aluminum (specify 1 When ordering parts, always give: (1) Model;
blast tube length) (2) Part Name: (3) Part Number; (4) Size;

13 Electrode holder 65019 1 (5) Ouantity Required.
14 Electrodes (with porcelains) 1 pr.
14A Bus bars (specify length) 1 pr. NOTE: Prices available on request are f.o.b4 our factory.
i2 Turbo static disc 1 37 Hanna Ave. Toronto, Ontario. 3
N FAFC, 3" 65020 TERMS: 1-1/2% 10 Days; Ne 30 Days on approved credit;

HF-AFC, 3-3/8" 65064 otherwide C.O.D.1 Jam hex nut 30037 1 MIN IMUM BILNG CHARGE: $1000 per order.

:".. . .. --_ _ _ __C-10
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_____ ____ ____ ____INSTRUCTION MANUAL

IRWF model AF
OIL BURNER

Dear Homeowner:
Over forty years of engineering and product development have
gone into your new oil burner. Its quality and design are unsur-
passed. Properly installed and maintained it will provide many years
of efficient, trouble-free operation. Please read this Instruction
Manual carefully, and give special attention to the following points:
- An oil burner must have a generous supply of combustion air to

operate properly. Please refer to the information in this manual for
details.

- NEVER attempt to use gasoline in your heating appliance. Gaso-
line is more combustible than fuel oil and could result in a serious
explosion. NEVER burn garbage or refuse in your heating appli-
ance or try to light oil by tossing burning material into the heater.

INSTALLATION AND ADJUSTMENT OF THE BURNER-RiEQUIRES
TECHNICAL KNOWLEDGE AND THE USE OF COMBUSTION
TEST INSTRUMENTS. DO NOT TAMPER WITH THE UNIT OR
CONTROLS. CALL YOUR SERVICEMAN.

Beckett warrants its equipment specifically to those who have pur-
chased it for resale, including your dealer. In the event of any prob-
lems with your equipment or its installation, you should contact your
dealer for assistance.

TO THE INSTALLER
INSTALLATION OF THE BURNER MUST BE DONE BY A QUALIFIED
INSTALLER IN ACCORDANCE WITH REGULATIONS OF THE
NATIONAL FIRE PROTECTION STANDARD FOR OIL-BURNING
EQUIPMENT, NFPA NO. 31, AND IN COMPLETE ACCORDANCE
WITH ALL LOCAL CODES AND AUTHORITIES HAVING JURISDIC-

SPECIFICATIONS TION. FOR RECOMMENDED INSTALLATION PRACTICE IN
CAPACITIES - MODEL AF CANADA, REFERENCE SHOULD BE MADE TO CSA STANDARD

.................................... 0.40 to 3.00 gallons per hour B139.

........ 56,000 to 420,000 BTU/HR Input A QUALIFIED INSTALLER IS AN INDIVIDUAL OR AGENCY WHO IS
RESPONSIBLE FOR THE INSTALLATION AND ADJUSTMENT OF

FUELS THE EQUIPMENT AND WHO IS PROPERLY LICENSED AND EXPE-
No. 1 or No. 2 Heating Oil (ASTM D396) Only RIENCED TO INSTALL OIL-BURNING EQUIPMENT IN ACCORD-
In Canada, No. 1 or No. 2 Furnace Oil ANCE WITH ALL CODES AND ORDINANCES.

DIMENSIONS (Standard) A properly designed chimney of adequate size and height and ade-
Height ................................................ 11-112" quate combustion air supply are essentials for the best operation
W idth ................................................. 12-7/8" of any heating plant.
Depth (Chassis Only) .................................. 6-9/16" When Installing the heater and/or burner be sure to provide ade-

ELECTRICAL CHARACTERISTICS (See Note) quate space for easy service and maintenance.
Power Supply ................................ 115 V/60 Hz 1 PHOperating Load ............................... (Max.) 5.8 Amps CONCEALED DAMAGE

Motor .......... 1/7 HP, 3450 RPM, N.E.M.A. "M" Flange, manual If any damage to the burner or controls is found during unpacking
reset overload, protection notify the carrier at once and file the appropriate claim.

Ignition ................. 10,000 V23 ma secondary. continuous-
duty shielded, transformer or solid-state ignition system

Underwriter's Laboratories has certified this burner to comply with the
FUEL UNIT commercial standards CS75. and has listed it for use with # 1 or P2 fuel
....................................... Sundstrand, or Webster oil as specified in ASTM 0396 State and local approvals are shown on

burner rating label The burner is certified in Canada by CanadianStandards Association (CSA) All oil burners should be installed in

accordance with regulations of the National Fire Protection Associa-
tion pamphlet d31 and in complete accordance with all local codes
and authorities having lursdiction Regulation of these authorities
take precedence over the general instructions provided in this instal-
lation manual For recommended installation practice in Canada,
reference should be made to CSA Standard 8 139

R.W BECKETT CORPORATION
38251 Center Ridge Road a P.O. Box 1289 * Elyria, Ohio 44036

Form 6104 RA PRS1
C-11 Printed in U.S.A.
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GENERAL INFORMATION IMPORTANT CAUTIONS

FUEL UNITS & TUBING INSTALLATION READ BEFORE STARTING

Burners are most commonly installed with a single stage fuel CAUTION:
unit. This fuel unit. when conne-ted with a supply line only, STAINLESS STEEL COMBUSTION CHAMBERS
is satisfactory where the fuel supply is on a level with, oris, The higher temperature levels produced by high-performancer. above the burner permitting gravity flow of oil. When it is flame retention burners may exceed the temperature ratings of
necessary to lift oil to the burner, a return line should be con-
nected between the fuel unit and tank. This requires insertion stainless steel combustion chambers and can result in chamber
of the "by-pass" plug into the fuel unit. If lift exceeds ap- burn-outs.
proximately 10 ft., a two-stage pump should be installed with Where a burner upgrading is being made in a unit with a stainless
a return line. steel chamber, please observe at least one of these precautions:

When a return line is used, with either single or two-stage 1. Line the Chamber with a "wet-pac" ceramic liner.
pumps, air is automatically returned to the tank making the 2. Adjust inlet air to the burner so that the CO 2 level is below

unit self-purging. 11%. OIL

Use of continuous runs of heavy wall copper tubing is recoin- Before starting the burner be sure fuel tank is adequately filled with
mended. Always use flare fittings. Avoid use of fittings in inac-
cessible locations. Avoid running tubing against heating unit clean No. 1 or No. 2 furnace oil. Crankcase oil. waste oilr GASOLINE

and across ceiling or floor joists. If possible install under floor, should never be used. Water, rust, or other contamination in the fuel
supply system will cause malfunction and premature failure of the

Specific informatiori on piping, fuel unit connections, lift capa- internal parts of the fuel unit.
bilities, and tank installations is provided in the instructions
of the fuel unit manufacturer. POWER CIRCUIT

COMBUSTION AIR Be sure that burner and controls are wired correctly and that the

Burner must be installed in area with adequate fresh air avail- line switch is properly fused (20 amp). In Canada wiring to be
able to support combustion, done in accordance with the Canadian Electrical Code. Part I.

Appliances located in confined spaces: The confined space shall NOZZLE
be provided with two permanent openings, one near the top Be sure that specified nozzle is installed and that any covering
of the enclosure and one near the bottom. Each opening shall

have a free area of not less than one square inch per 1,000 over nozzle is removed prior to starting the burner.

Btu per hour of the total input rating of all appliances in the
enclosure, freely communicating with interior areas having in
turn adequate infiltration from the outside. Be sure nozzle and electrodes are positioned as shown elsewhere

in these instructions. Improper adjustment can result in oil in-
WIRING pingement or ignition difficulties.

The wiring must be in accordance with the National Electric AIR TUBE INSERTION
Code and focal codes and regulations. ARTB NETO
Coderind lcalgam s aindreg ins. The burner head should be %" back from the inside wall of the
Wiring diagrams are included in the heating unit installation cmuto hme.Udrn icmtne hudtebrecombustion chamber. Under no circumstances should the burner
instructions, head extend into the combustion chamber.

FUEL UNIT

UPGRADING OR CONVERSION Be sure that fuel unit is arranged for the type of oil supplry system

ATTACHING AIR TUBE COMBINATION installed . . . "One Pipe" or "Two Pioe". Be sure that all connec-

(CHASSIS PLAN ONLY) tions are tight.
Fuel units generally require manual venting of air when initially

If the air tube combination and oil burner chassis are pack- started. Failure to vent the air from the fuel unit through the vent
aged sepaiately, the assembly is completed as follows: plug provided may result in an air lock within the pump that will
1. Attach air tube to burner housing using four sheet metal prevent oil from being delivered to the nozzle. See also Fuel Unit
screws. (if using an adjustable burner mounting flange, first
attach flange to air tube.) 2. Insert nozzle line electrode as- Manufacturer's instructions.

sembly into tube and position nozzle from head, using 'Z'
dimension shown elsewhere in these instructions. Check to INE OIL FILTER
be certain nozzle and head are concentric. 3. Secure escut- Use an oil filter of generous capacity for all installations. Install
cheon plate by tightening screw at side of housing. 4. Se- inside the building between the tank shutoff valve and the burner.
cure nozzle line using bulkhead lock nut. When a knurled For ease of servicing, locate the filter and a shut-off valve close to
lock nut is supplied, the recessed side is to face away from F
burner housing. 5. Attach connector tube (from pump to the oil burner.
nozzle line). With long air tube combinations, insertion of OIL SHUTOFF VALVE
the nozzle line electrode assembly into the air tube is faci-
litated by rotating the assembly 1800 from its installed Install approved high quality shutoff valves in oil supply line in
position, inserting it partially into the air tube, and then accessible locations, one close to the tank and another close to oil
rotating it back to its proper position. burner, but ahead of the filter. Note that some types of filters are

made with a built-in shutoff valve.
SETTING THE BURNER

Use a mounting flange or pedestal as required. S TARTING AND ADJUSTMENT PROCEDURE
The end of the burner air tube should be '/" back from
the inside surface of the front wall of the combustion Caution: Do not attempt to start the burner when excess oil has
chamber, accumulated, when the furnace or boiler is full of vapour, or

Insulate around air tube to prevent overheating of tube, when the combustion chamber is very hot.
nozzle and components. .Make sure that insulation and 1. Set thermostat substantially above room temperature.
cement do not obstruct face of burner head. 2. Open shut-off valves in the oil supply line to the burner.

C-12



HOMEOWNER INFORMATION

OIL SUPPLY
3. Check initial air adjustment. Normally the bulk air band (3) Do not allow the fuel tank to run out of oil. During the summer

should be closed and the shutter (2) partially open. be sure that your fuel tank is kept full; this will prevent conden-
4. Close line switch to start burner. If burner does not start sation of moisture on the inside surfaces of the tank.

immediately, re-set manual overload switches on motor and
control. IF YOUR TANK RUNS DRY, ITMA Y BE NECESSARY

5. Vent fuel unit as soon as burner motor starts rotating. To TO MANUALLY VENT THE AIR FROM THE PUMP
vent, loosen vent plug while holding an empty container
under the vent opening to catch oil which will be expelled.
Drain at least 1/2 pint of oil from the pump then close the COMBUSTION AIR SUPPLYvent plug. The ignition should be instantaneous with closing Your burner requires a generous amount of clean combustion air

the vent plug. in order to burn the fuel completely. Lack of adequate combus-
tion air may result in erratic operation of the burner or noisy

If the burner starts and runs but stops again during the venting combustion or fuel odors in the air. Remember your need for
operation, wait three to five minutes for the safety switch to cool outside air will be greatly increased if you have a vented dryer
then re-set the manual switch and repeat the procedure until ig- in the basement or other venting fans in the home.
nition is obtained. Sometimes after venting is accomplished and OILING MOTOR
oil is ignited, the fire will again go out. This probably means that Motor life will be increased by proper oiling. Use a few drops of
additional venting is necessary. Repeat the above venting proce- non-detergent oil at both motor oil holes twice each year.
dure.

AIR ADJUSTMENT FILTER

Adjust air supply by loosening lock screws and moving air shutter (2) The line filter cartridge should be replaced every year to avoid
contamination of the fuel unit and atomizing nozzle.

and if necessary the bulk air band (3). Allow just sufficient air to obtain
clean combustion determined by visual inspection. Reduce air supply AREA AROUND HEATING UNIT
until flame tips appear slightly smoky, then increase air just enough to Should be kept clean and free of any combustible materials -

make the flame tips appear absolutely clean, especially papers and oily rags.

DRAFT CONTROL ADJUSTMENT NEVER

When the burner air supply and draft are properly adjusted the com- Burn garbage or refuse in your heating unit. Never try to ignite oil
bustion chamber draft will normally be .01" - .02" WC. Larger installa- by tossing burning papers or other material into your heater.
tions may require slightly greater draft.

SERVICE INFORMATION
FINAL ADJUSTMENTS

At this point a final adjustment should be made using suitable i- "Preventive maintenance" is the best way to avoid unnecessary
struments for smoke spot and C02 (or 02) measurements. Unless expense and inconvenience. Have your heating system and burner

otherwise specified in appliance manufacturer's instructions, the unit inspected at regular intervals by a qualified service man. If diffi-
should be set as follows: After allowing 10 minutes for warm up, air culty occurs, follow these simple checks before calling the service.
should be set so that the smoke number is zero or a trace; less than man.
no. 1 smoke is highly desirable and should never exceed this limit. 1. Be sure there is oil in the tank and valve is open.
(Note: Occasionally a new heating appliance will require longer warm 2. Be sure the thermostat is set above Room Temperature.
up time in order to burn dean because of the evaporation of oil 3. Be sure main Line Switch is "ON" and fuses are not blown.
deposits on the heat exchanger and other surfaces. C02 measured in 4. Reset Safety Switch of Burner Primary Control.
the stack (ahead of the draft control) should be a minimum of 10% for 5. Press Thermal Protector. Button of Burner Motor.
knocked down appliances or retrofit applications and a minimum of 6. If installation is equipped with Manual Reset Limit Control
12% for units with burners tested and supplied by manufacturers as a ... Press Reset Button.
package. 7. If burner runs but there is no flame, fuel unit may be air-

Tighten all locking screws after final adjustments are made. bound. Follow instructions for venting fuel unit.

The unit should be started and stopped several times to make sure
there are no significant rumbles or pulsations.

CHECKING THE CONTROLS THE FOLLOWING INFORMATION IS IMPORTANT IN
SERVICING THE BURNER

S Check and adjust all controls in accordance with the Control
Manufacturer's instruction sheets. Be sure the primary control 1. Burner Components: If replacement of burner parts is neces-
safety switch operates properly so that safety shuttlown will oc- sary, always use parts recommended by the manufacturer. Specify
cur in the event of equipment malfunction, part number & description when ordering.

FINAL CHECKS 2. Nozzles: Use of the correct atomizing nozzle is very impor-
tant. If replacement is necessary, use the same type supplied by

Be sure air shutter and draft control are locked . that there is the manufacturer. Nozzle capacity and type are stamped on the
an ample supply of fresh air to the room in which the unit is Io- hex-portion of the nozzle body. Use extreme care in handling
cated, and there are no oil leaks. nozzles to avoid scratches or dirt that could cause leaks or affect

the oil spray pattern.
INSTRUCTING THE HOMEOWNER 3. Electrode Setting is important for reliable ignition of the oil.

The operation and care of the heating system should be explained Check to be sure setting is in accordance with instructions provi-
to the home owner, including how to adjust the thermostat, ne- ded elsewhere in this manual.
Cessity of air supply to the burner, care of the burner, and the 4. Fan and blower housing should be kept clean of dirt and
s'mple checks to make before calling for service if the burner fails lint. If heating unit is located near unvented dryer, special care
to Operate automatically. must be taken that lint does not restrict air passages in burner

C-13
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OIL BURNER CERTIFICATE
AS REQUIRED BY COMMERCIAL STANDARD CS75-56

The ...................................................................... Oil Burner Model No ........ , Serial No ........ , installed at
(Make)

................................................................ bears a label evidencing compliance with commercial Standard CS75-56, and
(Address of Installation)

has been installed in accordance with the instructions in the manufacturer's installation manual and in con-
formity with local regulations, codes, and ordinances.

The boiler, ( ),furnace ( ),is a .......................................................................................... No: .......................... , and
the heating load consists of: (Make)

1...... Btu, or ...... square feet steam ( ), hot water ( ) radiation; and

2 ............. Btu, or ............ square feet of equivalent steam ( ), hot water ( ) radiation in domestic hot
water load; or

3 ............. Btu, or ............ square inches of cross-sectional area of warm air supply pipes measured at the
furnace take off; or

4 . ............ Btu, or ............ square feet of equivalent steam ( ), hot water ( ) radiation in the following
special load:

All necessary permits have been secured, and the installation has been tested in accordance with the test pro-
cedure of Commercial Standard CS75-56 and the following reading taken:

O ver Fire ............................................
Breeching Stack Temperature at Breeching ....................... OF

lO ver Fire ............................................
Draft t Binches H ..O. Firing Rate .................................................... gals./hr.At Breeching .......................................
All controls and limiting devices have been checked for proper operation .......................................

Fuel used, Grade No ................. per ASTM D396 Standard Specification

Field service equipment smoke scale reading .......

The above test results are certified to be true:

For service call: (Name of Company making installation)

...................................... .................................. ... Pe r...................... ........................... ........................... .......... .......... •........... .......................... r...............- .. . ..

(Name) (Signature)

(Address) (Address)

............................................................................................................... .. ......
(Telephone) (Telephone)

Date ........................................

C-14
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AIR TUBE COMBINATION DETAILS

II T-,-A

ZI

SI!

~.*. GAPELECTRODE

7/16 ANOZZLE
1117/16" ABovE II "

I E B LOW

rELECTRODE ADJUSTMENTS

NOTE - ELECTRODE POSITION 0
*! AHEAD OF NOZZLE.

MODELS DIMENSION

F0 thru F31 heads 0-1/16"

F30 and F300 heads 1/8-5/32" A e nAlternate Position S - 1 7/8

AF44 or shorter air tubes

4 AIR TUBE COMBINATION PARTS DIMENSIONAL RELATIONSHIPS
I "A" = Useable Air Tube Length

REF. DESCRIPTION PART NO. "L" "A"+ 5/8'

20 Air Tube ........................................... Note "R" = "A" + 2-3/8" Z" = 1-1/8"
47 Burner Head, Specify Type F ............... "Q" = "A" + 1-1/16" .S" = 2-5/16"
Nozzle Line Electrode Assembly, Consisting Of ....... STANDARD AIR TUBE COMBINATIONS
25 Bulkhead Fitting ................................. 3-488
26 Locknut Bulkhead Fitting .................... 3-666 --
27 Nozzle Adapter - Single ......................... 2-13 Air Tube
28 Electrode Clamp .................................. 1-49 Dimen. Firing Range G. P. H.

Static Plate and Nozzle Line Support "A"
Assembly ........................................... Note .50.75 .75-1.25 .85-1.65 1.10-2.00 1.65-2.50 2.25-3.00

35 Centering Spider .................................. 5-503 6-5/8" AF 65XR AF 65XN AF 65YB AF 65XO AF 65XP AF 65XS
36 Static Plate (Not Used on "XS" Combs) Note 7-1/4" AF 72XR AF 72XN AF 72YB AF 72X0 AF 72XP AF 72XS

Static Plate Holding Screws ............... 4218 9..
41 Nozzle ................................................ 9" AF 90XR AF 9OXN AF 90YB AF 90XO AF 90XP AF 90XS
42 Electrode Rod and Tip ........................ Note 10-1/2" AF104XR AF104XN AF104YB AF104XO AFI04XP AFI04XS
43 Porcelain ........................................... Note 13" AF130XR AF130XN AF130YB AFI30XO AF130XP AF130XS
44 Electrode Rod Extension Adapter, as 16" AF160XR AF16OXN AF160YB AF160XO AF160XP AF160XS

Reqd ..................................................... Note Head__ FO F3 F6 "F12 F22 F3045 Electrode Rod Extension, as Reqd . ...... Note
46 Nozzle Line and Vent Plug .................... Note To determine the Air Tube Length:

Note Specify Burner model number "AF", part descrip- ,,ONT 7 1/ S
tion; air tube combination with useable air tube length __ ""_1/4 "
(Dimension "A") and firing rate.

NOZZLES
UNIT APPLICATIONS: When burner is supplied as an in- OFFIREBOX
tegral component of a heater the best nozzle choice will -_ '.' < :,

have been determined by extensive testing. The heater"__'___" "-
manufacturers recommendation should be closely followed. The Air Tube Length (Dimension A) is the distance from
UPGRADING OR CONVERSION 80 Hollow or Sol- the front of the burner housing to the drain hole in the
id Nozzle burner head. INOTE: Adjustable flange width - 1-1/8-)

C-15
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PARTS

I.% .'. ,,.

%

I S - -

S WHEN ORDERING PARTS - STATE BURNER MODEL, PART DESCRIPTION AND PART NUMBER

REF DESCRIPTION PART REF DESCRIPTION PART

I Burner Housing Assembly _.----18 Air Tube Combination ----------- 0
Burner Housing with Inlet Bell -_. .- 5-624 Air Tube Gasket .... .......... 3-416

2 End Air Shutter ------------------ 3-494 38 Adjustable Mounting Flange . .. 5-432
3 Bulk Air Bond ------------------- 3-492 '39 Pedestal Support 5 685
4 Nozzle Line Escutheon Plate ........ 3-493 40 Extended Pedestal Kit 5.606
5 Unit Flange or ---------- 3-230 *Specify Air Tube Combination (see overleaf)

Square Plate 3-399
Holding Screws . . ............. 4-99

6 Hole Plug-Wiring Box -. . ........ 2-139
7 Drive Motor . . . . . . . . . 2-456

Motor Holding Screws . . .4-189 S G E T D C M U T O H M E8 Wire Guard, Motor Lead . -345 SGETDCMUTO HME
9 Slower Wheel 3-10/16" OD. x 2-7/8" 2-458 DIMENSIONS - UPGRADING OR CONVEiZSION

4-1/4" OD. x 3-7/16" 2-459
10 Flexible Coupling "2-454
I1I Fuel Unit Sundstrand _. 2-460 Chamber Dimensions (in Inches)

Webster 2-463 Firing Floor
Webster (Two Stage) 2-554 Note Round Rectangular Height To
Sundstrand (Two Stage). 2-583 (GPH] ID. W L Nozzle

12 Pump Outlet Fitting . ..........- 2-256 .50 8 7 8 12 5-6
Pump Holding Screws . . 4-189 .75 9 8 9 12 5-6

13 Connector tube assembly (Sundstrand) 1.00 10 9 10 12-1/2 5-6(or Webster) 5-636 1.25 11 !0 11 12-1/2 5-6
14 Ignition Transformer 1.50 12 1 ! 12 13 6.7

(10,000 V/'*23 ma..) ---------- 2-442 2.00 14 12 15 13-1/2 6-7
Hinge Screws -.....---.. ....... .4-217 2.50 16 13 17 14 7-8
Holding Screws . ....... 4-198 3.00 18 14 18 15 7-8
Contact Spring Terminals -------- 3-24511111
~C-16
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INSTRUCTION MANUAL

IRW~ 4 ri~iIS
OIL BURNER

Dear Homeowner:
Over forty years of engineering and product development have
gone into your new oil burner. Its quality and design are unsur-
passed. Properly installed and maintained it will provide many years
of efficient, trouble-free operation. Please read this Instruction
Manual carefully, and give special attention to the following points:

- An oil burner must have a generous supply of combustion air to
operate properly. Please refer to the information in this manual for
details.

" .- NEVER attempt to use gasoline in your heating appliance. Gaso-
line is more combustible than fuel oil and could result in a serious
explosion. NEVER burn garbage or refuse in your heating appli-
ance or try to light oil by tossing burning material into the heater.

- INSTALLATION AND ADJUSTMENT OF THE BURNER REQUIRES
TECHNICAL KNOWLEDGE AND THE USE OF COMBUSTION
TEST INSTRUMENTS. DO NOT TAMPER WITH THE UNIT OR
CONTROLS. CALL YOUR SERVICEMAN.

Beckett warrants its equipment specifically to those who have pur-
chased it for resale, including your dealer. In the event of any prob-
lems with your equipment or its installation, you should contact your
dealer for assistance.

TO THE INSTALLER
SPECIFICATIONS INSTALLATION OF THE BURNER MUST BE DONE BY A QUALIFIED

CAPACITIES MODEL SF INSTALLER IN ACCORDANCE WITH REGULATIONS OF THE
NATIONAL FIRE PROTECTION STANDARD FOR OIL-BURNING

.................................. 2.50 to 5.50 gallons per hour EQUIPMENT, NFPA NO. 31, AND IN COMPLETE ACCORDANCE
. I.......... 350,000 to 770,000 BTU/HR Input WITH ALL LOCAL CODES AND AUTHORITIES HAVING JURISDIC-
See SPECIAL AIR TUBE COMBINATIONS DETAILS For TION. FOR RECOMMENDED INSTALLATION PRACTICE IN
Special Firing Rates CANADA, REFERENCE SHOULD BE MADE TO CSA STANDARD

- FUELS B139.
No. 1 or No. 2 Heating Oil (ASTM D396) Only A QUALIFIED INSTALLER IS AN INDIVIDUAL OR AGENCY WHO IS
In Canada, No. 1 or No. 2 Furnace Oil RESPONSIBLE FOR THE INSTALLATION AND ADJUSTMENT OF

- DTHE EQUIPMENT AND WHO IS PROPERLY LICENSED AND EXPE-
DIMENSIONS (Standard) RIENCED TO INSTALL OIL-BURNING EQUIPMENT IN ACCORD-
Height ................................................ 13-518" ANCE WITH ALL CODES AND ORDINANCES.
Width ........................................... 1t5-3/8"Depth (Chassis Only)............................ -1/2" A properly designed chimney of adequate size and height and ade-D h () ................................... Bquate combustion air supply are essentials for the best operation
ELECTRICAL CHARACTERISTICS (See Note) of any heating plant.
Power Supply ................................ 115 VI60 Hz 1 PH When installing the heater and/or burner be sure to provide ads-
Operating Load........... ............. (Max.) 7.1 Amps quate space for easy service and maintenance.
Motor ........... 1/4 HP 3450 RPM, NE.M.A. "N" Flange, manual

reset, overload protected
Ignition .................. 10,000 V/23 ma secondary, continuous CONCEALED DAMAGE

duty, shielded transformer or solid-state innition system If any damage to the burner or controls is found during unpacking
FUEL UNIT notify the carrier at once and file the appropriate claim.

....................................... Sundstrand, or Webster Underwriter's Laboratories has certified this burner to comply with the

NOTE. commercial standards CS75. and has listed it for use with 0 1or #2fuel
50 Hertz electrical components are available on special order. oil as specified in ASTM D396. State and local approvals are shown on

burner rating label. The burner is certified in Canada by Canadian
Standards Association (CSA). All oil burners should be installed in
accordance with regulations of the National Fire Protection Associa-
tion pamphlet #31 and in complete accordance with all local codes

, and authorities having junsdiction Regulation of these authorities
take precedence over the general instructions provided in this instal-
lation manual For recommended installation practice in Canada,
reference should be made to CSA Standard 8 139

R.W BECKE1T CORPORATION
38251 Center Ridge Road & P.O. Box 1289 * Elyria, Ohio 44036

C-i7 Form 6104 BSF-181

Printed in U.S.A.



GENERAL INFORMATION IMPORTANT CAUTIONS

S." FUEL UNITS & TUBING INSTALLATION READ BEFORE STARTING

Burners die most commonly installed with a single stage fuel CAUTION:
,\ unit. This fuel unit, when connected with a supply line only, STAINLESS STEEL COMBUSTION CHAMBERS

is satisfactory where the fuel supply is on a level with, or The highEr temperature levels produced by high-performance
above the burner permitting gravity flow of oil. When it is flame retertion burners may exceed the temperature ratings of
necessary to lift oil to the burner, a return line should be con-
nected between the fuel unit and tank. This requires insertion stainless steel combustion chambers and can result in chamber

",' nf the "by-pass" plug into the fuel unit. If lift exceeds ap-
.*' proximately 10 ft., a two-stage pump should be installed with Where a burner upgrading is being made in a unit with a stainless

a return line. steel chamber, please observe at least one of these precautions:

When a return line is used, with either single or two-stage 1. Line the Chamber with a "wet-pac" ceramic liner.

" . pumps, air is automatically returned to the tank making the 2. Adjust inlet air to the burner so that the CO 2 level is below

unit self-purging. 11%.OIL

Use of continuous runs of heavy wall copper tubing is recom- Before starting the burner be sure fuel tank is adequately filled with
mended. Always use flare fittings. Avoid use of fittings in inac- clean No.1 or No. 2furnace oil. Crankcaseoil, wasteoilor GASOLINE
cessible locations. Avoid running tubing against heating unit
and across ceiling or floor joists. If possible install under floor should never be used. Water. rust, or other contamination in the fuel

supply system will cause malfunction and premature failure of theSpecific informatiori on piping, fuel unit connections, lift capa- internal parts of the fuel unit.

bilities, and tank installations is provided in the instructions
of the fuel unit manufacturer. POWER CIRCUIT

COMBUSTION AIR Be sure that burner and controls are wired correctly and that the

Burner must be installed in area with adequate fresh air avail- line switch is properly fused (20 amp). In Canada wiring to be

-t% able to support combustion. done in accordance with the Canadian Electrical Code, Part I.

Appliances located in confined spaces: The confined space shall NOZZLE
be provided with two permanent openings, one near the top Be sure that specified nozzle is installed and that any covering
of the enclosure and one near the bottom. Each opening shall
have a free area of not less than one square inch per 1,000
Btu per hour of the total input rating of all appliances in the NOZZLE AND ELECTRODE SETTING
enclosure, freely communicating with interior areas having in
turn adequate infiltration from the outside. Be sure nozzle and electrodes are positioned as shown elsewhere

in these instructions. Improper adjustment can result in oil im-
WIRING pingement or ignition difficulties.

The wiring must be in accordance with the National Electric AIR TUBE INSERTION
Code and local codes and regulations.

Wiring diagrams are included in the heating unit installation The burner head should be %" back from the inside wall of the
combustion chamber. Under no circumstances should the burner

instructions, head extend into the combustion chamber.

FUEL UNIT

UPGRADING OR CONVERSION Be sure that fuel unit is arranged for the type of oil supply"system

ATTACHING AIR TUBE COMBINATION installed... "One Pipe" or "Two Pipe". Be sure that all connec-

(CHASSIS PLAN ONLY) tions are tight.
Fuel units generally require manual venting of air when initiallyIf the air tube combination and oil burner chassis are pack- started. Failure to vent the air from the fuel unit through the vent

aged separately, the assembly is completed as follows: star ed a re su t he air o th it through thetvent

1. Attach air tube to burner housing using four sheet metal plug provided may result in an air lock within the pump that will

screws: (If using an adjustable burner mounting flange, first prevent oil from being delivered to the nozzle. See also Fuel Unit

attach flange to air tube.) 2. Insert nozzle line electrode as- Manufacturer's instructions.

sembly into tube and position nozzle from head, using 'Z'
dimension shown elsewhere in these instructions. Check to LINE OIL FILTER

be certain nozzle and head are concentric. 3. Secure escut- Use an oil filter of generous capacity for all installations. Install
cheon plate by tightening screw at side of housing. 4. Se- inside the building between the tank shutoff valve and the burner.
cure nozzle line using bulkhead lock nut. When a knurled
lock nut is supplied, the recessed side is to face away from For ease of servicing, locate the filter and a shut-off valve close to

burner housing. 5. Attach connector tube (from pump to the oil burner.

nozzle line). With long air tube combinations, insertion of OIL SHUTOFF VALVE
the nozzle line electrode assembly into the air tube is faci-
litated by rotating the assembly 180* from its installed Install approved high quality shutoff valves in oil supply line in
position, inserting it partially into the air tube, and then accessible locations, one close to the tank and another close to oil
rotating it back to its proper position. burner, but ahead of the filter. Note that some types of filters are

made with a built-in shutoff valve.SETTING THE BURNER

Use a mounting flange or pedestal as required. STARTING AND ADJUSTMENT PROCEDURE
The end of the burner air tube should be %" back from
the inside surface of the front wall of the combustion Caution: Do not attempt to start the burner when excess oil has
chamber. accumulated, when the furnace or boiler is full of vapour, or

Insulate around air tube to prevent overheating of tube, when the combustion chamber is very hot.
nozzle and components. Make sure that insulation and 1. Set thermostat substantially above room temperature.
cement do not obstruct face of burner head. 2. Open shut-off valves in the oil supply line to the burner.

C-18
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HOMEOWNER INFORMATION

OIL SUPPLY
3. Check initial air adjustment. Normally the bulk air band (3) Do not allow the fuel tank to run out of oil. During the summer

should be closed and the shutter (2) partially open. be sure that your fuel tank is kept full; this will prevent conden.
4. Close line switch to start burner. If burner does not start sation of moisture on the inside surfaces of the tank.

immediately, re-set manual overload switches on motor and

5. Vent fuel unit as soon as burner motor starts rotating. To TO MANUALLY VENT THE AIR FROM THE PUMP

vent, loosen vent plug while holding an empty container AND LINES WHEN RE-STARTING THE BURNER.
under the vent opening to catch oil which will be expelled.
Drain at least 1/2 pint of oil from the pump then close the COMBUSTION AIR SUPPLY
vent plug. The ignition should be instantaneous with closing Your burner requires a generous amount of clean combustion air
the vent plug. in order to burn the fuel completely. Lack of adequate combus-

tion air may result in erratic operation of the burner or noisy
If the burner starts and runs but stops again during the venting combustion or fuel odors in the air. Remember your need for
operation, wait three to five minutes for the safety switch to cool outside air will be greatly increased if you have a vented dryer
then re-set the manual switch and repeat the procedure until ig- in the basement or other venting fans in the home.
nition is obtained. Sometimes after venting is accomplished and OILING MOTOR

oil is ignited, the fire will again go out. This probably means that Motor life will be increased by proper oiling. Use a few drops of
additional venting is necessary. Repeat the above venting proce- non-detergent oil at both motor oil holes twice each year.
dure.

AIR ADJUSTMENT FILTER

Adjust air supply by loosening lock screws and moving air shutter (2) The line filter cartridge should be replaced every year to avoid

and if necessary the bulk air band (3). Allow just sufficient air to obtain contamination of the fuel unit and atomizing nozzle.

dean combustion determined by visual inspection. Reduce air supply AREA AROUND HEATING UNIT
until flame tips appear slightly smoky, then increase air just enough to Should be kept clean and free of any combustible materials -
make the flame tips appear absolutely clean, especially papers and oily rags.

DRAFT CONTROL ADJUSTMENT NEVER

When the burner air supply and draft are properly adjusted the com- Burn garbage or refuse in your heating unit. Never try to ignite oil

bustion chamber draft will normally be .01"- .02" WC. Larger installa- by tossing burning papers or other material into your heater.

tions may require slightly greater draft.
SERVICE INFORMATION

FINAL ADJUSTMENTS

At this point a final adjustment should be made using suitable in- "Preventive maintenance" is the best way to avoid unnecessary

struments for smoke spot and C02 for 02) measurements. Unless expense and inconvenience. Have your heating system and burner

otherwise specified in appliance manufacturer's instructions, the unit inspected at regular intervals by a qualified service man. If diffi-

should be set as follows: After allowing 10 minutes for warm up, air culty occurs, follow these simple checks before calling the service.

-\ should be set so that the smoke number is zero or a trace; less than man.

no. 1 smoke is highly desirable and should never exceed this limit. 1. Be sure there is oil in the tank and valve is open.
(Note: Occasionally a new heating appliance will require longer warm 2. Be sure the thermostat is set above Room Temperature.
up time in order to bum clean because of the evaporation of oil 3. Be sure main Line Switch is "ON" and fuses are not blown.
deposits on the heat exchanger and other surfaces. CO measured in 4. Reset Safety Switch of Burner Primary Control.
the stack lahead of the draft control) should be a minimum of 10% for 4. resea Switc of Burner otr.I. * knokeddow aplianes r rtroit pplcatins nd miimu of5. Press Thermal Protector. Button of Burner Motor.
knocked down appliances or retrofit applications and a minimum of 6. If installation is equipped with Manual Reset Limit Control
12% for units with burners tested and supplied by manufacturers as a Press Reset Button.
package. 7. If burner runs but there is no flame, fuel unit may be air-
Tighten all locking screws after final adjustments are made. bound. Follow instructions for venting fuel unit.

The unit should be started and stopped several times to make sure
there are no significant rumbles or pulsations.

CHECKING THE CONTROLS THE FOLLOWING INFORMATION IS IMPORTANT IN
SERVICING THE BURNER

Check and adjust all controls- in accordance with the Control
Manufacturer's instruction sheets. Be sure the primary control 1. Burner Components: If replacement of burner parts is neces-

safety switch operates properly so that safety shuttlown will oc- sary. always use parts recommended by the manufacturer. Specify
cur in the event of equipment malfunction. part number & description when ordering.

FINAL CHECKS 2. Nozzles: Use of the correct atomizing nozzle is very impor-
tant. If replacement is necessary, use the same type supplied by

Be sure air shutter and draft control are locked ... that there is the manufacturer. Nozzle capacity and type are stamped on the
an ample supply of fresh air to the room in which the unit is lo- hex-portion of the nozzle body. Use extreme care in handling

cated, and there are no oil leaks. nozzles to avoid scratches or dirt that could cause leaks or affect

INSTRUCTING THE HOMEOWNER the oil spray pattern.
3. Electrode Setting is important for reliable ignition of the oil.

The operation and care of the heating system should be explained Check to be sure setting is in accordance with instructions provi-
to the home owner, including how to adjust the thermostat. ne- ded elsewhere in this manual.
cessity of air supply to the burner, care of the burner, and the 4. Fan and blower housing should be kept clean of dirt and
simple checks to make before calling for service if the burner fails lint. If heating unit is located near unvented dryer, special care
to operate automatically. C-19 must be taken that lint does not restrict air passages in burner.
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OIL BURNER CERTIFICATE
AS REQUIRED BY COMMERCIAL STANDARD CS75-56

The .................................................................... Oil Burner M odel No ..................... , Serial No ..................... , installed at
(Make)

................... bears a label evidencing compliance with commercial Standard CS75-56, and
as(Address of Instillation)

has been installed in accordance with the instructions in the manufacturer's installation manual and. in con-
formity with local regulations, codes, and ordinances.

T he boiler, ( ),furn ace ( ),is a .......................................................................................... N o ..................................... and
the heating load consists of: (Make)

1 ............. Btu, or ............ square feet steam ( ), hot water ( ) radiation; and

2. ............ Btu, or ............ square feet of equivalent steam ( ), hot water ( ) radiation in domestic hot
water load; or

3 ............. Btu, or ............ square inches of cross-sectional area of warm air supply pipes measured at the
furnace take off; or

-4. ............ Btu, or ............ square feet of equivalent steam ( ), hot water ( ) radiation in the following
special load:

.. o ............ .......... ................................... ,..........................................................................................................

All necessary permits have been secured, and the instalhtion has been tested in accordance with the test pro-

cedure of Commercial Standard CS75-56 and the following reading taken:

O ver Fire ............................................
CO2  Stack Temperature at Breeching .................... OF

ver Fire ......................
Draft inches HO. Firing Rate...................gals/hr

Dra t At Breeching .................. in h sH , .Fiig R t ............................................ gas/ r

All controls and limiting devices have been checked for proper operation ...........................................

Fuel used, Grade No ................. per ASTM D396 Standard Specification

Field service equipment smoke scale reading ....................

The above test results are certified to be true:

For service call: (Name of Company making installation)

...... ............................ ......................................Per ............................................................... ...............................S..._o.....o...o.......... -.................. .... . r.....................
(Name) (Signature)

.. .............. . ................................................. ...... ...................................................................................................................
(Address) (Address)

......... .................... ............... ............ ..................
(Telephone) (Telephone)

Date ..... .............................. . . . ..... ..............

C-20
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AIR TUBE COMBINATION DETAILS

DIMENSIONAL RELATIONSHIPS

"A" -Useable Air Tube Length

-"A" + 58"

"R" 2-*'5i16, " o

0"="A" + 3 1/4"L
1-1/8" - -%

/:3 Z' "5"-
ELECTRODE

I -I

7/16"AovE t--ZZL,

SEE SELOW----- /  

o, '

ELECTRODE ADJUSTMENTS

NOTE - ELECTRODE POSITION --j. -
AHEAD OF NOZZLE. This imesion /-lQ-

applies on heads L 'I I__ /
with added flame

MODELS DIMENSION ring only

FO thru F31 heads 0-1/16",

F30 and F300 heads 1/8-5/32" 2

AIR TUBE COMBINATION PARTS STANDARD AIR TUBE COMBINATIONS

REF. DESCRIPTION PART Air Tube 6-5/8" 9" 13" 16"

20 Air Tube ................... Note Length-"A"

25 Nozzle Line Fitting (Pump End) ...... 3-421 Combination SF65FT SF90FT SF130FT SF160FT
26 Lock Nut, Nozzle Line Fitting ........ 4-98 Number

27 Nozzle Adapter -Single ............. 2-13
28 Electrode Clamp .............. 1-49S SPECIAL AIR TUBE COMBINATIONS
33 Contact Springs (as reqd.) ............ 3-241 Useable Air Tube Length

Static Plate and Nozzle Line Support Description
Assembly .................. Note

35 Centering Spider ................. 5-503 6-5/8 9" 13" 16"
36 Static Plate (See special A.T. Combs.) . . None Comb, with Type F 12

Static Plate Holding Screws .......... 4-218 burner head 48 and SF65FO SF90FO SF130FO SF160FO

41 Nozzle ................................. 2-3/4" static plate 36
42 Electrode Rod and Tip ............. Note Firing Range 1.25 -2.25
43 Porcelain ................... Note Comb, with Type F22
44 Electrode Rod Extension Adapter, as

reqd. burner head 48 and SF65FP SF90FP SF130FP SF160FP
45 Electrode Rod Extension. as reqd ..... Note 2-3/4" static plate 36.

46 Nozzle Line and Vent Plug ......... Note Firing Range 1.75 -2.75
47 Burner Head, (one piece head and shield)

Type F-300 ...................
-~ rROINIT FACE. I

Or BOILER,

Note: Specify Burner model number "SF", part description;0
air tube combination with air tube length (Dimension "A") 0- to 1/4"

and firing rate.
To determine

NOZZLES "-, ,..

UNIT APPLICATIONS: When burner is supplied as an integral Ior .EBOX
component of a heater the best nozzle choice will have been
determined by extensive testing. The heater manufacturers
recommendation should be closely followed.
UPGRADING OR CONVERSION: Use 80 Solid Cone The Air Tube Length () is the distance from the front of the
Nozzle. burner housing to the face of the burner head and/or shield.

(NOTE: Adjustable flange width - 1-1/8"').
-~ C- 21
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WHEN ORDERING PARTS -STATE BURNER MODEL, PART DESCRIPTION AND PART NUMER

REF. DESCRIPTION PART NO. REF DESCRIPTION PART

18 Air Tube Combination ...........
I BURNER HOUSING ASSEMBLY Air Tube Gasket (not shown) ......... 3.416

Burner Housing with Inlet Bell .... 5-348S 38 Adjustable Mounting Flange ......... 5-432
2 End Air Shutter .................. 3-215 39 Pedestal Support. .............. 5-685
3 Bulk Air Band ................... 3-217 3l..

4 Nozzle Line Escutcheon Plate ....... 3.218 40 Extended Pedestal Kit. ........... 5-606
5 Unit Flange or........3-230 Specify Air Tube Combination (see overleaf)

Square Plate .................. 3-399 SPECIAL NOTE: When positive firebox pressure exists, large
Holding Screws (not shown) ...... burner fan may be required. (See parts list)

6 Hole Plug-Wiring Box (not shown) ... 2-139
7 DRIVE MOTOR ................. 2-364 SUGGESTED COMBUSTION CHAMBER ,

Motor Holding Screws .......... 4-82
8 Wire Guard, Motor Lead .......... 3-345 DIMENSIONS - UPGRADING OR CONVERSION

9 BLOWER WHEEL Regular ......... 2-288 Chamber Dimensions (in inches)
Large (See Special Note) ......... 2-383 Firing

10 FLEXIBLE COUPLING .......... t2-290 Rate Round Rectangular I Floor
I FUEL UNIT . (GPH) I.D. W L Height To

Single-Stage Sundstrand "J".. 2-396 Nozzle
Two-Stage Sundstrand "H" 2-393
Single-Stage Sundstrand "A" ..... 2.591 1.25 11 10 11 12 5-6

12 Pump Outlet Fitting .............. 2-256 1.50 12 11 12 13 67
Pump Holding Screws (not shown) . 4-82 2.00 14 12 15 13 6-7

13 Connector tube assembly pump to 2.50 16 13 17 14 7-8
nozzle line .................... 5-394

14 Ignition Transformer (10,000V/23 ma.) 2-289 300 18 14 18 15 7-8
15 Hinge Screws .................. 4-217 3.50 19 15 19 15 7-8

16 Holding Screws ................ 4-220 4.00 20 16 21 16 89
17 Contact Spring Terminals(not shown) 3.245 5.00 23 18 23 18 9-10

1_ 5.50 24 19 24 19 10-11 -r
rUse Coupling No. 2-433 With Model A Fuel Units C-22
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krocels 100t-iD a~bd ICIC[D (GO-4z)
DESCRIPTION Fig. - 2 '2 20

-0SL0 TED CAP

"CRD" burners feature a combustion bead incorporating a SCREWS
new design concept which provides a means to control the
air pattern to match the nozzle requirements. The aero-
dynamics for optimum combustion are easily adjusted for
any nozzle size without changing the air-handling hardware. r4 LES

The letters "CRD" -tand for "Controlled Retention - E HEAD CAP SCREWS

Double Speed." Cal
Use of a small, narrow blower wheel (fan) operating at and adjust to the proper height. Lock in place after
3450 rpm provides a more positive, yet quiet, air flow final adjustment using jam nuts provided.
which does not yield to normal draft variations and there-
fore assures a more constant air-fuel ratio for dependably 5. Loosen the air tube holding clamp. Open transformer.
clean combustion day after day. Spread housing using a screwdriver or the like inserted

between the two halves of the housing on top, just be-

Models IOOCRD and IOCRD are identical in design ex- hind the holding clamp. Insert the air tube into the
cept that the IOICRD has a larger diameter blower wheel housing tapping in with a block of wood if necessary
and a higher firing range. to be sure the tube is bottomed in the bored opening.

Tighten the air tube holding clamp.

Model No. Fan Size Firing Range 6. Install the nozzle.

I00CRD 4WA dia. x 2s'" wide 0.50- 2.25 GPH a. Loosen the clamping screw on the retention ring
IOICRD 4W" dia. x 2W," wide 1.75- 2.75 GPH assembly and slide the retention ring off theadapter.

b. Install and tighten the proper nozzle (see Tables
Model 100CRD is available with an optional 'A' style air 7 & 8) in the adapter. Be careful not to damage
tube introduced in October '79. The optional 'A' style air the electrode insulators or to bend the wires.
tube assembly was developed for improved performance in
short, square or round refractory lined chambers. c. Replace the retention ring assembly,slippingoneof the riveted arms through the l/8"gap between '
The firing range of the IOOCRD when using the 'A' style the electrode ends. This top arm should be straight
air tube assembly remains at 0.50-2.25 gph. The 'A' style up. Also be sure that the retention ring clamp is 'P
air tube assembly (Part No. 1051 A) is interchangeable with tight against the shoulder on the adapter.Then
the standard air tube assembly (Part No. 1051) and uses the tighten the clamping screw.
standard electrode and combustion head assembly (Part Check the electrode settings specified as follows:
No. 1052). d 1/8-inch gap, 1/4-inch above the nozzle center-

line, and 3/16-inch ahead of the nozzle tip. See
ASSEMBLING THE BURNER (TWO-PAK) Fig. 2 below.

1. Remove the air tube and nozzle line asembly from the Fig. 2 _.1 I_
smaller carton. If nozzle is not installed, see instruc- '/4

N tions under (6), page 2.
2. Remove the main housing assembly from the larger

carton.
3. Slide the flange and gasket onto the air tube beforein-

stalling the air tube in the housing. The flange can be OW
assembled with the hub facing either way so that an 7. Swing open the transformer, and slide the nozzle line
additional inch of usable air tube is available whenthe assembly into the air tube. Do not force it. The flame
hub faces the end of the air tube. retention ring must be lifted and guided through the

4. If the pedestal is included,assemble it to the bottom of throttle ring (a reduced diameter) in the end of ihe
the burner by tightening the two 1/4-20 slotted cap air tube. Then the threaded adapter on the end of the
screws against the front feet of the housing. See Figure 1. nozzle line is passed through the opening in the left
Install the four legs (3/8-16 x 3"hex-head cap screws) side of the housing.

It is important that the installation of the oil burner, piping and fittings, safety devices, controls,
electrical wiring and equipment be done in accordance with national and/or local

regulations of the authorities having jurisdiction over such installation.

C-23
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7\" 7' / , To 3

Air
Tube Standard Design 'A' Style Design

Nominal5 7 9 11 13 5 7 9 11 13
ASSEMBLING THE BURNER (Cont.) Dim."L' 5" 7" 9" 11" 13" 4-3/16" 6-3/16" 8-3/16" 10-3/16" 12.3/16"

8. Run the aluminum (knurled) thumb-nut onto the
nozzle line and tighten hand-tight. with improved performance over the standard air tube de-

9. Connect the flared fitting on the copper oil line to the sign in short, square or round refractory lined chambers.
nozzle line and tighten. Tables I & 2 show the recommended mninimnui inside

10. Swing the transformer to the closed position. dimensions for refractory brick, refractory pre-cast, and
pre-formed refractory fiber chambers. Due to their quick

INSTALLING THE BURNER: FLANGE MOUNTED warm-up properties, the lightweight insulating-type materials
are slightly preferable. Refractory mat.rials in boilers and

I. Measure, in the burner opening, the distance from the furnaces should be capable of withstanding the following
inside of the combustion chamber to the outside of the temperatures:
mounting plate to find the length of air tube needed. Inputs from 0.50 to 1.20 GPH 2000OF (1100*C)
Position flange on air tube at a point from end of Inputs from 1.25 to 2.75 GPH 2300'F (1260°C)

- burner corresponding to this measurement. Tighten set The notes accompanying Tables I & 2 provide further de-
screws to anchor flange. The flange is now located so tails relative to variations in dimensions and geometry. Refer
that the end of the burner will be flush, or almost flush, to Fig. 5 (standard air tube design) and Fig. 6 ('A' style air
with the inside of the combustion chamber. See Fig. 3 tube design) below.
below (Shown with standard air tube design).

2. Slide the end of the air tube into the opening and secure FIRING BOILERS WITHOUT REFRACTORY CHAMBERS
the flange to the front plate using three 3/8-16 cap Depending upon the geometry of the combustion space,
screws (or studs and nuts) provided, some units perform better than others without refractory.

INSTALLING THE BURNER: PEDESTAL MOUNTED When the back wall of the unit coincides approximately
with the end of the flame, a target of refractory material is

I. Adjust the legs on the pedestal so that the height of the essential. Close to zero smoke readings are possible if a
air tube matches the location of the burner opening. refractory fiber "rug" or fill material is used on the base

2. Slide the end of the air tube into the opening so that it under the flame.
is flush or nearly flush with the inside of the combus- At the lowest inputs (0.50 to 0.75 gph) refractory-type
tion chamber. See Figure 4 below (shown with standard combustion chambers (or stainless steel in designed units)
air tube design). are recommended. "Wet-pack" chambers or areas corn-

3. From the outside of the unit, seal the space around the pletely lined with fibrous blankets can also be used.
air tube with asbestos cement or equivalent. Table 3, together with its footnotes, gives the essential

dimensions and information needed to provide conditions
ABOUT COMBUSTION CHAMBERS for satisfactory operation without complete chambers.

Models IOOCRD and IOICRD operate with superior effi- Refer to Figs. 7A & 7B below.

ciency and cleanliness in properly designed refractory-type Model IOOCRD when using the 'A' style air tube assembly
combustion chambers. Very wide tolerance to burner ad- is not recommended for use in units fired without refractory
justments and other variables is found when these chambers lined chambers.
are used. Noise levels are also reduced. Refer to Fig. 6 and Table 2.
Model I00CRD with optional 'A' style air tube design works

f" I->I VI_

i 
!  '%

3 Fi. 4 ig. Fi. 6 ig. A Fi. 7
C-24.F
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TLb!e 1. d ,- .' P. * li,'UM Il ;', .MN- T:tlto 3. f , 1- " ULD i?
S'NS OF F...rRACORY-TYPE COBUS- !OILI.FiS I,. . 7IPACTORY

eiON CHAh:BIRS VOR STAND.liD AIR CH.,'.BERS I.L;D ;M AIR "LtJ3E
TUBE DESIGN DESIGN

2 1 5eT s = 1 2 - 3 I 4 -. 6

Firifn Lengh Width Dimension Suggested i -i Firing Length (L) Ifn0db (I.l W'dth D;;ension imension
Rile (GPM) 1I (W) 1C) "eight (H) Vertical Cyl. wRate (GP) With Ta el t) jW (C)

0.50 7 6 3 8 7 0.50 Use a Wmbust,on chkrrter e T le 2, above
0.AS 7.5 7 3.5 9 7.5 0.65 tl.e a (I- br.t..n chrniber 'ee Table 2. above
0.75 8 7 3.5 9 S 0.75 Use a .wb.%tion .amber Ste Table 2, above
0.85 9 7 3.5 9 8.5 0.85 10-11 12 8 4 5
1.00 10 8 4 10 9 1.00 11-12 13 9 4.5 6
1.10 11 8 4 10 9.5 1.10 12-13 14 9 4.5 6
1. 5 12 8 4 10 10 1.25 13.14 15 9 4.5 6
1.35 13 8 4 10 11 1.35 14.15 16 9 4.5 6
1.50 14 9 4.5 11 12 1.50 15-17 18 10 5 7
1.65 15 9 4.5 11 13 1.65 16-18 19 10 5 7
1.75 16 9 4.5 11 14 1.75 17-19 20 11 5 7
2.00 17 9 4.5 11 15 2.00 18-21 22 11 5 7
2.25 18 10 5 12 16 2.25 19.22 23 12 5.5 7.5
2.50 19 10 5 12 17 2.50 20.23 24 12 5.5 7.5
2.75 20 10 5 12 18 2.75 21-24 25 12 5.5 7.5

NOTES: NOTES:
1. Flame lengths are approximately as shown in column (2). Some 1. As a general practice any of these dimensions can be exceeded

tested boilers or furnaces may operate well with chambers shorter without much effect on combustion.
than the lengths shown in column (2). 2. A fiber.type refractory "rug" or fill material to cover the floor

2. As a general practice any of these dimensions can be exceeded area of the combustion space is recommended for cleaner con-
without much effect on combustion. bustion and to protect the base.

3. Chambers in the form of horizontal cylinders should be at least 3. When a refractory or refractory fiber target is used, the lengths
as large in diameter as the dimension in column (3). Horizontal in column (2) apply. It the lengths are equal to or longer than in
stainless steel cylindrical chambers should be I to 4 inches larger column (3) no target material is needed unless recommended by
in diameter than the figures in column (3). the boiler manufacturer.

4. Wing walls are not recommended. Corbels are not necessary
although they might be of benefit to good heat distribution in HOW TO ADJUST THE AIR SHUTTER AND AIR BAND
certain boiler or furnace designs. For more precise regulation of air, these models have an air

shutter for fine control plus an air band for coarse control.

The air shutter has a pointer which indicates the percent
of opening against a calibrated scale (9 = 90%, fully open
- 100%). Lock in place by a screw just above the ear on
the fuel unit after final adjustment.

Table 2. RECOMMENDED MINIMUM INSIDE DIMEN- The air band is adjusted by loosening the 1/4-20 screw and
SIONS OFA REFRACORYTYPE CIMBUSE nut. Lock in place after final adjustment. See Tables 4,5,
TION CHAMBERS FOR 'A' STYLE AIR TUBE and 6 for approximate settings.
DESIGN

1 2 8 4 5 8 HOW TO ADJUST THE COMBUSTION HEAD

rie Lon& Width Dmension Sugested Minimum .a. By moving the electrode and combustion head assembly
Rat* (GPM) (L0 (w) (C) Height IH) Vertical CO. forward or backward, the location of the flame retention

0.50 7 7 3.5 10 7 ring relative to the throttle ring can be controlled. See
0.65 8 8 4 10.5 8 Figure 8 (standard design) and Figure 9 ('A' style design).
0.75 8.5 8.5 4.5 11 9.5
0.K 9 9 4.5 11. 9 On Model IOOCRD with the 'A' style air tube assembly the
1.00 9.5 9.5 5 12 9.5 'throttle ring' is incorporated into the air cone. See Figure 9.
1.10 10 10 5 12 10 By reading the scale on the nozzle line slide plate, which is
1.25 10.5 10.5 5.5 12.5 10.5 calibrated in I/ 16-inch divisions (see dimension "A ,"Figure
135 11 11 5.5 13 11 10), the position of the flame retention ring in relation to
!.50 1 l. 6 13.5 11.5 the throttle ring can be determined at a glance. By loosening1.65 12 12 6 14 12

1.75 12.5 12.5 6.5 14.5 12.5 the locking screw and the thumb-nut and pushing on the
2.00 13 13 6.5 15 13 thumb-nut, the assembly can be moved to the required posi-
2.25 13.5 13.5 7 .15.5 13.5 tion. To lock in place, first tighten the thumb-nut and then

the locking screw. For the lower inputs, the position should
be close to zero. Tables 4,5. and 6 give approximate settings

NOTES: for each firing rate.

1. Flame lengths are approximately as shown in column (2). Some
tested boilers or furnaces may operate well with chambers shorter
than the lengths shown in column (2). Fig. 6 THROTTLE

2. At 0.50-0.75 GPH it is recommended that the chamber sizes shown RING
be followed closely for optimum performance. At 0.85-2.25 GP STANDARD R
the dimensions shown may be increased by 10 to 20% with very AIR TUE

Slittle effect, DESIGN
_-'h RETENTION

3. Wing walls are not recommended. Corbels are not necessary al. RING
though they might be of benefit to good heat distribution in cer.
tain boiler or furnace desig!'.
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A - TYLS .. I 'Rn
AIR 71111 t.q U Rn

DFIMRate Inh~ or Scale

GPH) ~ ~ PC (Oeof A" 'nt Op.ening Pvcent Openting,aD1  
-0 SI rg. 0 A:i Shu~ StteisBand

0.10 10 00

* RETENTION0.25 100___10

RING 145 _ ____ 100 100

'I.1I .00 100 100

1 .25 %. ~100 100k

Fig. 10 .

THUB UTDISTANCE- RETENTION Table 6. APPROXIMATE SETTINGS FOR MODEL

o.r'*'THOL RING 01 CRD WITH STANDARD AIR TUBE DESIGN

EA CHTR O T L RI INF rn Retention R ig
EAHDVSO iig Setting Air Control Settings

1 .Rate Inches on Scale __ _ _ _ _ _ _ _ _ _ _

11(GPM) (Dimension "A," Percent Opening Percent Opening '*
10 8@R100 Psi Figure 10) Air Shutter Air Band

\-LOCKING_1.75_ 100 50
SRWS42.00 '/, 100 100

2.25ELIE 10010
2.50E PLAT 10 100

2.75 10010

Table 7. NOZZLE SPECIFICATIONS FOR MODELS
100CRD AND IO1CRD WITH STANDARD AIR

-,RETENTION RING AND AIR SHUTTER ADJUSTMENTS TUBE DESIGN

Tables 4.5, and 6 show for each firing rate the recomn- FilungutSraTyeMk
mended positions of the flame retention ring with the cor- pae SryTe*Mk
responding amounts of air shutter opening. These tables 05(P)6'A oac
are provided only as a guide. Refer to Figures 8, 9, and 10 01503.5 5 60" l orM0onarco
for retention ring 'A' dimensions. 0.50, 0.60. 0.65, 0.75 60 70" Heapa

Tale0.85-2.15 70 S, 60' S Steinen
Tal .0.85-2.75 60' SS, 45' SS, 45' H Hago

RECOMMENDED SETTINGS FOR MODEL 100CRD 0.85 -2.75 10' B, 60' B Delavan

Retention " Ai1oto 0.85-2.75 1 70' R, 60- R Monarch
FiringArCoto Sefttlbgs olwSS=Sm-oi ao oi tie
Rawe Inceong ScleP10 = Hollow SS SiSolid alo R = Solid Moenarh n

(GM Icesion Stb t pin Percent Opening A =en Aolw8SldDlvn R = SeSolid Monarch
*OPI Figure 11A) Air Shutte Air land 0

0.50 0 0 0 Table L. NOZZLE SPECIFICATIONS FOR MODEL
0.65 0 50 0 100CRD WITH 'A' STYLE AIR TUBE DESIGN
0.75 m. 0 90 0

___ Max. Y*. so 0 Firing RateSraTye*Mk
0.85 Min. 0 i00 0 (IpH) Spray________ Type__Make

Max. yo 85 0 600, 70*, 800H Hago
1.00 minI. '/, 100 25 0.50-0.75 800 A Delavan

Max. 96 90 0 60', 70', BOO H or Q Steinen
1.10 m. yes 100 100 600. 70'. 800 H Hago

Max. %, 100 15 0.85.2.25 60', 70", 80-A Delavan J
1.25 Min. yu 100 100 6' 0.8'Ho tie

- Max. 'A 100 20 160 0,80Ho tie

1.35 Min. 100tl 100 *H = Hollow SS = Semi-Solid Hagp
MOL 100 20 A = Hollow B = Solid Delavan

1.0 Min. j96 100 100
1.0 Max. y'm 100 25 The above specifications are based upon exhaustive tests

1.65 Min. 100 100 and offer the best choice for most conditions. For special
Max._ 100 30 applications, other nozzle specifications might provide a

1.75 Min. TV 100 100 more desirable pattern.
___ Max. 76 100 50

42.00 MI.' 100 100 Other makes of nozzles may or may not prove satisfactory. -

_____ 100 50 Sufficient test data is not available to make other recoin-
2.25 Min. % 100 100 mendations. The correlation of nozzle sprays between dif-

Max.% 100 100 ferent manufacturers is not consistent.
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burners are supplied ,%ith a Int• ., ,itfid \V I,; the lrimary c'titrlI .,IJ on the boiler or
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. detector arc pc-wired. II ii;h irit, 1,r..\ r ut-of, file- 1I, ,.r f,ir arc cnlwcled Ii '.1 p.tit icni under the
matic sitch, emciency and ,cIvi'X -- _..hcs aic %%ired tn-foi 'ncr hinge.

:;.Fig. 11 Fig. 12
• Fi.HONEYWFLL TYPE AIEF4G HONEYWELL TY,'E RaOlbE OR kb40AA_

pRIMARY CONTROL PRIMARY CONTROL

HIGH NIGH -C

" LIMIT SRVILIMIT " S C
rILwCO SWITCH LII WCO SERVICE

"O_ -INTERMITTENT IGNITION r -I C SWITCH
CSTANTO.. , IGNITION I.', r -1 4 (SPARK'ON ONLY AT I - - H

(SPARK "ON" URING -t tJ I- - -4, H
ENTIRE BURNING CYCLE) -- EOuPMENT TO FUSED DISCONNECT BURNER START) V j- N TO FUSED DISCONNECT

T N GROUND_ IO -o 0- w- EOUPMENT TO-SEV DIONZNEC

ANGE IaO AG g

IT - - - -4_ OPERATING CONTROL VALVE -- .LNMOTAT OR
MOO N - - -t_ OPERATING CONTROLMO~i •MOTOR MT

TRANS. W'1E I TRANS F O

FLAME DETECTOR N N FLAME DETECTOR*

KEY KEY
- FACTORY WIRED BY CARLIN - FACTORY WIRED BY CARLIN

--- FIELD WIRING ---- FIELD WIRING
"NOTE u*h- , PUOMA Contro I CS"IATI %

CA . ls I-D- . 0.

Cu

"u FUEL UNITS AND OIL LINES Table 9. SINGLE-STAGE UNITS (3450 RPM)- TWO-
PIPE SYSTEMS

Single-Pipe Oil Lines - Standard burners are provided P SYSTEMS_ -

with single-stage 3450 rpm fuel units with the by-pass plug Lift "L" Length of Tubing (feet)
removed for single-pipe installations. (feet) .,, A. ,

The single-stage fuel unit may be installed single-pipe See Fig. 13 WOD OD 0

with gravity feed or lift. Maximum allowable lift is 8 feet. 1 5349 100See Fig. 13. 2 45 100

3 41 100
4 37 100

AIR Fig. 13 5 33 100
VENT I . v/, min

FIL 6 29 100
PIP 7 25 99

8 21 83
9 17 68

. 1

1 
FUIEL UIT 17 1 52

TAK I- _ Line lengths include both vertical and horizontal lengths.

SHUT OFF VALVE E Be sure that all oil line connections are absolutely airtight.
INLT T Check all connections and joints. Flared fittings are recom-

II' mended. Do not use compression fittings.
Open the air-bleed valve and start the burner. For clean

..bleed, slip a 3/ 16" ID hose over the end of the bleed valve
___and bleed into a container. Continue to bleed for 15 seconds

after oil is free of air bubbles. Stop burner and close valve.

IMPORTANT: Single-pipe installations must be abso- Table 10. TWO-STAGE UNITS (3450 RPM) - TWO-PIPE

. lutely airtight or leaks or loss of prime may result. Bleed SYSTEMS -
line and fuel unit completely. Lift "L" Length of Tubing *(feet)
Two-Pipe Oil Lines- For two-pipe systems where more (feet) .. .0
lift is required, the two-stage fuel unit is recommended. See Fig. 13 Y" D 00 '"OD

Tables 9 (single-stage) and 10 (two-stage) show allowable 0 68 100
lift and lengths of 3/8-inch and 1/2-inch OD tubing for 2 63 100
both suction and return lines. Refer to Fig. 14. 4 58 100

6 53 100: 8 48. 100 .
OUTSIDE TANK FUEL UNIT ABOVE F 42 100

BOTTOM OF TANK Fig. 14 10 42 100
12 37 100 4

FILL AIR FE IT14 32 100
Po n Vio U I UX 16 27 100

MILIATUN Lie 18 2 -2 88
- LINtIE ' %i i tcLine lcngth, include hth vertical and horizontal lengths.

-TANK. .~ ... ' _ - "

IA-
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. d th. v:, ; ",-i i :;,,n f or %,Iur pr'. , !..t fir- ffl. m . .i, m ;w . f. ,r i T'h
ig rate a,:o ding to J:,hkl 4 & 5. 1r.th; 4 for lot RD or for Model lnit l1) .oiJ " ,, U.i) is
T.ablc 6, page 4, for lt RD. 1'.td on opcraion % ith .-- to i*)' i.zl•.. .. 'ure

If the fire is a little too rich. mos" the combustion head 1such as 0.01 thc to 0.13 jnch'. \V." .. -j the fire
forward by increasingdimLnion"A,"Figure 10, page 4. At as rrmall) cli.ountered in a ii.,tural dr.,ft ,Aal.
the lower inputs, a %,cry slight change is usually enough. When a unit is ,e,igned for forced draft , ...- ,on with

Adjust draft to 0.01 to 0.03 inches W.C. ocer the fire for a positive pre sure (back picsuie) vcr OIL firc. the maxi-
natural draft units. mum air capacit) of the b rner is eb1ecd in i : ,prtion to

Run a smoke test. Strive for zero or a trace. Each time the amount of prc'sure. As a r'-ult. the i., firing
further adjustment of air or retention ring is made, reset rate is also reduced. Figure 15 sho%%s :he m.\inimn firing
the draft to 0.01 to 0.03 inches W.C. over the fire. rate in gph of each model with various amounts of pressure

Check CO.. This should be over 10 percent, and will in the combustion chamber.
often be over 12 percent, in a well-sealed unit at inputs of As an example, the Model IOOCRD has a maximum
1.00 gph and higher. firing rate of just over 2. 00 gph when fired against a back

Check for good ignition and clean cut-off. If cut-off con- pressure of 0.10 inches W.C.
tinues to be poor, look for air leaks in the suction line and
correct them. Fig. 15 2.75 U .

I - _"- .0. CR0
NOTE: Firing the I0OCRO 2.50 -

and IOICRD at over-fire pres- -
sures exceeding 0.10' W. C.
is not recommended without j 2.25
pretests.

S2.00 P.

1.75 I -
0.00 0.05 0.10 0.15 0.20 -4. -

PESRINCOuBLIS rIaN CHAMBER
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SLOAN SLOAN VALVE COMPANYI' 10500 SENV OUiR' FRANKLIN PARK, ILL 60131

INTERburner

MARK I
HIGH EFFICIENCY

COMBUSTION EQUIPMENT

SPECIFICATIONS

CAPACITIES FUEL UNIT
0.40 to 2.00 G/P/H, 56,000 to 280,000 BTU/HR Input. 3,450 R.P.M., 100 P.S.I., 5/16" Shaft Diameter. Standard with

(G/P/H-based on sea level to 2,000 ft. elevation. For Integral Solenoid Cutoff valve for Clean Starts and Sharp
every 1,000 ft. increase, reduce maximum G/P/H 4%) Cutoff.

FUEL CONTROLS

No. 2 Heating Oil 24 volt Interrupted Ignition Control Relay with Cad Cell. In-
sures Long Electrode Life and Low Power Consumption.

POWER REQUIREMENTS HOUSING
115 volts, 60 Hz, Single Phase A Precision Die Cast Aluminum Housing Machined for Accu-

rate Motor and Pump Shaft Alignment.

MOTOR BLOWER WHEEL
1/7 H.P., 3,450 R.PM., N.EM.A. "M' Flange, Manual Reset Balanced One-Piece Blade Strip for Quiet Air Movement.
Overload Protection. Dimensions 4-3/40.D. x 2-1/16" Wide.

IGNITION TRANSFORMER MOUNTING
120/10,000 volts, 23 milliamperes, 60 Hz Interrupted Ignition Standard Universal Mounting Flange and Gasket.
Duty. BurnerStand Kit also available.

GUIDE FOR PROPER INSTALLATION

COMBUSTION AIR adequately filled with clean No. 2 Oil-NEVER use crankcase
INTERburner must be installed in an area with adequate fresh oil or gasoline.
air to support combustion.

POWER CIRCUIT
WIRING Be sure that INTERburner and controls are wired correctly and
The Wiring must be in accordance with the National Electric that line switch is properly fused.
Code and Local Codes and Regulations.

NOZZLE
OIL Be sure that specified Nozzle is installed prior to starting INTER-
Beore starting INTERburner make sure that fuel tank is burner.

CONCEALED DAMAGE

INTERburner Mark I packaging has been quality engineered to
protect against potential shipping damage. However, if any
damage to INTERburner or to its controls is found during un-
packirig notify the carrier at once and file the appropriate claim.

Manufactured for the Unied States and Canada by Sloan Valve Company. Ftankin Park. IL. under license from electro-OIL AB. Norrk'-eping. Sweden ,

C-29



STAR1 ING AND ADJUSTMENT PROCEDURE

POSITIONING OF COMBUSTION HEAD
Each INTERut nr unit has been test fired and te combustion complished and the oil is ignited, the fire will go out. This
head assembly factory set for firing at the No. 1 position (see probably means that additional bleeding is necessary. Re-
Fig. 1). This is the correct setting to fire from .40 to 65 G/P/H. peat the above bleeding procedure See also enclosed fuel
When other nozzle capacities are fired refer to the Nozzle pump manufacturer's Instructions.
Specification Chart below.

LINE OIL FILTER
Use an oil filter of proper capacity for all installations. Install in-
side the building between shutoff valve and INT[Rhurner For
ease of servicing, locate the filter and a shutoff valve close to

JI Z I ~INT! Rburner.

INCREASE DECREASE

G.P.H. FIG. 1 G.P.H. OIL SHUTOFF VALVE I -

Install approved shutoff valves in oil supply line in accessible
BURNER SETTING & NOZZLE CHART locations, one close to the tank and the other close to INTER-

*" NOZZLE ADJUSTING BLOCK POSITiON burner, but ahead of the oil filter.
SPECIFICATION 1 2 3 4 7

70" 80' 40-65 - - - -
60' - .75 -90 o 0-1 25 - - DRAFT CONTROL ADJUSTMENT
45- 1.35-1 1. - 5-2.O When INTERburner air supply and draft are properly adjusted

the combustion chamber draft will normally be 0 to .01 -WC.

" * NOTE Final selection of nozzle type and spray angle must be made

during installation to conform to size and shape of chamber. AIR ADJUSTMENT

At this point a final adjustment should be made using proper
CAUTION: test instruments. The unit should set as follows: After allowing
DO NOT attempt to start INrERburner when excess oil has 10 minutes for warm-up, air should be set so the smoke
accumulated. when the furnace or boiler is full of vapor, or number is -0- to a trace: less than No. 1 smoke is desired.
when the combustion chamber is very hot. NOTE: Occasionally a new heating unit requires more thanthis to burn cleanly due to the oil film on the heat exchanger

1. Set the thermostat substantially above room temperature. surface. C02 measured in the stack (ahead of draft control)
should be at least 100,o. Unit should be started and slopped2. Open Shutoff Valves in the oil supply line of INTERburner. several times to assure good operation.

3. Check initial air adjustment.

4. Close tine switch to start INlERburner. If unit does not start CHECKING CONTROLS
immediately. reset manual overload switches on motor and Make certain that the primary control safety switch operates
control.

properly so that safety shutdown will occur in the event of
5. Make certain that fuel pump is piped for the type of oil supply equipment malfunction.

system installed (1 pipe or 2 pipe). Make certain that all
connections are tight.

6. Bleeding of the fuel pump is generally required on initial
start up. Failure to bleed the air from the fuel pump through
the bleeder valve provided may result in an air lock within FINAL CHECKS
the pump that will prevent oil from being delivered to the Make certain that the air shutter and draft control ate locked.
nozzle. that there is an ample supply of fresh air to the room in which
Bleed fuel pump as soon as INTERburner motor starts IN]f Rhurnr unit is located, and there are no oil leaks
rotating. To bleed loosen bleeder valve. Drain at least 1/2
pint of clear air free oil from the pump then close bleeder
valve. The ignition should be instantaneous with closing the
bleeder valve. If INTERhurner starts but stops again during ELECTRODE SETTING
venting operations, wait 3 min. for the safety switch to cool Be sure that Electrodes are positioned as shown in these in -
then reset manual switch and repeat the procedure until structions (see page 3 Fig 2 ) Improper adjustment can
ignition is obtained Sometimes after bleeding is ac- result in oil mpingement or ignition difficultie5.

C-30
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,___CAD CELL BRACKET POSITION- ELECTRODE SETTING AND SELECTION

Electrode to be flush -Cad Cell Bracket with ' hole I D for .40
to Nozzle FaceP.H.i .- Bracket with , hlIDor1 0 U PH

and over Code No 7000208.

FIG 2 min. to 3/,6" max.

PRACTICES TO BE OBSERVED IN THE INSTALLATION -'-
OF THE HIGH COMBUSTION EFFICIENCY INTERburner

The installation of a high combustion efficiency INTERburner 2. Seal any gaps between the combustion area and the air
as a replacement for less officient equipment will result in in- tube to prevent any potential leakage of hot combustion
creased flame temperatures. An increase of from 450F. to as gases. This is very important at the combustion head The
much as 1000'F. may be reflected. Thus care should be taken recirculation of hot combustion gases may cause damage
in the following areas: to both INTERhurner head and the furnace in a relative-
1. As the use of the high efficiency INTERburner results in an ly short time if full consideration is not given to the above

increased heat release per gallon of fuel oil. the firing rate precautions.
should be reduced to take full advantage of the increased 3. A high temperature heat shield. INTERhurner "Cool-Head.
fuel savings and to prevent overheating. Kit No. 26991 should be installed where high combustion

temperatures are recognized

INSTRUCTING THE HOMEOWNER

A Qualified INTERburner Installer should instruct the
homeowner in the operation and care of the heating system.
including how to adjust the thermostat. necessity of air supply
to INTERhurner. and the simple checks to make before calling
for service if the unit fails to operate automatically.

PREVENTATIVE MAINTENANCE unit or noisy combustion or fuel odors in the air Remember.
Preventative Maintenance is the best way to avoid un- your need for outside air will greatly increase if you have a

necessary expense and inconvenience. Have your heating vented dryer in the basement or other venting fans in the
system and INTERhurner inspected at regular intervals by a home.
qualified INTERhurner Installer. If difficulty occurs, follow these
simple checks before calling for service. OILING MOTOR
1. Make certain there is oil in the tank and valve is open. Motor life will be increased by proper oiling Use a few drops of

2. Make certain the thermostat is set above room temperature. non-detergent oil at both motor holes twice each year DO

3. Make certain main line switch is "ON and fuses are not NOT OVER OIL
blown.

OIL FILTER
The line oil lilter car ridge should be replaced every year to

SUPLYavoid contamination of the fuel unit and atomizing nozzle
OIL SUPPLY

':* Do not allow the fuel tank to run out of oil Durinj th' Sunirm,
make certain that your fuel tonk is kept full this .ill prevent AREA 'ROUND HEATING UNIT
conde,atiori of moisture on the intdti ,urfico- 0i thu lank Th ai.. i shoul. be kept cle~in ,ind fru. of any corbustbl,

mflrhi" i- especially pap -rs id (,y ,tij,

COMBUSTION AIR SUPPLY
YiiwnI\II I,,. , r i,.,-. ij ' , .' Rh,.j NE-VLF

.t , . , ; , I
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EXPI OIED VIElW OF ASE$fAqLY

HIGH EFFICIENCY
COMBUSTION EQUIPMENT

PARTS LIST

" ," MAJOR COMPONENTS

4__*_.---o- c- _ , e,, --N40 CODE NO. DESCRIPTION~
_g 7000150_ ignition Tansfcrmre~r

7 700-T132 Combusti ion !oln r y a _e

3 7000148 Motor

12 7000123 - ~Single St age Pump
7000167 - wo StagePump y-

16 74001 Cd Cll nd Holde w/24" Lead

21 PARTS

7000151 Mounting Gasket

122 7000159 Mounting Flange As-embly
• 3 7000134 Top Cover Plate

4 See Back Page for Draft Tube Kits
6 700017 -- Burner Housing
8 7000149 Blower Wheel

10 7000114 Flexible Coupling
11 7000166 Air Band Assembly Kit
13 7000104 Electrode _______

14 700 00 Combustion Head Assembly
15 7000107 Cad Cell Bracket

14 7020003 6" Oil Pipe Assembly
17 7030003 9" Oil Pipe Assembly

'4, " 17 7040003 13" Oil Pipe Assembly
7050003 16" Oil Pipe Assembly

1 18 7000135 Back Cover Plate
- i 97000165 Adjustme-nt Block Assembly

N 7 - 20 7000131 Oil Line

135 21 7000168 -Solenoid Coil_
7020005 6" Buss Bar

IS J 22 7030005 9" Buss Bar -

7040005 13" Buss Bar
7050005 16" Buss Bar

22 18 23 170000206 Cad Cell Bracket 1/8" 1.0.

P WIRING DIAGRAM INTERburner MARK I SUGGESTED COMBUSTION CHAMBER

-DIMENSIONS-UPGRADING OR CONVERSION

a' .Chamber Dimensions (In Inches)

24V
*,g ,Do. aow 4.o0 .w.oslal Firing FloorRate To

'o - Raoe Rectangular Height Nozzle

Q- "0 _: (GPH) 1.D. W L C/L
,T :

.40 to .65 9 8 x 10 12 5-6
- ---. .75 t01.50 11 10 x 11 13 5-6
I -.. .. 1.65 to 2.00 14 12 x 15 14 6-7

-4l tI~ . .'i . . . __ __ __ _

comeusTlo,.o"a

__ 52C04 L .,4

-%'

SLOAN VALVE COMPANY 10500 SEYMOUR AVE. FRANKLIN PARK, ILL. 60131
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-. n . ".USTABLE UNI'VFSAL FLANGE
IN Rbu F d 9.- INSTALLATION IhlSTRUC rIONS

SLOAN

"URAC , :r eOR -a oF COMBUSt 1ON .
- , SO"ER FRONT . ICHAMBE.R.

KIT CONTENTS: PLATE

(1) Adjustable Mounting Flange ,/6To %"
(1) Flange Gasket I TEMPERATURE

(2) 10x32 Screws (installed) HT /BI , ER

(1) Installation Instructions i=Nl, ,'

1. Determine the insertion length of Burner Air Tube as follows: LENGTH

.- Measure the distance from boiler or furnace front plate to the
inside edge of the combustion chamber. On cylindrical combus-

tion chambers measure the insertion length on the vertical FIG. 1
center-line of the combustion chamber opening. NOTE: To prevent Burnout of the Air Tube

or Burner Head install INTERburner "COOL-
NOTE: the actual insertion length of the Air Tube must be Me" to 14" HEAD" Heat Shield KIT NO. 26991

less than the length as measured. (see fig. 1).

s4.. , -"":a
SET SCREW FLANGE

2. Mark the actual insertion length on both sides of the Air Tube, /-
measuring from the end of the Burner Tube. (see fig. 2). % 0

3. NOTE: Flange Gasket and Universal Flange must be installed INSERTION

with "TOP" marking at the top side of the Air Tube. This LENGTH

provides a 20 to 40 downward pitch to the Air Tube. (see FIG. 2
fig. 3). Slide Universal Flange onto Air Tube, tighten in
place. Next, slide Flange Gasket onto Air Tube. Screws
should be snug. DO NOT OVER TIGHTEN.

4. Verify the actual insertion length of the Air Tube (face of Flange
Gasket to end of Burner Head). Mount Burner to appliance. (see

- fig. 1). FIG.3

SLOAN VALVE COMPANY • 10500 SEYMOUR AVENUE * FRANKLIN PARK, ILLINOIS 60131

PRINTED IN U. S. A. C-33
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/ -IN I 1-jburner COOL_ -3E--AD IHeat Shi,.d

SINSTALLA-I ION INSTRUCTIONS

CODE NO. 7000154

INSTALLATION:
CERAMIC

Position INTERburner Oil Burner unit INSULATION

with Air Tube UP. STAINLESS
STEEL

Slip COOL-HEAD Sleeve over Air SPRING SLEEVE

Cone and press into place. (see dia- TABS 0

gram)

NOTE: Seal any air gaps between stain-
less steel sleeve and ceramic insulation STAINLESS

STEEL
with high-temp. caulk. CONE

INTERburner
AIR TUBE

N

."

The INTERburner COOL-HEAD Heat Shield comes to you complete-

ready to install and is ideal for installations where high combustion
temperatures occur after replacement of less efficient heating equip-
ment.
An increase of from 450*F. to as much as 10000F. may result with
the Installation of an INTERburner High Efficiency Oil Burner. The
COOL-HEAD Heat Shield, when properly installed, prevents Air-
Tube burn-out by providing the added insulation protection required
for such conditions.

SLOAN VALVE COMPANY 10500 SEYMOUR AVE. FRANKLIN PARK, ILL. 60131
S.

C-34 PRINTED IN U. S. A.
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OAN DATE: _Auust_14, 1979

BULLETIN NO. 5

SUBJECT: AIR TUBE ALIGNMENT PROCEDURE

INTERburner has been engineered to eliminate critical tolerances
normally associated with drawer assembly dimensions. As it is
impossible to accurately control the length of any drawer assembly
in production the following method of alignment will assure proper
settings of the combustion head and combustion cone. Every
INTERburner has been designed and tested in order to achieve the
ultimate in combustion efficiency. Therefore, it is mandatory
that field adjustments be made with utmost care in order to
preserve the high quality of the equipment as it is produced.
Each INTERburner is pre-set at the factory to the number one
setting and must be repositioned to this original settingwhenever any of the following four components are changed:

1. Oil Pipe
2. Nozzle Adaptor
3. Combustion Head Assembly
4. Air Tube

PARTS REMOVAL PROCEDURE

1. Remove top cover.
2. Loosen air tube set screw.
3. Extend or remove air tube from housing.
4. Disconnect oil line.
5. Remove rear cover.
6. Disconnect buss bars.
7. Loosen Knurled nut.
8. Withdraw drawer assembly partially.
9. Disconnect cad-cell.

10. Withdraw drawer assembly completely.
11. Check head assembly.

PARTS ASSEMBLY PROCEDURE

1. Insert drawer assembly partially.
2. Connect cad-cell.
3. Insert drawer assembly to full position.
14. Set adjusting block to #1 setting.
5. Tighten Knurled nut.
6. Connect buss bars.
7. Install rear cover.
8. Carefully re-insert air tube until contact is made with

three (3) tabs on combustion head spinner.
9. Tighten air tube set screw.

10. Set adjustment block position as required for nozzle size.
See instructions on top cover.

SLOAN VALVE COMPANY 10500 SEYMOUR AVENUE- FRANKLIN PARK, ILLINOIS 60131
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SLOAN DATE: Aujust 14, 1979

BULLETIN NO. 5

SUBJECT: AIR TUBE ALIGNMENT PROCEDURE
PAGE TWO

11. Connect and tighten oil line.
12. Replace top cover.

wI

SLOAN VALVE COMPANY. 10500 SEYMOUR AVENUE FRANKLIN PARK, ILLINOIS 60131
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L-7- DATE: Novcmber 28, 1979
"k SLOAN,LOAN , BULLETIN NO. 6

SUBJECT: BURNER STARTS, THEN LOCKS OUT ON SAFETY

PROCEDURE FOR USE OF OHMMETER

Take ohmmeter reading
with burner running
and locate reading
in table below. Read
across to determine
cause and corrective
action.

OHMMETER
READING CAUSE ACTION

0 ohms. Short circuit. Check for pinched cad
cell leadwires.

Less than 1600 Cad cell and None.
ohms but not 0. application are

operating correctly.

Over 1600 ohms but Dirty or defective 1. Clean cell face
not infinite, cell, improper and recheck.

sighting or improper 2. Check flame sighting.
air adjustment. 3. Replace cell and

recheck.
4. Adjust air band to

get good reading.

Infinite resistance. Oper circuit. Check for improper wiring

loose cell in holder or
defective cell.

SLOAN VALVE COMPANY 10500 SEYMOUR AVENUE. FRANKLIN PARK, ILLINOIS 60131
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l I NTER13ti v i .rr ___oFule

DATE: December 6, 1979
S LBULLETIN 

NO. 7

EFFECTS OF PRESSURE
ON NOZZLE FLOW RATE

1i(GLE NOZZLE FLOW RATES IN
lATIN; GALLONS PER HOUR Approx.
AT 80 120 140 ] 160

too PSI PSI PSI PSI) PSI
.50, 0.45 0.55 0.59 0.63
.65. 0.58 0.71 0.77 0.82
.75, 0.67 0.82 0.89 0.95
.85 0.76 0.93 1.001 1.08
.90 0.81 0.99 1.07 j i.14

1.00 0.89 1.10 1.18 1.27
1.10 0.99 1.21 1.30 1.39
1.20- 1.071 1.31 1.41 1.51

A1.25 1.12 1.37 1.48 1.58
J" 1.35 1.21 1.48 1.60 1.71

"% I- 1.50- 1.34 1.64 1.78 1.90
1' . 1.65 1.48 1.81 1.95 2.C9

. , ,$ e 1.75 1.57 1.92 2.07 1 2.22-r- 2.00 1.79 2.19 2.37 { 2.53

FIG. 1 Spray at 100 psi pressure.

eF... .,......,
Temperature

-. :y: * Temperature F1080130120

V scosity (SS.) 1 .35 37 !1 5 I
.,, .', .,

FIG.2 Spray at 16Opsi pressure.

SLOAN VALVE COMPANY 10500 SEYMOUR AVENUE. FRANKLIN PARK, ILLINOIS 60131
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E~)DATE: December 6, 1979
BULLETIN NO. 7___

SUBJECT: GUIDELINES FOR INCREASED OIL PRESSURE

For many years it has been a recognized fact that increasing the
pump pressure will result in improvedatomization, decrease
droplet size, a better fuel air mixture and thus a higher degree
of burner performance and efficiency. (See figures #1 and #2.)

All standard nozzle GPH flow reates are based on 100 P.S.I.
therefore, you must:

A) Use a pressure gauge to determine the exact discharge
pressure to the nozzle.

B) Use the flow chart to recalculate the new nozzle capacity
in GPH.

C) Readjust the air settings on the burner to'coincide with
the increased gallon per hour flow rate.

D) Use your combustion instruments and record the new readings
on smoke, C02 and draft. In this respect, it is important
that you consider this a new installation and take time to
adjust the burner to achieve the ultimate in high efficiency
and clean firing.

The Mark I INTERburner has a minimum firing rate of .4 GPH, this
minimum can only be achieved by operating at 100 P.S.I. Never
attempt to achieve lower firing rates by adjusting the pump
discharge pressure below 100 P.S.I.

SLOAN VALVE COMPANY' 10500 SEYMOUR AVENUE * FRANKLIN PARK, ILLINOIS 60131
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DATE: April 23, 1980
SLOA BULLETIN NO. 8

SUBJECT: BOILER CONTROLS

*The attached wiring diagram indicates the procedure for proper
use of the interrupted ignition primary control, as supplied
with each INTERburner Mark I, where an existing combination
control.

IMPORTANT - NOTE

Make certain to check the High Limit circuit. Manual operation
of the High Limit must shut down the burner when wiring changehas been completed.

Enclosure
*5

SLOAN VALVE COMPANY. 10500 SEYMOUR AVENUF • FRANKLIN PARK, ILLINOIS 60131
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___ S! erv~c uo:
DATE: April 23, 1980

SLOAN BULLETIN NO. 8 (Enclosure)

TO CONVERT WHITE-RODGERS OR HONEYWELL. COMBINATION BOILER
CONTROLS WHERE THE PRIMARY CONTROL IS INCORPORATED IN THE
BOILER CONTROL.

WHITE- RODGERS

REMOVEBiB

REUOVE ~' JUMPER
c...

00 CAD CELL

HIGH LIMIT PRIMARY CONTROL
ON THE INTERburner

A1 Remove lead from SI and'insulate.
(White-Rodgers)
Remove- the lead from R and insulate.
(Honeywell) *
Place jumper in White-Rodgers circuit from

Si to 61. In Honeywell circuit, jumper
R to 61*

Remove cad cell leads from existing control.
Jumper 24V thermostat (T.T.) terminals
on burner mounted control.

JUMPER

r T -OVE T JUMPER

CAD CELL

PRIMARY CONTROL
+ F , ON THE INTERburner

HONEYWELL

*NOTE: On older Honeywell models, where the JUMPER - -
sensitive relay was used, R and B terminal _______

designation is reversed. The lead should be
removed from the terminal B and a jumper
should be placed from 13 to 61. IfRMOVE

SbAN VALVE COMPANY - 10500 SEYMOUR AVENUE FRANKLIN PARK, ILLINOIS 60131
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TM ]rSevicep Iulletin
[I I 'ERburnerl- Set L_ _

[- I
SDATE: March 1, 1982

BULLETIN NO. 9 A

NOTICE: THIS BULLETIN REPLACES SERVICE BULLETIN #9 DATED 5/5/80

SUBJECT: COMBUSTION HEAD ASSEMBLY DIMENSIONS - REVISED

The primary design feature resulting in the extreme high efficiency
achieved by INTERburner is found in the combustion head assembly.
The dimensions associated with this design are therefore, critical
and must be accurately maintained. When ever the combustion head is
removed from the nozzle adapter, make certain that it is properly
re-positioned in accordance with the dimensions indicated on the
drawing below.

The dimension from the face of the nozzle adapter to the face of
the nozzle itself will vary slightly from one nozzle manufacturer
to another and must be compensated for by positioning the combustion
head in relationship with the nozzle.

Note: When replacing the combustion head assembly, position the
round collar against the hex shoulder of the nozzle adapter and
tighten the set screw. If the dimension from the nozzle face of
the spinner is not within 1/8" to 3/16", it should be adjusted to
the correct dimension.

ALWAYS CHECK THE DIMENSION FROM THE NOZZLE FACE TO THE BACK FACE OF
THE SPINNER AND MAINTAIN 1/8" MINIMUM TO 3/16" MAXIMUM CLEARANCE.

ALWAYS CHECK THE CENTERING OF THE NOZZLE IN THE COMBUSTION SPINNER.
FAILURE TO DO THIS MAY RESULT IN IMPINGEMENT OF OIL SPRAY, COKING
OF SPINNER OR LOPSIDED FIRE.

1/8'MIN.TO 3/16' MAX.
____Nozzle MUST be

CENTERED in COMBUSTION
HEAD

SLOAN VALVE COMPANY- 10500 SEYMOUR AVENUE- FRANKLIN PARK, ILLINOIS 60131
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INTELRburner .,,, - -- - - .I. . .

ri/SLOAN

DATE: March 1, 1982

BULLETIN NO. 10 A

NOTICE: THIS BULLETIN REPLACES SERVICE BULLETIN #10 DATED 9/28/81

SUBJECT: PROPER NOZZLE SELECTION - REVISED

This nozzle selection chart has been revised as shown below:

BURNER SETTING & NOZZLE CHART

ADJUSTING BLOCK POSITION
NOZZLE

SPECIFICATION 1 2 3 4 7

70" -80- .40-.60 - --

600 .65 .75-.90 1.0-1.25 -

450 - 1.35-1.50 1.65-2.0

(NOTE:CHART RECOliENDATIONS BASED ON PUMP PRESSURE OF 100 PSI)

These recommendations are general and apply to the usual or average
conditions that occur in the typical retro fit installation. We
further amend these recommendations to the effect that, in low
firing rate installations of .75 GPH or less, the hollow nozzle is
preferable. Similarly, we recommend the solid nozzle for installations
over .75 GPH. However, the Installer must recognize his responsibility
to evaluate flame pattern as affected by variations in chamber size
and shape for optimum nozzle selection in each installation.

The most detailed reference guides for proper nozzle selection in
various.firing conditions are available from the nozzle manufacturer.
The Installer should always carry one with him as an aid to achieving

the correct flame patterning for a specific installation. Historically,
we know that 80% of service problems relate back to incorrect nozzle
selection. Therefore, your extra caution in this regard is paid back

to you in the elimination of future trouble calls.

At times it may be necessary to increase the pump pressure to obtain
a more desirable flame pattern. When increasing pump pressure, it
is mandatury to refer to the nozzle manufacturers flow rate and

.". pressure chart ( or Bulletin No. 7) to determine the new nozzle flow

N! rate.

After the new flow rate has been determined, refer to the INTERburner
'V burner setting and nozzle selection chart for recommended spray angle

and adjusting block position.

REFER TO BULLETIN NO. 9A FOR PROPER COMBUSTION HEAD SETTING.

' SLOAN VALVE COMPANY 10500 SEYMOUR AVENUE FRANKLIN PARK, ILLINOIS 60131
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" DATE: Fiebruary 16, 1983

BULLETIN NO. 11

NOZZLE BULLETIN

EFFECTIVE WITH DEPLETION OF CURRENT INVENTORY THE MARK I INTERburner WILL BE
SHIPPED LESS NOZZLE.

THIS CHANGE IS BEING MADE TO AVOID THE POSSIBILITY OF CONTAMINATION OF THE
INSTALLED NOZZLE DUE TO POSSIBLE EXCESSIVE STORAGE TIME, AND TO ASSURE THAT
A CORRECT NOZZLE SELECTION IS MADE.

A FRESH NOZZLE IS ALWAYS RECOMMENDED FOR A NEW BURNER INSTALLATION. MANY TIMES
THE INSTALLATION HAS-BEEN MADE USING THE NOZZLE SHIPPED WITH THE BURNER. THIS
NOZZLE CAN BECOME PARTIALLY CLOGGED DUE TO THE BREAKDOWN OF THE OIL DURING
STORAGE. THE RESULT CAN BE UNSATISFACTORY BURNER OPERATION.

WE WOULD REPEAT OUR STANDARD QII INSTRUCTION THAT THE NOZZLE SELECTION IS
DICTATED BY THE REQUIREMENTS OF THE INDIVIDUAL INSTALLATION. THERE IS NO
UNIVERSAL NOZZLE SIZE, SPRAY, OR POINT TYPE. THIS DETERMINATION MUST BE
MADE ON THE JOB AT THE TIME OF INSTALLATION.

C-4
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MANUAL NO. 15,0005,OOO 11-82

INSTALLATION SERVICE AND OPERATING MANUAL

QERTLI AMERICAN
OIL BURNER
MODEL-OE-1

475

277 198
10 .9 " ri 7.8 " 1

1"0

250

9.844

STANDARD

357 387
14.05" 15.2-

277 0o 149
10.9"1 3.14' 9. 371 514

I L

- -- 26
250 1282

9.84" 180.8 11.1"

7.11.4

SHORT

QRTLIAR CAH
PHONE: N. Y. C. (212) 895-2196; (516) 543-4600. Outside N. Y. State Toll Free (800) 645-4504

ABC SUNRAY CORP., 85 AUSTIN BLVD.. COMMACK, N.Y. 11725
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INSTALLATION, SERVICE AND OPERATING MANUAL
MODEL OE-1 OIL BURNER

TECHNICAL DESCRIPTION
* Bumer Data

" ~..COMBUSTION
" "-" INITION FUEL

OPENING RATING PRIMARY TRNITORMER
TYPE HEAD "A" CPH CONTROL MOTOR TRANSFORME UNIT WEIGHT

OE-1-1 1 2.5 0.5- 1.0 Cad Cell 110V 60 CY Primary Sundstrand0E-1-2 2 2.6" 1.3 Control With I PH 110W 110V Webster 14 Lb.
0.85-1.35 Interrupted Capacitor Secondary Danfoss

OE-1-3 3 2.7" 1.1 - 2.00 Ignition Start 10.OOOV

The burner must be matched to the precise boiler back pressure.
Nozzles 45 solids are recommended. 60 solids may also be used.

'd$ Dimensions

----- ---

.4'

ELECTRODE SETTING S

% (FIG.I )

2.

I, I.?

FLAME TUBE .2"

IDENTIFICATION:

-~ I T

I = 0.5 - 1.0 TUBE IN INCHES W -WHITE RODGERS

""2 z O025-1.35 4"OR 8" H- HONEYWELL
"-3 a I.1 -2.0
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INSTALLATION INSTRUCTIONS
#2 FUEL OIL BURNERS

,1. UNPACKING
1.1 When unpacking the burner, be sure all loose packages are inspected for contents. Check

the packing list, electrical rating (voltage, hertz) and for concealed damage.

2. FUEL TANK

2.1 All oil storage tanks must be U.L. listed and installed according to the National Board of Fire
* -. Underwriters or local ordinances whichever has precedence.

2.2 All pipe connections on underground buried tanks must have swing joints except the sounding
well (stick well).

2.3 The fill line must pitch toward tank 1/4" per ft.

2.4 The vent pipe should not be less than 11 'I" I.P.S. and equipped with an approved vent cap. Pitch
the vent pipe toward tank 4" per ft.

2.5 The tank gauge should be installed so that the float will not be under the fill line. On
underground tanks, protect the bulb and gauge line inside the tank with rigid iron pipe.

3. OIL PIPING
3.A 275-Gal. Basement Tanks - Gravity Feed.
3.1 Use /2" O.D. copper tubing with flared fittings. Consult the pump manufacturer's specifica-

tions for other sizes and iron pipe substitution.
3.2 Install an approved hand valve in the tank outlet and close to burner fuel pump ahead of the

filter. Connect the filter to the pump with a copper tube pigtail. Do not connect rigid pipe directly
to the pump.
A return line is not required for this type installation.

3.4 If more than one burner is connected to suction line, the tank bottom must be above both
burner pumps and the size of line and filter must be increased.

3.B Underground or Vaulted Tanks.
3.5 Use 2" O.D. copper tubing with flared fittings for suction and return lines to avoid

underground connections. If the local regulations require rigid pipe, use black wrought iron and
malleable fittings with double swing joints to prevent breakage in case the tank settles. (Con-
sult the pump manufacturer's specifications for other sizes and iron pipe substitutions.)

3.6 Both suction and return lines should extend to within 4" of the tank bottom.
3.7 Slip fittings should be used on the tank for copper suction and return lines. Double-tapped

bushings can be used with wrought-iron pipe; however, a bushing welded to the dio tuhp in
preferred.

3.8 Install, in the suction line at an outside wall, an approved hand valve and spring loaded ball
check. When the tank is vaulted and the bottom of the tank is on the same level as the burner,
install a vertical check valve as close to the top of the tank as practical.

3.9 If the bottom of the tank is above the level of the burner, an anti-siphon valve is usually required
at the highest point.

3.10 Install an approved hand valve close to the burner pump, ahead of the filter, and connect the
filter to the pump with a copper tube pigtail.

3.11 Install a copper tube pigtail between the pump and spring-loaded ball check in the return line.
3.12 Avoid fastening suction and return lines to floor beams. If necessary to do so, use loose fitting

hangers with soft rubber lining to prevent noise transmission.
3.13 A separate suction line should be used for each burner. A common return line may be used, pro-

vided a spring-loaded ball check is installed in the return pipe from each fuel unit.

C-47
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4. FUEL OIL FILTER
4.1 A filter is recommended in the suction line.

4.2 Size the filter acncording to g.p.h. of the nozzle on single pipe installations.

4.3 Use larger filters on 2-pipe systems (20 to 30 g.p.h. filter rating).

5. INSTALLATION

5.1 Use a base or flange mounting, whichever is the most practical for the installation. Follow the
heating appliance manufacturer's recommendations where applicable.

5.2 Make sure the burner is level.

5.3 Pitch the air tube down approximately 2° toward the nozzle end.

5.4 The end of the inner air tube should be 4" back to flush with inside of the chamber wall.
Improper insertion will distort the fire for the standard 8" tube length. The short tube (3.3" long)
can be inserted inside the firing zone in wet base boilers, provided there is no flame impinge-
ment and the tube side is completely sealed.
Note: It is easier to install the outer tube with a universal flange application first. Seal the outer
tube with an appropriate material and then cradle in with the gasket in between the burner and
the tube. Hence, securing the outer flange and the tube first and then cradling in the burner
becomes the easier installation. See Fig. 2.

CHAMBER WALL

Z_- OUTER TUBE

INNER TUBE

2-TOFLUSH
4

(FIG. 2)

6. NOZZLES,,

6.1 Use a nozzle of the proper size, type and spray

pattern as indicated for the burner model. 45°

solids are recommended; 600 solids may also
be used.

6.2 Always remove the nozzle assembly to install

or replace the nozzle.
o." . . .. 7

,.- 6.3 The nozzle assembly can be removed step by

step as follows:
a) Open up the cover by removing the cover screw.

See Fig. 3.

C-48 (FIG. 3)
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b) Disconnect the oil line to the nozzle assembly. d) Disconnect the ignition cables at transformer.

See Fig. 4. e) Use a screwdriver to loosen the assembly bracket.

Then remove ent ire assembly by pulling backward.

~ See Fig. 6.

~~';6

(FIG. 4) (FIG. 6)

c) Remove the side screw holding the nozzle fiThe flame retention cup can now be removed
assembly. See Fig. 5. since it is only pressure fitted. The electrode

holder can then be pulled off the nozzle
adaptor easily. See Fig. 7.

(FIG. 5) (FIG. 7)
C-4 9
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6.4 Use two wrenches to tighten the nozzle.

6.5 The nozzle must be tight to prevent an oil leak and burning after the burner has shut off.

6.6 A device which shall be referred to as a "pill" may be used to eliminate air trapped between the
nozzle and the nozzle adaptor. This triple holed device may be inserted or removed easily with
an allen key. See Fig. 8.

HPILL"

(FIG. 8)

FRONT VIEW SIDE VIEW

Note: This device speeds up removal of air trapped inside the nozzle adaptor; air in the adaptor

is the main cause of after drip.

6.7 Reinstall nozzle assembly.

6.8 Insert nozzle assembly Into air tube.

6.9 Push forward to seat nozzle assembly bracket into slot at the right side of the burner housing.

6.10 Apply a forward pressure with a screwdriver at the left side of the nozzle assembly bracket to
align the hole in the bracket with the hole in the housing. See Fig. 9.

6.11 Secure nozzle assembly bracket with the slotted hex head screw.

6.12 Reconnect the Ignition cables.

6.13 Reconnect the nozzle oil line.

(FIG. 9)

F0 7. THE ELECTRODE ASSEMBLY

7.1 The nozzle and electrode positions are shown in Fig. I (Refer to page 2) The electrodes and
nozzle adaptor will position themselves to Fig. 1 specs by means of flat surfaces and stops on
the electrode porcelains and nozzle adaptor.

C-5 2



8. CHIMNEY

-.. 8.1 Follow the recommendations of the heating appliance manufacturer.

8.2 The chimney should extend above the roof line and above or away from surrounding objects. It
should be tile-lined, with no obstructions and be in a good state of repair, with no leaks.

8.3 The smoke pipe should be inserted flush with the inside of the chimney tile, and sealed in
5.. place.

8.4 All cleanout doors should be sealed.

- 9. DRAFT REGULATORS
9.1 The use of a draft regulator is recommended and should preferably be mounted in the smoke

pipe.

" 9.2 Use a draft gauge to adjust to the proper opening. See "draft" 14.1.

-' 9.3 The above may not apply to pressurized fire box boilers: Follow instructions furnished with
boilers.

10. AIR FOR COMBUSTION
10.1 A separate fresh air inlet to the boiler room is required for proper combustion.
10.2 An opening of one square inch per 1,000 BTUH input is recommended.

10.3 If the opening is screened, the area should be increased by as much as 50%.
10.4 The boiler room must be closed off from any area where supply or exhaust fans are installed.

S,11. COMBUSTION CHAMBERS
THIS DOES NOT APPLY TO PACKAGED UNITS WHERE THE CHAMBER IS SUPPLIED

11.1 Refer to the chart for the correct chamber dimensions. Chambers may vary slightly but should
maintain the floor area shown in Table 1.

TABLE 1
MINIMUM COMBUSTION AREA FOR CONVERSION

" FIRING RATE NOT APPLICABLE FOR IIBIR OR SIBII RATED BOILERIBURNER UNITS RADIATION

- "Boiler Crown

Sheet to Center
ot Nozzle & Floor

Length Width Height to Center of cloor Area Stean Water Air B7U
* G.P.H. (1.) (In.) (In.) Nozzle (In.) (Sq. In.) (Sq. Ft.) (Sq. Ft.) X 1000

0.50 9 7 8 6 63 200 240 55
0.75 9 8 9 6 72 300 480 84

":- 1.00 10 8 9 7 80 400 640 112

.5.

1.25 11 9 10 7 99 500 800 140
. 1.35 11 10 11 7 110 540 864 151

1.50 12 10 11 7 120 600 960 168
..1

1.65 13 11 12 7 143 660 1056 185
.- 1.75 13 12 13 7 156 700 1120 196

2.00 15 12 13 7 180 800 1280 224

,C.-5

..

% -.
,N ',,,, , .. ,., ." , ,' 9/ -,, S ,,.. €,... ,. .. * .%,Sh, ,,, %;v;, -;,. ,, ,, . q'.. ,,,I;'\. • *', . {,' .'.. ,. '.- '.- . .. . ', " ,.-..' ".. . . . ,



-',

12. WIRING
12.1 All wiring must comply with the National Electric Code and local ordinances.

12.2 Refer to the diagram supplied with the burner or controls. A typical wiring schematic is enclos-
ed for Intermittent ignition. See Fig. 10.

J, Box

-I LIMIT - -O -LI

GRO UNQ ORN L . . . 120 VI II

VL"IPRIMARY ORN, _,

YLBLK DELAYED OIL1 H

B LK TRANSFORMER H

CAD.
CELL WHT WHT ,0 NEUTRAL L2

BLU
NO. DA47272

NOTE:

I. SET ROOM THERMOSTAT FOR 0.38 AMP (24 VOLTS)

2. PLACE JUMPER ON T-T TERMINALS IF ROOM THERMOSTAT IS NOT USED.

3 FACTORY WIRING FIELD WIRING------

( FIG. 10 )

12.3 Use a 1050 C thermoplastic wire - Do not use less than #14 AWG wire.

12.4 Do not fasten conduit or BX cable to hot surfaces.

13. STARTING THE BURNER
13.1 Be sure the boiler, If used, is filled with water. Be sure the oil tank is filled, all valves open and

controls set to allow burner operation.

13.2 Open the burner air adjustment partially, open the fire or Inspection door and turn on the ser-
vice switch. Adjust draft regulator for maximum chimney draft.

13.3 Prime the fuel pump according to the manufacturer's recommendations and check the pump
pressure. Pump pressure at 125 psi. See Table 2.

13.4 If a safety lockout occurs, reset after 1 to 2 minutes.

13.5 Do not run the fuel unit dry for more than 5 minutes.

ii" C-54
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TABLE NO. 2

CALCULATED DELIVERY RATES OF NOZZLES AT VARIOUS PRESSURES
PUMP PRESSURE IN PSIG

100 105 110 115 120 125 130 135 140 145 150

0.5 .51 .52 .54 .55 .56 .57 .58 .59 .6 .61

0.65 .67 .68 .7 .71 .73 .74 .76 .77 .78 .8

0.75 .77 .79 .8 .82 .84 .86 .87 .88 .9 .92

0.85 .87 .89 .91 .93 .95 .97 .99 1.01 1.02 1.04

1.0 1.03 1.05 1.07 1.09 1.12 1.14 1.16 1.18 1.20 1.23

1.1 1.13 1.15 1.18 1.20 1.23 1.25 1.28 1.30 1.32 1.35

1.2 1.23 1.26 1.29 1.31 1.34 1.37 1.39 1.42 1.44 1.47

1.25 1.28 1.31 1.34 1.37 1.39 1.42 1.45 1.48 1.50 1.53

1.35 1.38 1.42 1.45 1.48 1.51 1.54 1.57 1.59 1.62 1.65

1.50 1.54 1.57 1.61 1.64 1.67 1.71 1.74 1.77 1.80 1.84

1.65 1.69 1.73 1.77 1.81 1.84 1.88 1.92 1.95 1.99 2.02

- 1.75 1.79 1.83 1.88 1.92 1.95 1.99 2.03 2.07 2.11 2.14
2.00 2.05 2.09 2.14 2.19 2.23 2.28 2.32 2.36 2.41 2.45

5-. BURNER CAN BE FIRED AT HIGHER PRESSURES OF 125 TO 130 PSI WHERE BETTER PERFORMANCES ARE
OBTAINED. THEREFORE, PUMPS ON THESE BURNERS ARE ADJUSTED FOR 130 PSI WHEREBY YOUP.
DELIVERY RATES WOULD BE HIGHER AS INDICATED IN ABOVE TABLE. THEREFORE, PLEASE SELECT YOUR
NOZZLES AS PER TABLE DELIVERY AT 125 OR 130 PSIG.

13.6 Prime the pump with oil on long suction lines.

13.7 When the fire is established, make a temporary air adjustment to clear any smoke. Leave the
fire door open until the combustion chamber is dry. Modern chambers contain organic binder
which must be baked out before final burner adjustments can be made. Allow at least 15
minutes firing to "dry" the chamber. When normal temperatures are reached, close the inspec-

'- tion (fire) door, adjust the draft and the air shutter for a clean fire. See Fig. 11.

~(FIG. 11)
SC-55



" 14. DRAFT
14.1 After the appliance and chamber are up to normal operating temperature, set the draft regulator

to get -.02" W.C. over the fire. Use a draft guage.

15. FINAL CHECKOUT
15.1 Use a smoke tester and set the burner air adjustment for not more than a #1 smoke (Shell

Bacharach scale).

15.2 Recheck the draft and take a C02 reading over the fire and in the breeching. The C02 reading
should be between 11% and 13%.

15.3 If #1 smoke is measured, and C02 is less than 11%, while firing into a suitable firebox, check
for air leaks into the firebox and flues. Seal all leaks found, using non-asbestos furnace cement,
and recheck C02.

15.4 Open the fire door, turn off the oil valve and check out the safety timing of the combustion
control.

15.5 Check the operation of the limit controls and the thermostat.

15.6 Check for oil leaks.
All installations should be reinspected after 1 to 2 weeks of normal operation.

OIL BURNER OPERATING INSTRUCTIONS

% % This Burner is listed by UNDERWRITERS' LABORATORIES, INC., and other agencies for
,, fuel oil not heavier than No. 2 commerical standard CS-12-48

Date

DATA

Stack C02% Over fire C02%

Air Shutter Setting Smoke Spot No.

Stack Temp. F. °  Room Temp. F. ° _1

Net Stack Temp. F. Stack Draft In. W.C.

Overfire Draft In. W.C. Nozzle Installed gal./hr.

Spray Angle 0 Boiler Mfg.

Chamber Size Combustion Efficiency

WHEN SERVICE OR REPAIRS ARE REQUIRED CAUTION

Call DO NOT use gasoline, crankcase oil or any oil
containing gasoline.

Day telephone -Night telephone
DO NOT Incinerate garbage or refuse in

Always give the following information: this unit.
40 .,,e

Burner Model _ Serial No. DO NOT tamper with burner or controls -

CALL YOUR SERVICEMAN.
Date installed

HANG NEAR BURNER

C-56
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MANUAL NO. 17,000/500019-82

INSTALLATION SERVICE AND OPERATING MANUAL

,-RTLI AMERICAN
OIL BURNER

MODELOE-2

12 6 ,
-p.

-~ OE-22
I . 6 _ _

OE-21

PHONE: N. Y. C. (212) 895-2196; (516) 543-4600. Outside N. Y. State Toll Free (800) 645-4504

ABC SUNRAY CORP., 85 AUSTIN BLVD.. COMMACK, N.Y. 11725
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INSTALLATION, SERVICE AND OPERATING MANUAL
*MODEL OE-2 OIL BURNER

ECHNICAL DESCRIPTION

,JRNER DATA

COMBUSTION

TYPE HEAD OPENING RATING PRIMARY MOTOR AIR IGNITION FUEL WEIGHT

A GPH. CONTROL BOX TRANSFORMER UNIT

OE-2 3.I 1.65 - 3.5 CAD CELL IO V 6O HZ SIDE AIR PRIMARY U.L. LISTED 43LB

CONTROLWITH I PH 240 W DAMPER 110 V CAPABLE

OE -2 2 4.." 3.25 - 6.0 INTERRUPTED CAPACITOR BOTTOM AIR SECONDARY OF 200 PS.I 45 LB
a IGNITION START SHUTTERS 12,000 V

AE BURNER MUST BE MATCHED TO THE PRECISE BOILER BACK PRESSURE.
O OZZLES 450 SOLIDS ARE RECOMMENDED. 30- 60, AND O- SOLIDS MAY ALSO BE USED.

A: 0- 3"
,:s,':;., 16 I-

,,,i

1
3m A

5:,.

ELECTRODE SETTING
S Fig. 1

c.': IDENTIFICATION:

-'.- OE-2 1 10H

BURNER TYPE L RATING LENGTH OF FIRING CONTROL

I : 1.65-3.5 TUBE IN INCHES H - HONEYWELL

2 = 325-6.0 W- WHITERODGERS
%',5

'5

-2 C-5 8
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,', INSTALLATION INSTRUCTIONS
# 2 FUEL OIL BURNERS

1. UNPACKING

1.1 When unpacking the burner, be sure all loose packages are inspected for contents. Check the
.-0 packing list, electrical rating (voltage, hertz) and for concealed damage.

2, FUEL TANK

2.1 All oil storage tanks must be U. L. listed and installed according to the National Board of Fire
Underwriters or local ordinances, whichever has precedence.

2.2 All pipe connections on underground buried tanks must have swing joints except the sounding

well (stick well).

, 2.3 The fill line must pitch toward %" per ft.

2.4 The vent pipe should not be less than 1%" I. P. S. and equipped with an approved vent cap. Pitch
the vent pipe toward tank %" per ft.

2.5 The tank gauge should be installed so that the float will not be under the fill line. On under-
ground tanks, protect the bulb and gauge line inside the tank with rigid iron pipe.

3. OIL PIPING

3.A 275-Gal. Basement Tanks-Gravity Feed.

3.1 Use ' 0. D. copper tubing with flared fittings. Consult the pump manufacturer's specifications
for other sizes and iron pipe substitution.

3.2 Install an approved hand valve in the tank outlet and close to burner fuel pump aheaa of the
filter. Connect the filter to the pump with a copper tube pigtail. Do not connect rigid pipe direct-
ly to the pump.

3.3 A return line is not required for this type installation.

3.4 If more than one burner is connected to suction line, the tank bottom must be above both burner
pumps and the size of line and filter must be increased.

3.8 Underground or Vaulted Tanks

3.5 Use Y2" 0. D. copper tubing with flared fittings for suction and return lines to avoid underground
connections. If the local regulations require rigid pipe, use black wrought iron and malleable
fittings with double swing joints to prevent breakage in case the tank settles. (Consult the pump
manufacturer's specifications for other sizes and iron pipe substitutions.)

3.6 Both suction and return lines should extend to within 4" of the tank bottom.

3.7 Slip fittings should be used on the tank for copper suction and return lines. Double-tapped
bushings can be used with wrought-iron pipe; however, a bushing welded to the dip tube is
preferred.

3.8 Install, in the suction line at an outside wall, an approved hand valve and spring loaded ball
check. When the tank is vaulted and the bottom of the tank is on the same level as the burner,
install a vertical check valve as close to the top of the tank as practical.
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., ~ 3.9 If the bottom of the tank is above the level of the burner, an anti-siphon valve is usually required
- at the highest point.

3.10 Install an approved hand valve close to the burner pump, ahead of the filter, and connect the
filter to the pump with a copper tube pigtail.

'- 3.11 Install a copper tube pigtail between the pump and spring-loaded ball check in the return line.

3.12 Avoid fastening suction and return lines to floor beams. If necessary to do so, use loose fitting
hangers with soft rubber lining to prevent noise transmission.

3.13 A separate suction line should be used for each burner. A common return line may be used,
provided a spring-loaded ball check is installed in the return pipe from each fuel unit.

4. FUEL OIL FILTER

4.1 A filter is recommended in the suction line.

4.2 Size the filter according to GPH of the nozzle on single pipe installations.

" "" 4.3 Use larger filters on 2-pipe systems (20 to 30 GPH filter rating).

5. INSTALLATION

5.1 Use a base or flange mounting, whichever is the most practical for the installation. Follow the
heating appliance manufacturer's recommendations where applicable.

5.2 Make sure the burner is level side to side.

5.3 Pitch the air tube down approximately 20 toward the nozzle end.

*. 5.4 The end of the air tube should be " back to flush with inside
of the chamber wall. Improper

S"insertion will distort the fire. See Fig. 2.

CHAMBER WALL

/ BLAST TUBE

---

'/T FL Fig. 2
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6. NOZZLES

6.1 Use a nozzle of the proper size, type and
spray pattern as indicated for the burner
model. 45* solids are recommended; 600
solids may also be used (Ref. Page 2).

6.2 Always remove the nozzle assembly to
install or replace the nozzle.

-4 6.3 The nozzle assembly can be removed step
by step as follows: A

Fig. 3

a) Open up the cover by removing the d) Turn assembly to 900 clockwise.
cover screws. See Fig. 3.

e) Then pull assembly straight backwards
b) Disconnect the oil line to the nozzle slowly.

assembly. See Fig. 4. .
c) Disconnect the ignition cables at trans-

former.

-"

C...

Fig. 4
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6.4 Flame retention cup can be removed from the bracket using a screwdriver as shown in the Fig. 4A.

6.5 Similarly, flame retention cup can be installed by forcing it as shown in the Fig. 4B, first by match-
ing two notches, and then by forcing for the third notch.

. ,,

.-•~

F ig. 4A Fig. 48

7. CHIMNEY

7.1 Follow the recommendations of the heating appliance manufacturer.

7.2 The chimney should extend above the roof line and above or away from surrounding objects.
It should be tile-lined, with no obstructions and be in a good state of repair, with no leaks.

7.3 The smoke pipe should be inserted flush with the inside of the chimney tile, and sealed in place.

7.4 All cleanout doors should be sealed.

8. DRAFT REGULATORS

8.1 The use of a draft regulator is recommended and should preferably be mounted in the smoke
pipe.

8.2 Use a draft gauge to adjust to the proper opening. See "draft" 13.1.

8.3 The above may not apply to pressurized fire box boilers: Follow instructions furnished with
boilers.

-'6
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9. AIR FOR COMBUSTION

9.1 A separate fresh air inlet to the boiler room is reauired for proper combustion.

9.2 An opening of one square inch per 1,000 BTUH input is recommended.

9.3 If the opening is screened, the area should be increased by as much as 50%.

9.4 The boiler room must be closed off from any area where supply or exhaust fans are installed.

10. COMBUSTION CHAMBERS

THIS DOES NOT APPLY TO PACKAGED UNITS WHERE THE CHAMBER IS SUPPLIED

10.1 Refer to the chart for the correct chamber dimensions. Chambers may vary slightly but should
maintain the floor area shown in Table 1.

TABLE I
MINIMUM COMBUSTION AREA

FIRING MINIMUM COMBUSTION AREA RADIATION
RATE

Boiler
Crown Sheet Floor Air
To Center To Center Steam Water BTU

G.P.H. Length Width Height Of Nozzle Of Nozzle Sq. Ft. Sq. Ft. X 1000

1.65 13 12 12 7 7 660 1056 185
1.75 13 13 13 7 7 700 1120 196
2.00 15 13 13 7 7 800 1280 224
2.50 16 14 14 7 7 1000 1600 280
3.00 17 15 15 7% 7% 1200 1920 336
3.50 20 15 15 7% 71A 1400 2240 392
4.00 21 16 16 8 8 1600 2560 448
4.50 24 16 16 8 8 1800 2880 504
5.00 25 17 17 8% 8% 2000 3200 560
5.50 27 17 17 8% 8% 2200 3520 6166.00 27 18 18 9 9 2400 3840 672
6.50 27 19 19 9 9% 2600 4160 728
7.00 29 19 19 9% 9% 2800 4480 784

.10

Fig. 5Fig. 6
OE-21 Fig. 5
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S 11. WIRING

11.1 All wiring must comply with the National Electric Code and local ordinances.

11.2 Refer to the diagram supplied with the burner or controls. A typical wiring schematic is enclosed
for intermittent ignition. See Fig. 7.

J, Box

8LK. BLK. r HOTT'-L

LIMI --° -LI
L_ ' PRIMARYI I! L

YL CONTROL WHT

B1 VALVES

WHT _J I WHT 1 NEUTRAL L2

BLU

NO. DA47272

NOTE:
1. Set room thermostat for 0.38 AMP. (24 volts)
2. Place jumper on T-T terminals if room thermostat is not used.
3. Factory wiring Field wiring ----------- Fig. 7

11.3 Use a 105°C thermoplastic wire-Do not use less than #14 AWG wire.

11.4 Do not fasten conduit or BX cable to hot surfaces.

12. STARTING THE BURNER

12.1 Be sure the boiler, if used, is filled with water. Be sure the oil tank is filled, all valves open and
controls set fo allow burner operation. Be sure the nozzle assembly is correctly positioned for
the input (nozzle size) used (Ref. Table 2).

12.2 Open tne burner air adjustment partially, (Ref. Fig. 5 and 6) open the fire or inspection door
and turn on the service switch. Adjust draft regulator for maximum chimney draft.

" 12.3 Prime the fuel pump according to the manufacturer's recommendations and check the pump
pressure. Pump pressure at 180 psi. (Recommended pressures are 160 through 180 psi.) See
Table 2.
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12.4 If a safety lockout occurs, reset after 1 to 2 minutes.

12.5 Do not run the fuel unit dry for more than 5 minutes.

TABLE NO. 2

CALCULATED DELIVERY RATES OF NOZZLES AT VARIOUS PRESSURES
(Pump Pressure In PSIG)

. 100 150 155 160 165 170 175 180 185 190 195 200

1.35 1.65 1.18 1.71 1.73 1.76 1.78 1.81 1.84 1.86 1.89 1.91
1.5 1.84 1.87 1.90 1.93 1.95 1.98 2.01 2.04 2.07 2.09 2.12

L4 1.65 2.02 2.05 2.09 2.12 2.15 2.18 2.21 2.24 2.27 2.30 2.33
" 1.75 2.14 2.18 2.21 2.25 2. 8 2.31 2.35 2.38 2.41 2.44 2.47

N 1.85 2.26 2.30 2.34 2.38 2.41 2.45 2.48 2.52 2.55 2.58 2.62
2.0 2.45 2.49 2.53 2.57 2.61 2.64 2.68 2.72 2.76 2.79 2.83

z 2.25 2.75 2.80 2.85 2.89 2.93 2.98 3.02 3.06 3.10 3.14 3.18
A-2.5 3.06 3.11 3.16 3.21 3.26 3.31 3.35 3.40 3.45 3.49 3.53

2.75 3.37 3.42 3.48 3.53 3.59 3.64 3.69 3.74 3.79 3.84 3.89
3.00 3.67 3.73 3.79 3.85 3.91 3.97 4.02 4.08 4.13 4.19 4.24

0 3.50 4.29 4.36 4.43 4.49 4.56 4.63 4.69 4.76 4.82 4.89 4.95
4.00 4.90 4.98 5.06 5.14 5.21 5.29 5.37 5.44 5.51 5.58 5.66
4.5 5.51 5.60 5.69 5.78 5.87 5.95 6.04 6.12 6.20 6.28 6.36

12.6 Prime the pump with oil on long suction lines.

12.7 When the fire is established, make a temporary air adjustment to clear any smoke. Leave the fire
door open until the combustion chamber is dry. Modern chambers contain organic binder which
must be baked out before final burner adjustments can be made. Allow at least 15 minutes firing
to "dry" the chamber. When normal temperatures are reached, close the inspection (fire) door,
adjust the draft and the air shutter for a clean fire. See Fig. 5 for OE-21 series. For OE-22 series,
see Fig. 6 to adjust the air and lock it with side nut. Extra fine tuning can be achieved by dialing
the knob (See Fig. 8).

4

Fig. 8
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13. DRAFT

13.1 After the appliance and chamber are up to normal operating temperature, set the draft regulator
to get -. 02" W. C. over the fire. Use a draft gauge.

14. FINAL CHECKOUT

14.1 Use a smoke tester and set the burner air adjustment for not more than a #1 smoke (Bacharach
scale).

14.2 Recheck the draft and take a CO2 reading over the fire and in the breeching. The CO2 reading
should be between 11% and 13%.

14.3 If #1 smoke is measured, and CO2 is less than 11%, while firing into a suitable-firebox, check for
air leaks into the firebox and flues. Seal all leaks found, using non-asbestos furnace cement, and
recheck CO 2 ,

14.4 Open the fire door, turn off the oil valve and check out the safety timing of the combustion
control.

14.5 Check the operation of the limit controls and the thermostat.

14.6 Check for oil leaks.
All installations should be reinspected after 1 to 2 weeks of normal operation.

4

OIL BURNER OPERATING INSTRUCTIONS

This Burner is listed by UNDERWRITERS' LABORATORIES, INC., and other agencies for
fuel oil not heavier than No. 2 commercial standard CS-12-48.

Date

DATA

Stack C02% Over fire C02%
Air Shutter Setting Smoke Spot No.
Stack Temp. F°  Room Temp F_
Net Stack Temp. F* Stack Draft In. W. C.
Overfire Draft In. W. C. Nozzle Installed gal./hr.

* Spray Angle _________________ Boiler Mfg.
Chamber Size Combustion Efficiency

WHEN SERVICE OR REPAIRS ARE REQUIRED CAUTION

Call DO NOT use gasoline, crankcase oil or any oil

, , Day telephone _ Night telephone containing gasoline.

DO NOT incinerate garbage or refuse in this
Always give the following information: unit.

Burner Model Serial No. DO NOT tamper with burner or controls-
CALL YOUR SERVICEMAN.

Date installed

,HANG NEAR BURNER

C-68

,... , ,5, , ..., , .. , ., ,.,% , ,. ...... ,.. ., ................ .,. ..... .,. ..
r-e .".r , r ' ,, - r .• .1 ., " " d • " " |- d"5" " -' ,



-. / iw HS-

4"-777. .. .. 7 777 777 . 7777 -- :-J

THE~~~ ~ SCTS EZE OPN

WAYNE HOME EQUIPMENT DIVISION OIL
801 Glasgow Avenue BURNER

Fort Wayne, Indiana 46803 BURNER
Palent Pending Manual 21663

FOR YOUR SAFETY
DO NOT STORE OR USE GASOLINE OR OTHER
FLAMMABLE VAPORS AND LIQUIDS IN THE
VICINITY OF THIS OR ANY OTHER APPLIANCE.

SPECIFICATIONS

FIRING CAPACITIES - Model HS
0.50 to 3.00 GALLONS PER HOUR

AA 70,000 to 420,000 BTU/HR INPUT

FUELS
Use No. 1 or No. 2 heating oil (ASTM D-396) only

WARNING: NEVER ATTEMPT TO USE GASOLINE AS A FUEL FOR THIS
BURNER, AS IT IS MORE COMBUSTIBLE AND COULD RESULT

IN A SERIOUS EXPLOSION.

ELECTRICAL
Power Supply ...... 115V/60HZ/1PH
Motor ............. 3450RPM N.E.M.A. Flange, Manual Reset Overload Protection
Ignition ........... 10,O00V/23MA Secondary, Continuous Duty-Shielded Interrupted
50 HERTZ BURNERS AVAILABLE ON SPECIAL ORDER

FUEL UNIT
Sundstrand or Webster

DIMENSIONS (Standard)
H eight .................................... 12'/2 "
W idth ..................................... 12 1/,"
D epth ..................................... 73/."
Center Line of Tube to Floor .................. 7"

MOUNTING
Rigid Flange, Adjustable Flange, or Base Mount
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AFi ROVALS

The burner is U/L listed for use with Group I or Group II primary safety controls State and local ipprovals are shown on burner
rating label. All burners should be installed in accordance v.!th the National Fire Proteclion Association, and in complete accord.
ance with all local codes and authorities having lurisdiction Regulations of these authorities lake precedent over the general in.
structions provided in this manual.

GENERAL INFORMATION

HEATING PLANT - Before placing this burner in a conversion installation, try to provide adequate space to service the burner
properly when installing for easy maintenance. The heating system should be carefully inspected for defects and cleanliness. if
proper performance is to be obtained. An oil burner is only a means of supplying heat for the firebox and from there the heating
system must absorb and circulate the heat. The flue passages and heat absorbing surfaces must be clean to assure maximum heat
transfer to the furnace or boiler. Soot and fly ash act as insulators, retarding the transfer of heat. All doors, openings, and cracks
should be cemented air.fght to eliminate air infiltration into the heating plant, causing heat loss. Inspect smoke pipe and chimney
for emination of leaks, and obstructions. Be sure of adequate chimney size and height. Install a mechanical draft adluster, it need
be. same size as smoke pipe (see column under "D,,:ft Regulators").

COMBUSTION CHAMBER

The purpose of a combustion chamber is to maintain a high flame temperature, by reflecting the heat back into the flame. A high
temperature assures greater combustion efficiency and lower stack losses. An insulating refractory or a Fiber Fax type chamber
can be used with this burner. It is important to select and install, if necessary, the correct size chamber on a conversion job (see
chart, page 4). On the flamelock conversion burners the atomized oil burns just ott the tlamelock. On all oil burners the atomized oil
must not touch the sides or bottom of chamber, or smoke will result. To eliminate the smoke, excess air will be required, resulting in
high stack temperature and lower combustion efficiency. Install burner so the face of air cone of burner is set /4 - behind the inside
front wall of the chamber (see Figure 5. page 5). Caution on installing Flamelock burners in stainless steel chambers should be
taken, because of the higher temperature levels produced by high performance flame retention burners. The temperature may ex-
ceed the temperature ratings of the stainless steel chamber, and can result in chamber burn outs. When you are replacing a stan-
dard burner with a flame retention burner, take the following precautions: (1) use "Wet Pac" Ceramic Liner to line the inside of
chamber, (2) adjust burner (See column under "Final Adjustments").

,- FUEL UNITS AND OIL LINES

The model HS oil burner is provided with a single stage 3450RPM fuel unit with the by-pass plug removed for a single pipe installa.
lion: this is satisfactory where the fuel supply is on the same levrl, or above burner, permitting gravity flow of oil. Never exceed
3PSI pressure to the suction side of fuel unit. a pressure over 3PSI ri ay cause damage to the shaft seal and allow it to leak oil. When
it is necessary to lift the oil to the burner, a return line should be run between fuel unit and oil supply (If lift exceeds 10 feet, a two
stage fuel unit must be used with a return line.) When a two line installation is made, the by-pass plug must be installed This is
supplied with the burner attached to fuel unit, along with an information pump data sheet in a plastic bag. When oil lines are in-
stalled continuous runs of heavy wall copper tubing is recommended. Be sure that all connections are absolutely air.tight. Check all
connections and joints. Flared fittings are recommended. Do not use compression fittings. See pump data sheet for sizing, lift and
length for tubing recommendations. Use an oil filter of adequate size for all installations, install inside the building between the
tank shutoff valve and the burner. For ease of servicing, locate the shutoff valve and filter near the burner.

TANKS AND PIPING

Local codes and regulations must be followed regarding tank and burner installation.

WIRING

All wiring must comply with the National Electric Code and local ordinances. Refer to diagram supplied with burner or controls,
making sure the burner and controls are wired correctly and that the line switch is properly fused to burner.
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AIR SUPPLY FOR COMBUSTION

Do not install in rooms with insufficient air to supply combustion. Occasionally, it is necessary to install windows or cut holes in
a door to these rooms, to obtain sufficient air and to prevent less than atmospheric air pressure in the room. If there is a lack of com-
bustion air, the burner flame will be yellow and formation of soot will occur in the heating unit. In buildings of conventional frame.
brick, or stone construction without utility rooms, basement windows, or stair doors, infiltration is normally adequate to provide air
for combustion and for operation of the barometric draft control. For installation in an enclosed utility room with an outside wall, a
fresh air opening to the outside should be made with a free cross sectional area of twice the area of the flue outlet or 100 square
inches for each gallon nozzle size (Example: 10 x 10 for 1.00 GPH). For each 1,000 feet above sea level, increase the fresh air opening
by at least four percent. The room should be isolated from any area served by exhaust fans. Do not install an exhaust fan in this
room,

CHIMNEY

Follow the recommendations of the heating unit manufacturer. It must be properly designed, of adequate size, and should tde
above the surrounding objects, tile-lined, with no obstructions, and be in good state of repair. The smoke pipe should set flush with
the inside of tile and be cemented in place. All cleanout doors should be sealed.

.,1
DRAFT REGULATORS

If a draft regulator is required, it should preferably be mounted in the smoke pipe. Use a draft gauge to adjust to proper opening.
When the burner air supply and draft is properly adjusted, the combustion chamber draft will be approximately 0.01" to 0.02"WC
and the stack draft will be 0.02" to 0.04"WC. The larger the installation, the greater the draft will be required at the stack to obtain
the 0.01" to 0.02"WC at the combustion chamber.

REMOVING DRAFT REGULATORS (where local codes permit)

If the chimney is under 27 feet high the draft regulator can be removed or sealed shut. (A) All doors. openings. and cracks in the
heating plant must be sealed or cemented air-tight to eliminate air infiltration. (B) Set combustion to highest CO with not more than
a #1 smoke, with a cold chimney, or with the draft regulator wide open. (C) Recheck smoke and CO, when unit is cold Smoke must
not exceed a #1. (Remove or seal draft regulator). (D) Check CO2 smoke, and stack temperature with a hot chimney The CO2 should
not drop more than 1 .5. from a cold chimney condition to a hot chimney condition, and the overfire draft not to exceed .10 in
water column.

NOZZLES

Use the proper size, type, and spray pattern nozzle that heater manufacturer recommends. In some cases of upgrading or conver-
sion installations, the use of 80 ° Hollow or Solid nozzle is the best to start with. To install nozzle, loosen clamping screw on the
retention ring assembly and slide the assembly off the adapter. Install and tighten the nozzle in the adapter. Be careful not to
damage the electrode insulators, or bend the electrodes. Replace the retention ring assembly on the adapter, make sure the clamp
is tight against the shoulder on the adapter, tighten the clamping screw. Check electrode setting. (See Figure 3, page 5 )

To remove gun assembly (see Figure 6, page 5), remove two screws (A) holding burner cover in place, swing open transformer.
Loosen, but do not remove screw (8) securing side plate clamp. Remove screw (C) securing gun assembly to burner. Do not loosen
or remove thescrew (D) securing the gun assembly stop plate in position. Remove side plate, disconnect oil line from gun assembly.
Lift gun assembly upward while pulling back, do not force it. It may be necessary to rotate the gun assembly 90 ° to facilitate
removal.

To install gun assembly, slide gun assembly into air tube, do not force it. The gun assembly has to be lifted and guided through
the air cone in the end of the air tube (E). Start with end of oil pipe at 12 o'clock position, slide gun assembly forward until retention
head is located in air cone, then rotate gun assembly 90 ° counter clockwise.

STARTING PROCEDURE

STARTING BURNER.. ,
4." Be sure main switch is in "OFF position, thernoItaf is suhst ilioilly above roe,:m lumpcera[tre, the Oil lank is filled, all valves are

operi, and controls set for operation Adlust air supply on bioner by loosening sr're.v on ndr.ator. and open partially (Seo Figure 6.
pig., 5 for inputs and darmiper adjuslrnenls). Open the inspectio-i d(,oi aiit turn on saitch Prmre pump a,cording to the pump mnanu
fat: t,r's recommendations and .heck pressure If sifely lockout or ir., re:,et .ft,,, out. i two flnitC: Do not run fuel unit dry for

.e n,.i than five minutes When fire is esLhblishd mrr.i, a l .m.tiry air ad3jkifu n't:,l for a ;to in combu lion flaw , re(1u!:P r Surply
. f:. ct tip., appear sltjhlly 5 lrk then redju-,t so flam. tips . , C ,in I , '- n ; ' inspec.t,, door opon until chiintwr I!

(1', '' i noriil tl llt,,;,ItUr, are ,v,icfheft. clos ir i; ., , .,ir I (S. - culnI,:! ut ..r Dr It R,:,,.? lto<")
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FIN~AL IS

:, . ;t oirtl a fi~at adjusti,. - '.1 1t., niiil, by the us.e C' ,T'C'!. T i KI.T. Aflr:f c;., f-atrg t1e.,i. to %%,,m' op unit,

a Ar . -ct should be' used to %ibe a , mcl~t icairdng S11-4 i t, .i !i , itt han #1i She: 3l.. w.~' ti ,,...d less5

than b. $-' sri,ike is desired. Al t.;n(- a nev, hcat~ng unit r( ,uift- i I. th,ri Ithe , o urn clean doe to the oil film w the rnew ht ater

unit s ,rfac-es. Recheck draft and t.ike a CO, re.ading ove:r tt.c f.,,,*-J *r the c If a Idige diffrie' tat t-91., -,n CO, rci;dflgs is

noted. 3ir leakage is the most coirilon cause ('ie column u:!;nri4H( ig Platnt') CO, readings Must all be take n ateal of draft

control, if used. The 00. measurced in the stack shi)uld be at I.- ,,l. 9", Qer oil rates 1 t,)OGPH or below, and be at :east 10% for oil

rates over i.OOGPH. Units should bo starttdl aird str'ppe d f"vc: a' limes tc . ' tae gcid cpe:ation. Openr inrsrctio- door, turn off oil

Nvalve, and check out safety timing of combusiun cuntrol Chc-ck oplctiil of lirri cuitrols aid theiriosfat Check for oil leaks.

NOTE: ALL INSPECTIONS SHOULD BE REINSPECTED AFTER ONE OR TWiO WEEKS OF NORMAL OPERATION.

y SETTING COMBUSTION EFFICtENCY

(A) Select firing rate desired. (B) install proper nozzle for appliance (see Figure 2, page 6 for removing gun assembly). (C) Set off-

cycle damper and gun adjustments per firing rate (see Figure 7, page 5). (D) Fire burner, adjust combustion damper for yellow tips

I % above combustion chamber. (E) Record CO2 and smoke. tf CO, is tow, adjust gun setting back 1/32' and repeat CO, and smoke test.

" NContinue this adjustment until desired C0, and smoke is obtained. Record stack temperature. (F) Check lighting with cold and hot

chamber. (G) Check off-cycle damper for any interference, correct if necessary. (H) Lock all adjustment screws, off-cycle damper in-

dicator, combustion damper indicator, and gun setting stop and adjusting plate.

EFFICIENCY CHART FOR NO. 2 FUEL OIL

* ~~~~~NET STACK TEMP. (degrees F*) ____________

3000 3500 4000 4500 500__[ 5500 600 650 0 7000_ 750_ 800~ 850~ 9000

*15-- 87'!2 861/ 851/4 84 / 831/4 82 81 793/ 783A 77%/ 761/A 75/ 741/.

-J1 86/_584 _83 813!. 80-3/ 791/4 B/ 771/A 76 731

14 871/4 86 843/ 833/ 82/4 811/2 80%/ 79 78 763/ 751/2 741/A 73

87 853/ 84'!2 831/2 82'/4 81 / 80 783/ 7 7'/a 76/4 751/4 74 721/4

13- 6 851/ 841/4 831/4 82 80 / 79 1 781/4 77 753/ 741/1 73 V 71 /

861/ 851/4 84 83 81/2 801/4 79 77 / 76'Ila 751/4 733/ 72 3/ 71

86 W' 85 83 8/4 81 / 79 78'!2 77 / 75 / 74 16 73 711/1 70Qi/4

86 843/ 83 / 82 803/ 79 / 78 761/2 751/4 733/ 721/a 70 / 691/1

11 853/ 841/2 83 811/2 80'!. 78 / I 77 1/ 75 / 741/2 73 71, 70 68'V;

85 / 84 82V/2 81 79 Il 78 7616, 75 733/ 72 701/, 69 671A

10- 85 831/2 82 801/2 78 / 77 / 5 3/4 7414 72 / 71 69 A 68 661/4

0 84 / 8_3 -81 / 793/ 7 8 76'!V, 731/a_ 713/ 7-0 6' 6 6

9- 84 82%/ 80 / 79 7 71/ 75 A 72 / 70 / 68 / 67 651/. 63 Ila

4 312 813 0 8/4 712 4/4 7 711/4 69% 671/, 65%! 633/ 62

8- 83 81 791/4 77I/2 751/2 73 / 0 6 6 6 2 6

- 214 80/4 71/ 712 412 72/2 7 68 / 66 / 641/4 62 A 60 58

7- 81 'A 791/, 771/4 75 / 73 / 71 0' 67 643/ 62 / 60'/. 5714 55'!,-

- 80 / 781/2 76'!. 74 713/ 691/2 L f 14 65 62 / 60 / 57 / 55 / 53
p.~~ 6 947/ 5 71, 7 7 / 623/ 601/a 571/2 55 52'!2 50

*7811a 76 73 / 71 68 65'!2 63 60'/4 57'/2 54 / 513/ 49 46'!,

5- 7711 741/2 713/ 69 65 3/ 63 60 57 54 51 48 45/2 421/a

- 751/2 72'!, 69 66'/4 63 60 56'1/ 531/2 50'!. 47 431/z 401/ 361/

4- 73 / 69 / 66 / 623/ 59 / 5 52 48'!, 45 41,1A 371/2 33 J/ 30

FINAL CHECKS

Be sure air shutter adjustments are locked, and the controls on heating unit are adjusted in accordance with the heater and con-

trot manufacturer's instruction sheets.
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MAINTENANCE

Oiling Motor - By proper oiling twice a year, the motor life will be increased; only a few drops of non-detergent type oil at both
motor holes are needed.

Filter - The oil filter cartridge should be replaced once each year so the fuel oil will not become contamina!ed and plug up fuel
pump and nozzle of oil burner.

Nozzle - The nozzle should be changed at least once each year before the start-up of the heating season. Replace with proper
nozzle.

-, 1 Components - If for any reason any of the burner parts have to be replaced, always use parts recommended by the manufac-
turer. Specify part numbers and description when ordering. (IN ALL COMMUNICATIONS STATE BURNER MODEL AND SERIAL"- NUMBERS).

Electrode Settings - This is very important for reliable ignition of the oil, check these once a year in accordance with the instruc-
tions provided in this manual.

Fan & Blower Housing - This must be kept clean, free of dirt and lint; open transformer to check fan blades for above, be sure the
electric power is off on burner when the transformer is opened up for this inspection

SEASONAL EFFICIENCY

Extremely high efficiencies can be obtained with the model HS oil burner while running and when the burner is In the "OFF"
position.

The unique off-cycle damper (Figure 4, page 5) in the burner shuts off the air when the burner is not running. With the draft
regulator removed or sealed, seasonal efficiencies can be improved even more.

Suggested Combustion Chamber Dimensions
Conversion or Upgrading

Chamber Dimension (In Inches)

Firing Diameter Floor
.4 ' Rate Square Round To

(OPH) Chamber Chamber Height Nozzle

0.50 7 x 7 8 11 5-6

0.75 8 x 8 9 12 5-6
0.85 8V/ X 8V/ 9 12 5-6

1.00 9 x 9 10'/, 12 Va 5-6
1.25 10 x 10 111/4 12,/2 5-6
1.35 101/x lO/z 11 /4 123/ 5 -6.
1.50 11 x 11 123/, 13 5-6

J: 1.65 111/x 11/ 13 13% 5-6
2.00 12% x 12% 141/4 13'/ 6-7

2.50 14/A x 14114 16 14 7 -8

3.00 15/2 x 151/ 17,1/ 15 7-8

..

4
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Fiur 1' Figure 2 ~ Figre
TO DEEMN TH AIRJ TUB LENGTHj- 1~ - £FRONT FACE OF

* HEATING UNIT

A

TOABE DEEMN H IDUELNT

C.C

The Air Tube Length (Dim. A) is the distance from-
the front of Air Tube Retainer Flange to the face
ot Air Cone. Note adjustable flange width.

Figure 4 Figure 5 Figure 6

* MODEL "HS" OIL BURNER

V600 to 800 Solid Cone Nozzles - Long Flame Figure 7
60 to 800 Hollow Cone Nozzles - Short Flame

I 91

-A-

NOTE: START BURNER WITH LISTED SETTINGS, ADJUST A'TO CHANGE FLAME SHAPE AND IMPROVE 002.

-A- -0- -C-
FLAMELOCK OFF CYCLE COMBUSTION

GPH INPUT SETTING DAMPER SETTING' EFFICIENCY DAMPER

0.50 to 0.75 9116" - No. 1 No. 1 Set to Desired C02 and Smoke
0.85 to 1.75 7/16" - No. 2 No. 2 Set to Desired 002 and Smoke
2.00 to 3.00 1/16" - No. 3 No. 2 Set to Desired CO2 and Smoke
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BURNER COMPONENTS MODEL HS

B 13

9
.V=

t "7t

4~

e/ - _<--10

12 ', O15i 14

STATE BURNER MODEL, PART DESCRIPTION. AND PART NUMBER WHEN ORDERING PARTS

NO. DESCRIPTION PART NO. NO. DESCRIPTION PART NO.

1 Motor - 1/8 HP 20627 13 Pedestal 2794
2 Transformer 21659 14 Adjustable Flange w/Gasket 622S9
3 Fuel Unit - Type A 13495 15 Gun Assembly 6' 3&9,013

Fuel Unit - Type 8 13634 Gun Assembly 9' 30879.025
4 Relay 13084 Gun Assembly 12* 30879.037
5 Cad Cell 13666 Gun Assembly 15" 30879049
6 Blower Wheel 21642 Gun Assembly 18" 30879-061
7 Housing Cover Assembly 21680 16 Air Tube 6' 21682-013
8 Housing Assembly 30885 Air Tube 9* 21682-025
9 Coupling 100386 Air Tube 12' 21682-037

10 Elbow 13494 Air Tube 15' 21682-049
11 Oil Line Assembly 14451 Air Tube 18' 21682.061
12 Air Cone 100389

GUN ASSEMBLY DETAILS MODEL HS

NO. DESCRIPTION PART NO.

1 Flamelock Assembly 100393 T
2 Electrode Assembly (Pair) 21684 Z,

3 Oil Pipe Assembly 6 21670-013
Oil Pipe Assembly 9" 21670-025 S_ . ...- .
Oil Pipe Assembly 12' 21670-037 . - - - ,
Oil Pipe Assembly 15 " 21670-049 ...

Oil Pipe Assembly 18' 21670-061 .... - -

4 Electrode Holder Assembly 21679
5 Nozzle Adapter 12362 NOTE: BACKSIDE OF FLAMELOCK TO NOZZLE FACE.

BLUE ANGELTM REPLACEMENT AIR TUBE COMBINATIONS
Includes Air Tube. Air Cone and Gun Assembly

Air Tube Combination - 6' 03884-013 Air Tube Combination - 15 03884.049
Air Tube Combination - 9" 03884.025 Air Tube Combination - 18* 03884061
Air Tube Combination - 12' 03884-037

C-75
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EWEMam OIL BURNER CERTIFICATE

The Oil Burner Model No. . Serial No. ,
(MAKE)

installed at ( bear a label evidencing complianue with commercial Standard CS75-76,
tAOORESS OF INSTALLATIONI

and has been installed in accordance with the instructions in the manufacturer's installation manual and in conformity with local regula-
tions. codes, and ordinances.

The Boiler Furnace No. _ .and the
MAKE)

Input of unit consists of G.P.H.. or BTUH

CO, Over Fire Flue Gas Temperature at Breeching -F

CO At Breeching Ambient Temperature -F

Draft Over Fire Net Flue Gas Temperature -F

Draft At Breeching Firing Rate galslhrs.

(inches HO) Oil Pressure PSIG

All controls and limiting devices have been checked for proper operation

Fuel used. Grade No. __ _ of Commercial Standard CS12-48. Field services equipment smoke scale reading

The above test results are certified to be true:
NAME OF COMPANY MAKING INSTALLATIONI

Per Address: Phone:
(SIGNATURE)

FOR SERVICE CALL:

Name Phone:

Address: Date:

LIMITED WARRANTY
Wayne Home Equipment (Wayne) warrants its products and components to be free from defects due to faulty workmanship or detective
materials at time of shipment and under normal use and service for twenty-four (24) months from the date of installation by a qualified in-
staller. This LIMITED WARRANTY does not extend or apply to Wayne's products, or any component thereof, which have been misused,
neglected, improperly installed or otherwise abused. Equipment which is defective in material or workmanship and which is removed within
the specified time period will be repaired or replaced as follows:
(1) Fuel units, controls, motors and transformers should be returned to an authorized service point or distributor of Wayne for determination

of applicability of this LIMITED WARRANTY as to repair or replacement where said service point or distributor is reasonably available
in customer's locality.

(2) Where such local service is not available for components involving said fuel units, controls, motors, and transformers, or where other
components are involved, such products should be returned, freight prepaid, to Wayne's home office.

(3) Products determined to be covered under this LIMITED WARRANTY by Wayne shall be either repaired or replaced at Wayne's sole option.

(4) Wayne is not responsible for any labor cost for removal and replacement of said products and equipment associated therewith.

(5) Fuet units, controls, motors and transformers, or other components which are so repaired or replaced will carry this LIMITED WARRANTY
equal to the unexpired portion of the original product LIMITED WARRANTY.

(6) If inspection by Wayne does not disclose any defect covered by this LIMITED WARRANTY, the product will be repaired or replaced at the
expense of the customer and Wayne's regular charges will apply.

THE FOREGOING STATES THE SOLE AND EXCLUSIVE REMEDY FOR ANY BREACH OF WARRANTY OR FOR ANY OTHER CLAIM BASED
ON ANY DEFECT IN, OR NON-PERFORMANCE OF, THE PRODUCTS, WHETHER SOUNDING IN CONTRACT, WARRANTY, OR NEGLIGENCE.
NO OTHER WARRANTY, WHETHER EXPRESSED OR IMPLIED. INCLUDING ANY WARRANTY OF MERCHANTABILITY OR FITNESS FOR A
PARTICULAR PURPOSE, SHALL EXIST IN CONNECTION WITH THE SALE OR USE OF SUCH PRODUCTS. AND IN NO EVENT WILL WAYNE
BE LIABLE FOR ANY INCIDENTAL OR CONSEQUENTIAL DAMAGES OF ANY NATURE. Wayne neither assumes nor authorizes any person to
assume for Wayne any other liability or obligation in connection with the sale of these products.

15% FEDERAL INCOME TAX CREDIT WITH BLUE ANGEL
The HS Burner is a furnacelboiler type replacement burner which reduces the amount of fuel used.

You are eligible to deduct 15% of the HS Burner installation cost from your Federal Income Tax sublect to IRS limitations. Use IRS Form 5695.
available from your Regional IRS office, or write: IRS. Washington. D.C 20224.

HS Burner Installation Date ...

INSTALLATION LOCATION INSTALLING CONTRACTOR

Name: . . . . ... Na..... ...- Name:........ . .....

Address: .. .. Address: ..........

Total cost of installation including material and labor

The invoice for the total installation cost should be availi C-76
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APPENDIX D

CAUTIONARY COMMENTS REGARDING SOME ENERGY CONSERVATION MEASURES

Some energy conservation measures have not been subjected to unbiased
evaluation and are therefore to be judged with caution even though their prin-
ciples appear to be soundly based. Other measures have neither a solid foun-
dation in theory nor have withstood evaluation in the laboratory and these
must be avoided without reservation.

-"In the first category the following energy conservation measures are:

1. Devices for fuel oil preheating.
2. Devices for shutting the burner combustion air inlet when the burner

is off; inlet air damper.
Fuel Oil Preheating

: Fuel oil preheating devices have entered the market for the purpose of
improving the atomization of #2 fuel oil under conditions where the oil is
cold due to exposure to ambient conditions. Under cold conditions the in-
crease in viscosity of #2 fuel oil may have an adverse effect on atomization.
In addition the density of the fuel oil is greater under cold conditions which
could cause fuel rich (soot forming) operation of a burner which had been ad-
justed during warmer conditions. In each of these situations fuel preheating
would appear to be an answer from a theoretical point of view, but these
issues have not been evaluated in controlled tests.

Any claims for these kind of devices as having significant impact for en-
ergy conservation beyond promoting proper operation of burners under coldweather conditions should be viewed as unvalidated.

Inlet Air Dampers

Some burner manufacturers have included mechanisms for shutting the com-
bustion air openings in the blower inlet during burner off periods. In prin-
ciple this should have similar effects as vent dampers which were discussed
earlier in this report. These effects showed that the suppression of off
period air flow through the boiler heat exchanger would reduce off-cycle
losses. Since the location of the shut-off device in the burner is upstream
of the heat exchanger as opposed to the vent damper which is located down-
stream of the heat exchanger it is not clear if the resulting savings would be
the same as with the vent damper. The precise savings have yet to be quanti-
fied through comparative controlled tests.

In the second category, the measures are not effective in principle or
when subjected to controlled testing. The measures included here are:

1. Fuel Oil Emulsions
2. Combustion Air Humidification
3. Blower Air Turbulence
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Fuel Oil Emulsions

The emulsions are formed by blending #2 fuel oil with quantities of
water. The sought after performance change was improved atomization effects
provided by the rapid conversion of entrained water to steam. It was thought
that the improvement in fuel atomization would improve combustion through a
reduction of excess air requirements and that the resulting efficiency

improvement would more then offset the increase stack gas heat loss due to
steam formation.

The principles embodied in this system may have some applicability to
heavy oil where fine atomization of the fuel is difficult. This application

was not tested at BNL. For #2 fuel oil, however, fine atomization is not a
problem and is accomplished successfully using high pressure atomizing nozzles
as long as the fuel temperature is at indoor ambient conditions.

The system principles were put to test in the laboratory using prototype
equipment provided by an inventor. The results indicated that no improvement
could be observed and in fact efficiency performance was degraded as a func-

tion of the percentage of water entrained in the #2 fuel oil.

The results of these tests are contained in BNL findings report #77-9-Hi
addressed to Camin Industries, October 1977.

Combustion Air Humidification

The basic operation used in these devices provided for part of the in-
duced combustion air to be bubbled through water and then reintroduced into
the combustion air stream within the burner blower housing. In all cases an
additive was used in the water and was proported to have catalytic properties
which were transferred to the combustion air through the bubbling action.

* In tests conducted at BNL these systems were found to produce negligible
improvement (well within experimental error) in the efficiency of residential
heating equipment. The results of these tests are contained in the follwoing
BNL finding reports:

Report No. System Manufacturer Date

77-5-HI AFTCO Systems June 1977
78-23-H2 Energy Conservation Laboratories, Inc. November 1978

78-24-H2 Vapor Pak Inc. November 1978
78-27-H2 Dynamic Energy Resources, Inc. January 1979
78-29-12 Save Fuel Inc. January 1979

*Blower Air Turbulence

This device was designed to be installed within the burner blower hous-
ing, downstream of the blower wheel and upstream of the blast tube. The
device was proported to increase air turbulence within the blast tube and con-
sequently improve air fuel mixing and combustion.
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. Tests of the device at BNL showed negligible improvement in efficiency
(well within experimental error) using the device. The results of these tests
are contained in BNL Findings Report 78-30-H2 for Turbo-Miser, January 1979.

Fuel Oil Additives

The use of fuel oil additives are frequently offered as a means of reduc-
ing sludge contaminant in storage tanks. Some manufacturers extend their
claims to combustion and efficiency improvements. These claims included soot
reduction, soot removal, improved combustion, and increased efficiency. While
there may be some benefits regarding the reduction of sludge formation it is
difficult to theoretically support any improvement in a well adjusted residen-
tial heating system using #2 fuel oil.

Tests were conducted at BNL of four proprietary fuel oil additives.
These tests were conducted on a well adjusted system as well as conditions
which were deliberately set off design. Measurements and evaluations of smoke
versus carbon dioxide (C02 ) formation, soot removal and steady state stack
loss efficiency were conducted. No substantiation of the manufacturers claims
regarding performance improvement was accomplished in these tests.

In the light of these tests and an understanding of the principles in-
volved with #2 fuel oil combustion, heat transfer and existing residential
heating equipment offered in this interim guide the only reasonable judgement
that can be made regarding energy conservation measures is:

"If the claims offered for an energy conservation measure sound too
good to be true then they probably are."

V.D
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DISTRIBUTION LIST

ARMY Fal Engr, Letterkenny Army Depot, Chambersburg, PA
AF AERO DEF COM HOS/DEE (T. Hein), Colorado Springs CO
AFB (AFIT/LDE), Wright Patterson OH; 82ABG/DEMC, Williams AZ; ABG/DEE (F. Nethers), Goodfellow

AFB TX; AF Tech Office (Mgt & Ops), Tyndall, FL; CESCH, Wright-Patterson; HO MAC/DEEE, Scott,
II; SAMSO/MNND, Norton AFB CA; Samso/Dec (Sauer) Vandenburg, CA; Scol of Engrng (AFIT/DET);

4,. Stinfo Library, Offutt NE
AFESC DEB, Tyndall, FL
ARMY ARRADCOM, Dover, NJ; BMDSC-RE (H. McClellan) Huntsville AL; Contracts - Facs Engr

Directorate, Fort Ord, CA; DAEN-CWE-M, Washington DC; DAEN-MPE-D Washington DC;
* DAEN-MPU, Washington DC; ERADCOM Tech Supp Dir. (DELSD-L) Ft. Monmouth, NJ; HODA

(DAEN-FEE-A); Natick R&D Command (Kwoh Hu) Natick MA; Tech. Ref. Div., Fort Huachuca, AZ
.'p , ARMY - CERL Library, Champaign IL; Spec Assist for MILCON, Champaign, IL

ARMY CORPS OF ENGINEERS MRD-Eng. Div., Omaha NE; Seattle Dist. Library, Seattle WA
*ARMY CRREL G. Phetteplace Hanover, NH

ARMY ENGR DIST. Library, Portland OR
ARMY ENVIRON. HYGIENE AGCY HSE-EW Water Qual Eng Div Aberdeen Prov Grnd MD
ARMY MATERIALS & MECHANICS RESEARCH CENTER Dr. Lenoe, Watertown MA

, ARMY MISSILE R&D CMD SCI Info Cen (DOC) Redstone Arsenal, AL
ARMY MTMC Trans Engr Agency MTT-CE, Newport News, VA
ARMY-MERADCOM CFLO Engr Fort Belvoir VA; DRDME-WC Ft Belvoir VA
ADMINSUPU PWO, BAHRIAN
ASO PWD (ENS M W Davis), Phildadelphia, PA
BUREAU OF RECLAMATION Code 1512 (C. Selander) Denver CO
CINCLANT CIV ENGR SUPP PLANS OFFR NORFOLK, VA
CNAVRES Code 13 (Dir. Facilities) New Orleans, LA
CNM Code MAT-04, Washington, DC; Code MAT-08E, Washington, DC; NMAT - 044, Washington DC
CNO Code NOP-964, Washington DC; Code OP 987 Washington DC; Code OP-413 Wash, DC; Code OPNAV

09B24 (H); OP987J, Washington, DC
COMFAIRMED SCE, Code N55, Naples IT
COMFLEACT, OKINAWA PWD - Engr Div, Sasebo, Japan; PWO, Kadena, Okinawa; PWO, Sasebo, Japan
COMNAVMARIANAS Code N4, Guam
COMNAVSUPPFORANTARCTICA PWO Det Christchurch
COMOCEANSYSLANT PW-FAC MGMNT Off Norfolk, VA
COMOCEANSYSPAC SCE, Pearl Harbor HI
COMSUBDEVGRUONE Operations Offr, San Diego, CA
DEFFUELSUPPCEN DFSC-OWE (Term Engrng) Alexandria, VA; DFSC-OWE, Alexandria VA
DOE Div Ocean Energy Sys Cons/Solar Energy Wash DC; INEL Tech. Lib. (Reports Section), Idaho Falls, ID
DTIC Defense Technical Info Ctr/Alexandria, VA
DTNSRDC Anna Lab (Code 4120) Annapolis MD
DTNSRDC Code 4111 (R. Gierich), Bethesda MD
DTNSRDC Code 522 (Library), Annapolis MD
ENVIRONMENTAL PROTECTION AGENCY Reg. III Library, Philadelphia PA; Reg. VIII, 8M-ASL,

Denver CO
FLTCOMBATTRACENLANT PWO, Virginia Bch VA
FOREST SERVICE Engr Staff Washington, DC
GIDEP OIC, Corona, CA
GSA Assist Comm Des & Cnst (FAIA) D R Dibner Washington, DC ; Off of Des & Const-PCDP (D Eakin)

Washington, DC
. HC & RS Tech Pres. Service, Meden, Washington, DC

LIBRARY OF CONGRESS Washington, DC (Sciences & Tech Div)
MARINE CORPS BASE Code 4.01 (Asst Chief Engr) Camp Pendleton, CA; Code 406, Camp Lejeune, NC;

Maint Off Camp Pendleton, CA; PWD - Maint. Control Div. Camp Butler, Kawasaki, Japan; PWO Camp
Lejeune NC; PWO, Camp Pendleton CA; PWO, Camp S. D. Butler, Kawasaki Japan

MARINE CORPS HOS Code LFF-2, Washington DC
MCAS Facil. Engr. Div. Cherry Point NC; CO, Kaneohe Bay HI; Code S4, Quantico VA; Facs Maint Dept -

Operations Div, Cherry Point; PWD - Utilities Div, lwakuni, Japan; PWO, lwakuni, Japan; PWO, Yuma
AZ

MCDEC NSAP REP, Ouantico VA
MCLB B520, Barstow CA; Maintenance Officer, Barstow, CA; PWO, Barstow CA
MCRD SCE, San Diego CA
NAP PWD - Engr Div, Atsugi, Japan; PWO, Atsugi Japan
NALF OINC, San Diego, CA
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NARF Code 100, Cherry Point, NC; Code 612, Jax. FL; Code 640, Pensacola FL; SCE Norfolk, VA
." ~NAS CO, Guantanamo Bay Cuba; Chief of Police, Kingsville TX; Code 114, Alameda CA; Code 183 (Fac. Plan

BR MGR); Code 183, Jacksonville FL; Code 18700, Brunswick ME; Code 18U (ENS P.J. Hickey), Corpus
Christi TX; Code 8E, Patuxent Riv., MD; Dir of Engrng, PWD, Corpus Christi, TX; Grover, PWD,
Patuxent River, MD; Lakehurst, NJ; Lead. Chief. Petty Offr. PW/Self Help Div, Beeville TX; PW (J.
Maguire), Corpus Christi TX; PWD - Engr Div Dir, Millington, TN; PWD - Engr Div. Gtmo, Cuba; PWD
Engr Div, Oak Harbor, WA; PWD Maint. Cont. Dir., Fallon NV; PWD Maint. Div., New Orleans, Belle

%, Chasse LA; PWD, Code 1821H (Pfankuch) Miramar, SD CA; PWD, Maintenance Control Dir., Bermuda;
PWO (Code 18.2), Bermuda; PWO Belle Chasse, LA; PWO Chase Field Beeville, TX; PWO Key West FL;
PWO Lakehurst, NJ; PWO Patuxent River MD; PWO Sigonella Sicily; PWO Whiting FId, Milton FL, PWO,
Cecil Field FL; PWO, Dallas TX; PWO, Glenview IL; PWO, Millington TN; PWO, Miramar, San Diego CA;
PWO, Oceana, Virginia Bch VA; PWO, So. Weymouth MA; SCE Norfolk, VA; SCE, Barbers Point HI;

SCE, Cubi Point, R.P; Security Offr, Patuxent Riv. MD
NATL RESEARCH COUNCIL Naval Studies Board, Washington DC
NAVACTF PWO, London UK
NAVAEROSPREGMEDCEN SCE, Pensacola FL
NAVAIRDEVCEN Chmielewski, Warminster, PA; PWD, Engr Div Mgr, Warminster, PA
NAVAIRPROPTESTCEN CO, Trenton, NJ
NAVAUDSVCHQ Director, Falls Church VA

*NAVCOASTSYSCEN CO, Panama City FL; Code 715 (J Quirk) Panama City, FL; Library Panama City, FL;
PWO Panama City, FL

NAVCOMMAREAMSTRSTA PWO, Norfolk VA; SCE Unit 1 Naples Italy; SCE, Guam; SCE, Wahiawa HI;
Sec Offr, Wahiawa, HI

NAVCOMMSTA Code 401 Nea Makri, Greece; PWD - Maint Control Div, Diego Garcia Is.; PWO, Exmouth,
Australia; SCE, Balboa, CZ

NAVCONSTRACEN Curriculum/Instr. Stds Offr, Gulfport MS
..j NAVEDTRAPRODEVCEN Technical Library, Pensacola, FL
% NAVEDUTRACEN Engr Dept (Code 42) Newport, RI

Al NAVEODTECHCEN Code 605, Indian Head MD
NAVFAC M & 0 Officer Bermuda; PWO, Brawdy Wales UK; PWO, Centerville Bch, Ferndale CA; PWO,

Point Sur, Big Sur CA
.... NAVFACENGCOM Alexandria, VA; Code 03 Alexandria, VA; Code 03T (Essoglou) Alexandria, VA; Code

04B3 Alexandria, VA; Code 051A Alexandria, VA; Code 09M54, Tech Lib, Alexandria, VA; Code 100
Alexandria, VA; Code 1113, Alexandria, VA; Code IlIB Alexandria, VA; code 08T Alexandria, VA

'%. NAVFACENGCOM - CHES DIV. Code 403 Washington DC; Code 406 Washington DC; FPO-I Washington,
DC; Library, Washington, D.C.

NAVFACENGCOM - LANT DIV. Code 111, Norfolk, VA; Code 403, Norfolk, VA; Eur. BR Deputy Dir,
Naples Italy; Library, Norfolk, VA; RDT&ELO 102A, Norfolk, VA

NAVFACENGCOM - NORTH DIV. Code 04 Philadelphia, PA; Code 04AL, Philadelphia PA; Code 09P
Philadelphia PA; Code 11, Phila PA; Code 111 Philadelphia, PA; ROICC, Contracts, Crane IN

NAVFACENGCOM - PAC DIV. (Kyi) Code 101, Pearl Harbor, HI; CODE 09P PEARL HARBOR HI; Code
402, RDT&E, Pearl Harbor HI; Library, Pearl Harbor, HI

NAVFACENGCOM - SOUTH DIV. Code 403, Gaddy, Charleston, SC; Code 406 Charleston, SC; Code 90,
RDT&ELO, Charleston SC; Library, Charleston, SC

NAVFACENGCOM - WEST DIV. AROICC, Contracts, Twentynine Palms CA; Code 04B San Bruno, CA;
1 dLibrary, San Bruno, CA; 09P/20 San Bruno, CA; RDT&ELO San Bruno. CA

NAVFACENGCOM CONTRACTS AROICC, NAVSTA Brooklyn, NY; AROICC, Quantico, VA; Contracts,
AROICC, Lemoore CA; Dir, Eng. Div., Exmouth, Australia; Dir. of Constr, Tupman. CA; Eng Div dir,
Southwest Pac, Manila, Pl; OICC, Southwest Pac, Manila, PI; OICC-ROICC, NAS Oceana, Virginia
Beach, VA; OICCIROICC, Balboa Panama Canal; OICC/ROICC, Norfolk. VA; ROICC AF Guam; ROICC
Code 495 Portsmouth VA; ROICC Key West FL; ROICC MCAS El Toro; ROICC, Keflavik, Iceland;
ROICC, NAS, Corpus Christi, TX; ROICC, Pacific, San Bruno CA; ROICC, Yap; ROICC-OICC-SPA.
Norfolk, VA

NAVHOSP PWD - Engr Div, Beaufort, SC
NAVMAG PWD - Engr Div, Guam; SCE, Subic Bay, R.P.
NAVOCEANSYSCEN Code 4473B (Tech Lib) San Diego, CA; Code 523 (Hurley), San Diego, CA; Code 6700,

San Diego, CA; Code 811 San Diego, CA
.E 4 NAVORDMISTESTFAC PWD - Engr Dir, White Sands, NM

NAVORDSTA PWD - Dir, Engr Div, Indian Head, MD; PWO, Louisville KY
NAVPETOFF Code 30, Alexandria VA
NAVPETRES Director, Washington DC
NAVPGSCOL PWO Monterey CA
NAVPHIBASE CO, ACB 2 Norfolk, VA; PWO Norfolk, VA; SCE Coronado, SD,CA
NAVREGMEDCEN PWD . Engr Div, Camp Lejeune, NC; PWO, Camp Lejeune, NC
NAVREGMEDCEN PWO, Okinawa. Japan



NAVREGMEDCEN SCE; SCE San Diego. CA; SCE. Camp Pendleton CA; SCE. Guam; SCE, Newport. RI;
SCE, Oakland CA

NAVREGMEDCEN SCE, Yokosuka, Japan
NAVSCOLCECOFF C35 Port Hueneme. CA
NAVSCSOL PWO, Athens GA
NAVSEASYSCOM Code 0325. Program Mgr. Washington. DC; Code PMS 395 A 3. Washington, DC: SEA

04E (L Kess) Washington, DC
NAVSECGRUACT PWO Winter Harbor ME; PWO, Adak AK, PWO. Edzel Scotland; PWO, Puerto Rico;

PWO. Torri Sta. Okinawa
• NAVSECSTA PWD - Engr Div, Wash., DC

NAVSHIPYD Code 202.4, Long Beach CA; Code 202.5 (Library) Puget Sound. Bremerton WA; Code 380.
Portsmouth, VA; Code 382.3. Pearl Harbor. HI; Code 400. Puget Sound; Code 440 Portsmouth NH; Code
440, Norfolk; Code 440, Puget Sound, Bremerton WA; Code 453 (Util. Supr), Vallejo CA; Code 457

x... (Maint. Supr.) Mare Island, Vallejo CA: Library, Portsmouth NH; PW Dept. Long Beach, CA; PWD (Code
4 420) Dir Portsmouth, VA; PWD (Code 450-HD) Portsmouth. VA; PWD (Code 453-HD) SHPO 03.

Portsmouth, VA; PWO. Bremerton. WA; PWO, Mare Is.; PWO, Puget Sound, SCE. Pearl Harbor HI
NAVSTA Adak. AK; CO, Brooklyn NY; Code 16P. Keflavik, Iceland; Code 4, 12 Marine Corps Dist, Treasure

Is., San Francisco CA; Dir Engr Div, PWD. Mayport FL; Dir Mech Engr 37WC93 Norfolk. VA; Engr. Dir.,
Rota Spain; Long Beach. CA; Maint. Cont. Div.. Guantanamo Bay Cuba; PWD -Engr Dept. Adak, AK;

_ PWD - Engr Div. Midway Is.; PWO, Keflavik Iceland; PWO, Mayport FL; SCE. Guam; SCE, Pearl Harbor
HI; SCE, San Diego CA; SCE. Subic Bay. R.P.; Utilities Engr Off. Rota Spain

NAVSUPPACT CO. Naples. Italy; PWO Naples Italy
NAVSUPPFAC PWD - Maint. Control Div. Thurmont. MD
NAVSURFWPNCEN PWO, White Oak. Silver Spring, MD
NAVTECHTRACEN SCE. Pensacola FL
NAVTELCOMMCOM Code 53, Washington, DC
NAVWARCOL Dir. of Facil., Newport RI
NAVWPNCEN Code 2636 China Lake; PWO (Code 266) China Lake, CA; ROICC (Code 702). China Lake CA

NAVWPNSTA (Clebak) Colts Neck, NJ, Code 092, Concord CA; Code 092A. Seal Beach, CA
NAVWPNSTA PW Office Yorktown, VA
NAVWPNSTA PWD - Maint. Control Div., Concord, CA; PWD - Supr Gen Engr. Seal Beach, CA; PWO Colts

Neck. NJ; PWO, Charleston, SC; PWO, Seal Beach CA
NAVWPNSUPPCEN Code 09 Crane IN
NCTC Const. Elec. School. Port Hueneme, CA
NCBC Code 10 Davisville, RI; Code 15, Port Hueneme CA; Code 155, Port Hueneme CA: Code 156, Port

Hueneme, CA; Code 25111 Port Hueneme, CA; Code 430 (PW Engrng) Gulfport, MS; Code 470.2,
Gulfport, MS; Library, Davisville, RI; NEESA Code 252 (P Winters) Port Hueneme, CA; PWO (Code 80)
Port Hueneme, CA; PWO. Davisville RI; PWO, Gulfport, MS; Technical Library, Gulfport. MS

NMCB FIVE, Operations Dept; THREE, Operations Off.
NOAA (Mr. Joseph Vadus) Rockville. MD; Library Rockville. MD
NRL Code 5800 Washington, DC
NROTC J.W. Stephenson. UC, Berkeley. CA
NSC Code 09A Security Offr, Norfolk. VA; Code 54.1 Norfolk, VA; SCE Norfolk, VA; SCE, Charleston. SC
NSD SCE. Subic Bay, R.P.
NSWSES Code 0150 Port Hueneme. CA
NTC SCE, San Diego CA
NUSC DET Code 131 New London. CT; Code 5202 (S. Schady) New London, CT; Code EAI23 (R.S. Munn).

New London CT; Code SB 331 (Brown). Newport RI
OFFICE SECRETARY OF DEFENSE OASD (MRA&L) Dir. of Energy. Pentagon. Washington. DC
ONR Code 221, Arlington VA; Code 700F Arlington VA
PACMISRANFAC HI Area Bkg Sands, PWO Kekaha. Kauai. HI
PHIBCB 1 P&E, San Diego, CA
PWC ACE Office Norfolk, VA; CO. (Code 10). Oakland. CA; Code 10, Great Lakes, IL; Code 105 Oakland.

* CA; Code 105, Oakland, CA; Code 110. Great Lakes, IL; Code 110. Oakland. CA; Code 120. Oakland CA;
Code 154 (Library), Great Lakes. IL; Code 200. Great Lakes IL; Code 400. Great Lakes. IL; Code 400,

Pearl Harbor, HI; Code 400, San Diego, CA; Code 420. Great Lakes. IL; Code 420. Oakland, CA; Code
424, Norfolk. VA; Code 500 Norfolk, VA; Code 500. Great Lakes. IL; Code 500. Oakland, CA; Code 505A
Oakland. CA; Code 600, Great Lakes. IL; Code 610. San Diego Ca; Code 700. Great Lakes, IL; Library.
Code 120C. San Diego. CA; Library. Guam; Library. Norfolk. VA; Library. Pearl Harbor. HI; Library,
Pensacola, FL; Library, Subic Bay, R.P.; Library, Yokosuka JA; Production Officer. Norfolk. VA; Util
Dept (R Pascua) Pearl Harbor, HI; Utilities Officer, Guam

SPCC PWO (Code 120) Mechanicsburg PA
TVA Smelser, Knoxville. Tenn.; Solar Group, Arnold. Knoxville. TN
U.S. MERCHANT MARINE ACADEMY Kings Point, NY (Reprint Custodian)
US GEOLOGICAL SURVEY (Chas E. Smith) Minerals Mgmt Serv. Reston, VA
USAF REGIONAL HOSPITAL Fairchild AFB. WA



USCG G-MMT4/82 (I Spencer); Library Hqs Washington. DC
USCG R&D CENTER Library New London, CT
USDA Forest Service Reg 3 (R. Brown) Albuquerque, NM

JUSNA Ch. Mech. Engr. Dept Annapolis MD; ENGRNG Div, PWD, Annapolis MD; Energy-Environ Study
Grp, Annapolis, MD; Environ. Prot. R&D Prog. (J. Williams), Annapolis MD; Mech. Engr. Dept. (C.
Wu), Annapolis MD; USNA/SYS ENG DEPT ANNAPOLIS MD

USS FULTON WPNS Rep. Offr (W-3) New York, NY
ARIZONA Kroelinger Tempe, AZ; State Energy Programs Off.. Phoenix AZ
AUBURN UNIV. Bldg Sci Dept, Lechner, Auburn, AL
BERKELEY PW Engr Div, Harrison, Berkeley. CA
BONNEVILLE POWER ADMIN Portland OR (Energy Consrv. Off., D. Davey)
BROOKHAVEN NATL LAB M. Steinberg, Upton NY
CALIFORNIA STATE UNIVERSITY LONG BEACH, CA (CHELAPATI)
CONNECTICUT Office of Policy & Mgt, Energy, Div, Hartford. CT
CORNELL UNIVERSITY Ithaca NY (Serials Dept. Engr Lib.)
DAMES & MOORE LIBRARY LOS ANGELES. CA
DRURY COLLEGE Physics Dept, Springfield, MO
FLORIDA ATLANTIC UNIVERSITY Boca Raton, FL (McAllister)
FOREST INST. FOR OCEAN & MOUNTAIN Carson City NV (Studies - Library)
FRANKLIN INSTITUTE M. Padusis, Philadelphia PA
GEORGIA INSTITUTE OF TECHNOLOGY (LT R. Johnson) Atlanta, GA; Col. Arch, Benton, Atlanta, GA
HARVARD UNIV. Dept. of Architecture, Dr. Kim, Cambridge, MA
HAWAII STATE DEPT OF PLAN. & ECON DEV. Honolulu HI (Tech Info Ctr)
IOWA STATE UNIVERSITY Dept. Arch, McKrown, Ames, IA
WOODS HOLE OCEANOGRAPHIC INST. Woods Hole MA (Winget)
KEENE STATE COLLEGE Keene NH (Cunningham)
LEHIGH UNIVERSITY Bethlehem PA (Linderman Lib. No.30, Flecksteiner)
LOUISIANA DIV NATURAL RESOURCES & ENERGY Div Of R&D, Baton Rouge, LA
MAINE OFFICE OF ENERGY RESOURCES Augusta, ME
MISSOURI ENERGY AGENCY Jefferson City MO
MIT Cambridge MA (Rm 10-500, Tech. Reports, Engr. Lib.); Cambridge, MA (Harleman)
MONTANA ENERGY OFFICE Anderson, Helena, MT
NATURAL ENERGY LAB Library, Honolulu, HI
NEW HAMPSHIRE Concord NH (Governor's Council on Energy)
NEW MEXICO SOLAR ENERGY INST. Dr. Zwibel Las Cruces NM
NY CITY COMMUNITY COLLEGE BROOKLYN, NY (LIBRARY)
NYS ENERGY OFFICE Library. Albany NY
OAK RIDGE NATL LAB T. Lundy, Oak Ridge, TN
PORT SAN DIEGO Pro Eng for Port Fac, San Diego, CA
PURDUE UNIVERSITY Lafayette, IN (CE Engr. Lib)
SCRIPPS INSTITUTE OF OCEANOGRAPHY LA JOLLA, CA (ADAMS)
SEATTLE U Prof Schwaegler Seattle WA
SRI INTL Phillips, Chem Engr Lab, Menlo Park, CA
STATE UNIV. OF NEW YORK Fort Schuyler. NY (Longobardi)
STATE UNIV. OF NY AT BUFFALO School of Medicine, Buffalo. NY
TEXAS A&M UNIVERSITY J.M. Niedzwecki. College Station. TX. W.B. Ledbetter College Station, TX
UNIVERSITY OF CALIFORNIA Energy Engineer. Davis CA; LIVERMORE. CA (LAWRENCE

LIVERMORE LAB, TOKARZ); UCSF, Physical Plant, San Francisco, CA
UNIVERSITY OF DELAWARE Newark. DE (Dept of Civil Engineering. Chesson)
UNIVERSITY OF FLORIDA Dept Arch.. Morgan, Gainesville, FL
UNIVERSITY OF HAWAII HONOLULU. HI (SCIENCE AND TECH. DIV.)
UNIVERSITY OF ILLINOIS (Hall) Urbana. IL; URBANA, IL (LIBRARY)
UNIVERSITY OF MASSACHUSETTS (Heronemus). ME Dept, Amherst. MA
UNIVERSITY OF NEBRASKA-LINCOLN Lincoln, NE (Ross Ice Shelf Proj.)
UNIVERSITY OF NEW HAMPSHIRE Elec. Engr. Depot, Dr. Murdoch. Durham. N.H.
UNIVERSITY OF TEXAS Inst. Marine Sci (Library). Port Arkansas TX
UNIVERSITY OF TEXAS AT AUSTIN AUSTIN. TX (THOMPSON)
UNIVERSITY OF WASHINGTON Seattle WA (E. Linger)
UNIVERSITY OF WISCONSIN Milwaukee WI (Ctr of Great Lakes Studies)
ARVID GRANT OLYMPIA. WA
ATLANTIC RICHFIELD CO. DALLAS. TX (SMITH)
BECHTEL CORP. SAN FRANCISCO. CA (PHELPS)

BROWN & ROOT Houston TX (D. Ward)
CHEMED CORP Lake Zurich IL (Dearborn Chem. Div.Lib.)
COLUMBIA GULF TRANSMISSION CO. HOUSTON, TX (ENG. LIB.)
DESIGN SERVICES Beck. Ventura. CA
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DIXIE DIVING CENTER Decatur, GA
DURLACH, O'NEAL, JENKINS & ASSOC. Columbia SC
GARD INC. Dr. L. Holmes, Niles, IL
LITHONIA LIGHTING Application eng. Dept. (B. Helton), Conyers, GA 30207
MCDONNEL AIRCRAFT CO. (Fayman) Engrng Dept., St. Louis, MO
MEDERMOIT & CO. Diving Division. Harvey, LA
NEWPORT NEWS SHIPBLDG & DRYDOCK CO. Newport News VA (Tech. Lib.)
PACIFIC MARINE TECHNOLOGY (M. Wagner) Duvall, WA
PG&E Library. San Francisco, CA
PORTLAND CEMENT ASSOC. Skokie IL (Rsch & Dev Lab, Lib.)
RAYMOND INTERNATIONAL INC. E Colle Soil Tech Dept, Pennsauken, NJ
SANDIA LABORATORIES Albuquerque, NM (Vortman): Library Div., Livermore CA
SCHUPACK ASSOC SO. NORWALK, CT (SCHUPACK)
SHELL DEVELOPMENT CO. Houston TX (C. Sellars Jr.)
TEXTRON INC BUFFALO, NY (RESEARCH CENTER LIB.)
TRW SYSTEMS REDONDO BEACH, CA (DAI)
UNITED KINGDOM LNO, USA Meradcom. Fort Belvoir, VA
UNITED TECHNOLOGIES Windsor Locks CT (Hamilton Std Div., Library)
WARD, WOLSTENHOLD ARCHITECTS Sacramento, CA
WESTINGHOUSE ELECTRIC CORP. Annapolis MD (Oceanic Div Lib, Bryan), Library, Pittsburgh PA
WM CLAPP LABS - BATTELLE DUXBURY. MA (LIBRARY)
BRAHTZ La Jolla, CA
FISHER San Diego, Ca

KETRON, BOB Ft Worth, TX
KRUZIC, T.P. Silver Spring, MD
SPIELVOGEL, LARRY Wyncote PA
T.W. MERMEL Washington DC
WALTZ Livermore, CA
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